Boiler 1 Daily Emissions Report

1/1/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.123 26.34 0.027 5.67
1 0.124 25.84 0.028 5.84
2 0.121 26.19 0.021 4.61
3 0.12 26.53 0.029 6.39
4 0.123 25.93 0.038 8.01
5 0.119 25.21 0.03 6.44
6 0.128 28.86 0.026 5.79
7 0.118 25.94 0.027 5.92
8 0.115 23.07 0.018 3.63
9 0.119 28.1 0.018 4.21
10 0.117 25.78 0.021 4.6
11 0.071 15.08 0.018 3.82
12 0.064 14.56 0.024 5.36
13 0.052 8.81 0.023 3.76
14 0.086 20.66 0.018 4.38
15 0.109 25.26 0.03 7.08
16 0.114 24.99 0.033 7.3
17 0.114 25.92 0.036 8.14
18 0.105 25.2 0.036 8.58
19 0.113 25.92 0.038 8.71
20 0.105 23.67 0.035 7.97
21 0.115 25.27 0.033 7.22
22 0.107 22.43 0.031 6.57
23 0.095 21.28 0.034 7.8
Average 0.107 0.028
Total 566.84 147.8
30-Day RIng 0.098 0.03
365-Day RIng 45914
1/2/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.112 25.96 0.034 7.96
1 0.11 23.44 0.037 7.85
2 0.119 24.56 0.033 6.9
3 0.112 24.14 0.035 7.58
4 0.113 27.65 0.04 9.87
5 0.098 25.68 0.03 7.87
6 0.098 28.43 0.03 8.79
7 0.098 25.35 0.031 8.04
8 0.111 31.23 0.036 10.25
9 0.087 21.94 0.025 6.32
10 0.103 25.36 0.039 9.63
11 0.101 26.4 0.025 6.38
12 0.096 24.67 0.03 7.83
13 0.101 25.63 0.032 8.11



14 0.109 29.34 0.032 8.5

15 0.102 26.89 0.031 8.11
16 0.084 20.84 0.027 6.76
17 0.11 29.59 0.035 9.4
18 0.093 24.09 0.028 7.3
19 0.102 25.67 0.032 8.1
20 0.103 26.61 0.032 8.17
21 0.102 26.7 0.032 8.47
22 0.112 23.53 0.023 4,94
23 0.116 25.74 0.023 5.03
Average 0.104 0.031
Total 619.44 188.16
30-Day Ring 0.098 0.03
365-Day RIng 45926
1/3/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.115 26.26 0.03 6.93
1 0.122 25.42 0.025 5.17
2 0.115 25.06 0.028 5.99
3 0.113 26.81 0.038 8.9
4 0.112 254 0.034 7.6
5 0.111 28.06 0.038 9.6
6 0.102 28.04 0.027 7.47
7 0.097 24.17 0.028 6.95
8 0.107 26.74 0.036 8.91
9 0.109 25.69 0.029 6.93
10 0.112 25.81 0.03 7.04
11 0.109 27.5 0.035 9.49
12 0.101 26.84 0.031 8.09
13 0.111 25.54 0.024 5.43
14 0.109 26.29 0.031 7.51
15 0.113 26.35 0.029 6.81
16 0.119 25.57 0.021 461
17 0.113 25.78 0.038 8.64
18 0.115 25.62 0.035 7.7
19 0.112 25.64 0.037 8.34
20 0.113 26.11 0.038 8.76
21 0.113 26.39 0.036 8.52
22 0.108 26.44 0.037 8.96
23 0.109 26.53 0.033 7.99
Average 0.111 0.032
Total 628.06 182.34
30-Day Ring 0.098 0.03
365-Day RIng 45947
1/4/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 0.108 26.27 0.033 8.06
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1/5/2016
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0.109
0.107
0.107
0.109
0.112
0.107
0.104
0.12
0.073
0.104
0.098
0.097
0.1
0.089
0.098
0.098
0.098
0.092
0.095
0.095
0.104
0.098
0.101
0.101

0.099

NOx Ib/mmBtu
0.103
0.099
0.099
0.105
0.101
0.101
0.099
0.092
0.096
0.095
0.096
0.101
0.127
0.105
0.096
0.095
0.094

0.1

NOXx Ibs

25.76 0.036 8.56
26.71 0.034 8.38
26.54 0.034 8.39
25.47 0.031 7.13
26.26 0.035 8.14
29.5 0.033 8.93
25.23 0.028 6.84
30.6 0.044 11.57
15.27 0.022 4.53
26.23 0.028 7.14
26.65 0.03 8.15
26.4 0.029 7.85
26.96 0.033 8.9
24.44 0.026 7.08
27.42 0.03 8.37
26.69 0.03 8.22
27.06 0.03 8.3
25.2 0.031 8.39
26.08 0.029 7.81
25.86 0.027 7.49
27.79 0.032 8.68
25.21 0.032 8.22
26.6 0.031 8.36
0.031
626.2 193.49
0.03
46009
SO2 Ib/mmBtu SO2 Ibs

27.19 0.033 8.71
25.57 0.033 8.48
25.86 0.029 7.49
27.19 0.032 8.33
25.28 0.033 8.41
25.45 0.029 7.35
28.46 0.036 10.41
25.87 0.028 7.76
26.44 0.024 6.76
26.28 0.031 8.73
25.9 0.027 7.38
25.04 0.026 6.56
26.45 0.019 4
28.24 0.032 8.65
25.9 0.029 7.92
26.25 0.032 8.97
24.82 0.029 7.59
27.57 0.034 9.21
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1/6/2016
Hour
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1/7/2016

Hour

H W NN - O

0.096
0.091
0.097
0.096
0.097
0.096
0.099

0.099

NOx Ib/mmBtu
0.094
0.105
0.096
0.099
0.097

0.1
0.108
0.092
0.096
0.092
0.092
0.094
0.096
0.097
0.093
0.095
0.095
0.094
0.092
0.091

0.09
0.091
0.093
0.095
0.095

0.099

NOx Ib/mmBtu
0.095
0.096
0.095
0.095
0.098

26.34
24.73
26.31

26.7
2541
27.49

630.74

NOx lbs

25.56
27.3
25.27
26.15
25.76
26.94
32.81
25.92
27.42
25.9
25.67
26.4
26.12
26.13
26.42
26.42
26
26.65
26.27
25.61
25.92
26.27
25.21
26.15

634.27

NOx lbs
26.38
25.73
26.28
26.31
26.42

0.027
0.026
0.033
0.027
0.026
0.031
0.029

0.03

SO2 Ib/mmBtu
0.027
0.026
0.028
0.031
0.031
0.034
0.034
0.029
0.029
0.031
0.028
0.031
0.028
0.037
0.024

0.03
0.029
0.028
0.028
0.029
0.027
0.029
0.028
0.029
0.029

0.03

SO2 Ib/mmBtu
0.029
0.029
0.029
0.03
0.032

7.46
7.11
8.87
7.63
6.67
8.89

189.34

46061

SO2 |bs

7.41
6.88
7.46
8.21
8.26
9.15
10.43
8.14
8.2
8.68
7.82
8.7
7.62
9.93
6.87
8.48
7.86
7.82
8.1
8.27
7.8
8.42
7.56
8.1

196.17

46118

SO2 |bs
8.07
7.94
8.1
8.37
8.54



5 0.088 24.64 0.027 7.58
6 0.096 27.55 0.028 8.21
7 0.094 26.3 0.032 8.93
8 0.095 26.31 0.03 8.28
9 0.098 27.04 0.028 7.73
10 0.094 25.14 0.029 7.77
11 0.096 26.01 0.031 8.39
12 0.097 26.11 0.027 7.36
13 0.096 25.71 0.027 7.14
14 0.098 26.51 0.029 7.86
15 0.097 26.08 0.029 7.72
16 0.098 25.82 0.032 8.38
17 0.096 25.79 0.024 6.55
18 0.095 23.93 0.018 441
19 0.077 18.44 0.019 4,53
20 0.09 25.03 0.015 431
21 0.095 26.67 0.02 5.55
22 0.093 25.42 0.026 7.07
23 0.099 27.7 0.034 9.66
Average 0.095 0.027
Total 617.32 178.45
30-Day RIng 0.099 0.03
365-Day RIng 46182
1/8/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.8 0.029 8.2
1 0.099 23.2 0.022 5.26
2 0.124 24.64 0.023 4.61
3 0.09 24.46 0.023 6.44
4 0.094 25.81 0.019 5.29
5 0.095 25.73 0.021 5.77
6 0.099 28.68 0.02 5.7
7 0.096 26.2 0.02 5.29
8 0.097 26.44 0.03 8.27
9 0.101 26.74 0.028 7.43
10 0.101 26.28 0.037 9.47
11 0.098 26.09 0.029 7.6
12 0.104 25.58 0.031 7.71
13 0.105 24.76 0.029 6.89
14 0.104 22.53 0.026 5.76
15 0.112 27.89 0.031 7.65
16 0.096 22.04 0.031 7.02
17 0.102 20.94 0.029 5.96
18 0.096 20.97 0.028 6.13
19 0.066 15.99 0.028 6.9
20 0.101 25.16 0.025 6.39
21 0.106 25.61 0.019 4.57
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1/9/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
1/10/2016
Hour
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0.103
0.106
0.1

0.099

NOx Ib/mmBtu

0.11
0.103
0.101
0.108
0.103
0.104
0.104
0.1
0.102
0.105
0.102
0.102
0.106
0.104
0.115
0.105
0.11
0.101
0.101
0.1
0.1
0.101
0.105
0.108
0.104

0.099

NOx Ib/mmBtu

0.11
0.108
0.108
0.101
0.102
0.106
0.105
0.102
0.107

25.86
25.63

594.03

NOx lbs

26.31
20.2
23.67
26.24
24.53
26.59
28
26.47
26.24
26.63
26.46
25.75
26.67
25.24
23.63
23.71
24.65
25.32
26.06
24.17
26.33
26.02
24.97
25.79

609.65

NOx lbs
25.82
25.47
27.36
25.66
25.43
25.83
29.47
25.92
25.48

0.027
0.026
0.026

0.03

SO2 Ib/mmBtu
0.033
0.026
0.033
0.034
0.031
0.031

0.03
0.032
0.031
0.033

0.03
0.032
0.035
0.032
0.034
0.033
0.034
0.038
0.035
0.031
0.036

0.03

0.03
0.034
0.032

0.03

SO2 Ib/mmBtu

0.033
0.035
0.032
0.029
0.032
0.031
0.039
0.032

0.03

6.69
6.34

157.34

46211

SO2 |bs

7.9
5.21
7.75
8.25
7.35
8.01
8.13

8.4
7.89
8.34
7.81
8.03
8.76
7.84
7.01
7.44
7.66
9.45
8.91
7.49
9.48
7.86
7.18

8.3

190.45

46254

SO2 |bs
7.93
8.21
8.06
7.36
7.97
7.53
10.98
8.09
7.22



9 0.107 25.92 0.034 8.38

10 0.104 24.66 0.035 8.29
11 0.109 26.97 0.034 8.31
12 0.105 24.41 0.027 6.36
13 0.089 18.46 0.018 3.81
14 0.092 19.42 0.017 3.68
15 0.073 15.91 0.017 3.69
16 0.076 17.21 0.019 4.26
17 0.07 14.96 0.018 3.94
18 0.066 14.43 0.017 3.76
19 0.087 17.89 0.017 3.43
20 0.091 18.74 0.017 3.51
21 0.086 18.02 0.017 3.51
22 0.091 18.83 0.017 3.44
23 0.093 19.54 0.017 3.56
Average 0.095 0.026
Total 531.81 145.28
30-Day RIng 0.099 0.03
365-Day RIng 46219
1/11/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.09 18.94 0.017 3.65
1 0.103 20.96 0.018 3.55
2 0.105 22.79 0.029 6.28
3 0.103 21.26 0.027 5.63
4 0.1 21.3 0.031 6.52
5 0.109 23.73 0.03 6.47
6 0.101 22.46 0.028 6.2
7 0.1 21.45 0.019 4.01
8 0.094 21.67 0.024 5.55
9 0.106 24.56 0.026 5.96
10 0.098 21.92 0.02 4.45
11 0.084 18.43 0.018 3.96
12 0.092 22.44 0.026 6.26
13 0.108 23.47 0.024 5.25
14 0.109 26.7 0.031 7.64
15 0.106 26.07 0.033 8.14
16 0.104 26.73 0.032 8.14
17 0.102 26.93 0.031 8.14
18 0.099 25.43 0.032 8.13
19 0.104 25.03 0.032 7.87
20 0.107 27.21 0.033 8.42
21 0.106 27.5 0.035 9.09
22 0.098 23.94 0.032 7.71
23 0.11 25.69 0.034 7.78
Average 0.102 0.028

Total 566.61 154.8



30-Day Ring 0.099 0.03

365-Day RIng 46285
1/12/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.11 26.78 0.035 8.52
1 0.108 25.7 0.034 8.13
2 0.108 27.16 0.034 8.46
3 0.105 26.36 0.033 8.29
4 0.106 26.18 0.033 8.08
5 0.103 26.93 0.032 8.34
6 0.099 26.84 0.031 8.54
7 O0C 00ocC 00cC 00C
8 00C 00cC 00cC 00C
9 0.104 24.91 0.028 6.72
10 0.108 25.83 0.034 8.28
11 0.115 26.18 0.036 8.21
12 0.114 26.42 0.036 8.35
13 0.112 25.94 0.036 8.3
14 0.111 26.59 0.034 8.31
15 0.111 26.34 0.035 8.37
16 0.114 25.67 0.036 8.12
17 0.115 26.53 0.036 8.25
18 0.114 26.58 0.037 8.57
19 0.112 25.73 0.034 7.93
20 0.111 26.66 0.035 8.39
21 0.111 26.42 0.035 8.26
22 0.109 25.93 0.034 8.1
23 0.111 26.4 0.035 8.27
Average 0.11 0.034
Total 578.08 180.79
30-Day RIng 0.1 0.03
365-Day RIng 46466
1/13/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.108 26.66 0.034 8.39
1 0.107 25.82 0.035 8.52
2 0.116 27.95 0.035 8.33
3 0.115 29.61 0.026 6.71
4 0.097 24.72 0.032 8.09
5 0.092 24.63 0.022 5.83
6 0.099 30.03 0.023 6.96
7 0.095 29.89 0.032 10.03
8 0.087 23.88 0.022 6.2
9 0.097 27.26 0.033 9.29
10 0.098 27.16 0.03 8.3
11 0.096 26.81 0.029 8.11

[
N

0.095 26.34 0.03 8.27



13 0.088 23.26 0.03 7.78

14 0.103 28.43 0.031 8.56
15 0.094 26.74 0.029 8.27
16 0.092 25.54 0.03 8.26
17 0.089 25.28 0.029 8.19
18 0.091 25.65 0.029 8.11
19 0.089 23.94 0.025 6.62
20 0.095 26.43 0.029 7.99
21 0.094 26.34 0.029 8.09
22 0.093 26.12 0.029 8.2
23 0.094 26.22 0.027 7.69
Average 0.097 0.029
Total 634.71 190.79
30-Day RIng 0.1 0.03
365-Day RIng 46657
1/14/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.91 0.03 8.43
1 0.098 26.71 0.033 9.15
2 0.1 27.58 0.027 7.43
3 0.095 26.57 0.03 8.44
4 0.096 26.02 0.029 7.75
5 0.095 26.35 0.029 8.09
6 0.092 27.18 0.029 8.57
7 0.093 27.33 0.031 9.07
8 0.09 25.85 0.026 7.44
9 0.087 25.23 0.026 7.62
10 0.089 25.82 0.028 8.17
11 0.096 28.65 0.029 8.69
12 0.094 27.1 0.031 8.94
13 0.091 25.63 0.027 7.66
14 0.089 23.79 0.028 7.51
15 0.101 28.6 0.029 8.13
16 0.093 25.37 0.03 8.05
17 0.094 26.23 0.029 8.16
18 0.093 25.67 0.031 8.53
19 0.097 26.15 0.03 8.09
20 0.1 27.71 0.03 8.23
21 0.095 25.62 0.031 8.37
22 0.098 26.07 0.03 7.96
23 0.09 24.84 0.028 7.68
Average 0.094 0.029
Total 631.98 196.16
30-Day RIng 0.1 0.03
365-Day RIng 46853
1/15/2016

Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs



0 0.093 26.29 0.029 8.17
1 0.095 26.01 0.026 7.15
2 0.094 26.76 0.029 8.19
3 0.093 26.57 0.029 8.21
4 0.094 26.24 0.03 8.34
5 0.098 27.38 0.031 8.49
6 0.092 27.04 0.028 8.28
7 0.091 26.68 0.03 8.77
8 0.089 25.99 0.027 7.76
9 0.092 28.93 0.028 8.88
10 0.088 24.54 0.027 7.61
11 0.095 26.66 0.03 8.28
12 0.093 27.31 0.029 8.6
13 0.084 23.45 0.026 7.17
14 0.095 26.44 0.031 8.54
15 0.098 27.44 0.031 8.63
16 0.089 24.57 0.027 7.55
17 0.095 26.89 0.03 8.34
18 0.09 25.34 0.028 7.94
19 0.094 25.83 0.028 7.8
20 0.096 26.46 0.028 7.79
21 0.107 28.86 0.034 9.11
22 0.104 27.03 0.033 8.49
23 0.105 27.55 0.03 7.97
Average 0.094 0.029
Total 636.26 196.06
30-Day RIng 0.1 0.03
365-Day RIng 46932
1/16/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 25.77 0.031 8.05
1 0.104 26.71 0.033 8.52
2 0.1 26.02 0.03 7.97
3 0.102 26.6 0.03 7.84
4 0.103 26.15 0.033 8.26
5 0.101 26.51 0.031 8.18
6 0.098 27.9 0.03 8.44
7 0.089 24.17 0.029 7.97
8 0.09 25.57 0.028 7.93
9 0.093 26 0.028 7.72
10 0.089 24.9 0.028 7.86
11 0.095 26.31 0.03 8.24
12 0.094 26.24 0.029 8.15
13 0.095 26.24 0.03 8.28
14 0.094 26.43 0.028 7.93
15 0.103 28.38 0.034 9.29
16 0.096 26.17 0.029 7.92
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1/17/2016
Hour
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30-Day RIng

365-Day RIng
1/18/2016

Hour

w N = O

0.089
0.097
0.097
0.096

0.1
0.098

0.1
0.097

0.099

NOx Ib/mmBtu
0.091
0.098
0.096
0.095
0.094
0.098
0.095
0.087
0.094
0.092

0.09
0.098
0.096
0.098
0.097
0.099
0.096
0.099
0.094

0.1
0.098
0.097
0.098
0.098
0.096

0.099

NOx Ib/mmBtu
0.098
0.098
0.098
0.098

NOXx Ibs

NOXx Ibs

24.77
26.4
25.76
26.02
27.21
26.1
27.3

629.63

24.78
25.84
27.02
26.43
25.23
27.14
29.31
25.47
26.57
26.02
24.69
26.87
26.57
26.01
26.23
26.98
25.68
27.02
25.19
26.13
26.53
25.92
25.99
26.26

629.88

26.36

26.2
26.19
26.57

0.028
0.029

0.03
0.031
0.031
0.031
0.029

0.03

0.03

SO2 Ib/mmBtu

0.03
0.031
0.031
0.029

0.03
0.029
0.032
0.027
0.029
0.028
0.029
0.031
0.031

0.03

0.03
0.031
0.031

0.03
0.031
0.031

0.03
0.031
0.033
0.028

0.03

0.03

SO2 Ib/mmBtu
0.032
0.031
0.03
0.03

7.9
7.95
8.03
8.28
8.37
8.31
7.93

195.32

46967

SO2 Ibs
8.29
8.29
8.68
7.97
8.05
7.99
9.91
7.84
8.25
7.88
7.79
8.48
8.48
8.06
8.18
8.32
8.25
8.28
8.21
8.03
8.18
8.33
8.71
7.63

198.08

46960

SO2 Ibs

8.58

8.36

8.25
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Average

Total

30-Day RIng

365-Day RIng

1/19/2016
Hour
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0.097

0.1
0.095
0.091
0.098
0.091
0.095
0.084
0.093
0.101
0.097
0.092
0.097
0.094
0.095
0.091
0.094
0.098
0.094
0.097
0.095

0.099

NOx Ib/mmBtu
0.097
0.095
0.096
0.096
0.095
0.096
0.095
0.082
0.089
0.095
0.103
0.096
0.092
0.094
0.094
0.097
0.097
0.095
0.094
0.094
0.097

NOXx Ibs

25.68
26.95
28.27
25.73
27.02
26.17
25.99
23.94
25.75

28.7
27.32
25.56
26.44
26.21
26.33

24.5
25.81
26.72
25.46
26.83

630.7

26.38
26.21
26.57
26.32
25.95
26.86
29.33

24.4
25.48
26.28
28.95
27.16
26.03
26.09
26.03
26.48
26.02
26.16
25.39
25.12
27.09

0.03
0.031
0.03
0.029
0.029
0.028
0.033
0.033
0.028
0.03
0.023
0.027
0.03
0.029
0.03
0.028
0.027
0.031
0.03
0.029
0.03

0.03

SO2 Ib/mmBtu

0.031
0.03
0.029
0.03
0.03
0.029
0.03
0.034
0.028
0.029
0.029
0.029
0.028
0.028
0.029
0.03
0.03
0.028
0.029
0.03
0.031

7.93
8.35
8.93
8.15
7.98
7.99

9.39

7.8
8.59
6.33
7.61
8.26
8.08
8.26
7.47
7.51
8.39
8.15
8.07

195.43

46951

8.5
8.29
8.12
8.33
8.14
8.17

9.2

10.26
8.03
7.97
8.23
8.32
8.03
7.98
8.13
8.28
7.92
7.84
7.82
7.89
8.52



21 0.096 26.4 0.03 8.28

22 0.094 25.36 0.03 8.13
23 0.095 26.51 0.029 7.98
Average 0.095 0.03
Total 632.57 198.36
30-Day RIng 0.1 0.03
365-Day RIng 46946
1/20/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.71 0.03 8
1 0.098 26.3 0.032 8.4
2 0.096 26.31 0.029 8
3 0.095 25.78 0.029 7.96
4 0.097 26.47 0.03 8.24
5 0.096 26 0.027 7.26
6 0.106 32.29 0.031 9.3
7 0.086 24.6 0.035 9.95
8 0.092 26.35 0.03 8.45
9 0.093 25.83 0.026 7.36
10 0.098 27.01 0.027 7.48
11 0.106 29.42 0.03 8.4
12 0.092 25.36 0.029 7.9
13 0.095 25.6 0.031 8.26
14 0.097 26.2 0.028 7.51
15 0.097 26.21 0.032 8.8
16 0.098 26.26 0.03 8.13
17 0.095 2591 0.029 7.88
18 0.097 26.53 0.031 8.39
19 0.096 25.7 0.03 8.11
20 0.097 26.61 0.03 8.1
21 0.095 26.05 0.031 8.46
22 0.097 26.42 0.031 8.38
23 0.096 26.22 0.03 8.1
Average 0.096 0.03
Total 635.14 196.82
30-Day RIng 0.1 0.03
365-Day RIng 46948
1/21/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.42 0.032 8.72
1 0.097 26.1 0.03 7.95
2 0.096 25.31 0.029 7.6
3 0.096 26.33 0.031 8.46
4 0.097 26.07 0.03 8.16
5 0.095 26.15 0.029 8.12
6 0.097 29.29 0.029 8.79
7 0.075 21.15 0.036 10.51



8 0.079
9 0.09
10 0.093
11 0.094
12 0.106
13 0.098
14 0.102
15 0.097
16 0.099
17 0.097
18 0.097
19 0.099
20 0.1
21 0.096
22 0.096
23 0.095
Average 0.095
Total
30-Day RIng 0.099
365-Day RIng
1/22/2016
Hour NOx Ib/mmBtu
0 0.096
1 0.099
2 0.094
3 0.094
4 0.096
5 0.098
6 0.095
7 0.092
8 0.097
9 0.095
10 0.101
11 0.091
12 0.092
13 0.097
14 0.096
15 0.097
16 0.088
17 0.084
18 Inval
19 Down
20 Down
21 Down
22 Down
23 Down
Average 0.095

NOXx Ibs

Down
Down
Down
Down
Down

22.02
24.93
25.73
25.64
28.85
26.18
27.36
25.75

26.2
26.09
25.79

25.9
26.65
25.83
25.35
25.63

620.72

26.37
26.71
26.38
26.04
25.79
26.58
26.19
25.86
26.71
26.18
27.69
25.34
25
25.24
26.78
26.86
23.08
15.65
4.17

0.028
0.029
0.029
0.029
0.031
0.031
0.033
0.029
0.032

0.03

0.03

0.03
0.029
0.031
0.035
0.035
0.031

0.03

SO2 Ib/mmBtu

Inval

Down
Down
Down
Down
Down

0.028
0.031
0.026
0.029

0.03
0.028

0.03
0.029
0.028
0.029
0.034
0.025
0.038
0.025
0.029
0.034
0.028
0.026

0.029

SO2 |bs

Down
Down
Down
Down
Down

7.7
8.14
7.85
7.98
8.31
8.31
8.78
7.79
8.42
8.02
8.03
7.81
7.82
8.33
9.27
9.55

200.42

46950

7.72
8.32
7.4
7.92
8.01
7.68
8.29
8.29
7.8
8.1
9.24
7.12
10.28
6.63
7.97
9.52
7.46
4.83
2.62



Total 462.62 145.2

30-Day RIng 0.099 0.03
365-Day RIng 46925
1/23/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 46750
1/24/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down

11 Down Down Down Down



12 Down
13 Down
14 Down
15 Down
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down
23 Down

Average Down

Total

30-Day RIng

365-Day RIng

1/25/2016

0.099

Hour NOx Ib/mmBtu

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

O 0O NOOULL B WNPF-L O

[
o

Down
Down

=R
N R

Down
13 Down
14 Down
15 Down
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down
23 Down

Average Down

Total

30-Day RIng

365-Day RIng

1/26/2016

0.099

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

NOx lbs
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

0.03

0.03

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

S02 lbs
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

46590

46421



Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs

0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 46225
1/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down

15 Down Down Down Down



16 Down Down Down Down

17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 46025
1/28/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 45829
1/29/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down

2 Down Down Down Down



3 Down Down Down Down

4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 45640
1/30/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down

19 Down Down Down Down



20 Down Down Down Down

21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 45468
1/31/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 45269
2/1/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down

6 Down Down Down Down



7 Down Down Down Down

8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 45080
2/2/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down

23 Down Down Down Down



Average Down Down

Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 44968
2/3/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 44781
2/4/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down

10 Down Down Down Down



Average
Total

30-Day RIng
365-Day RIng

11 Down
12 Down
13 Down
14 Down
15 Down
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down
23 Down

Down

2/5/2016

Hour

Average
Total

30-Day RIng
365-Day RIng

0.099

NOx Ib/mmBtu

0 Down

1 Down

2 Down

3 Down

4 Down

5 Down

6 Down

7 Down

8 Down

9 Down

10 Down
11 Down
12 Down
13 Down
14 Down
15 Down
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down
23 Down
Down

0.099

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

NOx lbs
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

0.03

0.03

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

S0O2 Ibs
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

44585

44403



2/6/2016

Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.099 0.03
365-Day RIng 44229
2/7/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Maint Maint Maint Maint
6 Maint Maint Maint Maint
7 Maint Maint Maint Maint
8 Maint Maint Maint Maint
9 Maint Maint Maint Maint
10 Maint Maint Maint Maint
11 Maint Maint Maint Maint
12 Maint Maint Maint Maint
13 Maint Maint Maint Maint

14 Maint Maint Maint Maint



15 Maint Maint
16 Maint Maint
17 Maint Maint
18 Maint Maint
19 Maint Maint
20 Maint Maint
21 Maint Maint
22 Inval
23 Inval
Average Maint
Total
30-Day RIng 0.099
365-Day RIng
2/8/2016
Hour NOx Ib/mmBtu  NOx Ibs
0 Inval
1 Inval
2 Inval
3 Inval
4 Inval
5 Inval
6 Inval
7 Inval 0ocC
8 Inval 00cC
9 Inval 0o0cC
10 Inval 00cC
11 Inval 0o0cC
12 Inval 00cC
13 0.368 O0C
14 0.343 00C
15 0.338 O0C
16 0.359 00C
17 0.349 00C
18 0.33 00C
19 0.284 00C
20 0.258 00C
21 0.245 00C
22 0.263 0O0C
23 0.303 00C
Average 0.313
Total
30-Day RIng 0.102
365-Day RIng
2/9/2016
Hour NOx Ib/mmBtu  NOx Ibs
0 0.316 O0C
1 0.345 00C

Maint
Maint
Maint
Maint
Maint
Maint
Maint
4.53 Inval
4.48 Inval
Maint
9.01

SO2 Ib/mmBtu

4.46 Inval
4.45 Inval
5.97 Inval
8.95 Inval
9.9 Inval
9.68 Inval
10.17 Inval
Inval
Inval
Inval
Inval
Inval
Inval

53.58

SO2 Ib/mmBtu

Maint
Maint
Maint
Maint
Maint
Maint
Maint

0.029

SO2 Ibs

00oC

00C

00oC

00C

00oC

00C

0.087 00OC

0.07 00C

0.06 0OC

0.051 00C

0.05 00C

0.048 O0OC

0.05 00C

0.05 00C

0.048 0O0OC

0.032 00C

0.032 00C
0.053

0.03

SO2 Ibs

0.031 00C
0.031 00C

3.15
3.12

6.27

44080

3.11
3.04
3.14
3.14
3.07
3.14
3.41

22.05

43918



2 0.459 0O0C 0.028 O0C
3 0.361 O0OC 0.026 O0C
4 0.339 O0C 0.025 00C
5 0.215 O0C 0.025 00C
6 0.206 O0OC 0.024 O0C
7 0.178 22.16 0.023 2.89
8 0.124 204 0.02 3.27
9 0.092 21.29 0.04 9.09
10 0.082 18.49 0.028 6.29
11 0.079 18.42 0.03 6.9
12 0.098 25.32 0.027 6.96
13 0.097 26.04 0.032 8.7
14 0.099 26.52 0.029 7.7
15 0.098 26.54 0.036 9.68
16 0.099 25.85 0.032 8.25
17 0.101 26.61 0.031 8.14
18 0.099 26.48 0.031 8.15
19 0.101 26.05 0.031 7.95
20 0.1 26.08 0.031 8.18
21 0.102 26.41 0.031 8.17
22 0.102 25.8 0.033 8.34
23 0.103 26.49 0.031 8.12
Average 0.166 0.029
Total 414.95 126.78
30-Day Ring 0.104 0.03
365-Day RIng 43846
2/10/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.101 26.46 0.031 8.13
1 0.102 25.82 0.031 7.94
2 0.102 26.05 0.031 7.84
3 0.102 26.36 0.035 8.99
4 0.103 25.99 0.034 8.6
5 0.101 26.54 0.026 6.82
6 0.101 29.04 0.032 9.06
7 0.099 25.24 0.032 8.22
8 0.142 21.82 0.023 3.57
9 0.099 22.24 0.029 6.69
10 0.099 26.34 0.028 7.51
11 0.098 26.17 0.034 9.02
12 0.096 26.41 0.031 8.5
13 0.099 25.94 0.031 8.13
14 0.104 26.53 0.033 8.36
15 0.1 26.49 0.033 8.63
16 0.093 244 0.03 7.82
17 0.099 26.19 0.028 7.25
18 0.1 26.31 0.032 8.51



19 0.099
20 0.102
21 0.101
22 0.102
23 0.101
Average 0.102
Total
30-Day RIng 0.104
365-Day RIng
2/11/2016
Hour NOx Ib/mmBtu
0 0.101
1 0.102
2 0.1
3 0.101
4 0.103
5 0.101
6 0.102
7 0.091
8 0.097
9 0.1
10 0.099
11 Inval
12 0.09
13 0.099
14 0.098
15 0.09
16 0.09
17 0.097
18 0.097
19 0.105
20 0.347
21 Down
22 Down
23 Down
Average 0.111
Total
30-Day RIng 0.105
365-Day RIng
2/12/2016
Hour NOx Ib/mmBtu
0 Down
1 Down
2 Down
3 Down
4 Down
5 Down

NOXx Ibs

Down
Down
Down

NOx lbs
Down
Down
Down
Down
Down
Down

25.63
26.63
26.17
25.52
26.62

620.91

26.24
25.93
26.21
26.47
25.97
26.69
29.36
25.49
26.44
26.61
27.76

4.08
21.52
24.84
25.89
24.43
23.53
26.81
26.54
24.25
22.27

517.33

SO2 Ib/mmBtu

Inval

Down
Down
Down

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down

0.033
0.031
0.032
0.032
0.031
0.031

0.03

0.033
0.033
0.036
0.033
0.029

0.03

0.03
0.029
0.031
0.027
0.035

0.035

0.03
0.034
0.025
0.028
0.031
0.029
0.027
0.048

0.032

0.03

8.37
7.95
8.24
8.16
8.21

190.52

43916

S02 Ibs
8.66
8.32
9.34
8.67
7.42
7.96
8.47
8.14
8.47
7.2
9.93
2.84
8.08
7.51
9.13
6.76
7.34
8.63
8.01
6.34
2.72
Down
Down
Down

159.94

44076

S0O2 Ibs
Down
Down
Down
Down
Down
Down



6 DCal DCal
7 DCal DCal
8 Down Down
9 Down Down
10 Down Down
11 Down Down
12 Down Down
13 Down Down
14 Down Down
15 Down Down
16 Down Down
17 Down Down
18 Down Down
19 Down Down
20 Down Down
21 Inval 00cC
22 Inval 0o0cC
23 Inval 00cC
Average Inval
Total 00cC
30-Day RIng 0.106
365-Day RIng
2/13/2016
Hour NOx Ib/mmBtu  NOx lbs
0 0.218 O0C
1 0.208 O0OC
2 0.276 O0C
3 0.203 O0C
4 0.142 O0C
5 0.123 00C
6 0.126 O0C
7 0.08
8 0.091
9 0.092
10 0.093
11 0.097
12 0.096
13 0.097
14 0.098
15 0.097
16 0.097
17 0.095
18 0.097
19 0.096
20 0.096
21 0.097
22 0.096

23.75
26.36
26.3
25.95
26.69
26.18
26
26.57
26.38
25.84
26.36
26.15
25.82
26.17
26.7
25.79

DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Inval
Inval
Inval
Inval

SO2 Ib/mmBtu

DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
00cC

00cC

00cC

00C
0.03

SO2 |bs

0.083 00C
0.058 0O0C
0.025 00C
0.021 00OC
0.019 00C
0.017 00C
0.019 00C
0.038
0.026
0.029
0.027
0.029
0.029
0.032
0.028
0.031
0.032
0.034
0.025
0.034
0.032
0.025
0.036

44076

11.5
7.55
8.26
7.63
8.02

8.68
7.67
8.43
8.51
9.51
6.75
9.18
8.77

6.9
9.69



23

Average
Total
30-Day RIng
365-Day RIng
2/14/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
2/15/2016
Hour

O 00 NOYULL B WN - O

0.096
0.121

0.107

NOx Ib/mmBtu
0.094
0.096
0.098
0.099
0.097
0.097
0.097
0.093
0.095
0.094
0.096
0.097
0.098
0.098
0.097
0.098

0.1
0.099
0.099
0.099
0.097
0.098
0.098
0.099
0.097

0.106

NOx Ib/mmBtu
0.098
0.099
0.097
0.098

0.1
0.098
0.098
0.092
0.097
0.096

26.62

443.63

NOx lbs

26.37
26.08

25.8
26.77
25.75
26.05
28.73
26.23
26.24
26.31
25.95
26.56
26.16
26.08
26.03

26.3
26.26
26.39
26.33
26.21
25.74
26.56
25.74
26.52

631.16

NOx lbs
26.23
26.27
25.56
26.43
26.16
26.46
29.43
25.22
26.87
26.06

0.023
0.031

0.03

SO2 Ib/mmBtu
0.034
0.032
0.022
0.032
0.028
0.031
0.031
0.033
0.024
0.034
0.027

0.03
0.032
0.028
0.029
0.031
0.031
0.031
0.032
0.032
0.027
0.033
0.029
0.033

0.03

0.03

SO2 Ib/mmBtu

0.029

0.03
0.028
0.034
0.031

0.03
0.032
0.031
0.028
0.033

6.41

141.46

44185

SO2 Ibs

9.69
8.65
5.82
8.69

7.6
8.24
9.21
9.34
6.79
9.46
7.25
8.23
8.55
7.52
7.88
8.36
7.97
8.26
8.57
8.36
7.27
8.75
7.62

8.9

196.98

44248

SO2 Ibs
7.84

7.47

8.17
8.21
9.58

8.4
7.87
8.99



10 0.099 25.83 0.031 8.11

11 0.097 26.34 0.029 7.8
12 0.095 26.5 0.032 8.99
13 0.094 25.91 0.031 8.43
14 0.095 26.14 0.031 8.47
15 0.097 26.44 0.027 7.29
16 0.097 25.84 0.029 7.67
17 0.096 26.12 0.032 8.65
18 0.097 26.55 0.03 8.13
19 0.096 25.83 0.029 7.64
20 0.098 26.12 0.028 7.53
21 0.097 26.49 0.031 8.62
22 0.097 25.96 0.031 8.33
23 0.098 26.31 0.03 8.03
Average 0.097 0.03
Total 631.07 197.22
30-Day RIng 0.106 0.03
365-Day RIng 44296
2/16/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.44 0.029 7.98
1 0.097 26.07 0.032 8.52
2 0.098 26.32 0.029 7.9
3 0.097 26.27 0.03 8.16
4 0.098 25.92 0.032 8.45
5 0.098 26.47 0.032 8.58
6 0.098 29.64 0.03 8.96
7 0.094 26.59 0.031 8.89
8 0.094 25.9 0.027 7.45
9 0.094 26.3 0.031 8.78
10 0.096 26.06 0.028 7.72
11 0.096 26.25 0.029 7.93
12 0.094 26.37 0.031 8.75
13 0.096 25.95 0.03 8.12
14 0.098 26.42 0.029 7.89
15 0.095 26.51 0.031 8.51
16 0.094 25.7 0.031 8.39
17 0.098 26.84 0.03 8.23
18 0.095 26.37 0.028 7.8
19 0.095 25.8 0.03 8.08
20 0.097 26.81 0.028 7.82
21 0.095 26.04 0.031 8.52
22 0.095 26.02 0.03 8.31
23 0.095 26.62 0.03 8.24
Average 0.096 0.03
Total 633.68 197.98

30-Day Ring 0.106 0.03



365-Day RIng 44352

2/17/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.52 0.031 8.52
1 0.094 25.83 0.03 8.32
2 0.095 26.31 0.027 7.57
3 0.096 26.33 0.03 8.22
4 0.095 25.85 0.031 8.43
5 0.096 26.46 0.029 8.05
6 0.094 28.22 0.032 9.64
7 0.093 25.71 0.029 8.13
8 0.096 26.3 0.028 7.84
9 0.096 26.51 0.031 8.63
10 0.094 25.99 0.029 7.89
11 0.094 26.09 0.029 8.09
12 0.094 26.53 0.03 8.45
13 0.096 25.8 0.03 7.97
14 0.096 26.49 0.032 8.76
15 0.094 26.4 0.029 8.19
16 0.096 25.93 0.03 8.05
17 0.094 26.06 0.027 7.58
18 0.096 26.79 0.03 8.49
19 0.094 25.67 0.029 7.93
20 0.094 26.12 0.028 7.89
21 0.096 26.79 0.031 8.49
22 0.093 25.91 0.029 8.17
23 0.094 26.65 0.029 8.28
Average 0.095 0.03
Total 631.26 197.58
30-Day RIng 0.105 0.03
365-Day RIng 44374
2/18/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.092 26.19 0.03 8.48
1 0.094 25.67 0.03 8.25
2 0.096 26.66 0.028 7.72
3 0.095 26.1 0.028 7.71
4 0.096 26.25 0.032 8.62
5 0.095 25.85 0.03 8.15
6 0.095 28.36 0.03 8.83
7 0.092 25.89 0.029 8.18
8 0.093 26.36 0.029 8.06
9 0.094 26.29 0.028 7.83
10 0.09 24.73 0.027 7.5
11 0.089 24.09 0.028 7.45
12 0.103 25.94 0.031 7.84
13 0.102 26.63 0.032 8.33



14 0.096 26.55 0.032 8.88

15 0.095 26.55 0.028 7.72
16 0.093 25.23 0.028 7.73
17 0.096 26.23 0.027 7.24
18 0.097 26.45 0.03 8.1
19 0.098 25.95 0.031 8.16
20 0.099 26.42 0.03 8.06
21 0.096 26.34 0.028 7.65
22 0.096 26.11 0.03 8.23
23 0.096 26.22 0.03 8.1
Average 0.095 0.029
Total 627.06 192.82
30-Day Ring 0.105 0.03
365-Day RIng 44403
2/19/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.51 0.03 8.24
1 0.097 25.89 0.03 8
2 0.096 26.25 0.031 8.39
3 0.095 25.76 0.03 8.17
4 0.101 26.52 0.031 8.02
5 0.096 26.56 0.033 9.1
6 0.098 29.32 0.03 8.99
7 0.09 25.84 0.033 9.57
8 0.089 25.16 0.029 8.25
9 0.093 26.02 0.029 8.18
10 0.097 26.29 0.028 7.46
11 0.087 2341 0.03 8.13
12 0.096 25.04 0.031 8.17
13 0.097 26.37 0.029 7.94
14 0.09 24.49 0.032 8.63
15 0.096 26.52 0.028 7.83
16 0.095 26.1 0.03 8.31
17 0.095 26.46 0.029 8.05
18 0.094 26.13 0.03 8.26
19 0.096 26.22 0.031 8.3
20 0.096 26.28 0.029 7.91
21 0.097 26.35 0.031 8.35
22 0.097 26.03 0.031 8.25
23 0.099 26.29 0.03 7.99
Average 0.095 0.03
Total 625.81 198.49
30-Day Ring 0.105 0.03
365-Day RIng 44478
2/20/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 0.098 26.34 0.031 8.26



1 0.101 25.97 0.031 7.97
2 0.101 26.6 0.031 8.27
3 0.098 26.18 0.032 8.47
4 0.099 26.21 0.031 8.11
5 0.098 26.45 0.032 8.61
6 0.097 28.35 0.03 8.78
7 0.09 25.78 0.032 9.06
8 0.094 25.67 0.031 8.4
9 0.096 26.4 0.03 8.28
10 0.096 26.06 0.03 8.12
11 0.098 26.13 0.027 7.13
12 0.102 26.31 0.034 8.81
13 0.093 25.09 0.03 8.16
14 0.098 26.38 0.031 8.26
15 0.096 26.36 0.027 7.31
16 0.097 26.05 0.03 8.12
17 0.096 26.2 0.029 7.79
18 0.096 26.57 0.029 8
19 0.096 26 0.03 7.99
20 0.095 26.35 0.027 7.44
21 0.098 26.28 0.031 8.27
22 0.098 26.17 0.029 7.85
23 0.099 26.47 0.031 8.12
Average 0.097 0.03
Total 630.37 195.58
30-Day RIng 0.105 0.03
365-Day RIng 44518
2/21/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.35 0.033 8.92
1 0.098 26.03 0.031 8.2
2 0.099 26.1 0.026 6.96
3 0.099 26.57 0.024 6.41
4 0.097 26.03 0.032 8.73
5 0.098 26.51 0.03 8.23
6 0.102 30.13 0.032 9.5
7 0.088 25.27 0.034 9.9
8 0.095 26.07 0.031 8.4
9 0.096 26.27 0.029 7.75
10 0.097 26.28 0.029 7.98
11 0.089 23.58 0.032 8.64
12 0.105 26.28 0.028 7.1
13 0.101 26.58 0.037 9.56
14 0.098 26.5 0.03 8.22
15 0.098 26.62 0.029 7.85
16 0.097 26.09 0.027 7.27
17 0.097 26.39 0.031 8.47
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19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
2/22/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
2/23/2016
Hour

H W NN - O

0.097
0.097
0.098
0.098
0.097
0.097
0.097

0.105

NOx Ib/mmBtu
0.097
0.098
0.098
0.097
0.097
0.098
0.098

0.079
0.093
0.096
0.095
0.095
0.099
0.098
0.097
0.099
0.099
0.098
0.099
0.096
0.097
0.097
0.098
0.096

0.105

NOx Ib/mmBtu
0.098
0.099
0.099
0.099
0.098

26.51
25.99
26.44
26.39
26.15
25.91

631.04

NOx lbs

26.64
26.02
26.28
26.36

25.5
26.16
26.32
26.43
26.11
26.01
26.69
25.09
26.47
26.28
26.09
26.02
26.28
26.38
26.34
26.37

25.8
26.34
26.26

26.2

628.44

NOx lbs
26.2
26.56
26.13
26.49
26.11

0.031
0.029
0.029
0.028
0.026
0.025

0.03

0.03

SO2 Ib/mmBtu
0.027
0.026
0.024
0.029
0.033
0.027

0.03

00cC

0.019
0.027

0.03
0.026
0.034
0.031

0.03
0.031
0.026
0.032
0.031
0.031

0.03
0.031

0.03
0.031
0.029

0.03

SO2 Ib/mmBtu
0.031
0.033
0.029
0.033
0.029

8.48
7.85
7.95
7.54

6.71

193.62

44543

SO2 |bs

7.48
6.93
6.4
7.95
8.62
7.33
8.05
10.77
6.19
7.6
8.28
6.82
9.51
8.36

8.32
6.85
8.42
8.41
8.27
8.06
8.26
8.14
8.34

191.36

44555

SO2 |bs
8.23
8.92
7.77
8.76
7.61



5 0.098 25.88 0.031 8.11
6 0.097 26.9 0.031 8.51
7 0.093 26.17 0.035 9.87
8 0.099 26.08 0.027 7.04
9 0.099 26.22 0.033 8.61
10 0.098 26.48 0.032 8.77
11 0.099 25.53 0.029 7.48
12 0.1 26.78 0.034 9.02
13 0.101 26.27 0.03 7.7
14 0.103 25.86 0.033 8.2
15 0.101 26.4 0.031 8.24
16 0.103 26.55 0.031 7.9
17 0.102 26.12 0.033 8.46
18 0.101 26.33 0.032 8.38
19 0.101 26.35 0.032 8.34
20 0.102 25.92 0.032 8.25
21 0.1 26.45 0.032 8.39
22 0.101 25.98 0.033 8.45
23 0.103 26.53 0.033 8.38
Average 0.1 0.032
Total 630.29 199.39
30-Day RIng 0.105 0.03
365-Day RIng 44589
2/24/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.102 26.16 0.033 8.58
1 0.102 26.56 0.034 8.8
2 0.102 25.94 0.029 7.44
3 0.102 26.42 0.034 8.83
4 0.101 26.59 0.031 8.05
5 0.101 25.75 0.031 7.97
6 0.101 25.91 0.031 8.01
7 0.093 25.88 0.029 8.12
8 0.099 26.09 0.029 7.67
9 0.1 26.63 0.032 8.52
10 0.102 26.34 0.032 8.37
11 0.101 25.88 0.033 8.41
12 0.104 26.42 0.034 8.78
13 0.102 26 0.031 8.02
14 0.1 26.21 0.03 7.9
15 0.1 26.5 0.033 8.81
16 0.1 26.25 0.029 7.57
17 0.099 25.74 0.031 8.04
18 0.099 26.56 0.031 8.4
19 0.098 26.17 0.031 8.31
20 0.099 25.92 0.031 8.04
21 0.1 26.61 0.031 8.42



22

23
Average
Total
30-Day RIng
365-Day RIng
2/25/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
2/26/2016
Hour

o NO UL A WNPFL O

0.097
0.103
0.1

0.105

NOx Ib/mmBtu

0.1
0.102
0.102
0.101
0.101
0.101

0.1
0.096
0.099

0.1
0.099
0.104
0.107
0.106
0.102
0.103
0.101
0.103
0.101
0.102
0.101
0.101

0.1
0.101
0.101

0.105

NOx Ib/mmBtu

0.102
0.104
0.103
0.102

0.1
0.102
0.099
0.097
0.101

26.13
26.19

628.85

NOx lbs

26.44
26.35
26.32
26.34
25.96
25.96
26.42
26.19
25.91
25.98
26.52
25.27
26.67
26.61
25.77
26.62
26.13
26.07
26.26

26.4
25.71
26.66
26.05
25.77

628.38

NOx lbs

26.6
26.35
25.75
26.63
25.84
26.35
28.27
26.79
25.77

0.031
0.032
0.031

0.03

SO2 Ib/mmBtu
0.033
0.035
0.029
0.032
0.031
0.031
0.032
0.031
0.032

0.03
0.031
0.031
0.033
0.033
0.031
0.033
0.032
0.033
0.032
0.032
0.031
0.032
0.031
0.031
0.032

0.031

SO2 Ib/mmBtu

0.034
0.033

0.03
0.032
0.031
0.033

0.03
0.035
0.029

8.34
8.07

197.47

44610

SO2 |bs

8.61

9.1
7.55
8.37
8.01
8.14
8.51
8.52
8.42

7.9

8.4
7.47
8.29
8.29
7.78
8.51
8.24
8.47
8.42

8.3
7.76
8.46
8.23
8.02

197.77

44620

SO2 |bs

8.74
8.37
7.55
8.47
8.03

8.4
8.64
9.73
7.44



9 0.101 26.26 0.034 8.77

10 0.102 26.36 0.03 7.65
11 0.102 26.22 0.033 8.56
12 0.1 25.77 0.031 7.89
13 0.104 26.72 0.033 8.38
14 0.101 25.28 0.031 7.76
15 0.101 26.38 0.032 8.31
16 0.102 26.46 0.033 8.48
17 0.093 23.85 0.029 7.59
18 0.099 26.51 0.03 8.09
19 0.105 25.71 0.032 7.94
20 0.113 25.8 0.031 7.14
21 0.113 26.24 0.031 7.18
22 0.114 26.8 0.032 7.59
23 0.104 26.55 0.032 8.29
Average 0.103 0.032
Total 629.26 194.99
30-Day RIng 0.105 0.031
365-Day RIng 44666
2/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.74 0.032 8.64
1 0.096 25.58 0.029 7.81
2 0.097 26.03 0.031 8.25
3 0.096 26.3 0.031 8.36
4 0.099 26.58 0.032 8.76
5 0.099 25.78 0.03 7.78
6 0.096 28.4 0.031 9.21
7 0.093 26.76 0.032 9.32
8 0.099 25.81 0.029 7.57
9 0.102 26.96 0.032 8.41
10 0.102 26.37 0.034 8.87
11 0.098 25.03 0.029 7.47
12 0.102 26.26 0.031 7.97
13 0.105 26.21 0.033 8.28
14 0.106 25.8 0.03 7.37
15 0.106 26.52 0.027 6.79
16 0.105 26.06 0.032 7.86
17 0.103 25.65 0.03 7.56
18 0.102 26.72 0.029 7.67
19 0.099 26.35 0.03 8
20 0.099 25.96 0.031 8.05
21 0.098 26.49 0.031 8.38
22 0.098 26.48 0.031 8.34
23 0.096 25.63 0.03 7.96
Average 0.1 0.031

Total 630.47 194.68



30-Day Ring 0.105 0.031

365-Day RIng 44700
2/28/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.41 0.031 8.39
1 0.097 25.96 0.031 8.24
2 0.099 26.43 0.031 8.27
3 0.098 26.44 0.031 8.26
4 0.097 26.33 0.031 8.36
5 0.099 26.47 0.031 8.22
6 0.099 28.73 0.031 8.96
7 0.095 27.17 0.033 9.35
8 0.099 26.49 0.029 7.74
9 0.094 25.98 0.03 8.34
10 0.097 26.54 0.03 8.3
11 0.096 25.71 0.029 7.69
12 0.097 26.25 0.031 8.35
13 0.098 26.08 0.03 7.97
14 0.1 26 0.031 7.94
15 0.098 26.08 0.031 8.2
16 0.098 26.03 0.031 8.31
17 0.1 25.92 0.031 8.03
18 0.099 26.54 0.031 8.41
19 0.098 26.46 0.031 8.41
20 0.096 25.75 0.029 7.69
21 0.096 26.61 0.03 8.42
22 0.096 26.64 0.031 8.46
23 0.094 25.41 0.029 7.85
Average 0.097 0.031
Total 632.43 198.16
30-Day Ring 0.105 0.031
365-Day RIng 44707
2/29/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.68 0.031 8.49
1 0.095 25.92 0.031 8.26
2 0.098 26.09 0.03 8.12
3 0.097 26.39 0.031 8.36
4 0.096 26.33 0.03 8.34
5 0.097 26.03 0.03 7.97
6 0.096 28.46 0.031 9.23
7 0.092 26.19 0.033 9.42
8 0.098 26.43 0.032 8.7
9 0.099 25.89 0.028 7.18
10 0.101 25.99 0.031 7.94
11 0.102 26.26 0.031 8.02

[
N

0.096 27.18 0.032 9.19



13 0.098 26.06 0.032 8.64

14 0.102 26.01 0.031 7.95
15 0.101 26.24 0.028 7.33
16 0.102 26.48 0.026 6.72
17 0.098 25.36 0.024 6.31
18 0.098 26.26 0.028 7.45
19 0.098 26.4 0.028 7.61
20 0.099 25.94 0.028 7.35
21 0.098 26.45 0.03 8.19
22 0.098 26.39 0.031 8.34
23 0.096 26.01 0.029 7.98
Average 0.098 0.03
Total 631.44 193.09
30-Day RIng 0.105 0.031
365-Day RIng 44710
3/1/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.76 0.031 8.57
1 0.096 26 0.03 8.11
2 0.096 25.95 0.029 7.92
3 0.096 26.33 0.031 8.57
4 0.09 24.13 0.03 7.93
5 0.1 26.23 0.028 7.41
6 0.099 28.82 0.031 8.98
7 0.09 25.99 0.028 7.94
8 0.091 25.35 0.026 7.27
9 0.089 24.86 0.023 6.5
10 0.093 25.86 0.027 7.57
11 0.092 24.35 0.027 7.05
12 0.096 25.27 0.028 7.38
13 0.096 25.24 0.028 7.21
14 0.097 25.13 0.026 6.75
15 0.093 24.85 0.027 7.17
16 0.094 25.42 0.025 6.84
17 0.095 25.22 0.026 6.75
18 0.099 26.4 0.027 7.35
19 0.099 26.45 0.028 7.39
20 0.099 26.28 0.028 7.38
21 0.097 26.3 0.028 7.59
22 0.098 26.72 0.029 7.91
23 0.096 25.06 0.028 7.36
Average 0.095 0.028
Total 617.97 180.9
30-Day RIng 0.105 0.031
365-Day RIng 44697
3/2/2016

Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs



0 0.099 26.56 0.03 8.07
1 0.099 25.91 0.029 7.59
2 0.106 26.18 0.031 7.67
3 0.101 26.27 0.031 8.02
4 0.098 26.41 0.028 7.59
5 0.098 25.96 0.03 7.92
6 0.089 24.79 0.028 7.77
7 0.096 25.97 0.027 7.38
8 0.105 27.14 0.033 8.6
9 0.101 25.98 0.03 7.67
10 0.103 26.78 0.031 8.07
11 0.101 25.33 0.032 8.06
12 0.104 26.39 0.033 8.32
13 0.104 26.04 0.033 8.33
14 0.105 26.29 0.036 8.91
15 0.102 26.23 0.034 8.62
16 0.103 26.2 0.03 7.62
17 0.1 25.56 0.029 7.32
18 0.099 26.35 0.031 8.16
19 0.1 24.29 0.029 7.21
20 0.079 16.9 0.024 5.15
21 0.095 22.52 0.026 6.09
22 0.099 23.85 0.026 6.37
23 0.099 26.37 0.032 8.33
Average 0.099 0.03
Total 610.27 184.84
30-Day Ring 0.105 0.031
365-Day RIng 44695
3/3/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.52 0.035 9.42
1 0.099 26.31 0.029 7.7
2 0.1 25.98 0.029 7.65
3 0.098 26.41 0.031 8.36
4 0.096 26.42 0.031 8.45
5 0.097 25.6 0.029 7.74
6 0.098 26.27 0.031 8.39
7 0.096 27.59 0.035 9.97
8 0.096 25.42 0.031 8.26
9 0.097 26.48 0.026 7.12
10 0.095 25.85 0.035 9.59
11 0.099 21.91 0.029 6.6
12 0.096 21.34 0.022 4,98
13 0.096 26.71 0.029 8.01
14 0.097 25.53 0.035 9.15
15 0.099 26.74 0.034 9
16 0.098 26.14 0.023 6.2
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Average

Total
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3/4/2016
Hour
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Average

Total

30-Day RIng

365-Day RIng
3/5/2016

Hour

w N = O

0.098
0.098
0.096
0.095
0.097
0.094
0.098
0.097

0.105

NOx Ib/mmBtu
0.098
0.098

0.1
0.097
0.095
0.095
0.094
0.094
0.095
0.098
0.095
0.099
0.097
0.097
0.098
0.095
0.099
0.099
0.098

0.1
0.097
0.096
0.095
0.096
0.097

0.105

NOx Ib/mmBtu
0.095
0.095
0.098
0.097

26.43
26.45
26.16
25.83
26.32
25.77
26.34

620.52

NOx lbs

26.56
25.99

25.9
26.63
26.04
25.94
26.04
27.01
25.69

26.7
25.37
26.18
26.36
26.07
25.74
25.83
26.26
26.07
26.17
26.69
25.85
26.67

26.1

26.2

628.06

NOx lbs
25.96
26.52
25.99
26.37

0.03
0.031
0.031
0.029
0.031
0.029
0.031

0.03

0.031

SO2 Ib/mmBtu
0.032
0.029
0.031
0.032

0.03
0.029
0.029

0.03
0.028
0.035
0.029
0.028
0.032

0.04

0.03

0.03
0.025

0.03
0.031
0.029
0.027
0.031

0.03
0.031

0.03

0.031

SO2 Ib/mmBtu
0.031
0.03
0.03
0.031

8.09
8.41
8.35
7.96
8.32
8.06
8.22

194

44708

SO2 Ibs

8.78
7.67
7.95
8.9
8.16
8.06
8.15
8.6
7.53
9.55
7.72
7.53
8.51
10.61
7.69
8.01
6.68
7.82
8.19
7.86
7.14
8.52
8.3
8.36

196.29

44706

SO2 Ibs
8.33
8.31
8.08
8.37



4 0.097 26.21 0.03 8.23
5 0.097 26.32 0.031 8.31
6 0.096 26.26 0.03 8.24
7 0.091 26.54 0.029 8.47
8 0.094 25.45 0.029 7.76
9 0.096 26.72 0.03 8.26
10 0.096 26.18 0.029 8.07
11 0.096 25.85 0.031 8.25
12 0.094 26.71 0.031 8.71
13 0.095 26.17 0.029 8
14 0.097 26.05 0.03 8.1
15 0.095 26.03 0.026 7.04
16 0.097 26.62 0.032 8.65
17 0.1 23.28 0.027 6.41
18 0.097 27.29 0.031 8.6
19 0.095 26.1 0.03 8.21
20 0.097 25.86 0.03 8
21 0.095 26.29 0.03 8.32
22 0.097 26.31 0.03 8.17
23 0.095 25.95 0.03 8.26
Average 0.096 0.03
Total 627.03 195.15
30-Day Ring 0.105 0.031
365-Day RIng 44712
3/6/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 26.12 0.03 8.36
1 0.099 26.51 0.032 8.45
2 0.1 26.17 0.031 8.18
3 0.099 26.29 0.03 8.09
4 0.098 26.59 0.031 8.54
5 0.098 25.62 0.03 7.82
6 0.096 25.96 0.03 8
7 0.095 26.8 0.033 9.36
8 0.095 25.75 0.027 7.24
9 0.097 26.36 0.031 8.32
10 0.098 26.17 0.031 8.25
11 0.099 26.42 0.032 8.52
12 0.095 26.39 0.035 9.79
13 0.096 23.3 0.024 5.95
14 0.099 26.19 0.032 8.55
15 0.097 26.49 0.029 7.96
16 0.096 26.01 0.032 8.53
17 0.097 26.19 0.03 7.97
18 0.097 26.33 0.031 8.33
19 0.099 26.56 0.032 8.64
20 0.1 26.01 0.031 8.08



21 0.098 26.06 0.03 7.95

22 0.103 26.42 0.032 8.35
23 0.099 25.77 0.031 8.17
Average 0.098 0.031
Total 626.48 197.4
30-Day RIng 0.105 0.031
365-Day RIng 44716
3/7/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.099 26.52 0.031 8.33
1 0.098 26.42 0.031 8.34
2 0.096 25.77 0.029 7.87
3 0.096 26.04 0.03 8.17
4 0.098 26.53 0.028 7.59
5 0.099 26.02 0.03 7.96
6 0.096 26.32 0.032 8.62
7 0.092 26.65 0.03 8.6
8 0.094 25.78 0.029 8.09
9 0.095 26.47 0.031 8.61
10 0.098 26.5 0.031 8.25
11 0.098 25.88 0.029 7.67
12 0.098 26.01 0.028 7.53
13 0.096 26.41 0.027 7.4
14 0.096 26.16 0.029 7.86
15 0.093 26.21 0.024 6.88
16 0.093 26.54 0.023 6.72
17 0.093 25.53 0.031 8.44
18 0.095 26.21 0.029 8.14
19 0.094 26.33 0.031 8.62
20 0.095 26.1 0.03 8.15
21 0.093 26.44 0.029 8.18
22 0.094 26.18 0.027 7.69
23 0.095 25.81 0.031 8.44
Average 0.096 0.029
Total 628.83 192.15
30-Day RIng 0.105 0.031
365-Day RIng 44738
3/8/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.49 0.028 7.89
1 0.094 25.89 0.029 8.12
2 0.098 27 0.031 8.55
3 0.09 25.55 0.029 8.28
4 0.094 26.3 0.027 7.55
5 0.073 19.43 0.031 8.35
6 0.097 26.66 0.028 7.8
7 0.09 26.61 0.021 6.31



8 0.093 25.77 0.025 7.1

9 0.092 26.25 0.023 6.49
10 0.092 26.32 0.023 6.64
11 0.095 26.16 0.027 7.36
12 0.093 26.33 0.029 8.15
13 0.095 26.1 0.029 8.05
14 0.095 26.38 0.029 8.17
15 0.097 26.25 0.03 8.18
16 0.096 26.25 0.03 8.32
17 0.095 25.88 0.028 7.77
18 0.096 26.17 0.03 8.14
19 0.096 26.33 0.031 8.44
20 0.092 24.54 0.029 7.82
21 0.096 26.42 0.031 8.54
22 0.098 26.48 0.03 8.18
23 0.095 25.89 0.03 8.31
Average 0.094 0.028
Total 621.45 188.51
30-Day Ring 0.105 0.031
365-Day RIng 44739
3/9/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.43 0.027 7.6
1 0.093 26.15 0.029 8.21
2 0.095 26.32 0.031 8.56
3 0.094 26.29 0.03 8.5
4 0.096 26.12 0.03 8.09
5 0.098 26.3 0.03 8.06
6 0.091 24.5 0.031 8.31
7 0.089 25.95 0.029 8.52
8 0.095 26.47 0.029 8.12
9 0.095 26.14 0.03 8.35
10 0.097 26.07 0.03 8.07
11 0.098 25.97 0.03 8.02
12 0.098 26.38 0.03 8.06
13 0.099 26.22 0.03 8.06
14 0.1 25.81 0.031 7.89
15 0.098 26.44 0.03 8.07
16 0.098 26.39 0.03 8.11
17 0.101 25.8 0.03 7.69
18 0.101 26.52 0.033 8.61
19 0.101 26.35 0.031 8.18
20 0.1 26.06 0.031 8.12
21 0.099 26.01 0.031 8.23
22 0.099 26.38 0.031 8.3
23 0.099 26.27 0.031 8.24

Average 0.097 0.03



Total 627.34 195.97

30-Day RIng 0.101 0.03
365-Day RIng 44744
3/10/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.33 0.034 9.07
1 0.1 25.99 0.029 7.45
2 0.099 26.02 0.033 8.61
3 0.099 26.3 0.03 7.95
4 0.099 26.93 0.034 9.11
5 0.098 25.14 0.028 7.26
6 0.1 26.32 0.03 8.04
7 0.093 26.42 0.032 9.07
8 0.097 25.79 0.03 7.83
9 0.096 26.16 0.031 8.33
10 0.098 26.91 0.032 8.86
11 0.096 25.57 0.03 8.1
12 0.098 26.08 0.033 8.72
13 0.097 26.52 0.029 7.96
14 0.097 25.79 0.029 7.85
15 0.098 26.45 0.032 8.56
16 0.096 26.25 0.029 7.99
17 0.096 26.15 0.03 8.28
18 0.096 26.65 0.032 8.75
19 0.096 26.25 0.029 7.79
20 0.098 26.16 0.032 8.59
21 0.099 26.57 0.031 8.19
22 0.099 26.23 0.033 8.62
23 0.099 25.66 0.029 7.59
Average 0.097 0.031
Total 627.64 198.57
30-Day RIng 0.099 0.03
365-Day RIng 44751
3/11/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.102 26.39 0.034 8.8
1 0.101 26.4 0.031 8.25
2 0.091 23.82 0.033 8.62
3 0.099 26.49 0.033 8.72
4 0.1 26.55 0.03 7.87
5 0.092 24.36 0.028 7.47
6 0.097 26.22 0.031 8.25
7 0.093 26.66 0.03 8.44
8 0.096 26.09 0.035 9.56
9 0.097 26.2 0.026 6.9
10 0.098 26.54 0.035 9.54

[EEN
=

0.099 25.97 0.029 7.65



12 0.1 26.41 0.033 8.79

13 0.099 26.65 0.034 9.16
14 0.097 25.85 0.026 7.05
15 0.108 24.92 0.027 6.46
16 0.1 25.52 0.027 7.12
17 0.097 25.93 0.029 7.86
18 0.096 26.41 0.03 8.36
19 0.095 26.68 0.031 8.65
20 0.094 25.56 0.028 7.61
21 0.095 26.4 0.031 8.66
22 0.096 26.33 0.031 8.62
23 0.096 25.96 0.032 8.45
Average 0.097 0.031
Total 624.31 196.86
30-Day RIng 0.099 0.03
365-Day RIng 44785
3/12/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.33 0.026 7.47
1 0.096 26.97 0.033 9.16
2 0.094 25 0.032 8.41
3 0.104 20.43 0.025 4.92
4 0.097 25 0.025 6.46
5 0.1 26.09 0.03 7.7
6 0.099 26.08 0.031 8.21
7 0.095 26.94 0.032 9.08
8 0.096 25.33 0.024 6.45
9 0.098 26.44 0.026 6.99
10 0.097 26.34 0.032 8.84
11 0.097 25.76 0.03 8.08
12 0.098 26.48 0.03 8.13
13 0.098 26.5 0.032 8.66
14 0.098 26.03 0.03 7.87
15 0.095 26.3 0.031 8.65
16 0.096 26.43 0.03 8.18
17 0.096 26.2 0.029 7.96
18 0.096 26.67 0.032 8.79
19 0.098 26.38 0.033 8.96
20 0.099 26.12 0.028 7.46
21 0.099 26.14 0.03 7.78
22 0.1 26.97 0.032 8.73
23 0.097 25.74 0.03 7.81
Average 0.097 0.03
Total 622.67 190.75
30-Day RIng 0.098 0.03
365-Day RIng 44793

3/13/2016



Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs

0 0.099 26.13 0.033 8.63
1 0.108 24.89 0.027 6.35
2 Inval Inval Inval Inval
3 0.107 26.29 0.037 9
4 0.111 25.31 0.029 6.86
5 0.1 26.36 0.029 7.64
6 0.1 25.26 0.031 7.8
7 0.094 26.64 0.033 9.27
8 0.097 26.21 0.03 8.05
9 0.097 25.99 0.03 7.99
10 0.099 26.63 0.032 8.68
11 0.099 26.43 0.03 8
12 0.101 25.29 0.03 7.45
13 0.104 26.24 0.034 8.49
14 0.098 26.31 0.032 8.76
15 0.095 26.29 0.03 8.36
16 0.096 26.41 0.03 8.14
17 0.098 26.62 0.03 8.07
18 0.097 26.23 0.03 8.21
19 0.098 26.71 0.031 8.41
20 0.1 26.68 0.031 8.31
21 0.098 25.3 0.032 8.34
22 0.1 26.91 0.031 8.32
23 0.097 25.51 0.03 7.81
Average 0.1 0.031
Total 600.64 186.94
30-Day RIng 0.098 0.03
365-Day RIng 44866
3/14/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.1 26.41 0.032 8.5
1 0.098 26.11 0.031 8.29
2 0.1 26.51 0.032 8.44
3 0.099 26.19 0.031 8.11
4 0.098 26.48 0.031 8.34
5 0.098 26.44 0.031 8.39
6 0.098 25.23 0.03 7.64
7 0.095 27.24 0.03 8.56
8 0.096 26.12 0.03 8.2
9 0.097 26.12 0.028 7.37
10 0.098 26.45 0.032 8.46
11 0.096 25.96 0.03 8.22
12 0.099 25.59 0.031 8.07
13 0.099 26.41 0.031 8.31
14 0.094 26.45 0.029 8.26
15 0.096 26.2 0.03 8.12



16 0.095 26.72 0.031 8.63

17 0.093 26.39 0.029 8.33
18 0.095 25.86 0.029 7.91
19 0.097 26.28 0.03 8.28
20 0.098 26.7 0.031 8.44
21 0.095 24.83 0.033 8.66
22 0.096 27.08 0.03 8.43
23 0.096 26.37 0.027 7.4
Average 0.097 0.03
Total 630.14 197.36
30-Day Ring 0.097 0.03
365-Day RIng 45064
3/15/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.27 0.032 8.55
1 0.097 26.57 0.03 8.3
2 0.099 26.92 0.03 8.05
3 0.097 25.99 0.03 8.09
4 0.099 26.11 0.031 8.16
5 0.1 27.01 0.032 8.78
6 0.092 23.99 0.028 7.43
7 0.093 26.3 0.028 7.99
8 0.094 26.54 0.032 8.94
9 0.097 28.68 0.029 8.46
10 0.093 26.18 0.029 8.09
11 0.095 26.64 0.029 8.25
12 0.094 24.84 0.03 7.84
13 0.104 26.58 0.033 8.42
14 0.099 26.98 0.032 8.87
15 0.094 25.1 0.028 7.4
16 0.099 26.98 0.03 8.34
17 0.097 26.01 0.031 8.28
18 0.1 26.59 0.031 8.24
19 0.096 26.41 0.031 8.39
20 0.096 25.9 0.03 8.24
21 0.097 26.18 0.031 8.42
22 0.095 25.79 0.032 8.68
23 0.098 26.97 0.028 7.87
Average 0.097 0.03
Total 630.53 198.08
30-Day Ring 0.097 0.03
365-Day RIng 45262
3/16/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.35 0.032 8.32
1 0.099 26.42 0.033 8.81

2 0.097 26.89 0.028 7.84
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Total
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3/17/2016
Hour
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0.098
0.098
0.097
0.101
0.09
0.097
0.092
0.099
0.1
0.1
0.101
0.094
0.096
0.097
0.094
0.097
0.096
0.097
0.095
0.095
0.097
0.097

0.097

NOx Ib/mmBtu
0.095
0.094
0.097
0.096
0.096
0.093
0.097
0.093
0.095
0.095
0.098
0.096

0.1
0.095
0.098
0.096
0.097
0.094
0.097
0.092

NOXx Ibs

26.09
26.22
26.23
26.13
25.74
27.54
25.71
26.39
26.05
25.43
27.68
25.69
25.62
26.42
26.22
26.57
26.79
26.31
25.27
25.99
26.95

629.7

25.93
25.64
26.15
26
26.71
25.9
28.59
26.72
26.6
25.48
26.79
25.77
27.36
26.2
26.28
25.42
26.4
25.43
25.15
2591

0.03
0.031
0.03
0.032
0.029
0.031
0.03
0.031
0.032
0.029
0.032
0.03
0.031
0.032
0.03
0.03
0.029
0.03
0.03
0.03
0.031
0.031

0.03

SO2 Ib/mmBtu

0.03
0.028
0.03
0.029
0.033
0.027
0.031
0.031
0.028
0.029
0.03
0.031
0.031
0.03
0.03
0.03
0.031
0.031
0.029
0.03

7.91
8.31
8.09
8.29
8.41
8.88
8.49
8.24
8.43
7.55
8.68
8.03
8.15
8.67
8.22
8.21
8.22
8.05
7.91
8.27
8.74

198.72

45461

8.31
7.74
8.09

7.9
9.11
7.49
9.25
8.86
7.99
7.79
8.31
8.18
8.61
8.31
8.01
7.85
8.34
8.33

7.5
8.54



20

21
22
23
Average
Total
30-Day RIng
365-Day RIng
3/18/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
3/19/2016
Hour

a b WN - O

0.092
0.096
0.093
0.093
0.095

0.097

NOx Ib/mmBtu

0.09
0.097
0.096
0.098
0.096
0.095
0.099
0.089
0.095
0.094
0.096
0.095
0.096
0.095
0.095
0.096
0.096
0.095
0.096
0.095
0.094
0.096
0.094
0.095
0.095

0.097

NOx Ib/mmBtu
0.098
0.096
0.095
0.096
0.094
0.095
0.097

25.54

25.8
26.71
26.32

628.8

NOx lbs

24.04
26.87
26.03
25.94
26.42
26.44

29.8
25.84
26.57
25.18

26.4
26.29
26.11
26.65
25.98
25.87

26.8

26.2
26.03
26.39
26.05
26.01
26.23
26.22

630.36

NOx lbs
25.93
26.29
26.23
26.12
26.43
26.68
28.66

0.029
0.03
0.03

0.029
0.03

0.03

SO2 Ib/mmBtu
0.029
0.031

0.03
0.031
0.031
0.029

0.03

0.03
0.028

0.03
0.029

0.03

0.03
0.031
0.029
0.031

0.03
0.029

0.03

0.03
0.031

0.03

0.03
0.029

0.03

0.03

SO2 Ib/mmBtu
0.031
0.031
0.03
0.03
0.03
0.03
0.029

8.04

8.1
8.66
8.19

197.5

45658

SO2 |bs

7.72
8.49
8.14
8.14
8.63
8.18
8.99
8.74
7.93
8.26
7.87
8.39

8.2
8.56
7.91

8.3
8.38
8.13
8.12
8.38
8.42
8.15
8.37

8.1

198.5

45857

SO2 |bs
8.26
8.32
8.27
8.24
8.43
8.47
8.69



7 0.088 26.18 0.029 8.57

8 0.093 25.95 0.028 7.67
9 0.097 26.64 0.031 8.54
10 0.092 25.92 0.03 8.39
11 0.096 26.49 0.029 8.11
12 0.095 26.16 0.031 8.57
13 0.094 26.05 0.029 8.07
14 0.095 26.25 0.03 8.21
15 0.095 25.82 0.029 7.96
16 0.096 26.42 0.03 8.22
17 0.097 26.73 0.031 8.48
18 0.096 25.67 0.029 7.76
19 0.094 25.73 0.031 8.4
20 0.096 26.36 0.031 8.56
21 0.096 26.18 0.029 7.9
22 0.094 26.55 0.029 8.29
23 0.094 26.13 0.029 8.1
Average 0.095 0.03
Total 631.57 198.48
30-Day RIng 0.097 0.03
365-Day RIng 46055
3/20/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.25 0.029 7.94
1 0.095 26.53 0.029 8.11
2 0.095 26.31 0.03 8.2
3 0.096 25.98 0.031 8.38
4 0.095 26.35 0.029 8.19
5 0.096 26.61 0.03 8.31
6 0.092 27.52 0.03 8.96
7 0.088 26.07 0.028 8.29
8 0.092 26.52 0.029 8.25
9 0.094 25.85 0.029 8.08
10 0.093 25.92 0.029 8.17
11 0.094 26.34 0.03 8.43
12 0.097 26.2 0.03 8.18
13 0.093 26.29 0.029 8.31
14 0.095 26.79 0.03 8.33
15 0.094 25.53 0.028 7.6
16 0.094 26.32 0.03 8.41
17 0.096 26.65 0.03 8.45
18 0.095 25.29 0.029 7.75
19 0.098 27.08 0.031 8.65
20 0.095 25.85 0.031 8.31
21 0.098 26.33 0.03 7.95
22 0.095 25.85 0.031 8.44
23 0.097 26.19 0.029 7.88



Average 0.095 0.03

Total 630.62 197.57
30-Day Ring 0.097 0.03
365-Day RIng 46253
3/21/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 25.72 0.031 8.25
1 0.096 26.8 0.03 8.48
2 0.074 17.49 0.03 6.89
3 0.093 22.07 0.031 7.1
4 0.099 26.64 0.031 8.36
5 0.097 26.34 0.03 8.27
6 0.094 26.46 0.029 8.24
7 0.089 26.25 0.032 9.48
8 0.094 26.28 0.028 8.02
9 0.093 25.87 0.028 7.89
10 0.093 26.24 0.029 8.26
11 0.094 26.25 0.028 7.8
12 0.092 26.3 0.031 8.87
13 0.091 25.97 0.027 7.69
14 0.094 26.27 0.031 8.55
15 0.095 26.25 0.031 8.5
16 0.093 26.1 0.026 7.41
17 0.096 26.78 0.03 8.39
18 0.095 26.12 0.029 8.1
19 0.096 26.34 0.03 8.35
20 0.093 25.99 0.03 8.27
21 0.096 25.4 0.029 7.73
22 0.096 26.44 0.03 8.31
23 0.095 26.35 0.032 8.81
Average 0.094 0.03
Total 616.72 196.02
30-Day Ring 0.097 0.03
365-Day RIng 46449
3/22/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.38 0.029 7.88
1 0.092 26.18 0.03 8.62
2 0.096 26.5 0.03 8.16
3 0.095 25.51 0.03 8.03
4 0.098 26.6 0.029 7.99
5 0.096 25.82 0.03 8.09
6 0.1 28.71 0.031 9.05
7 0.092 25.36 0.033 9.03
8 0.109 26.63 0.027 6.74
9 0.093 25.8 0.027 7.52

[
o

0.094 26.09 0.031 8.72



11 0.094 26.66 0.029 8.15

12 0.093 25.65 0.031 8.51
13 0.095 26.56 0.028 7.84
14 0.096 26.51 0.03 8.33
15 0.095 25.31 0.029 7.75
16 0.096 26.45 0.031 8.53
17 0.097 26.44 0.031 8.42
18 0.099 26.43 0.029 7.68
19 0.094 25.77 0.03 8.19
20 0.096 26.53 0.029 8.03
21 0.095 25.34 0.03 8.03
22 0.097 26.28 0.031 8.49
23 0.097 26.64 0.03 8.27
Average 0.096 0.03
Total 630.15 196.05
30-Day RIng 0.097 0.03
365-Day RIng 46645
3/23/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.097 25.25 0.031 8.08
1 0.096 26.46 0.031 8.5
2 0.097 26.8 0.03 8.24
3 0.097 25.83 0.03 7.87
4 0.098 26.33 0.031 8.39
5 0.098 26.85 0.031 8.53
6 0.096 27.16 0.029 8.1
7 0.093 26.62 0.029 8.4
8 0.094 25.82 0.031 8.44
9 0.1 26.58 0.031 8.35
10 0.098 26.36 0.03 8.16
11 0.099 26.64 0.031 8.16
12 0.094 25.23 0.032 8.61
13 0.098 26.65 0.031 8.57
14 0.099 26.63 0.032 8.55
15 0.097 25.55 0.029 7.67
16 0.099 26.49 0.03 8.03
17 0.098 25.98 0.031 8.2
18 0.1 26.31 0.032 8.39
19 0.098 25.99 0.031 8.2
20 0.1 26.76 0.032 8.52
21 0.098 25.35 0.03 7.85
22 0.099 26.49 0.033 8.65
23 0.1 26.51 0.031 8.11
Average 0.098 0.031
Total 630.64 198.57
30-Day RIng 0.097 0.03

365-Day RIng 46843



3/24/2016

Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.099 25.72 0.031 8.13
1 0.098 26.54 0.031 8.47
2 0.098 26.02 0.032 8.44
3 0.1 25.96 0.031 7.96
4 0.1 26.35 0.034 8.85
5 0.1 26.22 0.03 7.91
6 0.105 29.4 0.032 8.97
7 0.093 26.71 0.031 8.79
8 0.097 26.7 0.03 8.32
9 0.093 25.03 0.029 7.75
10 0.097 26.57 0.03 8.08
11 0.097 26.22 0.032 8.68
12 0.104 20.78 0.027 5.61
13 0.107 15.32 0.024 3.59
14 0.102 27.43 0.026 7.07
15 0.093 25.49 0.029 7.95
16 0.098 26.66 0.03 8.21
17 0.097 26.39 0.031 8.36
18 0.097 25.87 0.03 7.96
19 0.095 26.07 0.03 8.34
20 0.097 26.3 0.031 8.3
21 0.101 26.38 0.031 8.08
22 0.098 26.3 0.031 8.32
23 0.096 26.42 0.031 8.45
Average 0.098 0.03
Total 616.85 190.59
30-Day Ring 0.097 0.03
365-Day RIng 47034
3/25/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.05 0.031 8.34
1 0.097 26.46 0.03 8.16
2 0.098 26.5 0.027 7.32
3 0.094 25.42 0.029 7.85
4 0.096 26.37 0.031 8.47
5 0.097 26.33 0.031 8.33
6 0.099 28.72 0.031 8.92
7 0.08 23.51 0.026 7.57
8 0.089 25.01 0.03 8.47
9 0.096 26.27 0.029 7.93
10 0.093 25.99 0.031 8.67
11 0.098 26.52 0.029 7.95
12 0.092 24.93 0.031 8.39
13 0.088 24.34 0.029 7.98

=
S

0.095 26.62 0.028 7.95
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16
17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

3/26/2016
Hour
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Average
Total
30-Day RIng
365-Day RIng
3/27/2016
Hour
0
1

0.094
0.093
0.095
0.095
0.094
0.093
0.094
0.094
0.093
0.094

0.097

NOx Ib/mmBtu
0.095
0.092
0.094
0.093
0.093
0.092
0.097
0.081

0.09
0.092

0.09
0.093
0.094
0.093
0.093
0.093
0.093
0.093
0.094
0.093
0.094
0.093
0.096
0.094
0.093

0.097

NOx Ib/mmBtu

0.094
0.093

NOXx Ibs

NOXx Ibs

25.97
26.27
26.31
26.19
26.35
26.06
26.18
26.47
25.96

624.8

26.4
25.83
26.46
26.06
26.78
26.15
30.04
24.62
25.75
26.51
26.15
26.56
26.08
26.47
26.21
26.17
26.38
26.37
26.13
26.17
26.85
25.21
26.73
26.07

632.15

26.13
26.11

0.028
0.03
0.03

0.029

0.028
0.03

0.028
0.03

0.028

0.029

0.03

SO2 Ib/mmBtu

0.03
0.029

0.03
0.028
0.029
0.029
0.032
0.029
0.028
0.028
0.028
0.028
0.028

0.03
0.028
0.029

0.03
0.029
0.029
0.029
0.031
0.028
0.028
0.029
0.029

0.03

SO2 Ib/mmBtu

0.028
0.03

7.77
8.52
8.13
8.09
7.83
8.34
7.86
8.55
7.72

195.11

47229

8.38
8.13
8.36
7.96
8.41
8.31
10.03
8.72
7.96
8.05
8.15
8.09
7.86
8.63
7.94
8.2
8.42
8.21
8.15
8.2
8.8
7.72
7.87
8.04

198.59

47428

7.76
8.46



2 0.094 26.43 0.029 8.23
3 0.094 26.04 0.029 8.12
4 0.093 26.31 0.028 8.02
5 0.093 26.52 0.03 8.57
6 0.091 26.93 0.026 7.82
7 0.088 26.2 0.033 9.78
8 0.091 26.08 0.029 8.37
9 0.095 27.72 0.029 8.54
10 0.094 26.45 0.029 8.08
11 0.095 26.54 0.029 8.07
12 0.095 25.52 0.029 7.81
13 0.096 26.7 0.031 8.51
14 0.095 26.24 0.03 8.32
15 0.094 25.86 0.03 8.22
16 0.095 26.34 0.03 8.18
17 0.095 26.58 0.03 8.29
18 0.095 26.11 0.029 7.99
19 0.095 26.2 0.028 7.83
20 0.095 26.33 0.03 8.41
21 0.094 25.84 0.028 7.8
22 0.095 26.62 0.029 8.28
23 0.092 26.07 0.029 8.12
Average 0.094 0.029
Total 631.87 197.58
30-Day Ring 0.096 0.03
365-Day RIng 47625
3/28/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.22 0.029 7.84
1 0.094 26.19 0.029 8.22
2 0.095 26.39 0.029 7.98
3 0.095 26.27 0.029 7.97
4 0.092 26.31 0.029 8.3
5 0.093 26.76 0.029 8.33
6 0.09 27.14 0.028 8.33
7 0.086 25.9 0.03 9.08
8 0.09 26.59 0.027 8.04
9 0.091 25.73 0.028 7.87
10 0.091 26.59 0.026 7.74
11 0.092 26.35 0.029 8.41
12 0.093 25.96 0.031 8.48
13 0.092 25.85 0.029 7.99
14 0.095 26.78 0.03 8.43
15 0.094 25.84 0.03 8.29
16 0.094 26.5 0.03 8.38
17 0.094 26.31 0.029 8.1
18 0.096 26.64 0.03 8.42



19

20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
3/29/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
3/30/2016
Hour

u b W N KL O

0.093
0.094
0.094
0.095
0.094
0.093

0.096

NOx Ib/mmBtu
0.095
0.096
0.095
0.095
0.094
0.094
0.097
0.089
0.093
0.091
0.095
0.096
0.096
0.097
0.095
0.094
0.097
0.097
0.097
0.098
0.098
0.097
0.099
0.098
0.096

0.096

NOx Ib/mmBtu
0.098
0.099
0.099
0.098
0.098
0.097

26.2
26.46
25.96
26.32
25.98

631.24

NOx lbs

26.04
26.77
26.02
25.99
26.23
26.74
29.01
26.46
26.63
25.24

26.5
26.58
25.34
26.67
26.55
25.57
26.49
26.26
25.51
26.45
26.58
25.58
26.38
26.26

631.85

NOx lbs
25.83
26.17
26.14
25.93
26.72
26.24

0.029
0.03
0.029
0.03
0.03
0.029

0.03

SO2 Ib/mmBtu
0.029
0.031

0.03

0.03

0.03
0.029

0.03
0.029
0.028
0.029
0.029
0.028
0.027
0.023
0.029
0.029
0.031
0.031

0.03
0.032
0.032
0.029
0.032
0.031

0.03

0.03

SO2 Ib/mmBtu
0.03
0.032
0.031
0.031
0.031
0.031

8.27
8.42

8.1
8.35
8.21

197.55

47794

SO2 Ibs

8.1
8.52
8.26
8.14
8.45
8.34
8.87

8.6
8.08
7.91
8.17
7.66
7.31
6.33
8.15
7.97
8.31
8.43
7.83
8.62

8.6
7.52
8.46
8.28

194.91

47938

SO2 Ibs
7.84
8.41
8.2
8.07
8.39
8.47



6 0.097 27.93 0.029 8.48
7 0.089 26.16 0.028 8.29
8 0.095 26.24 0.03 8.3
9 0.095 25.7 0.031 8.24
10 0.099 26.67 0.031 8.21
11 0.096 26.63 0.031 8.44
12 0.091 27.01 0.03 8.84
13 0.095 26.49 0.028 7.99
14 0.094 26.5 0.03 8.38
15 0.095 25.97 0.029 7.92
16 0.094 26.38 0.029 8.23
17 0.095 26.58 0.029 8.11
18 0.095 25.75 0.031 8.53
19 0.093 26.21 0.031 8.82
20 0.094 26.75 0.028 8.01
21 0.093 25.68 0.027 7.45
22 0.093 26.59 0.03 8.52
23 0.094 26.29 0.03 8.37
Average 0.095 0.03
Total 632.56 198.51
30-Day Ring 0.096 0.03
365-Day RIng 48091
3/31/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.72 0.029 7.93
1 0.096 26.61 0.031 8.41
2 0.096 26.32 0.03 8.34
3 0.095 25.67 0.03 8.15
4 0.096 26.35 0.031 8.43
5 0.097 26.56 0.029 8.06
6 0.096 27.68 0.03 8.76
7 0.091 27.81 0.03 9.28
8 0.099 26.61 0.029 7.89
9 0.098 25.8 0.028 7.42
10 0.098 26.47 0.027 7.4
11 0.099 26.63 0.023 6.18
12 0.099 25.67 0.021 5.26
13 0.098 26.2 0.024 6.49
14 0.098 26.74 0.03 8.12
15 0.098 25.99 0.027 7.09
16 0.097 26.54 0.032 8.76
17 0.094 25.91 0.029 8.01
18 0.096 25.86 0.031 8.39
19 0.096 26.62 0.031 8.5
20 0.096 26.25 0.031 8.42
21 0.099 26.31 0.031 8.16
22 0.095 26.29 0.03 8.31
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Average
Total
30-Day RIng
365-Day RIng
4/1/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
4/2/2016
Hour

O 00 NOYULL B WN - O

NOx Ib/mmBtu

Maint
Maint
Maint

NOx Ib/mmBtu

0.095
0.097

0.096

0.094
0.095
0.095
0.096
0.095
0.095
0.1
0.09
0.092

Maint

Maint

Maint
0.086
0.102
0.092
0.107
0.103
0.102
0.105
0.106
0.107
0.105
0.106
0.107
0.099

0.096

0.106
0.106
0.109
0.111
0.106
0.108
0.107
0.101
0.094

0.1

NOXx Ibs

NOXx Ibs

26.57

633.18

SO2 Ib/mmBtu

25.81

26.51

26.21

25.85

26.55

26.39

29.77

26.57

26.28
Maint
Maint
Maint

25.39

19.63

18.03

26.64

26.81

26.14

25.81

26.43

26.36

25.72

26.36

26.45

539.71

SO2 Ib/mmBtu

25.76
26.47
26.52
25.96
26.22

26.3
28.04
26.99
27.32
25.75

0.031
0.029

0.03

SO2 Ibs

0.029
0.031
0.03
0.029
0.03
0.03
0.029
0.028
0.027

Maint

Maint

Maint
0.028
0.023
0.023
0.03
0.033
0.032
0.033
0.034
0.032
0.033
0.032
0.03
0.03

0.03

SO2 Ibs

0.032
0.033
0.029
0.025
0.034
0.034
0.034
0.031
0.032
0.031

8.53

190.29

48143

8.03
8.45
8.23
7.97
8.42
8.44
8.68
8.29

7.8

8.47
4.52
4.53
7.42
8.71
8.14
8.06
8.51
7.89
8.06
7.81
7.47

163.9

48119

7.87
8.29
7.13
5.74

8.3
8.17
8.92
8.36

9.6
8.03



10 0.101 26.42 0.032 8.37

11 0.102 26.43 0.031 8.07
12 0.104 25.59 0.033 8.08
13 0.104 26.66 0.033 8.42
14 0.102 26.32 0.032 8.32
15 0.104 25.93 0.03 7.56
16 0.104 26.33 0.033 8.42
17 0.105 26.62 0.033 8.41
18 0.104 25.7 0.032 8
19 0.106 26.47 0.033 8.28
20 0.103 26.16 0.034 8.49
21 0.105 26.44 0.031 7.79
22 0.103 26.13 0.032 8.24
23 0.104 26.54 0.032 8.29
Average 0.104 0.032
Total 633.07 195.15
30-Day RIng 0.096 0.03
365-Day RIng 48126
4/3/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.104 25.79 0.034 8.38
1 0.104 26.43 0.032 8.03
2 0.104 26.12 0.035 8.82
3 0.107 26.15 0.032 7.75
4 0.106 26.47 0.034 8.47
5 0.107 26.48 0.034 8.56
6 0.105 28.53 0.034 9.32
7 0.102 27.05 0.032 8.43
8 0.103 26.47 0.032 8.25
9 0.101 25.37 0.026 6.54
10 0.104 26.51 0.028 7.13
11 0.103 26.4 0.031 7.96
12 0.105 25.53 0.03 7.43
13 0.107 26.43 0.034 8.51
14 0.106 26.59 0.036 9.07
15 0.105 25.73 0.03 7.19
16 0.104 26.54 0.033 8.51
17 0.105 26.25 0.034 8.53
18 0.106 26.05 0.032 7.89
19 0.105 26.53 0.033 8.35
20 0.104 26.55 0.033 8.48
21 0.105 25.94 0.033 8.19
22 0.105 26.36 0.032 7.94
23 0.104 26.53 0.034 8.83
Average 0.105 0.032
Total 632.8 196.56

30-Day Ring 0.097 0.03



365-Day RIng
4/4/2016
Hour

Average

Total

30-Day RIng

365-Day RIng
4/5/2016

Hour

O 00 NOYULL B WN -, O

[ S S Y
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NOx Ib/mmBtu  NOx Ibs

0.103

0.106

0.106

0.106

0.106

0.105

0.103

0.098
Maint Maint
Maint Maint
Maint Maint
Maint Maint

0.093

0.097

0.096

0.096

0.097

0.097

0.095

0.096

0.094

0.095

0.094

0.094

0.099

0.097

NOx Ib/mmBtu  NOx Ibs

0.096
0.095
0.096
0.096
0.095
0.095
0.093
0.091
0.095
0.094
0.094
0.095
0.095
0.095

SO2 Ib/mmBtu

25.64
26.42
26.18
25.97
26.4
26.11
27.86
26.59

Maint

Maint

Maint

Maint
26.9
26.25
26.46
25.86
26.46
26.48
25.94
26.37
26.44
26.17
26.37
26.09

526.96

0.032
0.033
0.032
0.034
0.034
0.031
0.031
0.031

0.024
0.032
0.029
0.033
0.031
0.029

0.03

0.03
0.029
0.029
0.029

0.03
0.031

0.03

SO2 Ib/mmBtu

26.11
26.21
26.76
25.64
26.25
26.59
26.06
26.13
26.69
25.64
26.18
26.41
25.79
26.64

0.03
0.031
0.03
0.031
0.028
0.03
0.029
0.029
0.031
0.027
0.03
0.03
0.025
0.028

SO2 Ibs

Maint
Maint
Maint
Maint

SO2 Ibs

48144

7.96
8.28
8.03
8.39
8.46
7.73
8.52
8.39

6.8
8.57
8.09
8.72
8.44
7.99
8.21
8.19
8.28
8.05

8.3

8.2

163.6

48118

8.22
8.39
8.33
8.42
7.67
8.27
8.02
8.32
8.62
7.43
8.41
8.26
6.79
7.75



14 0.095 26.4 0.03 8.25

15 0.093 25.54 0.03 8.21
16 0.095 26.62 0.028 7.71
17 0.093 26.03 0.028 7.9
18 0.094 25.8 0.031 8.49
19 0.094 26.64 0.029 8.23
20 0.092 26.08 0.029 8.21
21 0.095 26.2 0.029 8.13
22 0.094 26.5 0.029 8.29
23 0.093 26.26 0.028 7.87
Average 0.094 0.029
Total 629.17 194.19
30-Day Ring 0.097 0.03
365-Day RIng 48126
4/6/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.74 0.03 8.27
1 0.095 26.33 0.027 7.66
2 0.095 26.65 0.03 8.37
3 0.095 25.54 0.032 8.61
4 0.095 26.25 0.026 7.29
5 0.096 26.75 0.032 8.78
6 0.095 27.74 0.032 9.24
7 0.09 26.73 0.028 8.32
8 0.091 26.45 0.03 8.6
9 0.091 25.46 0.028 7.85
10 0.093 26.27 0.03 8.43
11 0.095 26.51 0.03 8.35
12 0.097 26.53 0.031 8.55
13 0.095 26.05 0.03 8.18
14 0.095 26.41 0.031 8.68
15 0.095 25.75 0.027 7.32
16 0.097 26.36 0.03 8.27
17 0.095 26.19 0.03 8.38
18 0.095 25.74 0.03 8.13
19 0.094 26.34 0.03 8.38
20 0.094 26.26 0.03 8.43
21 0.096 26.1 0.03 8.18
22 0.096 26.59 0.026 7.19
23 0.095 26.14 0.031 8.52
Average 0.095 0.03
Total 630.88 197.98
30-Day Ring 0.096 0.03
365-Day RIng 48172
4/7/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 0.096 25.77 0.029 7.81



1 0.096 26.22 0.032 8.64
2 0.095 26.63 0.031 8.51
3 0.095 26.17 0.03 8.19
4 0.093 26.52 0.029 8.46
5 0.094 26.19 0.029 8.04
6 0.094 27.11 0.027 7.73
7 0.09 26.84 0.028 8.41
8 0.09 26.5 0.028 8.36
9 0.092 25.81 0.029 8.16
10 0.093 26.76 0.029 8.31
11 0.091 26.09 0.029 8.29
12 0.093 25.67 0.026 7.2
13 0.094 26.64 0.03 8.45
14 0.093 25.97 0.029 8.14
15 0.095 26.3 0.031 8.67
16 0.092 25.93 0.042 11.72
17 0.095 26.77 0.02 5.7
18 0.094 26 0.027 7.61
19 0.094 26.27 0.03 8.4
20 0.092 26.29 0.029 8.19
21 0.094 25.96 0.03 8.36
22 0.093 26.39 0.03 8.33
23 0.093 26.27 0.03 8.27
Average 0.093 0.029
Total 631.07 197.95
30-Day RIng 0.096 0.03
365-Day RIng 48226
4/8/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.52 0.03 8.37
1 0.092 25.87 0.027 7.64
2 0.095 26.28 0.026 7.11
3 0.094 25.83 0.023 6.24
4 0.094 25.98 0.029 7.95
5 0.093 26.65 0.03 8.59
6 0.091 26.08 0.028 7.93
7 0.088 26.62 0.027 8.03
8 0.09 26.48 0.029 8.53
9 0.122 19.2 0.024 3.85
10 0.09 25.02 0.026 7.37
11 0.09 26.39 0.028 8.15
12 0.091 25.71 0.033 9.24
13 0.093 26.45 0.025 6.98
14 0.094 26.45 0.029 8.2
15 0.093 25.97 0.029 8.09
16 0.092 26.38 0.026 7.3
17 0.093 26.5 0.023 6.59



18

19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
4/9/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
4/10/2016
Hour

H W NN - O

0.093
0.092
0.092
0.094
0.094
0.095
0.094

0.096

NOx Ib/mmBtu
0.095
0.095
0.095
0.095
0.094
0.095
0.095
0.087
0.091
0.094
0.091
0.092
0.093
0.094
0.094
0.096
0.094
0.095
0.095
0.093
0.094
0.096
0.093
0.094
0.094

0.096

NOx Ib/mmBtu
0.096
0.094
0.094
0.093
0.093

25.94
26.19
26.03
26.16
26.13
26.56

621.39

NOx lbs
25.87
26.39
26.32
25.71
26.37
26.34
28.99
26.05
26.36
26.24
25.99
26.29
26.05
26.47
26.24
26.07
26.05
26.67
26.19
26.05
26.28
26.17
26.16
26.46

631.78

NOx lbs
25.86
26.25
26.58
25.81
26.13

0.027
0.028

0.03
0.028
0.029
0.027
0.028

0.03

SO2 Ib/mmBtu
0.019
0.023
0.023
0.023
0.027
0.027

0.03
0.026
0.029
0.029
0.029
0.028
0.023
0.027
0.028
0.021
0.023
0.026
0.028
0.029
0.026
0.027
0.028
0.028
0.026

0.03

SO2 Ib/mmBtu
0.022
0.028
0.029
0.029
0.028

7.45
7.95
8.62

7.7
8.04
7.51

183.43

48288

SO2 |bs

5.29
6.45
6.26
6.31
7.56
7.64

9.2

7.9
8.34
8.01
8.18
7.88
6.47
7.79
7.71
5.71
6.29
7.29
7.79
8.05
7.32
7.44
7.77
7.93

176.58

48322

SO2 |bs
5.85
7.74
8.06
8.05
7.96



5 0.094 26.41 0.029 8.24
6 0.095 28.16 0.03 9.05
7 0.088 26.76 0.026 7.71
8 0.091 26.41 0.026 7.63
9 0.092 25.68 0.029 8.2
10 0.092 26.14 0.031 8.84
11 0.094 26.67 0.026 7.22
12 0.095 26.01 0.027 7.45
13 0.094 26.36 0.027 7.51
14 0.093 26.14 0.026 7.34
15 0.094 26.03 0.029 7.93
16 0.094 26.69 0.028 7.97
17 0.094 26.17 0.028 7.98
18 0.095 26.05 0.029 8.01
19 0.093 26.37 0.029 8.3
20 0.094 26.26 0.028 7.71
21 0.095 25.73 0.031 8.2
22 0.096 26.54 0.023 6.23
23 0.096 26.1 0.026 6.92
Average 0.094 0.028
Total 631.31 186.1
30-Day RIng 0.096 0.03
365-Day RIng 48375
4/11/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.05 0.027 7.13
1 0.096 26.22 0.027 7.48
2 0.096 26.44 0.032 8.87
3 0.095 25.85 0.029 7.9
4 0.095 26.52 0.03 8.34
5 0.095 26.48 0.03 8.26
6 0.092 26.93 0.027 7.85
7 0.089 26.64 0.025 7.35
8 0.087 28.17 0.03 9.7
9 0.091 25.69 0.027 7.63
10 0.094 26.45 0.026 7.34
11 0.094 26.21 0.025 6.85
12 0.096 25.87 0.025 6.68
13 0.095 26.45 0.03 8.23
14 0.096 26.45 0.031 8.47
15 0.095 25.77 0.029 7.82
16 0.097 26.63 0.03 8.12
17 0.096 26.15 0.03 8.24
18 0.096 25.75 0.029 7.75
19 0.097 26.77 0.029 7.91
20 0.096 26.09 0.026 7.05
21 0.095 25.97 0.029 8.05



22

23
Average
Total
30-Day RIng
365-Day RIng
4/12/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
4/13/2016
Hour

o NO UL A WNPFL O

0.094
0.095
0.095

0.096

NOx Ib/mmBtu
0.096
0.095
0.095
0.096
0.097
0.096
0.103

0.09
0.093
0.096
0.094
0.093
0.095
0.096
0.095
0.097
0.096
0.095
0.099
0.096
0.095
0.097
0.096
0.094
0.096

0.096

NOx Ib/mmBtu

0.096
0.097

0.1
0.095
0.097
0.094
0.093
0.091
0.093

NOx Ibs

NOx Ibs

26.29
26.49

632.33

26.33
26.14
26.24
25.8
26.54
26.03
30.19
26.48
26.42
26.05
26.57
26.16
26
26.55
26.34
26.02
26.32
21.48
26.42
26.31
25.93
25.97
26.79
26.32

629.4

26.01
25.92
26.68
25.22
26.71
26.26

25.1
26.96
26.35

0.028
0.029
0.028

0.03

SO2 Ib/mmBtu
0.025
0.026
0.023
0.028
0.027

0.03

0.03
0.027
0.029
0.029

0.03
0.029
0.029
0.029

0.03
0.031
0.029
0.026
0.029
0.026
0.025
0.028
0.029
0.028
0.028

0.03

SO2 Ib/mmBtu

0.027
0.026
0.024

0.03
0.029
0.031
0.029
0.026
0.029

7.73
8.21

188.96

48411

SO2 |bs

6.8
7.27
6.39
7.59
7.48
8.21

8.8
7.82
8.26
7.91
8.38
8.24
7.99
8.19
8.26
8.18
8.12
5.97

7.9
7.05
6.71
7.52
8.09
7.95

185.08

48443

SO2 |bs

7.29

6.8
6.43
8.07
7.84
8.78
7.84

7.8

8.2



9 0.095 26.28 0.029 7.91

10 0.094 26.05 0.029 8.07
11 0.095 26.49 0.029 8.2
12 0.094 21.18 0.025 5.64
13 0.092 25.86 0.028 7.8
14 0.094 26.42 0.029 8.17
15 0.094 25.96 0.031 8.66
16 0.094 26.24 0.027 7.58
17 0.096 26.7 0.031 8.53
18 0.096 25.9 0.03 8.13
19 0.095 26.36 0.031 8.61
20 0.095 26.42 0.031 8.6
21 0.093 26 0.028 7.73
22 0.093 26.62 0.031 8.92
23 0.091 26.19 0.027 7.94
Average 0.094 0.029
Total 623.88 189.54
30-Day RIng 0.096 0.029
365-Day RIng 48464
4/14/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 26.53 0.03 8.46
1 0.09 25.77 0.028 8.18
2 0.093 26.44 0.029 8.32
3 0.093 26.21 0.03 8.4
4 0.092 26.25 0.028 7.99
5 0.093 26.51 0.028 8.01
6 0.094 26.07 0.03 8.17
7 0.088 26.33 0.027 8.02
8 0.091 26.28 0.029 8.51
9 0.093 25.97 0.028 7.94
10 0.092 26.44 0.03 8.43
11 0.093 26.28 0.029 8.21
12 0.092 25.99 0.031 8.75
13 0.093 26.59 0.027 7.83
14 0.093 26.48 0.029 8.29
15 0.095 25.95 0.028 7.56
16 0.095 26.1 0.031 8.5
17 0.096 26.71 0.032 9.02
18 0.094 25.84 0.028 7.73
19 0.093 26.1 0.029 8.04
20 0.094 26.61 0.03 8.45
21 0.094 25.74 0.027 7.46
22 0.096 26.6 0.036 10
23 0.095 26.5 0.026 7.28
Average 0.093 0.029

Total 630.29 197.55



30-Day Ring 0.096 0.029

365-Day RIng 48486
4/15/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.79 0.025 6.93
1 0.095 26.21 0.032 8.97
2 0.096 26.75 0.027 7.45
3 0.094 26 0.032 8.8
4 0.095 26.61 0.027 7.6
5 0.096 26.34 0.03 8.32
6 0.093 24.4 0.029 7.69
7 0.09 27 0.028 8.37
8 0.091 26.26 0.029 8.26
9 0.091 25.88 0.028 8.04
10 0.092 26.71 0.03 8.68
11 0.091 26.08 0.028 7.86
12 0.094 26.1 0.032 8.85
13 0.093 26.1 0.027 7.58
14 0.096 26.84 0.03 8.52
15 0.093 25.47 0.029 7.85
16 0.094 26.19 0.029 8.16
17 0.095 26.55 0.031 8.61
18 0.095 25.51 0.024 6.53
19 0.096 26.45 0.028 7.8
20 0.098 26.41 0.029 7.86
21 0.098 25.72 0.027 6.99
22 0.099 26.91 0.026 6.96
23 0.097 26.01 0.028 7.49
Average 0.094 0.029
Total 628.29 190.17
30-Day Ring 0.096 0.029
365-Day RIng 48534
4/16/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.38 0.026 6.99
1 0.096 26.13 0.025 6.72
2 0.097 26.48 0.029 7.93
3 0.096 25.81 0.029 7.72
4 0.096 26.61 0.028 7.87
5 0.095 26.22 0.028 7.78
6 0.098 25.52 0.029 7.56
7 0.092 26.99 0.031 9.28
8 0.094 26.19 0.029 8
9 0.094 25.79 0.028 7.81
10 0.096 26.49 0.027 7.58
11 0.096 25.94 0.025 6.82

[
N

0.098 26.21 0.029 7.8



13 0.094 26.26 0.031 8.64

14 0.095 26.36 0.027 7.44
15 0.096 25.84 0.027 7.23
16 0.095 26.3 0.029 8.01
17 0.097 26.79 0.03 8.34
18 0.095 25.22 0.028 7.5
19 0.098 26.56 0.022 5.94
20 0.097 26.38 0.019 5.25
21 0.096 25.39 0.024 6.23
22 0.097 26.52 0.021 5.68
23 0.096 26.46 0.018 4.97
Average 0.096 0.027
Total 628.84 175.09
30-Day RIng 0.096 0.029
365-Day RIng 48574
4/17/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.74 0.023 6.27
1 0.096 26.64 0.025 6.85
2 0.095 26.3 0.023 6.3
3 0.094 25.74 0.025 6.87
4 0.096 26.6 0.019 5.39
5 0.095 26.33 0.019 5.38
6 0.099 30.38 0.028 8.68
7 0.092 26.83 0.029 8.5
8 0.096 26.44 0.028 7.65
9 0.096 25.96 0.026 6.97
10 0.095 26.43 0.025 6.91
11 0.096 26.02 0.023 6.28
12 0.094 23.58 0.023 5.85
13 0.103 24.56 0.026 6.34
14 0.097 26.76 0.031 8.67
15 0.094 25.73 0.028 7.54
16 0.094 26.32 0.03 8.28
17 0.095 26.6 0.031 8.53
18 0.094 25.65 0.029 7.89
19 0.095 26.2 0.03 8.33
20 0.095 26.35 0.03 8.35
21 0.095 25.64 0.03 8.12
22 0.096 26.51 0.031 8.48
23 0.095 26.4 0.03 8.39
Average 0.095 0.027
Total 629.71 176.82
30-Day RIng 0.096 0.029
365-Day RIng 48627
4/18/2016

Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs



0 0.095 25.54 0.029 7.85
1 0.097 26.5 0.031 8.44
2 0.096 26.51 0.03 8.43
3 0.092 25.25 0.03 8.1
4 0.093 26.43 0.03 8.47
5 0.093 26.6 0.03 8.43
6 0.092 25.75 0.025 6.88
7 0.092 26.99 0.027 7.97
8 0.094 26.3 0.03 8.39
9 0.095 25.82 0.029 8.03
10 0.093 26.34 0.029 8.09
11 0.094 26.46 0.029 8.14
12 0.095 25.88 0.028 7.69
13 0.097 26.46 0.032 8.87
14 0.096 26.58 0.028 7.86
15 0.093 25.46 0.029 7.85
16 0.092 26.35 0.03 8.55
17 0.091 26.3 0.029 8.48
18 0.092 26.26 0.029 8.32
19 0.09 26.25 0.028 8.24
20 0.09 26.32 0.029 8.33
21 0.091 25.65 0.028 7.9
22 0.09 26.51 0.029 8.42
23 0.092 26.54 0.029 8.37
Average 0.093 0.029
Total 629.05 196.1
30-Day Ring 0.096 0.029
365-Day RIng 48701
4/19/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.091 25.79 0.028 8
1 0.091 26.17 0.029 8.35
2 0.092 26.56 0.029 8.4
3 0.092 25.92 0.028 7.87
4 0.092 26.49 0.029 8.28
5 0.091 26.38 0.029 8.41
6 0.094 27.88 0.028 8.29
7 00C 00cC 00cC 00cC
8 0.086 27.63 0.022 7.02
9 0.089 25.63 0.027 7.84
10 0.09 26.42 0.031 9.22
11 0.091 26.26 0.026 7.49
12 0.093 25.95 0.029 8.26
13 0.093 26.07 0.03 8.35
14 0.095 26.65 0.029 8.27
15 0.093 26.04 0.03 8.35
16 0.092 26.27 0.029 8.21



17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

4/20/2016
Hour

O 00 NOYULL B WN B~ O

NNRNNRRRRRBPRRRRER
W NEFRP OOV NOOULPD WNBEL O

Average

Total

30-Day RIng

365-Day RIng
4/21/2016

Hour

w N = O

0.092
0.09
0.091
0.09
0.091
0.091
0.09
0.091

0.095

NOx Ib/mmBtu

0.09
0.088
0.091
0.089

0.09
0.091
0.097
0.086
0.089
0.089
0.091
0.092

0.09
0.091
0.094
0.092
0.091
0.091
0.092
0.093
0.093
0.093
0.093
0.092
0.091

0.095

NOx Ib/mmBtu
0.091
0.093
0.093
0.091

NOXx Ibs

NOXx Ibs

26.6
25.27
26.29
26.28
25.97

26.5
26.27

605.29

25.98
26.01
26.73
25.45
26.39
26.48
31.39
26.45
26.53
25.51
26.26
26.55
25.41
26.14
26.72
25.64

26.3
26.42
25.53
26.38
26.36
26.01
26.35
26.38

633.37

25.51
26.28

26.4
25.48

0.03
0.029
0.029
0.029
0.028
0.029
0.029
0.029

0.029

SO2 Ib/mmBtu
0.027
0.029
0.029
0.027
0.028
0.029
0.032
0.027
0.015
0.014
0.014
0.014
0.014
0.014
0.014
0.015
0.014
0.014
0.014
0.015

0.02
0.025
0.023
0.023

0.02

0.029

SO2 Ib/mmBtu
0.022
0.026
0.028
0.029

8.68
7.98
8.24
8.38
7.95
8.43
8.35

188.62

48767

SO2 Ibs

7.8
8.42
8.41
7.82
8.21
8.28
10.43
8.17
4.61
4.01
4.05
4.08
3.98
4.05
4.06
4.18
4.07
4.08

4.22
5.68
6.97
6.59
6.52

142.69

48759

SO2 Ibs
6.21
7.35
8.06
7.95



4 0.092 26.65 0.032 9.36
5 0.091 26.3 0.034 9.95
6 0.094 28.3 0.035 10.59
7 0.087 26.05 0.028 8.28
8 0.089 26.26 0.028 8.27
9 0.093 26.39 0.022 6.33
10 0.091 26.15 0.016 4.5
11 0.091 26.29 0.014 4.07
12 0.09 25.52 0.014 4.04
13 0.093 26.49 0.014 4.04
14 0.094 26.77 0.014 4.05
15 0.09 25.3 0.015 4.15
16 0.091 26.15 0.014 4.13
17 0.092 26.46 0.014 4.03
18 0.089 25.81 0.014 4.1
19 0.091 26.16 0.014 4.05
20 0.091 26.66 0.021 6.11
21 0.092 25.8 0.029 8.13
22 0.093 26.15 0.029 8.3
23 0.094 26.5 0.031 8.63
Average 0.092 0.022
Total 629.83 154.68
30-Day Ring 0.095 0.029
365-Day RIng 48761
4/22/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.63 0.028 7.68
1 0.093 25.85 0.03 8.27
2 0.092 26.7 0.029 8.43
3 0.093 26.17 0.03 8.38
4 0.092 26.34 0.027 7.86
5 0.094 26.39 0.02 5.68
6 0.092 26.3 0.035 10.08
7 0.089 26.5 0.016 4.64
8 0.09 26.16 0.014 4.13
9 0.091 26.08 0.014 4.02
10 0.092 26.27 0.017 4.89
11 0.091 26.15 0.02 5.83
12 0.094 25.74 0.027 7.31
13 0.094 26.41 0.027 7.46
14 0.092 26.48 0.03 8.53
15 0.089 25.54 0.029 8.17
16 0.09 27.19 0.027 8.14
17 0.088 25.99 0.029 8.37
18 0.09 25.75 0.027 7.69
19 0.091 26.44 0.028 8.19
20 0.091 26.3 0.03 8.57



21 0.091 25.39 0.028 7.74

22 0.094 26.47 0.028 7.85
23 0.094 26.56 0.03 8.57
Average 0.092 0.026
Total 628.8 176.48
30-Day RIng 0.095 0.028
365-Day RIng 48789
4/23/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.51 0.029 7.75
1 0.097 26.68 0.029 7.82
2 0.094 26.12 0.03 8.43
3 0.094 26.09 0.029 8.15
4 0.093 26.24 0.029 8.15
5 0.093 26.49 0.03 8.43
6 0.09 26.84 0.027 7.94
7 0.086 26.11 0.026 7.98
8 0.089 26.53 0.029 8.64
9 0.09 26.03 0.028 8.08
10 0.091 26.46 0.028 8.09
11 0.091 26.26 0.029 8.4
12 0.092 25.38 0.027 7.45
13 0.096 26.51 0.03 8.38
14 0.094 26.67 0.029 8.3
15 0.093 26.06 0.031 8.6
16 0.093 26.18 0.028 7.84
17 0.092 26.48 0.029 8.23
18 0.091 25.52 0.029 8
19 0.092 26.24 0.029 8.2
20 0.092 26.41 0.028 8.07
21 0.091 26.02 0.03 8.45
22 0.091 26.36 0.029 8.33
23 0.093 26.7 0.03 8.55
Average 0.092 0.029
Total 629.89 196.26
30-Day RIng 0.095 0.028
365-Day RIng 48893
4/24/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.09 24.9 0.026 7.14
1 0.095 26.43 0.029 8.08
2 0.093 26.57 0.029 8.38
3 0.092 25.93 0.03 8.52
4 0.09 26.32 0.028 8.18
5 0.093 26.5 0.03 8.55
6 0.089 26.14 0.027 7.81
7 0.087 26.01 0.026 7.74



8 0.091 26.32 0.029 8.29

9 0.092 26.38 0.029 8.36
10 0.089 26.01 0.029 8.31
11 0.091 26.37 0.029 8.28
12 0.091 255 0.028 7.73
13 0.093 26.4 0.029 8.32
14 0.091 26.49 0.028 8.12
15 0.089 25.51 0.028 8.01
16 0.092 26.57 0.03 8.65
17 0.09 26.2 0.027 7.97
18 0.09 26.05 0.028 8.14
19 0.088 26 0.027 8.08
20 0.089 26.64 0.029 8.55
21 0.088 25.54 0.027 7.77
22 0.09 26.57 0.029 8.52
23 0.089 26.01 0.028 8.11
Average 0.091 0.028
Total 627.36 195.61
30-Day Ring 0.095 0.028
365-Day RIng 48972
4/25/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.09 25.73 0.028 7.85
1 0.091 26.15 0.029 8.22
2 0.091 26.52 0.028 8.07
3 0.091 26.43 0.029 8.32
4 0.088 26.14 0.029 8.53
5 0.089 26.75 0.028 8.36
6 0.088 28.44 0.028 8.97
7 0.084 26.77 0.025 8.07
8 0.087 26.2 0.027 8.23
9 0.089 25.95 0.029 8.53
10 0.091 26.42 0.027 7.81
11 0.091 26.13 0.029 8.35
12 0.09 25.58 0.027 7.72
13 0.092 26.37 0.028 8.12
14 0.09 26.16 0.03 8.58
15 0.091 25.85 0.028 7.93
16 0.092 26.47 0.033 9.59
17 0.093 26.76 0.025 7.19
18 0.091 25.26 0.028 7.69
19 0.094 26.74 0.03 8.59
20 0.092 26.06 0.029 8.13
21 0.094 26.15 0.029 8.09
22 0.093 2594 0.03 8.21
23 0.095 26.94 0.03 8.4

Average 0.091 0.028



Total 631.91 197.55

30-Day RIng 0.095 0.028
365-Day RIng 49065
4/26/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.09 25.61 0.027 7.66
1 0.092 26.01 0.028 8
2 0.095 26.39 0.03 8.28
3 0.095 25.81 0.031 8.35
4 0.095 26.32 0.03 8.24
5 0.094 26.61 0.029 8.32
6 0.091 26.18 0.028 7.93
7 0.089 26.84 0.029 8.86
8 0.089 25.88 0.028 8.22
9 0.091 26 0.029 8.3
10 0.119 24.77 0.027 5.81
11 0.105 28.18 0.027 7.27
12 0.094 25.41 0.022 5.88
13 0.094 26.3 0.029 8.05
14 0.093 26.53 0.028 8.1
15 0.093 25.61 0.028 7.58
16 0.093 26.22 0.027 7.64
17 0.094 26.48 0.032 8.96
18 0.093 25.98 0.03 8.43
19 0.095 26.77 0.029 8.23
20 0.092 25.92 0.025 7.16
21 0.094 26.18 0.033 9.14
22 0.092 26.17 0.029 8.33
23 0.093 26.45 0.029 8.29
Average 0.094 0.029
Total 628.62 191.03
30-Day RIng 0.095 0.028
365-Day RIng 49141
4/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.87 0.027 7.37
1 0.094 26.36 0.032 9.02
2 0.092 26.08 0.028 7.96
3 0.095 26.49 0.031 8.59
4 0.09 26.02 0.027 7.89
5 0.092 26.32 0.029 8.24
6 0.09 26.63 0.028 8.43
7 0.089 26.96 0.027 8.29
8 0.09 26.14 0.026 7.6
9 Maint Maint Maint Maint
10 0.081 26.09 0.027 8.65

11 0.088 25.76 0.027 7.89



12 0.091
13 0.096
14 0.093
15 0.097
16 0.095
17 0.093
18 0.092
19 0.092
20 0.093
21 0.094
22 0.093
23 0.093
Average 0.092
Total
30-Day RIng 0.095
365-Day RIng
4/28/2016
Hour NOx Ib/mmBtu
0 0.094
1 0.096
2 0.094
3 0.096
4 0.092
5 0.093
6 0.093
7 00C
8 0.073
9 0.087
10 0.089
11 0.091
12 0.09
13 0.091
14 0.092
15 0.092
16 0.091
17 0.091
18 0.09
19 0.091
20 0.091
21 0.091
22 0.093
23 0.093
Average 0.091
Total
30-Day RIng 0.094
365-Day RIng

4/29/2016

254

26.5
26.46
26.21
26.32
26.13
26.11
26.48
26.52
25.83
26.21
25.96

602.85

0.029

0.03
0.029
0.027
0.031
0.033
0.026
0.025
0.032
0.032
0.029

0.03
0.029

0.028

NOx Ibs SO2 Ib/mmBtu

25.85
26.45
26.45
26.18
25.85
26.56
27.63
21.92 00C
25.65
25.65
26.29
26.35
25.6
26.23
26.35
25.92
26.29
26.59
25.71
26.46
26.48
25.94
26.24
26.15

624.79

0.029
0.031

0.03
0.031
0.029
0.032
0.027

0.026
0.024
0.028
0.027
0.029
0.028
0.028
0.028
0.028

0.03
0.028
0.028
0.028
0.027
0.029
0.028
0.028

0.028

7.96
8.19
8.15
7.37
8.55

9.3
7.39
7.29
8.95
8.61
8.16
8.28

188.13

49225

SO2 |bs

8.05
8.53
8.26
8.37
8.03
9.24
7.95

9.1
9.22
7.18
8.25
7.83
8.34
8.08
8.07
7.79
8.17

8.7
7.98
8.24
8.27

7.7
8.26
7.92

197.53

49293



Hour NOx Ib/mmBtu
0 0.094
1 0.096
2 0.096
3 0.097
4 0.097
5 0.095
6 0.093
7 0.092
8 0.094
9 0.096
10 0.097
11 0.095
12 0.096
13 0.095
14 0.097
15 0.094
16 0.112
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down
23 Down
Average 0.096
Total
30-Day RIng 0.094
365-Day RIng
4/30/2016
Hour NOx Ib/mmBtu
0 Down
1 Down
2 Down
3 Down
4 Down
5 Down
6 DCal
7 DCal
8 Down
9 Down
10 Down
11 Down
12 Down
13 Down
14 Down
15 Down

NOXx Ibs

Down
Down
Down
Down
Down
Down
Down

NOx lbs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down

25.61
26.56
26.46
25.78
26.27
26.13
26.95
26.67
26.22
26.04

26.6
25.99
26.25

25.9
26.84
25.36
13.59

433.22

SO2 Ib/mmBtu

Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down

0.028
0.03
0.03

0.029

0.031
0.03

0.028
0.03

0.029

0.029

0.031

0.029
0.03

0.031
0.03
0.03

0.033

0.03

0.028

SO2 Ibs

Down
Down
Down
Down
Down
Down
Down

S0O2 Ibs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down

7.81

8.4
8.46
7.55
8.44
8.17
8.24
8.62
8.18
7.75
8.55
8.05
8.09
8.42
8.23
8.22
4.01

135.19

49327



16 Down Down Down Down

17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.028
365-Day RIng 49197
5/1/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.028
365-Day RIng 49074
5/2/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down

2 Down Down Down Down



3 Down Down Down Down
4 Down Down Down Down
5 DCal DCal DCal DCal
6 DCal DCal DCal DCal
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.028
365-Day RIng 48973
5/3/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 DCal DCal DCal DCal
6 DCal DCal DCal DCal
7 Inval 0o0cC Inval 0o0cC
8 Inval 00cC Inval 00cC
9 Inval 0o0cC Inval 0o0cC
10 Inval 00cC Inval 00cC
11 0.256 O0C 0.07 00C
12 0.251 00C 0.056 O0C
13 0.349 00C 0.026 O0C
14 0.195 O0C 0.019 0O0C
15 0.114 O0C 0.03 00C
16 0.096 O0C 0.031 00C
17 0.092 O0C 0.029 00C
18 0.092 00C 0.029 00C
19 0.092 O0C 0.028 0O0C



20 0.093
21 0.093
22 0.094
23 0.094
Average 0.147
Total
30-Day RIng 0.095
365-Day RIng
5/4/2016
Hour NOx Ib/mmBtu
0 0.096
1 0.094
2 0.094
3 0.096
4 0.095
5 0.093
6 00C
7 00C
8 0.096
9 0.099
10 0.094
11 0.097
12 0.095
13 0.094
14 0.095
15 0.094
16 0.092
17 0.093
18 0.092
19 0.093
20 0.092
21 0.092
22 0.094
23 0.094
Average 0.094
Total
30-Day RIng 0.095
365-Day RIng
5/5/2016
Hour NOx Ib/mmBtu
0 0.097
1 0.096
2 0.095
3 0.094
4 0.112
5 Inval
6 DCal

00C
00C
00C
00C

00C

NOx lbs
0o0cC
0o0cC
0o0cC
0o0cC
0o0cC
00cC
0o0cC
00cC

NOXx Ibs

DCal

SO2 Ib/mmBtu

00C

00C
25.86
26.54
26.1
26.75
25.79
26.28
26.5
25.64
26.42
26.45
25.62
26.71
26.07
25.58
26.39
26.48

419.18

SO2 Ib/mmBtu
26.03
26.65
26.17
25.75
25.92
12.51 Inval
DCal

0.029 00C
0.029 0O0C
0.03 00C
0.028 O0OC
0.033
00C
0.028

SO2 |bs
0.031 00C
0.03 00C
0.029 00C
0.029 0O0OC
0.031 00C
0.027 00OC
00oC
00C
0.03
0.03
0.031
0.03
0.031
0.016
0.014
0.038
0.023
0.014
0.014
0.015
0.014
0.013
0.014
0.024
0.024

0.028

SO2 |bs
0.025
0.014
0.014
0.014
0.016

DCal

48863

8.14
8.19
8.7
8.15
8.4
4.56
3.94
10.37
6.44
3.95
3.95
4.16

3.73
3.82
6.79

97.29

48851

6.69
3.79
3.79
3.73
3.71
2.27



7 Down Down Down Down

8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average 0.099 0.017
Total 143.03 23.98
30-Day RIng 0.095 0.028
365-Day RIng 48848
5/6/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 DCal DCal DCal DCal
6 DCal DCal DCal DCal
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Inval 0o0cC Inval 0o0cC
16 Inval 00cC Inval 00cC
17 Inval 0o0cC Inval 00cC
18 Inval 00cC Inval 00cC
19 Inval 0o0cC Inval 0o0cC
20 Inval 00cC Inval 00cC
21 0.222 0O0C 0.083 00C
22 0.225 00C 0.067 O0C

23 0.31 00C 0.034 00C



Average

Total
30-Day RIng
365-Day RIng
5/7/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
5/8/2016
Hour

O 0O NOOULL B WNPF-L O

[
o

0.252
00C
0.095

NOx Ib/mmBtu  NOx lbs
0.357 O0C
0.159 O0C
0.125 O0C
0.098 O0OC
0.094 O0OC
0.096 O0OC
0.098
0.091
0.096
0.098
0.097
0.099
0.098
0.098

0.1
0.1
0.099
0.1
0.1
0.099
0.097
0.097
0.098
0.098
0.112

0.096

NOx Ib/mmBtu  NOx lbs
0.096
0.098
0.097
0.096
0.097
0.098
0.099
0.092
0.095
0.098
0.096

17.21
26.28
26.29
25.94
26.18
26.55
25.77
26.42
26.28
25.87
26.28
26.58
26.02
26.29
26.55
25.97
26.22
26.42

463.12

26.01
26.35
26.45
25.51
26.46
26.48
27.99
26.42
26.38
26.01
26.53

0.061
00C
0.028

SO2 Ib/mmBtu SO2 Ibs

0.026 O0C

0.02 00C
0.017 O0C
0.031 O0C
0.033 00C
0.027 O0C

0.03
0.027
0.031
0.031

0.03
0.032

0.03
0.033
0.033
0.031
0.031
0.032

0.03
0.031
0.031

0.03
0.031
0.032

0.03

0.028

SO2 Ib/mmBtu SO2 Ibs
0.029
0.031
0.032
0.028

0.03
0.031
0.029
0.029
0.031
0.031
0.032

48825

5.68
7.93
8.47
8.32
8.25
8.48

7.7
8.75
8.59

8.1
8.17

8.6
7.88
8.29
8.48
7.89
8.29
8.49

146.36

48813

7.93
8.46
8.66
7.44
8.27
8.43
8.32
8.36
8.53
8.24
8.75



11 0.097 26.12 0.031 8.28

12 0.098 25.52 0.029 7.48
13 0.099 26.59 0.034 9.01
14 0.098 26.66 0.03 8.21
15 0.098 25.52 0.029 7.7
16 0.097 26.33 0.03 8.18
17 0.097 26.39 0.032 8.68
18 0.099 26.05 0.029 7.75
19 0.097 26.09 0.029 7.85
20 0.098 26.43 0.031 8.42
21 0.098 2591 0.03 7.88
22 0.098 26.14 0.031 8.31
23 0.098 26.57 0.031 8.47
Average 0.097 0.03
Total 630.91 197.61
30-Day RIng 0.096 0.028
365-Day RIng 48880
5/9/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26 0.029 7.89
1 0.096 26.01 0.029 7.82
2 0.098 26.44 0.032 8.66
3 0.099 23.34 0.027 6.43
4 0.099 25.31 0.027 6.97
5 0.098 26.72 0.032 8.84
6 0.097 27.35 0.027 7.55
7 0.093 26.99 0.031 9.05
8 0.096 26.49 0.028 7.91
9 0.096 25.37 0.031 8.23
10 0.098 26.41 0.029 7.88
11 0.098 26.44 0.031 8.37
12 0.097 25.15 0.025 6.52
13 0.098 26.6 0.034 9.08
14 0.097 26.3 0.03 8.25
15 0.098 25.74 0.028 7.45
16 0.096 26.38 0.032 8.82
17 0.097 26.53 0.029 7.96
18 0.097 26.12 0.029 7.92
19 0.098 26.77 0.033 9.09
20 0.096 26.09 0.028 7.76
21 0.096 2591 0.03 7.94
22 0.096 26.53 0.03 8.16
23 0.096 26.23 0.031 8.63
Average 0.097 0.03
Total 627.22 193.18
30-Day RIng 0.096 0.028

365-Day RIng 48905



5/10/2016

Hour NOx Ib/mmBtu
0 0.095
1 0.099
2 0.099
3 0.098
4 0.097
5 0.097
6 0.096
7 0.092
8 0.093
9 0.089
10 0.098
11 0.096
12 0.095
13 0.095
14 0.094
15 0.098
16 0.097
17 0.096
18 0.093
19 0.094
20 0.095
21 0.095
22 0.095
23 0.096
Average 0.096
Total
30-Day RIng 0.096
365-Day RIng
5/11/2016
Hour NOx Ib/mmBtu
0 0.093
1 0.095
2 0.097
3 0.096
4 0.097
5 0.095
6 0.103
7 00C
8 0.082
9 0.091
10 0.092
11 0.094
12 0.096
13 0.096
14 0.096

NOx Ibs SO2 Ib/mmBtu
25.77 0.03
26.36 0.031
26.55 0.03
25.93 0.03
26.01 0.034
26.46 0.029
26.88 0.027

26.9 0.032
25.97 0.028
23.89 0.02
27.43 0.021
26.66 0.025

25.6 0.028
26.49 0.029
26.15 0.029

26.1 0.028
26.72 0.025
26.73 0.034
25.51 0.028
26.23 0.029
26.53 0.03
26.08 0.029
26.08 0.029
26.88 0.03

0.029
629.91
0.028

NOx Ibs SO2 Ib/mmBtu
25.41 0.032
26.13 0.03

26.2 0.029
25.84 0.026
26.54 0.015
26.07 0.015
30.38 0.019
26.99 00C
25.84 0.015
26.08 0.015
26.24 0.014
26.12 0.014
25.88 0.015
26.68 0.021
26.86 0.018

SO2 |bs

8.1
8.19
8.19
8.04
9.01
7.78
7.35
9.35
7.93
5.49
5.98

6.9
7.49
7.94
7.97
7.39

6.8
9.47
7.69
8.13
8.33
7.96
8.02

8.5

188

48971

SO2 |bs
8.64
8.13
8.02
6.92
4.18
4.25
5.68
5.73
4.66
4.27
4.11
3.99
3.97
5.83
5.07



15 0.093 25.22 0.018 4.97

16 0.094 26.38 0.023 6.41
17 0.094 26.41 0.033 9.37
18 0.096 26.01 0.027 7.3
19 0.088 26.5 0.036 10.96
20 0.089 26.26 0.028 8.11
21 0.09 26.21 0.022 6.51
22 0.08 26.49 0.017 5.72
23 0.075 26.75 0.017 5.91
Average 0.092 0.022
Total 633.49 148.71
30-Day RIng 0.096 0.028
365-Day RIng 49001
5/12/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.076 25.43 0.017 5.73
1 0.079 25.55 0.017 5.56
2 0.089 26.88 0.036 10.82
3 0.092 25.49 0.02 5.46
4 0.086 27.1 0.014 4.52
5 0.083 26.49 0.015 4.85
6 0.085 26.26 0.015 4.5
7 0.081 26.91 0.029 9.57
8 0.091 21.51 0.023 5.28
9 Maint Maint Maint Maint
10 0.095 27.13 0.034 9.78
11 0.099 26.25 0.016 4.38
12 0.101 26.22 0.015 3.97
13 0.1 26.26 0.018 4.78
14 0.102 26.45 0.021 5.34
15 0.102 26.02 0.025 6.54
16 0.099 26.09 0.024 6.17
17 0.102 26.64 0.027 7.09
18 0.101 25.99 0.024 6.37
19 0.096 26.37 0.024 6.46
20 0.096 26.59 0.023 6.38
21 0.095 25.49 0.027 7.32
22 0.094 26.28 0.028 7.75
23 0.093 26.62 0.028 8.06
Average 0.093 0.023
Total 600.02 146.68
30-Day RIng 0.096 0.028
365-Day RIng 48972
5/13/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.097 25.76 0.024 6.39

1 0.098 26.05 0.023 6.16



2 0.099 26.37 0.022 5.81
3 0.098 26.62 0.032 8.76
4 0.094 26.3 0.026 7.23
5 0.093 26.17 0.03 8.55
6 0.092 27.29 0.027 7.88
7 0.086 26.87 0.028 8.64
8 0.102 26.34 0.025 6.53
9 0.103 26.02 0.023 5.73
10 0.104 26.56 0.021 54
11 0.103 26.36 0.019 4.79
12 0.102 25.52 0.015 3.67
13 0.106 26.5 0.015 3.69
14 0.102 26.01 0.015 3.92
15 0.104 26.02 0.015 3.83
16 0.103 26.54 0.022 5.54
17 0.102 26.35 0.022 5.6
18 0.102 26.1 0.021 5.37
19 0.102 26.5 0.038 9.9
20 0.102 26.55 0.021 5.36
21 0.102 25.92 0.024 6.14
22 0.102 26.37 0.024 6.11
23 0.102 26.22 0.031 8.07
Average 0.1 0.023
Total 631.31 149.07
30-Day Ring 0.096 0.027
365-Day RIng 48959
5/14/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.102 26.05 0.027 6.85
1 0.102 26.28 0.023 5.95
2 0.102 26.5 0.016 411
3 0.099 25.33 0.026 6.68
4 0.101 26.21 0.027 6.89
5 0.102 26.64 0.027 7.13
6 0.102 25.65 0.023 5.67
7 0.096 O0OC 0.027 00C
8 0.099 O0C 0.02 O0C
9 0.098 O0C 0.017 00OC
10 0.099 O0C 0.018 O0C
11 0.101 O0C 0.021 00C
12 0.089 27.52 0.016 4.96
13 0.096 26.83 0.019 5.35
14 0.094 26.23 0.024 6.61
15 0.097 26.44 0.028 7.5
16 0.093 26.12 0.021 5.99
17 0.095 26.31 0.019 541
18 0.096 26.16 0.023 6.24



19

20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
5/15/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
5/16/2016
Hour

u b W N KL O

0.094
0.094
0.095
0.092
0.095
0.097

0.096

NOx Ib/mmBtu
0.094
0.094
0.098
0.096
0.094
0.095
0.098
0.089
0.092
0.094
0.095
0.094
0.095
0.097
0.096
0.095
0.095
0.096
0.095
0.094
0.094
0.096
0.094
0.095
0.095

0.096

NOx Ib/mmBtu
0.096
0.096
0.093
0.094
0.093
0.096

NOXx Ibs

NOXx Ibs

25.88
26.32
26.23
26.26
26.48

499.44

25.92
26.14
26.42
26.09
26.12
26.48
26.56
26.08
26.06
26.14
26.36
26.28
25.62
26.43

26.1
26.24
26.31
26.69
25.71
26.08
26.56
26.11
26.26
26.54

629.3

25.93
26.27
26.49
25.92
26.08
26.76

0.019
0.031
0.037
0.027

0.03
0.024

0.027

SO2 Ib/mmBtu

0.029

0.03
0.031

0.03
0.027
0.023
0.029
0.025
0.019
0.022
0.025
0.021
0.018
0.018
0.017
0.022
0.024
0.019
0.022
0.024
0.028
0.028
0.032
0.031
0.025

0.027

SO2 Ib/mmBtu
0.024
0.028
0.029
0.029
0.029
0.03

5.07
8.59
10.09
7.67
8.37

125.13

48933

SO2 Ibs

7.93
8.32
8.36
8.18

7.4
6.35
7.72
7.39
5.45

7.09
5.81
4.85
4.97
4.58
6.09
6.72
5.13

6.1
6.74
7.83
7.62
8.91
8.73

164.27

48976

SO2 Ibs
6.52
7.64
8.29
7.9
8.18
8.33



6 0.096
7 0.089
8 0.093
9 0.095
10 0.093
11 0.094
12 0.095
13 0.096
14 0.096
15 0.094
16 0.094
17 0.096
18 0.096
19 0.094
20 0.094
21 0.095
22 Inval
23 Inval
Average 0.094
Total
30-Day RIng 0.096
365-Day RIng
5/17/2016
Hour NOx Ib/mmBtu
0 Inval
1 Inval
2 Inval
3 Inval
4 Inval
5 Inval
6 Inval
7 0.201
8 Inval
9 Inval
10 0.195
11 0.199
12 Inval
13 0.213
14 0.22
15 Inval
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down

NOXx Ibs

Down
Down
Down
Down
Down
Down
Down

25.6
26.41
26.09
26.55
26.07
26.18
26.02
26.08

26.7
25.74
26.25
26.46

25.9
26.43
26.37
19.24

5.98 Inval

5.81 Inval

581.33

0.03
0.026
0.021
0.023
0.018

0.02
0.017
0.016
0.024
0.021
0.023
0.015
0.023
0.025
0.028
0.028

0.024

0.027

SO2 Ib/mmBtu

6.09 Inval
6.2 Inval
6.26 Inval
6.11 Inval
6.33 Inval
6.35 Inval
6.01 Inval
7.93
7.55 Inval
5.19 Inval
9.2
7.45
5.17 Inval
9.39
9.42
1.86 Inval
Down
Down
Down
Down
Down
Down
Down

0.087

0.064

0.083

0.079
0.076

SO2 |bs

Down
Down
Down
Down
Down
Down
Down

7.85
7.62
5.98
6.52
5.05
5.47
4.61

4.3
6.72
5.77
6.46

6.4
7.08
7.83
5.71
3.59
3.64

151.46

49009

3.36
3.42
3.34

3.3
3.38
3.39
3.24
3.43
3.29
3.29
3.04
3.17
3.42
3.47
3.23

1.3



23 Down Down
Average 0.206
Total 106.51
30-Day RIng 0.097
365-Day RIng
5/18/2016
Hour NOx Ib/mmBtu  NOx Ibs
0 Down Down
1 Down Down
2 Down Down
3 Down Down
4 Down Down
5 Down Down
6 DCal DCal
7 DCal DCal
8 Down Down
9 Down Down
10 Down Down
11 Down Down
12 Down Down
13 Down Down
14 Inval 0.73
15 Inval 0ocC
16 Inval 00cC
17 Inval 0o0cC
18 Inval 00cC
19 Inval 0o0cC
20 0.176 O0C
21 0.172 O0C
22 Inval 00cC
23 Down Down
Average 0.174
Total 0.73
30-Day RIng 0.098
365-Day RIng
5/19/2016
Hour NOx Ib/mmBtu  NOx Ibs
0 Down Down
1 Down Down
2 Down Down
3 Down Down
4 Down Down
5 Down Down
6 DCal DCal
7 DCal DCal
8 Down Down
9 Down Down

Down Down
0.078
51.07
0.027
48929
SO2 Ib/mmBtu SO2 Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Inval 0.51
Inval 0o0cC
Inval 00cC
Inval 0o0cC
Inval 00cC
Inval 0o0cC
0.062 0O0C
0.076 OOC
Inval 00cC
Down Down
0.069
0.51
0.027
48799
SO2 Ib/mmBtu SO2 Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down



10 Down Down Down Down

11 Down Down Down Down
12 DCal DCal DCal DCal
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.098 0.027
365-Day RIng 48659
5/20/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down

30-Day Ring 0.098 0.027



365-Day RIng 48540

5/21/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.098 0.027
365-Day RIng 48424
5/22/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down

13 Down Down Down Down



14 Down Down Down Down

15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.098 0.027
365-Day RIng 48324
5/23/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.098 0.027
365-Day RIng 48222
5/24/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 Down Down Down Down



1 Down
2 Down
3 Down
4 Inval
5 Inval
6 Inval
7 00C
8 00C
9 00C
10 00C
11 00C
12 00C
13 00C
14 0.085
15 0.095
16 0.093
17 0.106
18 0.092
19 0.089
20 0.092
21 0.093
22 0.091
23 0.093
Average 0.093
Total
30-Day RIng 0.098
365-Day RIng
5/25/2016
Hour NOx Ib/mmBtu
0 0.093
1 0.094
2 0.095
3 0.094
4 0.095
5 0.094
6 0.091
7 0.088
8 0.095
9 0.096
10 0.095
11 0.093
12 0.093
13 0.093
14 0.094
15 0.095
16 0.093
17 0.095

Down Down
Down Down
Down Down
00cC Inval
0o0cC Inval
3.1 Inval
6.8 O0C
7.81 00C
11.24 O0OC
12.25 00C
14.44 O0C
46.32 00C
28.89 O0C
26.2 0.023
26.14 0.025
26.6 0.03
30.48 0.036
26.9 0.025
26 0.014
26.68 0.014
25.98 0.014
26.11 0.018
26.47 0.017
0.022
398.41
0.027
NOx Ibs SO2 Ib/mmBtu
25.61 0.016
26.35 0.03
26.67 0.018
25.37 0.022
26.7 0.027
26.64 0.022
28 0.023
28.11 0.035
26.16 0.03
25.81 0.029
26.65 0.022
26.37 0.03
25.51 0.03
26.52 0.03
26.16 0.03
25.91 0.029
26.27 0.026
26.47 0.033

Down
Down
Down
00cC
00cC
2.16
431
4.3
4.19
431
4,18
3.69
423
6.88
7.02
8.6
10.23
7.39
4.09

3.94
5.17
4.92

93.61

48223

SO2 Ibs

4.3
8.39
4.93
6.07
7.55
6.19

7.2
11.3
8.39
7.76
6.31
8.68
8.22
8.46
8.41
7.89
7.34
9.34



18

19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
5/26/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
5/27/2016
Hour

H W NN - O

0.094
0.094
0.095
0.096
0.096
0.095
0.094

0.098

NOx Ib/mmBtu
0.096
0.095
0.095
0.093
0.092
0.095
0.092
0.088
0.092
0.093
0.092
0.131
0.243
0.141
0.208
0.106
0.093
0.093
0.093
0.095
0.091
0.094
0.056
0.055
0.105

0.098

NOx Ib/mmBtu
0.092
0.094
0.094
0.092
0.092

25.6
26.02
26.35
25.88

26.5
26.28

631.91

NOx lbs

25.75
26.31
26.77
25.67
26.05
26.75
26.25
25.98

26.4
25.79
26.19

7.32
35.78
31.27

59.8
29.12

26.5
26.86
26.22
26.86
26.05
26.09
15.54
15.49

640.81

NOx lbs
25.43
26.46
26.5
25.68
26.63

0.028
0.029
0.029
0.016
0.015
0.016
0.026

0.027

SO2 Ib/mmBtu
0.015
0.017

0.02
0.021
0.019
0.025
0.026

0.03
0.028
0.028
0.029
0.054

0.02
0.018
0.021
0.027
0.026
0.028
0.028
0.025
0.025
0.026
0.026
0.019
0.025

0.027

SO2 Ib/mmBtu
0.027
0.018
0.022
0.021
0.024

7.67
7.93
7.87
4.25
4.28

4.3

173.03

48299

SO2 |bs

4.04

4.7

5.7

5.8
5.25
7.02
7.63
8.98
8.17
7.82
8.17
3.18
2.94
3.96
5.93
7.34
7.54

8.2
7.98

7.1
7.13
7.21
7.34
5.35

154.48

48363

SO2 |bs
7.47
5.18
6.23
5.93



5 0.09 26.03 0.026 7.55
6 0.09 26.84 0.021 6.35
7 0.085 26.18 0.029 8.94
8 0.09 26.27 0.027 7.96
9 0.094 26.3 0.023 6.35
10 0.091 26.21 0.028 8.06
11 0.092 26.2 0.024 6.71
12 0.093 26.15 0.027 7.41
13 0.092 26.32 0.023 6.56
14 0.093 26.33 0.016 461
15 0.093 25.62 0.026 7.05
16 0.094 26.11 0.03 8.23
17 0.093 26.07 0.026 7.17
18 0.094 26.06 0.024 6.69
19 0.093 26.6 0.025 7.04
20 0.092 25.83 0.029 8.12
21 0.094 25.86 0.028 7.61
22 0.093 26.24 0.032 9.11
23 0.093 26.41 0.024 6.76
Average 0.092 0.025
Total 628.33 170.09
30-Day RIng 0.098 0.027
365-Day RIng 48438
5/28/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.93 0.028 7.68
1 0.094 26.27 0.029 8.1
2 0.093 26.24 0.029 8.26
3 0.094 25.58 0.03 8.17
4 0.094 26.4 0.029 7.95
5 0.095 26.39 0.028 7.83
6 0.096 28.29 0.025 7.44
7 0.09 26.45 0.025 7.31
8 0.092 26.37 0.029 8.29
9 0.093 25.7 0.028 7.73
10 0.094 26.26 0.034 9.56
11 0.094 26.31 0.033 9.27
12 0.095 26.31 0.024 6.74
13 0.093 26.45 0.032 9.19
14 0.093 26.54 0.025 7.24
15 0.092 25.33 0.026 7.23
16 0.093 26.37 0.028 7.93
17 0.094 26.24 0.027 7.5
18 0.095 26.29 0.03 8.24
19 0.092 26.12 0.03 8.55
20 0.094 26.54 0.033 9.24
21 0.092 25.85 0.029 8.07



22

23
Average
Total
30-Day RIng
365-Day RIng
5/29/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
5/30/2016
Hour

o NO UL A WNPFL O

0.093
0.094
0.093

0.098

NOx Ib/mmBtu
0.093
0.094
0.094
0.095
0.095
0.094
0.092

0.09
0.091
0.094
0.092
0.093
0.092
0.095
0.095
0.093
0.094
0.094
0.096
0.094
0.097
0.097
0.096
0.094
0.094

0.098

NOx Ib/mmBtu
0.093
0.095
0.092
0.093
0.093
0.093
0.091
0.089
0.092

26.35
26.19

630.77

NOx lbs

25.64
26.42
26.25
25.98
26.41
26.32

27
26.58
26.04
25.85
26.28
26.48
25.93
26.05
26.48
25.88
26.23
26.15
26.04
25.96
26.37
25.62
26.77
26.68

629.41

NOx lbs

25.59
26.53
26.44

26.1
26.36
26.21
26.41
26.37
26.31

0.028
0.028
0.029

0.027

SO2 Ib/mmBtu
0.028
0.028
0.029

0.03

0.03

0.03
0.027
0.029
0.029
0.031
0.029
0.028
0.028
0.021
0.026
0.028
0.023
0.017
0.015
0.024
0.028
0.034
0.026
0.028
0.027

0.027

SO2 Ib/mmBtu
0.036
0.034
0.023
0.028
0.028
0.028
0.027
0.016
0.015

8.02
7.91

193.45

48499

SO2 |bs
7.79
7.96
8.19
8.24
8.34
8.34

8.59
8.13
8.41
8.24
7.94
7.78
5.65

7.4
7.67
6.48
4.76
4.09
6.62
7.52
9.09
7.13
7.77

180.13

48549

SO2 |bs

9.95
9.67

6.7
7.65
7.86
7.86
7.98
4.63

4.2



9 0.093 25.76 0.015 4.07

10 0.094 26.56 0.015 4.14
11 0.094 26.28 0.015 4.1
12 0.096 26.19 0.015 4.09
13 0.095 26.19 0.015 4.04
14 0.095 26.47 0.016 4.52
15 0.096 25.89 0.022 6.03
16 0.095 26.28 0.03 8.37
17 0.095 26.58 0.018 5.03
18 0.094 25.88 0.018 5.1
19 0.094 26.22 0.03 8.34
20 0.096 27.39 0.036 10.22
21 0.095 26.5 0.032 9.01
22 0.092 26.18 0.018 5.24
23 0.093 26.36 0.015 4.12
Average 0.094 0.023
Total 631.05 152.92
30-Day RIng 0.098 0.027
365-Day RIng 48605
5/31/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.091 25.23 0.016 4.39
1 0.093 25.99 0.016 4.38
2 0.094 26.38 0.014 4.07
3 0.095 26.36 0.016 4.36
4 0.092 26.26 0.018 5.23
5 0.092 26.2 0.018 5.02
6 0.098 30.68 0.017 5.2
7 0.086 26.75 0.023 7.11
8 0.088 26.29 0.015 4.53
9 0.09 25.42 0.018 5.01
10 0.093 26.79 0.015 4.24
11 0.092 25.76 0.017 4.69
12 0.096 26.72 0.025 6.87
13 0.093 26.04 0.015 4.3
14 0.095 26.48 0.018 4.88
15 0.094 26.02 0.03 8.32
16 0.094 26.49 0.028 7.85
17 0.096 27.18 0.026 7.38
18 0.094 26.06 0.021 5.74
19 0.094 25.98 0.017 4.81
20 0.095 26.38 0.015 4.2
21 0.095 26.01 0.014 3.97
22 0.095 26.83 0.019 5.28
23 0.093 26.02 0.015 4.3
Average 0.093 0.019

Total 634.32 126.13



30-Day Ring 0.098 0.027

365-Day RIng 48647
6/1/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.72 0.015 4.1
1 0.094 26.26 0.015 4.19
2 0.097 27.42 0.014 4.11
3 0.092 25.4 0.021 5.96
4 0.092 26.32 0.025 7.15
5 0.092 25.88 0.018 5.16
6 0.091 27.51 0.018 5.29
7 0.089 26.73 0.019 5.72
8 0.092 26.39 0.017 4.8
9 0.093 26.06 0.02 5.71
10 0.092 25.93 0.017 4.94
11 0.095 26.34 0.015 4.05
12 0.095 26.11 0.014 3.98
13 0.094 26.17 0.014 4.02
14 0.095 26.37 0.014 4.04
15 0.096 26.16 0.014 3.95
16 0.096 26.45 0.015 4.12
17 0.095 26.21 0.015 4.07
18 0.097 26.15 0.015 4.02
19 0.096 26.54 0.014 4
20 0.096 26.74 0.014 4
21 0.093 25.39 0.017 4.51
22 0.095 26.89 0.016 4.62
23 0.092 25.98 0.015 4.16
Average 0.094 0.016
Total 631.12 110.67
30-Day Ring 0.099 0.026
365-Day RIng 48666
6/2/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.59 0.015 4.05
1 0.094 26.47 0.014 4.06
2 0.094 26.28 0.014 4.05
3 0.093 25.79 0.023 6.47
4 0.094 26.54 0.018 5.09
5 0.091 25.67 0.014 4.08
6 0.091 26.57 0.015 4.34
7 0.088 O0OC 0.015 0O0C
8 0.09 0O0C 0.014 O0OC
9 0.091 25.9 0.014 4.11
10 0.093 25.98 0.014 4.04
11 0.094 26.92 0.015 4.23

[
N

0.092 25.44 0.014 4



13 0.096 26.99 0.014 4.04

14 0.097 27.15 0.014 4.06
15 0.091 25.19 0.026 7.35
16 0.094 26.13 0.023 6.32
17 0.095 26.39 0.017 4.75
18 0.096 25.84 0.016 4.4
19 0.095 26.37 0.017 4.66
20 0.095 26.45 0.019 5.34
21 0.095 25.82 0.022 5.85
22 0.094 26.15 0.014 3.96
23 0.096 26.55 0.014 3.97
Average 0.093 0.016
Total 576.18 103.22
30-Day RIng 0.099 0.026
365-Day RIng 48676
6/3/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.68 0.015 3.93
1 0.096 26.3 0.014 3.95
2 0.096 26.42 0.014 3.95
3 0.096 25.74 0.015 4.01
4 0.096 26.41 0.018 4.93
5 0.096 26.47 0.016 4.47
6 0.092 26.41 0.016 4.61
7 0.089 25.62 0.014 4.13
8 0.095 26.59 0.014 4.01
9 0.096 25.7 0.014 3.87
10 0.097 26.33 0.014 3.91
11 0.097 26.32 0.014 3.88
12 0.098 25.93 0.014 3.75
13 0.099 26.39 0.014 3.79
14 0.098 26.31 0.014 3.78
15 0.098 25.79 0.016 4.11
16 0.097 26.6 0.014 3.88
17 0.095 26.57 0.014 3.95
18 0.095 25.9 0.015 4
19 0.094 26.3 0.024 6.64
20 0.094 26.44 0.029 8.23
21 0.096 25.9 0.023 6.31
22 0.096 26.53 0.029 8
23 0.094 26.3 0.024 6.71
Average 0.096 0.017
Total 628.95 112.8
30-Day RIng 0.099 0.025
365-Day RIng 48703
6/4/2016

Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs



O 0O NOOULL B WNPF-L O

N NNNRRRRRRRRPR R
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Average

Total

30-Day RIng

365-Day RIng
6/5/2016

Hour

O 0O NOOULL B WNPF-L O

B R R R R R R
O Ul h WN R O

0.092
0.092
0.096
0.096
0.096
0.093
0.093

0.09
0.093
0.095
0.096
0.093
0.092
0.096
0.095
0.096
0.095
0.093
0.094
0.094
0.097
0.098
0.094
0.097
0.094

0.099

NOx Ib/mmBtu
0.097
0.095
0.099
0.099
0.099
0.096
0.096

0.09
0.091
0.093
0.093
0.094
0.094
0.096
0.092
0.094
0.095

NOXx Ibs

25.9
26.06
26.66
25.62
26.75
26.46
25.88
26.84
26.19
25.64
26.77
26.33
25.52
26.71
26.37
25.91
26.89
25.78
25.29
25.62
26.98

26.3
26.03

26.6

629.1

26.03
25.77
26.47
25.76
26.83
26.06
27.55
26.54
26.16
25.74

26.3
26.71
25.63
26.86
25.79
25.67

26.6

0.026
0.027
0.026
0.027
0.027
0.028
0.024
0.027
0.025
0.027
0.027
0.027
0.028
0.023
0.025
0.027
0.027
0.025
0.026
0.025
0.029
0.028
0.026
0.025
0.026

0.025

SO2 Ib/mmBtu

0.025
0.027
0.021
0.022
0.021
0.024
0.029
0.028
0.026
0.024
0.023
0.031
0.029
0.027
0.028
0.028
0.028

7.37
7.51
7.14
7.28
7.58
8.03
6.76
8.15
7.13
7.29

7.6
7.61
7.69
6.44
6.97
7.28
7.65
7.01
7.01
6.72
8.08
7.45
7.06
6.85

175.66

48793

6.81
7.41
5.68
5.83
5.72
6.46
8.19
8.28
7.43
6.54
6.46
8.81
7.86
7.44
7.88
7.64
7.96



17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

6/6/2016
Hour

O 00 NOYULL B WN B~ O

NNRNNRRRRRBPRRRRER
W NEFRP OOV NOOULPD WNBEL O

Average

Total

30-Day RIng

365-Day RIng
6/7/2016

Hour

w N = O

0.094
0.095
0.093
0.093
0.097
0.094
0.096
0.095

0.099

NOx Ib/mmBtu
0.095
0.093
0.094
0.095
0.094
0.095
0.096
0.086

0.09
0.093
0.091
0.093
0.091
0.095
0.095
0.093
0.095
0.092
0.095
0.095
0.096
0.097
0.097
0.096
0.094

0.099

NOx Ib/mmBtu
0.095
0.098
0.096
0.092

26.03
26.08
26.24
25.76
26.29
25.95
26.96

629.78

NOx lbs

25.9
26
26.21
26.41
26.03
26.69
29.1
26.06
25.72
26.25
26.26
26.72
25.2
26.31
26.91
25.77
26.62
25.8
25.86
26.17
26.48
25.65
26.6
26.15

630.87

NOx lbs
25.59
26.58
26.51
25.28

0.026
0.026

0.03
0.031
0.025
0.029

0.03
0.027

0.025

SO2 Ib/mmBtu
0.029
0.029
0.034
0.024
0.032
0.027
0.026

0.03
0.032
0.025
0.029
0.028
0.028
0.029
0.028
0.028
0.031
0.025
0.024
0.022
0.022
0.022
0.027
0.025
0.027

0.025

SO2 Ib/mmBtu
0.025
0.026
0.029
0.028

7.35

7.1
8.36
8.67

6.7
8.04
8.32

176.94

48907

SO2 Ibs

7.83
8.19
9.42

6.6
8.79
7.53
7.65
9.23
9.15
7.01
8.25
8.22
7.85
7.91
7.86
7.71
8.77
6.85

6.4
6.11

5.8
7.38
6.62

183.13

49036

SO2 Ibs
6.72
7.1
8.12
7.47



4 0.096 26.08 0.025 6.75

5 0.096 26.49 0.024 6.7
6 0.095 27.13 0.023 6.42
7 00C 00cC 00cC 00cC
8 00C 00cC 00cC 00cC
9 0.099 27.67 0.023 6.54
10 0.095 26.11 0.026 7.2
11 0.099 26.99 0.026 7.08
12 0.096 26.1 0.024 6.49
13 0.092 25.7 0.03 8.25
14 0.096 26.65 0.024 6.77
15 0.095 25.72 0.021 5.56
16 0.095 26.78 0.026 7.42
17 0.095 26.05 0.03 8.31
18 0.095 25.21 0.029 7.62
19 0.098 26.32 0.031 8.3
20 0.097 26.46 0.03 8.29
21 0.099 26.03 0.021 5.46
22 0.098 26.47 0.019 5.27
23 0.097 26.47 0.02 5.45
Average 0.096 0.025
Total 578.39 153.29
30-Day Ring 0.098 0.025
365-Day RIng 49109
6/8/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.69 0.021 5.65
1 0.096 25.95 0.024 6.46
2 0.096 26.44 0.03 8.34
3 0.092 25.36 0.028 7.79
4 0.093 26.85 0.029 8.51
5 0.09 25.88 0.026 7.4
6 0.092 26.78 0.023 6.43
7 0.09 27.16 0.03 9.01
8 0.089 25.9 0.026 7.43
9 0.091 25.95 0.028 7.9
10 0.088 25.26 0.025 7.06
11 0.094 27.11 0.029 8.36
12 0.092 26.05 0.029 8.08
13 0.092 26.15 0.026 7.41
14 0.092 25.85 0.026 7.3
15 0.093 25.71 0.028 7.61
16 0.095 26.84 0.029 8.15
17 0.094 26.74 0.03 8.49
18 0.092 25 0.028 7.48
19 0.091 24.19 0.028 7.47

N
o

0.083 18.12 0.016 3.49



21 0.087 22.54 0.015 3.84

22 0.099 26.87 0.02 5.5
23 0.095 26.28 0.026 7.21
Average 0.092 0.026
Total 614.67 172.37
30-Day RIng 0.098 0.025
365-Day RIng 49204
6/9/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 25.62 0.019 5.23
1 0.096 26.62 0.026 7.13
2 0.096 26.17 0.03 8.22
3 0.097 25.78 0.03 8.1
4 0.097 26.15 0.031 8.32
5 0.097 26.39 0.03 8.34
6 0.098 28.32 0.03 8.85
7 0.092 26.59 0.029 8.49
8 0.09 27.48 0.028 8.46
9 0.092 25.92 0.018 4.89
10 0.091 26.14 0.025 7.2
11 0.095 26.87 0.025 7.17
12 0.093 25.28 0.031 8.38
13 0.094 26.24 0.037 10.24
14 0.094 26.58 0.032 9.05
15 0.095 26.1 0.022 5.93
16 0.094 26.45 0.024 6.77
17 0.092 25.24 0.025 6.89
18 0.095 25.78 0.02 5.29
19 0.095 26.42 0.015 4.24
20 0.094 26.18 0.014 4.01
21 0.097 26.41 0.017 4.67
22 0.094 26.48 0.021 5.86
23 0.094 26.19 0.015 4.08
Average 0.094 0.025
Total 631.4 165.81
30-Day RIng 0.097 0.025
365-Day RIng 49308
6/10/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 25.57 0.015 3.95
1 0.095 26.21 0.015 4.14
2 0.095 26.46 0.015 4.12
3 0.095 25.73 0.015 4
4 0.096 26.44 0.016 4.48
5 0.093 25.74 0.022 6.03
6 0.097 29.13 0.015 4.35
7 0.085 26.21 0.015 4.68



8 0.089 26.31 0.019 5.47

9 0.089 25.42 0.02 5.61
10 0.091 26.38 0.016 4,58
11 0.094 26.68 0.015 421
12 0.093 2541 0.018 4.83
13 0.096 26.82 0.019 5.33
14 0.094 26.33 0.026 7.28
15 0.094 25.59 0.027 7.38
16 0.096 26.56 0.029 8.1
17 0.095 26.33 0.023 6.29
18 0.096 25.99 0.015 4.18
19 0.092 26.09 0.019 5.21
20 0.094 26.63 0.022 6.16
21 0.094 25.72 0.018 4.97
22 0.095 26.61 0.016 4.48
23 0.093 25.87 0.015 4.08
Average 0.094 0.019
Total 630.23 12391
30-Day Ring 0.097 0.025
365-Day RIng 49364
6/11/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 26.25 0.015 3.98
1 0.095 26.75 0.015 4.1
2 0.092 25.93 0.018 5.03
3 0.093 25.76 0.021 5.93
4 0.094 26.68 0.032 9.03
5 0.091 25.53 0.017 481
6 0.092 27.98 0.014 4.38
7 0.085 26.32 0.019 5.99
8 0.091 26.6 0.021 6.06
9 0.092 26.22 0.019 5.38
10 0.091 26.29 0.023 6.65
11 0.09 26.28 0.029 8.38
12 0.091 25.37 0.025 7.12
13 0.093 26.75 0.028 8.09
14 0.09 26.18 0.035 10.21
15 0.091 25.08 0.027 7.48
16 0.092 26.14 0.028 7.97
17 0.094 26.56 0.028 7.83
18 0.094 25.82 0.029 8.08
19 0.094 25.99 0.031 8.62
20 0.097 26.39 0.032 8.54
21 0.097 26.22 0.025 6.75
22 0.097 26.47 0.031 8.52
23 0.093 25.77 0.026 7.08

Average 0.093 0.025



Total 629.33 166.01

30-Day RIng 0.096 0.025
365-Day RIng 49474
6/12/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.4 0.025 6.65
1 0.095 26.06 0.029 8.09
2 0.095 26.27 0.031 8.58
3 0.096 25.69 0.03 7.91
4 0.095 26.26 0.03 8.17
5 0.095 26.43 0.025 7.07
6 0.093 26.93 0.024 7.11
7 0.09 26.55 0.029 8.52
8 0.09 26 0.024 6.97
9 0.092 25.85 0.028 7.8
10 0.093 26.15 0.031 8.59
11 0.094 26.39 0.018 4.97
12 0.095 25.69 0.015 3.99
13 0.096 26.52 0.015 4.07
14 0.094 26.39 0.014 4.06
15 0.094 26 0.021 5.84
16 0.094 26.34 0.025 7.11
17 0.095 26.47 0.03 8.38
18 0.096 26.04 0.029 7.84
19 0.092 25.5 0.037 10.23
20 0.096 27.15 0.022 6.33
21 0.094 25.66 0.02 5.39
22 0.093 26.03 0.023 6.49
23 0.095 26.61 0.015 4.29
Average 0.094 0.025
Total 629.38 164.45
30-Day RIng 0.096 0.024
365-Day RIng 49591
6/13/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.73 0.018 4.98
1 0.095 26.2 0.029 8.12
2 0.094 26.07 0.028 7.71
3 0.097 26.09 0.026 7.08
4 0.093 25.87 0.02 5.71
5 0.096 26.54 0.015 4.2
6 0.095 25.28 0.021 5.82
7 0.091 26.78 0.022 6.64
8 0.093 26.55 0.023 6.53
9 0.092 25.54 0.03 8.2
10 0.094 26.53 0.03 8.33

[EEN
=

0.095 26.23 0.028 7.6



12 0.096 25.82 0.03 7.99

13 0.096 26.79 0.03 8.3
14 0.093 26.1 0.029 8.15
15 0.095 26.22 0.029 8.04
16 0.094 26.22 0.03 8.34
17 0.096 26.32 0.036 9.8
18 0.097 25.74 0.024 6.45
19 0.097 26.26 0.029 7.74
20 0.097 26.31 0.031 8.38
21 0.096 25.91 0.019 5.06
22 0.095 26.43 0.029 8.11
23 0.095 26.53 0.034 9.4
Average 0.095 0.027
Total 628.06 176.68
30-Day RIng 0.096 0.024
365-Day RIng 49705
6/14/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.13 0.028 7.78
1 0.094 26.61 0.03 8.31
2 0.094 26.42 0.029 8.05
3 0.093 25.6 0.027 7.37
4 0.092 25.83 0.023 6.5
5 0.094 26.24 0.018 5.15
6 0.095 26.09 0.017 4.71
7 0.088 25.92 0.021 6.19
8 0.09 24,61 0.032 8.77
9 0.067 17.3 0.016 4.19
10 0.091 24.22 0.031 8.36
11 0.094 25.53 0.016 4.19
12 0.098 25.44 0.026 6.74
13 0.099 26.45 0.032 8.55
14 0.099 26.76 0.029 7.87
15 0.098 25.92 0.029 7.71
16 0.099 26.34 0.029 7.75
17 0.098 26.32 0.021 5.69
18 0.096 25.85 0.026 7.09
19 0.096 26.45 0.024 6.52
20 0.094 26.05 0.03 8.21
21 0.096 26.08 0.031 8.45
22 0.094 26 0.031 8.49
23 0.094 26.15 0.024 6.64
Average 0.094 0.026
Total 614.31 169.28
30-Day RIng 0.096 0.024
365-Day RIng 49802

6/15/2016



Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs

0 0.096 26.23 0.028 7.75
1 0.094 26.25 0.029 8.19
2 0.094 26.19 0.028 7.86
3 0.094 25.78 0.02 5.37
4 0.093 26.17 0.02 5.76
5 0.093 26.5 0.02 5.74
6 0.095 25.15 0.02 5.38
7 0.093 27.66 0.03 8.88
8 0.092 25.94 0.03 8.54
9 0.094 25.8 0.029 7.95
10 0.095 26.5 0.027 7.62
11 0.095 26.13 0.029 7.95
12 0.097 26.1 0.03 8.19
13 0.097 26.42 0.027 7.5
14 0.097 26.37 0.03 8.13
15 0.097 26.07 0.033 8.92
16 0.095 26.12 0.024 6.75
17 0.097 26.29 0.023 6.23
18 0.097 26.08 0.02 5.53
19 0.097 26.1 0.028 7.65
20 0.098 26.61 0.028 7.46
21 0.096 25.89 0.028 7.34
22 0.095 26.34 0.032 8.8
23 0.095 26.15 0.022 5.99
Average 0.095 0.026
Total 628.84 175.48
30-Day RIng 0.096 0.024
365-Day RIng 49910
6/16/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.03 0.023 6.33
1 0.096 26.02 0.03 8.22
2 0.096 26.71 0.035 9.76
3 0.092 25.72 0.022 6.18
4 0.093 26.2 0.017 4.83
5 0.094 25.92 0.018 5.03
6 0.095 25.66 0.016 4.26
7 0.091 27 0.024 7.09
8 0.092 26.11 0.026 7.21
9 0.094 25.92 0.034 9.44
10 0.096 26.25 0.023 6.12
11 0.096 26.05 0.021 5.66
12 0.1 26.35 0.022 5.91
13 0.097 25.7 0.031 8.22
14 0.098 26.66 0.032 8.82
15 0.098 26.03 0.028 7.48



16
17
18
19
20
21
22 Down
23 Down
Average
Total
30-Day RIng
365-Day RIng
6/17/2016

0.098
0.096
0.095
0.094
0.094
0.113

0.096

0.096

Hour NOx Ib/mmBtu

0 Down
1 Down
2 Down
3 Down
4 Down
5 Down
6 DCal
7 DCal
8 Down
9 Down
10 Down
11 Down
12 Down
13 Down
14 Down
15 Down
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Inval
23 Inval

Average Inval

Total

30-Day RIng

365-Day RIng

6/18/2016

0.096

Hour NOx Ib/mmBtu

0 Inval
1
2

0.214
0.208

Down
Down

NOx lbs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
00cC
00cC

00C

NOx lbs
0o0cC
00cC
0o0cC

26.48
26.49
25.77
26.42
25.78

8.21

557.48

0.029 7.93
0.018 4.85
0.015 4.15
0.032 8.84
0.036 9.91
0.035 2.54
Down Down
Down Down
0.026
148.78
0.024
49992
SO2 Ib/mmBtu SO2 Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Inval 0o0cC
Inval 00cC
Inval
00cC
0.024
49960
SO2 Ib/mmBtu SO2 Ibs
Inval 0o0cC
0.076 0O0C
0.058 0O0C



3 0.282 O0C 0.022 O0OC
4 0.097 O0C 0.033 00C
5 0.106 OOC 0.026 O0OC
6 0.104 20.98 0.016 2.99
7 0.096 26.9 0.031 8.75
8 0.098 26.82 0.029 8.01
9 0.098 25.43 0.028 7.39
10 0.1 26.52 0.026 6.83
11 0.101 26.49 0.034 8.81
12 0.1 25.77 0.025 6.41
13 0.101 26.26 0.033 8.46
14 0.099 25.95 0.032 8.36
15 0.102 25.98 0.031 7.98
16 0.1 26.12 0.03 7.76
17 0.101 26.36 0.018 4.67
18 0.101 25.8 0.015 3.74
19 0.1 26.07 0.019 4.89
20 0.1 26.54 0.025 6.64
21 0.099 25.86 0.02 5.19
22 0.098 26.22 0.015 3.88
23 0.102 26.5 0.014 3.75
Average 0.118 0.029
Total 466.57 114.51
30-Day RIng 0.096 0.025
365-Day RIng 50075
6/19/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.099 25.92 0.017 4.34
1 0.099 26.34 0.022 5.75
2 0.1 26.49 0.016 4.08
3 0.102 26.13 0.018 4.63
4 0.102 26.18 0.02 5.19
5 0.102 26.58 0.014 3.74
6 0.103 28.87 0.015 4.06
7 0.09 254 0.016 4,51
8 0.097 26.22 0.015 3.95
9 0.099 25.66 0.018 4,72
10 0.102 26.67 0.015 3.8
11 0.103 26.99 0.014 3.73
12 0.102 27.51 0.015 4.09
13 0.1 26.14 0.015 3.81
14 0.099 26.38 0.014 3.79
15 0.099 25.75 0.025 6.67
16 0.1 26.73 0.03 8.04
17 0.1 26.04 0.017 4.56
18 0.102 25.9 0.017 4.27
19 0.103 26.44 0.024 6.25



20

21
22
23
Average
Total
30-Day RIng
365-Day RIng
6/20/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
6/21/2016
Hour

a b WN - O

0.103
0.101
0.101
0.101

0.1

0.097

NOx Ib/mmBtu
0.099
0.098
0.101
0.098
0.098
0.098
0.102
0.093
0.097
0.098

0.1
0.102
0.102
0.103
0.103
0.099
0.096
0.096
0.096
0.094
0.094
0.095
0.095
0.096
0.098

0.097

NOx Ib/mmBtu
0.096
0.096
0.097
0.095
0.094
0.096
0.091

26.39
25.86
26.47
26.11

633.17

NOx lbs

25.89
26.03
26.84
25.55

26.4
26.23
30.51
26.56

26.2
25.41
26.05
26.64
25.66
26.44
26.55
25.88

26.3
26.43
25.97

26.5
26.26
25.55
26.12
26.52

632.49

NOx lbs
25.59
25.91
26.56
25.54
26.13
26.52
25.78

0.029
0.024
0.021
0.021
0.019

0.024

SO2 Ib/mmBtu

0.02
0.015
0.015
0.019
0.026
0.016
0.016
0.016
0.015
0.015
0.015
0.014
0.025
0.019

0.02
0.028
0.017
0.016
0.025
0.029
0.039
0.029
0.022
0.018

0.02

0.024

SO2 Ib/mmBtu
0.026
0.033
0.032
0.016
0.022
0.023
0.019

7.43
6.02
5.56
5.34

118.33

50193

SO2 |bs

5.14
3.94
3.93

5.1
7.04

4.3
4.93
4.43

3.98
3.98
3.77
6.41
4.84
5.04
7.44
4.47
4.44
6.91
8.22
10.97
7.7
6.13
5.03

132.14

50325

SO2 |bs

8.87
8.88
4.21
6.04
6.28
5.46



7 0.09 26.87 0.022 6.52

8 0.092 25.99 0.02 5.74
9 0.094 25.81 0.017 4.57
10 0.094 26.27 0.015 421
11 0.096 26.57 0.014 4.03
12 0.094 25.75 0.014 3.94
13 0.096 26.55 0.019 5.3
14 0.094 25.63 0.031 8.5
15 0.094 25.59 0.033 9.1
16 0.096 26.63 0.03 8.22
17 0.096 26.36 0.019 5.17
18 0.095 25.64 0.029 7.86
19 0.096 26.55 0.03 8.44
20 0.094 26.25 0.031 8.7
21 0.095 25.69 0.014 3.92
22 0.094 26.36 0.014 3.99
23 0.095 26.61 0.015 4.06
Average 0.095 0.022
Total 627.15 149.01
30-Day RIng 0.096 0.024
365-Day RIng 50459
6/22/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.53 0.016 4.46
1 0.093 26 0.018 4.96
2 0.094 26.72 0.018 5.06
3 0.095 25.84 0.023 6.16
4 0.093 26.49 0.021 5.86
5 0.092 26.27 0.015 4.16
6 0.091 26.92 0.016 4.66
7 0.088 27.09 0.017 54
8 0.09 26.66 0.019 5.56
9 0.093 26.35 0.022 6.26
10 0.094 27.14 0.016 4.7
11 0.093 26.33 0.025 7.13
12 0.094 25.85 0.015 4.07
13 0.091 25.45 0.046 12.81
14 0.095 26.02 0.035 9.7
15 0.095 26.06 0.04 11.24
16 0.096 25.84 0.034 9.06
17 0.097 27.01 0.019 5.19
18 0.094 25.86 0.021 5.8
19 0.095 26.4 0.029 8.15
20 0.095 26.33 0.028 7.81
21 0.094 25.73 0.03 8.08
22 0.095 26.61 0.028 8
23 0.094 26.39 0.03 8.35



Average 0.094 0.024

Total 630.89 162.63
30-Day Ring 0.096 0.024
365-Day RIng 50531
6/23/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.64 0.028 7.81
1 0.094 26.35 0.033 9.21
2 0.096 26.27 0.025 6.95
3 0.098 25.74 0.024 6.24
4 0.098 26.06 0.027 7.1
5 0.098 26.22 0.018 4.8
6 0.094 26.6 0.019 5.5
7 0.092 26.88 0.028 8.13
8 0.094 26.29 0.038 10.79
9 0.095 25.89 0.018 5
10 0.095 26.55 0.031 8.68
11 0.095 25.83 0.029 7.8
12 0.098 25.93 0.038 9.98
13 0.097 26.55 0.023 6.38
14 0.097 26.6 0.031 8.44
15 0.095 25.6 0.029 7.72
16 0.096 26.89 0.025 7.04
17 0.097 26.22 0.03 8.01
18 0.099 25.76 0.028 7.25
19 0.098 25.88 0.02 5.15
20 0.1 26.95 0.032 8.53
21 0.094 25.19 0.026 7.05
22 0.097 26.62 0.032 8.93
23 0.097 26.7 0.025 6.91
Average 0.096 0.027
Total 629.21 179.4
30-Day Ring 0.096 0.024
365-Day RIng 50609
6/24/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 24.98 0.022 5.72
1 0.097 26.27 0.029 7.79
2 0.097 26.61 0.023 6.24
3 0.097 25.42 0.036 9.47
4 0.098 26.93 0.017 4.52
5 0.095 26.61 0.023 6.37
6 0.095 27.31 0.032 9.34
7 0.092 28.17 0.027 8.56
8 0.1 27.1 0.033 8.98
9 0.098 25.74 0.026 6.92

[
o

0.099 26.34 0.032 8.54



11 0.098 26.21 0.023 6.09

12 0.098 26.32 0.022 6.03
13 0.092 26.2 0.018 5.18
14 0.093 26.37 0.024 6.8
15 0.091 25.96 0.02 5.74
16 0.09 26.4 0.028 8.18
17 0.094 26.38 0.031 8.76
18 0.094 25.57 0.027 7.24
19 0.093 25.3 0.029 7.77
20 0.097 26.9 0.03 8.32
21 0.096 25.54 0.035 9.41
22 0.096 26.22 0.015 4.02
23 0.098 26.96 0.014 3.96
Average 0.096 0.026
Total 631.81 169.95
30-Day RIng 0.096 0.024
365-Day RIng 50693
6/25/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.08 0.016 4.3
1 0.095 26.57 0.025 7.05
2 0.095 26.55 0.02 5.51
3 0.119 24 0.018 3.62
4 0.098 25.2 0.016 3.99
5 0.103 27.29 0.02 5.36
6 0.107 31.47 0.028 8.05
7 0.091 25.46 0.022 6.08
8 0.097 26.94 0.024 6.58
9 0.098 26.09 0.027 7.21
10 0.097 25.73 0.027 7.18
11 0.099 26.81 0.028 7.67
12 0.1 26.15 0.027 7.15
13 0.098 26.32 0.031 8.33
14 0.097 25.7 0.029 7.72
15 0.102 26.79 0.032 8.32
16 0.097 25.67 0.034 9.15
17 0.101 27.11 0.025 6.72
18 0.097 25.48 0.03 7.94
19 0.096 25.58 0.025 6.56
20 0.1 26.64 0.024 6.45
21 0.099 25.85 0.026 6.73
22 0.098 26.37 0.03 7.93
23 0.095 25.36 0.029 7.93
Average 0.099 0.026
Total 630.21 163.53
30-Day RIng 0.095 0.024

365-Day RIng 50789



6/26/2016

Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.102 26.72 0.032 8.46
1 0.097 25.95 0.031 8.14
2 0.099 26.23 0.034 8.88
3 0.099 26.49 0.03 8.12
4 0.096 25.66 0.024 6.33
5 0.098 26.56 0.026 7.01
6 0.095 26.74 0.029 8.19
7 0.089 25.39 0.022 6.29
8 0.097 26.64 0.021 5.66
9 0.102 27.45 0.027 7.34
10 0.107 27.31 0.023 5.77
11 0.101 25.72 0.025 6.33
12 0.103 26.03 0.018 4.41
13 0.102 26.66 0.021 5.38
14 0.103 26.93 0.026 6.72
15 0.101 25.43 0.03 7.54
16 0.103 26.8 0.024 6.26
17 0.098 25.4 0.019 4.81
18 0.102 25.81 0.02 5
19 0.101 26.17 0.015 3.88
20 0.1 26.44 0.014 3.77
21 0.102 26.05 0.018 4.51
22 0.098 25.52 0.014 3.72
23 0.103 27.67 0.018 4.84
Average 0.1 0.023
Total 631.77 147.36
30-Day Ring 0.096 0.024
365-Day RIng 50813
6/27/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 24.62 0.02 5.11
1 0.102 26.78 0.014 3.73
2 0.1 25.96 0.014 3.71
3 0.102 26.13 0.016 4.03
4 0.101 26.28 0.017 4.34
5 0.102 26.91 0.019 4.93
6 0.099 26.51 0.031 8.11
7 0.095 26.54 0.02 5.71
8 0.097 26.14 0.014 3.82
9 0.099 26.19 0.016 4.16
10 0.099 26.71 0.018 4.71
11 0.1 26.61 0.014 3.83
12 0.102 25.79 0.015 3.73
13 0.1 25.79 0.014 3.69

=
S

0.105 26.73 0.014 3.64



15 0.1 26.03 0.024 6.31

16 0.098 25.96 0.02 5.3
17 0.099 26.36 0.014 3.75
18 0.099 25.66 0.015 3.8
19 0.095 26.57 0.02 5.51
20 0.097 26.69 0.018 4.96
21 0.093 25.2 0.024 6.44
22 0.095 26.46 0.029 7.93
23 0.095 26.55 0.029 8.26
Average 0.099 0.019
Total 629.17 119.51
30-Day RIng 0.096 0.023
365-Day RIng 50818
6/28/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.1 0.028 7.68
1 0.094 26.01 0.023 6.21
2 0.094 25.88 0.02 5.42
3 0.097 26.7 0.025 6.92
4 0.095 26.58 0.022 6.02
5 0.093 25.81 0.019 5.22
6 0.092 27.06 0.019 5.62
7 0.088 26.41 0.018 5.44
8 0.095 26.56 0.015 4.28
9 0.094 25.93 0.017 4.61
10 0.095 26.24 0.023 6.35
11 0.097 26.35 0.018 4,94
12 0.097 25.73 0.014 3.87
13 0.097 26.25 0.014 3.92
14 0.098 26.49 0.014 3.89
15 0.098 25.76 0.015 3.93
16 0.097 25.94 0.017 4.45
17 0.1 27.15 0.015 3.9
18 0.096 25.77 0.015 4.06
19 0.095 26.15 0.015 423
20 0.095 26.38 0.015 4.13
21 0.096 26.02 0.015 3.94
22 0.094 25.99 0.014 3.99
23 0.096 26.69 0.014 3.96
Average 0.095 0.018
Total 629.95 116.98
30-Day RIng 0.096 0.023
365-Day RIng 50779
6/29/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.092 25.2 0.016 4.45

1 0.096 26.63 0.014 4.03



2 0.094 26.2 0.014 4.01
3 0.094 26.11 0.015 4.05
4 0.093 26.41 0.015 433
5 0.093 26.1 0.014 4.03
6 0.097 29.61 0.015 4.48
7 0.088 26.09 0.015 4.4
8 0.092 26.17 0.015 4.17
9 0.094 25.96 0.014 3.98
10 0.095 26.58 0.015 4.13
11 0.094 26.29 0.014 4.02
12 0.092 25.51 0.014 3.96
13 0.094 26.17 0.014 4
14 0.096 26.96 0.015 4.06
15 0.095 25.63 0.014 3.85
16 0.096 26.21 0.014 3.89
17 0.098 26.66 0.015 4.01
18 0.096 25.88 0.019 4,98
19 0.097 26.38 0.02 5.51
20 0.097 26.41 0.022 5.98
21 0.097 26.1 0.022 5.94
22 0.096 26.28 0.023 6.21
23 0.095 26.3 0.022 6.15
Average 0.095 0.016
Total 631.84 108.62
30-Day Ring 0.096 0.023
365-Day RIng 50781
6/30/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.54 0.018 4,78
1 0.094 26.11 0.014 4.04
2 0.096 26.79 0.014 4.03
3 0.094 25.94 0.015 4.02
4 0.093 26 0.015 411
5 0.094 26.32 0.016 441
6 0.099 29.19 0.014 4.27
7 0.089 25.82 0.015 4.3
8 0.096 26.83 0.014 4.06
9 0.096 25.7 0.021 5.63
10 0.097 26.31 0.03 8.07
11 0.098 26.27 0.031 8.27
12 0.099 25.72 0.03 7.82
13 0.097 25.99 0.031 8.32
14 0.101 26.42 0.025 6.49
15 0.1 26.22 0.014 3.82
16 0.1 26.83 0.015 3.91
17 0.099 26.43 0.015 3.93
18 0.098 25.68 0.014 3.84
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20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
7/1/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
7/2/2016
Hour

u b W N KL O

0.098
0.099
0.094
0.097
0.096
0.097

0.096

NOx Ib/mmBtu
0.097
0.097
0.097
0.098
0.094
0.097
0.095

0.09
0.093
0.092
0.097
0.095
0.098
0.097
0.099
0.099
0.098
0.099
0.098

0.1
0.096
0.099
0.101
0.101
0.097

0.096

NOx Ib/mmBtu
0.096
0.099
0.098
0.098
0.095
0.094

NOXx Ibs

NOXx Ibs

26.33
26.89
25.39
26.53
26.34

631.59

25.57
26.26
26.28
26.41
25.81
26.81
27.72
26.59
26.28
25.44

27.1
25.88
26.44
26.21
26.18
25.97
26.11
26.33
26.11

26.7
25.88
25.79
26.55
26.48

630.9

25.04

26.3
26.47
26.53
26.55
26.07

0.014
0.014
0.015
0.016
0.021
0.018

0.023

SO2 Ib/mmBtu
0.016
0.014
0.014
0.015
0.016
0.017
0.019
0.023
0.033
0.026
0.027
0.028

0.03
0.02
0.018
0.016
0.014
0.014
0.014
0.015
0.016
0.032
0.03
0.023
0.02

0.023

SO2 Ib/mmBtu
0.017
0.015
0.014
0.016
0.018
0.016

3.92
3.92
4.06
4.35
5.64

120.01

50807

SO2 Ibs

4.08
3.91
3.91
3.97
4.39
4.74
5.38
6.78
9.37
7.06

7.6
7.57

5.3
4.76
4.21
3.84
3.84
3.78
3.87
4.39

8.3
7.77
5.95

132.77

50845

SO2 Ibs
4.43
3.93
3.94
4.2
4.89
4.35



6 0.104 30.24 0.02 5.89
7 0.09 25.69 0.024 6.75
8 0.097 26.49 0.03 8.22
9 0.097 26.06 0.024 6.31
10 0.096 26.5 0.023 6.31
11 0.096 26.08 0.023 6.2
12 0.095 24.86 0.018 473
13 0.094 25.01 0.02 5.24
14 0.101 26.78 0.033 8.78
15 0.101 25.56 0.03 7.51
16 0.104 26.61 0.034 8.77
17 0.102 26.21 0.028 7.18
18 0.103 26.03 0.015 3.77
19 0.102 26.37 0.015 3.9
20 0.1 26.23 0.014 3.8
21 0.101 26.25 0.014 3.75
22 0.1 26.72 0.015 3.92
23 0.098 26.06 0.015 4.06
Average 0.098 0.02
Total 630.71 130.83
30-Day Ring 0.096 0.023
365-Day RIng 50891
7/3/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.1 26.14 0.017 4.36
1 0.097 26.25 0.018 493
2 0.099 26.11 0.038 9.92
3 0.1 26.27 0.019 4.98
4 0.099 26.32 0.026 6.99
5 0.097 26.24 0.027 7.21
6 0.098 28 0.025 6.95
7 0.091 26.28 0.027 7.73
8 0.097 26.62 0.031 8.54
9 0.095 25.23 0.027 7.21
10 0.099 27 0.031 8.49
11 0.096 25.6 0.022 5.83
12 0.101 26.34 0.02 5.28
13 0.1 25.67 0.026 6.59
14 0.103 26.84 0.03 7.74
15 0.1 25.86 0.03 7.76
16 0.099 26.53 0.032 8.52
17 0.101 26.19 0.03 7.93
18 0.102 25.76 0.021 5.15
19 0.101 25.85 0.018 4.58
20 0.102 26.66 0.024 6.33
21 0.102 26.8 0.027 7.14
22 0.098 25.87 0.031 8.16
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Average
Total
30-Day RIng
365-Day RIng
7/4/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
7/5/2016
Hour

O 00 NOYULL B WN - O

0.098
0.099

0.097

NOx Ib/mmBtu
0.097
0.098

0.1
0.099
0.101
0.097
0.095
0.094
0.099
0.098
0.101
0.099
0.099
0.102
0.102
0.104
0.101
0.101
0.101
0.102
0.099

0.1

0.1
0.099

0.1

0.097

NOx Ib/mmBtu
0.099
0.097

0.1
0.097
0.097
0.097
0.099
0.093
0.095
0.104

26.37

630.8

NOx lbs

25.55
26.39
26.76
25.67
26.93
25.76
26.13
26.37
26.04
25.86
26.84
26.37

25.5
26.35
26.29
26.12
26.05
26.08
26.08
26.49
26.23
2591
26.65
26.29

628.71

NOx lbs

25.88
25.93
26.91

25.9
26.45
26.25
27.89
26.39
25.71
26.49

0.022
0.026

0.024

SO2 Ib/mmBtu

0.02
0.025
0.024
0.032
0.024

0.03
0.018
0.021
0.017
0.018
0.032
0.029
0.017
0.021

0.03

0.03
0.034
0.019
0.016
0.016
0.015
0.015
0.015
0.017
0.022

0.023

SO2 Ib/mmBtu
0.016
0.017
0.023
0.032
0.024
0.017
0.019
0.017
0.019
0.023

5.84

164.16

50956

SO2 Ibs

5.3
6.67

6.5
8.17
6.48
7.86
4.96

4.52
4.86
8.55
7.66
4.31
5.41
7.81
7.59
8.78
4.81
4.19
4.16
3.89
3.84
4.09
4.39

140.8

51000

SO2 Ibs

4.15
4.45
6.32
8.43

6.6
4.74
5.52

4.9
5.09
5.68



10 0.101 26.04 0.021 5.33

11 0.104 26.71 0.026 6.74
12 0.103 25.35 0.021 5.03
13 0.105 26.52 0.022 5.47
14 0.105 26.29 0.024 5.98
15 0.106 26.34 0.024 6.01
16 0.103 26.26 0.021 5.24
17 0.104 26.24 0.022 5.62
18 0.102 25.57 0.034 8.39
19 0.104 26.48 0.032 8.24
20 0.103 26.08 0.024 6.05
21 0.104 26.55 0.019 4.73
22 0.1 26.05 0.017 4.52
23 0.103 26.96 0.016 4.06
Average 0.101 0.022
Total 631.24 137.29
30-Day RIng 0.097 0.023
365-Day RIng 51028
7/6/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 25.12 0.015 3.75
1 0.1 26.44 0.016 4.14
2 0.099 26.35 0.017 4.4
3 0.101 25.89 0.017 4.24
4 0.099 26.08 0.017 4.32
5 0.1 26.57 0.021 5.72
6 0.097 26.03 0.022 6.02
7 0.104 25.78 0.02 4.96
8 0.105 26.17 0.034 8.48
9 0.108 26.66 0.02 4.89
10 0.104 26.44 0.021 5.39
11 0.103 26.12 0.016 3.94
12 0.106 26.03 0.015 3.73
13 0.105 26.18 0.019 4.72
14 0.107 26.77 0.022 5.44
15 0.105 25.65 0.022 5.47
16 0.105 26.01 0.023 5.75
17 0.105 26.3 0.021 5.33
18 0.104 25.88 0.022 5.36
19 0.104 26.12 0.021 5.35
20 0.105 26.41 0.015 3.84
21 0.105 26.06 0.016 4
22 0.106 26.83 0.017 4.32
23 0.102 25.78 0.017 4.27
Average 0.103 0.019
Total 627.67 117.83

30-Day Ring 0.097 0.023



365-Day RIng

Hour

Average
Total

7/7/2016

NOx Ib/mmBtu

Down
DCal
DCal
Down

O 0 NOYULL B WN B~ O

Down
Down

=
= O

Down
Down

=
w N

Down
Down

=
€2 I =N

Down
Down

=
N o

Down
Down

[
O 0

Down
Down

NN
= O

Down
Down

NN
w N

Down

30-Day RIng
365-Day RIng

Hour

7/8/2016

0.105
0.113
0.123
0.134
0.142

0.123

0.097

NOx Ib/mmBtu

0 Down
1 Down
2 Down
3 Down
4 Down
5 Down
6 DCal

7 DCal

8 Down
9 Down
10 Down
11 Down
12 Down
13 Down

NOXx Ibs

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

NOx lbs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down

25.45

25.6
25.83
24.61
11.78

113.27

SO2 Ib/mmBtu

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down

0.016
0.015
0.015
0.015
0.022

0.017

0.023

SO2 Ibs

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

S02 Ibs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down

51026

3.93
3.48
3.21
2.81
1.54

14.97

51023



14 Down Down Down Down
15 Inval 00cC Inval 00cC
16 Inval 0o0cC Inval 0o0cC
17 Inval 00cC Inval 00cC
18 Inval 0o0cC Inval 00cC
19 Inval 00cC Inval 00cC
20 0.187 00C 0.079 00C
21 0.194 0O0C 0.07 00C
22 0.271 00C 0.035 00C
23 0.223 00C 0.02 00C
Average 0.219 0.051
Total 00cC 00cC
30-Day RIng 0.098 0.023
365-Day RIng 50935
7/9/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.156 0O0C 0.021 00C
1 0.121 O0C 0.03 00C
2 0.118 00C 0.044 00C
3 0.11 00C 0.031 00C
4 0.1 00C 0.031 00C
5 0.101 O00C 0.023 00C
6 0.101 15.47 0.019 2.6
7 0.097 26.73 0.018 497
8 0.101 26.41 0.022 5.74
9 0.102 25.82 0.023 5.95
10 0.106 27.29 0.023 5.94
11 0.11 26.39 0.02 4.68
12 0.113 25.85 0.018 4.14
13 0.112 26.36 0.031 7.15
14 0.113 26.8 0.034 8.14
15 0.112 25.56 0.029 6.7
16 0.115 26.28 0.03 6.86
17 0.116 26.54 0.034 7.88
18 0.114 26.18 0.024 5.46
19 0.109 26.39 0.028 6.71
20 0.109 26.44 0.019 4.62
21 0.108 25.72 0.018 4.35
22 0.109 26.63 0.018 4.38
23 0.108 26.3 0.017 4.18
Average 0.111 0.025
Total 463.16 100.45
30-Day RIng 0.099 0.023
365-Day RIng 50882
7/10/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.11 26.03 0.019 4.59



1 0.11 26.2 0.021 5.07
2 0.111 26.63 0.019 4.68
3 0.109 25.95 0.017 4.1
4 0.104 26.16 0.018 4.53
5 0.11 26.58 0.017 4.19
6 0.109 27.99 0.017 4.46
7 0.099 26.16 0.029 7.52
8 0.105 26.67 0.025 6.24
9 0.107 26.07 0.025 6.05
10 0.108 26.53 0.024 6.04
11 0.108 26.52 0.022 5.43
12 0.107 25.88 0.022 5.26
13 0.109 26.72 0.027 6.75
14 0.105 25.92 0.02 4.99
15 0.106 25.79 0.017 4.15
16 0.104 26.71 0.033 8.44
17 0.104 26.58 0.025 6.3
18 0.107 26.04 0.024 5.94
19 0.106 26.07 0.028 6.8
20 0.105 26.14 0.023 5.74
21 0.106 26.97 0.022 5.53
22 0.102 25.89 0.022 5.7
23 0.104 26.73 0.025 6.32
Average 0.106 0.023
Total 632.93 134.82
30-Day RIng 0.099 0.023
365-Day RIng 50902
7/11/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.102 25.45 0.022 5.33
1 0.103 26.13 0.019 4.87
2 0.105 26.52 0.016 4.09
3 0.102 26.23 0.018 4.63
4 0.101 26.18 0.021 5.42
5 0.101 26.69 0.024 6.21
6 0.101 27.52 0.024 6.39
7 0.097 26.82 0.036 9.79
8 0.103 26.74 0.025 6.64
9 0.104 25.64 0.032 7.99
10 0.111 27.87 0.023 5.92
11 0.11 26.67 0.031 7.53
12 0.111 25.46 0.021 4.88
13 0.113 26.63 0.03 7.06
14 0.107 26.17 0.034 8.2
15 0.113 26.53 0.032 7.46
16 0.112 26.94 0.024 5.78
17 0.111 26.23 0.019 4,52



18

19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
7/12/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
7/13/2016
Hour

H W NN - O

0.106
0.105
0.104
0.114
0.062
0.081
0.103

0.1

NOx Ib/mmBtu

0.1
0.127
0.113
0.109
0.107
0.108
0.107
0.098
0.102
0.101
0.102
0.102
0.106
0.108
0.109
0.112
0.109
0.11
0.111
0.109
0.107
0.107
0.109
0.108
0.108

0.1

NOx Ib/mmBtu
0.108
0.107
0.11
0.108
0.104

NOx Ibs

NOx Ibs

25.87
26.31
26.45
24.43
12.59

20.2

612.27

24.37
24.12
27.04
26.06
26.36
26.62
28.64

26.8
27.11
25.97
29.32
26.06
25.99
26.54
27.07
27.13
26.54
26.62
26.49
26.78
26.32
25.58
26.52
26.35

636.4

26.28
25.77
26.6
26.5
25.96

0.02

0.02
0.021
0.018
0.015
0.018
0.023

0.023

SO2 Ib/mmBtu
0.041
0.022
0.025
0.019

0.03
0.025
0.022
0.022
0.028
0.027
0.024
0.028

0.02
0.021
0.019

0.02
0.019
0.026
0.023
0.019
0.015
0.019
0.022
0.018
0.023

0.023

SO2 Ib/mmBtu
0.015
0.029
0.031
0.029
0.03

4.87
4.95
5.28
3.99
2.96
4.46

139.22

50917

SO2 |bs
10.15
4.58
6.03
4.61
7.49
6.06
5.96
5.97
7.42
6.97
6.98
7.21
4.97
5.24
4.83
4.99
4.64
6.38
5.35
4.55
3.78
4.58
5.34
4.34

138.42

50933

SO2 |bs
3.59
7.08
7.41
7.17
7.52



O 00 N O U

10
11
12
13
14
15
16
17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

7/14/2016
Hour

O 00 NOYULL B WN -~ O

NNR R R RRRBRRRBR R
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0.105

0.11
0.102
0.106
0.105
0.108
0.105
0.107
0.109
0.109
0.106
0.106
0.105
0.105
0.104
0.103
0.104
0.105
0.107
0.106

0.101

NOx Ib/mmBtu
0.108
0.109
0.113

0.11
0.106
0.108

0.11
0.102
0.105
0.106
0.106
0.106
0.107
0.109

0.11
0.111
0.111
0.108
0.108
0.109
0.106
0.104

NOXx Ibs

26.48

28.8
26.72
26.27
25.64
26.78
26.27
26.23
26.31
26.84

25.8

26.6
26.33
26.29

26.3
26.63
25.39
25.99
26.62

633.4

25.72
26.63
25.59
26.35
26.62
26.68
26.05
27.21
26.59
25.97
26.53
26.39
25.39
26.34
26.52
25.75
26.99
26.43
25.77
27.27
26.28
19.27

0.027
0.016
0.021
0.016
0.022
0.016
0.018
0.018
0.027
0.027
0.023
0.032
0.023
0.022
0.023
0.022
0.021

0.04
0.019
0.024

0.023

SO2 Ib/mmBtu

0.034
0.039
0.035
0.023
0.026
0.034
0.032
0.019
0.034
0.015
0.015
0.015
0.024
0.016
0.015

0.02
0.015
0.016
0.019
0.023
0.037
0.033

6.89
4.16
5.53
3.99
5.25
3.98
4.41
4.37
6.53
6.66
5.49
7.98
5.89

5.6
5.88
5.77
5.13
9.86
4.74

140.88

50970

8.02
9.38
7.96
5.55
6.46
8.34

7.6
4.98
8.78
3.63
3.62
3.81
5.66
3.97
3.51
4.55

3.7
3.83
4.44
5.73
9.13
6.05



22
23
Average
Total
30-Day RIng
365-Day RIng
7/15/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
7/16/2016
Hour

o NO UL A WNPFL O

Down
Down
0.108

0.101

NOx Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

0.101

NOx Ib/mmBtu

Down

Down

Down

Down

Inval

Inval

Inval
0.146
0.158

Down
Down

NOx lbs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

NOx lbs
Down
Down
Down
Down

00cC
Cal

00cC
00cC

Down
Down

572.34

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu
Down
Down
Down
Down
0.42 Inval
Inval
Inval

0.025

0.023

0.023

0.072
0.062

Down
Down

128.7

50989

S02 lbs
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

50906

S02 lbs
Down
Down
Down
Down
0.29
00cC
Cal
00cC
00cC



9 0.289 00C 0.033 00C

10 0.195 00C 0.017 00C
11 0.139 00C 0.016 O0OC
12 0.1 26.63 0.02 5.22
13 0.104 26.52 0.031 7.88
14 0.104 26.46 0.028 7.2
15 0.102 25.94 0.033 8.4
16 0.1 26.21 0.034 8.91
17 0.099 26.07 0.026 6.99
18 0.102 25.51 0.031 7.7
19 0.104 26.32 0.031 7.94
20 0.105 26.67 0.034 8.69
21 0.103 25.93 0.041 10.45
22 0.105 26.97 0.02 5.19
23 0.103 26.45 0.03 7.77
Average 0.127 0.033
Total 316.1 92.63
30-Day RIng 0.102 0.023
365-Day RIng 50894
7/17/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.103 25.7 0.041 10.16
1 0.103 26.07 0.025 6.38
2 0.101 26.5 0.031 8.24
3 0.103 26.03 0.032 7.99
4 0.104 27.01 0.033 8.56
5 0.102 26.05 0.033 8.36
6 0.104 25.57 0.032 7.74
7 0.099 27.8 00C 00cC
8 0.106 26.31 0.033 8.1
9 0.108 26.18 0.034 8.19
10 0.108 26.35 0.034 8.22
11 0.108 26.29 0.035 8.52
12 0.108 26.32 0.034 8.26
13 0.109 26.31 0.038 9.17
14 0.107 25.64 0.039 9.26
15 0.109 26.26 0.032 7.62
16 0.108 26.09 0.031 7.46
17 0.109 26.59 0.028 6.86
18 0.109 25.92 0.039 9.3
19 0.112 26.77 0.036 8.6
20 0.108 26.19 0.037 9.02
21 0.11 26.35 0.03 7.15
22 0.109 26.24 0.028 6.71
23 0.107 26.41 0.032 8.02
Average 0.106 0.033

Total 630.95 187.89



30-Day Ring 0.103 0.023

365-Day RIng 50981
7/18/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.106 26.36 0.031 7.73
1 0.103 26.22 0.032 8.27
2 0.105 26.3 0.034 8.67
3 0.104 26.02 0.032 8.15
4 0.104 26.82 0.032 8.27
5 0.103 26.18 0.032 8.16
6 0.107 25.84 0.033 7.99
7 0.099 26.55 0.038 10.25
8 0.105 26.38 0.023 5.7
9 0.101 25.22 0.019 4.64
10 0.108 27.09 0.015 3.76
11 0.102 26.31 0.014 3.7
12 0.102 25.95 0.014 3.63
13 0.103 26.26 0.014 3.67
14 0.102 26.34 0.014 3.7
15 0.105 25.54 0.014 3.48
16 0.107 26.8 0.015 3.71
17 0.105 26.36 0.016 3.92
18 0.104 26.41 0.014 3.62
19 0.102 25.71 0.017 4.29
20 0.107 26.64 0.035 8.73
21 0.104 25.72 0.03 7.5
22 0.104 25.98 0.037 9.31
23 0.108 26.93 0.024 5.97
Average 0.104 0.024
Total 629.93 146.82
30-Day Ring 0.103 0.023
365-Day RIng 51038
7/19/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.107 25.51 0.029 6.87
1 0.109 26.59 0.027 6.65
2 0.108 26.51 0.015 3.77
3 0.105 26 0.024 5.95
4 0.105 26.32 0.032 8.1
5 0.105 26.6 0.03 7.73
6 0.102 28.47 0.028 7.96
7 O0C 00cC 00cC 00C
8 00C 00cC 00cC 00C
9 0.093 27.13 0.015 4.46
10 0.096 26.51 0.015 4.06
11 0.096 25.85 0.014 3.91

12 0.098 25.42 0.025 6.42



13 0.105 25.87 0.015 3.69

14 0.107 27.12 0.015 3.72
15 0.102 26.36 0.015 3.89
16 0.102 26.44 0.035 9.05
17 0.101 26.42 0.029 7.49
18 0.101 25.87 0.027 6.99
19 0.101 25.99 0.026 6.86
20 0.103 26.5 0.036 9.33
21 0.1 25.8 0.037 9.35
22 0.101 26.43 0.03 8.05
23 0.101 26.63 0.021 5.56
Average 0.102 0.025
Total 580.34 139.86
30-Day RIng 0.102 0.023
365-Day RIng 51078
7/20/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.105 25.89 0.04 9.91
1 0.104 25.89 0.039 9.55
2 0.105 26.53 0.021 5.16
3 0.107 26.17 0.029 7.14
4 0.106 26.02 0.041 9.98
5 0.108 26.58 0.03 7.41
6 0.109 28.79 0.02 5.27
7 0.104 26.92 00C 00cC
8 0.106 28.27 0.031 8.19
9 0.103 25.36 0.037 9.17
10 0.105 26.45 0.034 8.42
11 0.106 26.39 0.036 9
12 0.106 25.34 0.028 6.77
13 0.109 26.18 0.028 6.73
14 0.111 26.62 0.031 7.5
15 0.107 26.07 0.032 7.7
16 0.106 26.5 0.026 6.42
17 0.099 24.66 0.024 6.06
18 0.105 26.33 0.019 4.77
19 0.103 26.39 0.02 5.1
20 0.104 25.96 0.019 4.68
21 0.106 26.54 0.03 7.47
22 0.102 26.1 0.024 6.29
23 0.103 26.43 0.038 9.76
Average 0.105 0.029
Total 632.38 168.45
30-Day RIng 0.102 0.023
365-Day RIng 51114
7/21/2016

Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs



0 0.1 25.56 0.029 7.42
1 0.102 26.37 0.034 8.8
2 0.104 26.66 0.023 5.97
3 0.104 25.52 0.028 6.82
4 0.108 26.75 0.04 9.88
5 0.104 26.17 0.029 7.23
6 0.107 28.15 0.021 5.79
7 0.104 27.18 0.036 9.47
8 0.105 26.2 0.026 6.65
9 0.106 26.1 0.029 6.99
10 0.109 26.66 0.032 7.79
11 0.106 26.02 0.027 6.6
12 0.107 25.74 0.021 4,95
13 0.098 24.61 0.027 6.72
14 0.098 24,71 0.022 5.57
15 0.107 26.42 0.015 3.74
16 0.068 16.65 0.015 3.6
17 0.107 26.44 0.015 3.77
18 0.105 25.84 0.017 422
19 0.099 25.39 0.026 6.53
20 0.101 25.96 0.025 6.46
21 0.099 25.32 0.029 7.41
22 0.102 26.22 0.033 8.57
23 0.09 23.54 0.027 7.12
Average 0.102 0.026
Total 614.18 158.07
30-Day Ring 0.102 0.024
365-Day RIng 51139
7/22/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.103 25.64 0.024 6.02
1 0.104 26.08 0.038 9.41
2 0.056 14.01 0.031 7.81
3 0.085 21.73 0.03 7.62
4 0.104 26.54 0.029 7.41
5 0.104 26.43 0.015 3.76
6 0.101 26.94 0.015 4,12
7 0.098 25.7 0.035 9.23
8 0.107 25.98 0.03 7.26
9 0.099 24.52 0.03 7.45
10 0.1 24.99 0.02 4.97
11 0.112 26.67 0.014 3.48
12 0.107 26.4 0.026 6.37
13 0.108 26.71 0.038 9.42
14 0.106 26.43 0.026 6.4
15 0.092 23.18 0.025 6.29
16 0.102 26.13 0.02 5.14



17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

7/23/2016
Hour
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Average

Total

30-Day RIng

365-Day RIng
7/24/2016

Hour

w N = O

0.107
0.108
0.111
0.106
0.104
0.105
0.104
0.101

0.103

NOx Ib/mmBtu
0.103
0.103

0.1
0.105
0.095
0.102
0.101
0.093
0.104
0.101
0.109
0.108
0.099
0.106

0.1
0.101
0.102
0.105
0.107
0.105
0.104

0.1
0.103
0.104
0.103

0.103

NOx Ib/mmBtu
0.095
0.1
0.099
0.104

26.76
25.9
26.7

25.75

25.55

26.86

26.44

608.04

NOx lbs

25.84
26.39
26.28
26.23
24.49

26.3
26.92
25.05
26.25
24.14
26.48

26.1
24.53
26.56
25.12
25.29
26.21
26.34
25.51
25.87

26.4
25.33

26.3
26.21

620.14

NOx lbs
24.64
26.45
26.37
26.55

0.018

0.03
0.032
0.033
0.029
0.024
0.022
0.026

0.024

SO2 Ib/mmBtu
0.034
0.033
0.025
0.036
0.015
0.025
0.017
0.019
0.035
0.025
0.021

0.04
0.016
0.028
0.021

0.03
0.036
0.037
0.023
0.029
0.028
0.036
0.033
0.035
0.028

0.024

SO2 Ib/mmBtu
0.029
0.028
0.032
0.031

4.56
7.16

7.7
7.99
7.16
6.26
5.52

158.51

51201

SO2 Ibs

8.45
8.34
6.42
9.04

3.8
6.45
4.55
5.08
8.72

5.9
5.17

9.6
3.99
7.03
5.29
7.58
9.28
9.21
5.45
7.04
7.07
9.04
8.38
8.76

169.64

51252

SO2 Ibs
7.54
7.46
8.55
7.9



4 0.102 25.99 0.034 8.71
5 0.104 25.98 0.026 6.44
6 0.103 26.72 0.025 6.65
7 0.096 26.46 0.029 8.06
8 0.1 26.58 0.033 8.81
9 0.099 25.39 0.032 8.2
10 0.101 26.48 0.03 7.83
11 0.104 27 0.033 8.53
12 0.102 24.88 0.032 7.74
13 0.097 24.3 0.025 6.32
14 0.106 26.47 0.032 7.99
15 0.098 25.57 0.03 7.85
16 0.098 25.85 0.031 8.03
17 0.045 11.76 0.029 7.59
18 0.083 21.18 0.032 8.2
19 0.104 27.48 0.04 10.43
20 0.1 26 0.033 8.55
21 0.104 25.97 0.028 7.02
22 0.103 26.27 0.034 8.72
23 0.099 18.37 0.028 5.29
Average 0.098 0.031
Total 598.71 188.41
30-Day Ring 0.103 0.024
365-Day RIng 51312
7/25/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.126 27.81 0.036 8.16
1 0.102 24.91 0.032 7.74
2 0.127 25.58 0.04 8.41
3 0.102 26.61 0.033 8.74
4 0.097 26.38 0.033 8.88
5 0.098 26.15 0.027 7.37
6 0.098 25.63 0.019 4.88
7 0.096 26.12 0.019 5.07
8 0.102 26.41 0.016 4.06
9 0.101 25.81 0.025 6.39
10 0.103 26.56 0.03 7.84
11 0.101 26.49 0.023 6.02
12 0.105 27.52 0.025 6.53
13 0.103 26.52 0.032 8.26
14 0.101 26.09 0.032 8.3
15 0.1 25.45 0.03 7.54
16 0.103 27.43 0.027 7.22
17 0.1 26.58 0.026 7.05
18 0.102 25.34 0.032 8.07
19 0.106 26.63 0.027 6.9
20 0.102 26 0.025 6.46



21 0.104 26.47 0.033 8.31

22 0.101 26.24 0.027 6.98
23 0.104 26.61 0.031 8.1
Average 0.104 0.028
Total 631.34 173.28
30-Day RIng 0.103 0.024
365-Day RIng 51447
7/26/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.101 25.83 0.026 6.61
1 0.103 26.2 0.021 5.52
2 0.1 25.88 0.024 6.2
3 0.102 25.56 0.021 5.37
4 0.103 26.47 0.021 5.36
5 0.103 26.29 0.025 6.3
6 0.11 29.84 0.035 9.65
7 0.101 26.69 0.014 3.76
8 0.105 26.28 0.018 461
9 0.106 26.42 0.018 4.46
10 0.104 25.75 0.018 4.5
11 0.107 26.31 0.022 5.38
12 0.109 26.22 0.028 6.68
13 0.107 26.2 0.031 7.65
14 0.108 26.63 0.028 7.07
15 0.107 25.76 0.022 5.23
16 0.108 26.27 0.038 9.31
17 0.104 25.81 0.025 6.23
18 0.106 26.39 0.026 6.5
19 0.105 26.55 0.029 7.42
20 0.104 26.4 0.038 9.56
21 0.103 25.71 0.03 7.5
22 0.103 27.14 0.029 7.57
23 0.099 25.24 0.029 7.43
Average 0.105 0.026
Total 631.84 155.87
30-Day RIng 0.104 0.024
365-Day RIng 51603
7/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.106 26.44 0.026 6.47
1 0.106 26.02 0.032 8.01
2 0.106 26.29 0.029 7.29
3 0.104 26.59 0.035 9
4 0.098 25.79 0.031 8.03
5 0.101 26.27 0.03 7.77
6 0.107 29.44 0.037 10.3
7 0.096 26.14 0.025 6.84



8 0.101 26.8 0.037 9.81

9 0.103 26.67 0.02 5.13
10 0.1 25.47 0.032 8.21
11 0.107 24.55 0.027 6.41
12 0.102 26.21 0.032 8.28
13 0.1 25.98 0.039 10.11
14 0.101 26.83 0.026 6.96
15 0.101 26.13 0.031 8.13
16 0.099 26.16 0.025 6.68
17 0.102 26.85 0.03 8.08
18 0.097 25.28 0.029 7.58
19 0.1 26.42 0.036 9.45
20 0.101 26.81 0.031 8.36
21 0.1 24.74 0.026 6.59
22 0.107 26.65 0.027 6.71
23 0.105 26.12 0.029 7.33
Average 0.102 0.03
Total 630.65 187.53
30-Day Ring 0.104 0.024
365-Day RIng 51790
7/28/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.107 26.76 0.036 9.03
1 0.104 26.03 0.031 7.79
2 0.107 26.43 0.035 8.65
3 0.103 25.56 0.029 7.21
4 0.104 26.85 0.032 8.24
5 0.101 25.99 0.033 8.46
6 0.107 30.5 0.032 9.22
7 0.096 26.96 0.033 9.36
8 0.099 26.06 0.025 6.59
9 0.102 25.7 0.034 8.72
10 0.103 26.14 0.03 7.55
11 0.104 26.62 0.035 8.85
12 0.101 26.45 0.021 5.42
13 0.101 26.33 0.032 8.4
14 0.1 26.53 0.029 7.82
15 0.1 26.06 0.025 6.51
16 0.099 26.11 0.024 6.43
17 0.104 27.31 0.02 5.17
18 0.099 24.7 0.02 5.04
19 0.104 26.45 0.02 5.09
20 0.102 26.28 0.025 6.37
21 0.098 24.94 0.026 6.63
22 0.082 21.26 0.017 4.47
23 0.102 25.65 0.025 6.29

Average 0.101 0.028



Total 627.67 173.31

30-Day RIng 0.104 0.025
365-Day RIng 51870
7/29/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.105 25.69 0.025 6.1
1 0.107 26.76 0.039 9.85
2 0.104 26.28 0.019 4.81
3 0.101 25.8 0.028 6.97
4 0.101 26.44 0.032 8.51
5 0.101 26.38 0.03 7.71
6 0.103 28.09 0.03 8.16
7 0.096 26.68 0.019 54
8 0.102 26.76 0.027 7.21
9 0.101 25.52 0.036 9.28
10 0.103 26.54 0.027 6.94
11 0.103 26.08 0.029 7.48
12 0.103 25.94 0.034 8.5
13 0.104 26.49 0.034 8.66
14 0.103 26.31 0.035 8.96
15 0.104 26.26 0.033 8.33
16 0.1 26.27 0.032 8.31
17 0.1 26.22 0.025 6.62
18 0.101 26.11 0.032 8.32
19 0.101 26.81 0.034 9.07
20 0.098 26.18 0.031 8.24
21 0.1 25.74 0.024 6.11
22 0.1 26.66 0.038 10.14
23 0.097 26.22 0.029 7.89
Average 0.102 0.03
Total 632.23 187.57
30-Day RIng 0.104 0.025
365-Day RIng 52025
7/30/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 24.76 0.018 4.82
1 0.101 26.11 0.03 7.9
2 0.103 26.72 0.034 8.88
3 0.1 26.34 0.023 5.94
4 0.099 26.45 0.03 8.12
5 0.097 25.97 0.03 7.98
6 0.1 28.08 0.025 7.08
7 0.093 26.7 0.026 7.54
8 0.096 26.95 0.027 7.47
9 0.094 25.39 0.034 9.11
10 0.097 27.08 0.027 7.47

[EEN
=

0.093 25.72 0.025 6.88



12 0.096 25.98 0.032 8.65

13 0.096 26.26 0.028 7.76
14 0.096 26.63 0.031 8.6
15 0.097 26.33 0.026 6.92
16 0.098 26.98 0.032 8.73
17 0.093 25.94 0.032 8.91
18 0.094 25.64 0.022 5.96
19 0.095 26.59 0.033 9.26
20 0.093 26.54 0.032 9.09
21 0.091 25.61 0.021 5.97
22 0.092 26.4 0.031 9.01
23 0.09 26.01 0.023 6.75
Average 0.096 0.028
Total 631.18 184.8
30-Day RIng 0.104 0.026
365-Day RIng 52210
7/31/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.17 0.03 8.23
1 0.094 25.5 0.024 6.61
2 0.098 26.91 0.031 8.49
3 0.094 25.46 0.03 8.17
4 0.088 25.32 0.018 5.25
5 0.093 26.24 0.027 7.74
6 0.091 27.73 0.016 4.75
7 0.089 26.97 0.023 6.96
8 0.091 26.65 0.035 10.33
9 0.091 26.53 0.021 6.05
10 0.099 27.73 0.027 7.57
11 0.097 26.47 0.034 9.23
12 0.096 25.67 0.022 5.76
13 0.099 26.94 0.03 8.31
14 0.096 26.3 0.032 8.82
15 0.097 25.91 0.025 6.6
16 0.096 26.3 0.026 7.13
17 0.096 26.2 0.024 6.47
18 0.097 25.97 0.015 4.05
19 0.097 26.65 0.027 7.39
20 0.095 26.1 0.032 8.88
21 0.096 26.18 0.022 5.86
22 0.095 26.61 0.034 9.44
23 0.093 26.15 0.024 6.72
Average 0.095 0.026
Total 632.66 174.81
30-Day RIng 0.104 0.026
365-Day RIng 52318

8/1/2016



Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs

0 0.094 25.65 0.03 8.35
1 0.096 26.6 0.028 7.72
2 0.095 26.28 0.029 8.11
3 0.094 25.71 0.025 6.79
4 0.095 26.85 0.034 9.71
5 0.092 26.45 0.022 6.35
6 0.088 25.74 0.018 5.28
7 0.081 24.59 0.022 6.77
8 0.091 26.03 0.026 7.41
9 0.093 25.82 0.026 7.27
10 0.094 26.66 0.021 5.82
11 0.094 26.21 0.015 4.16
12 0.093 25.16 0.022 5.93
13 0.096 26.88 0.02 5.49
14 0.095 26.71 0.028 7.9
15 0.095 25.96 0.034 9.42
16 0.093 26.55 0.029 8.39
17 0.092 25.97 0.02 5.73
18 0.094 25.68 0.015 4.16
19 0.095 26.53 0.032 9.01
20 0.095 26.41 0.026 7.17
21 0.094 25.96 0.016 4,52
22 0.094 26.25 0.019 5.29
23 0.095 26.56 0.023 6.49
Average 0.093 0.024
Total 627.21 163.24
30-Day RIng 0.104 0.026
365-Day RIng 52423
8/2/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.62 0.017 4.61
1 0.097 24.48 0.023 5.9
2 0.111 28.25 0.017 4.35
3 0.091 21.96 0.016 3.94
4 0.11 25.38 0.017 3.93
5 0.107 26.85 0.016 4.06
6 0.105 29.35 0.015 4.23
7 0.095 O0C 0.015 O00C
8 0.094 O0C 0.015 00cC
9 0.08 27.13 0.024 8
10 0.095 26.32 0.031 8.42
11 0.097 26.69 0.027 7.37
12 0.097 25.65 0.025 6.66
13 0.096 26.09 0.029 7.97
14 0.097 26.59 0.028 7.62
15 0.097 26.17 0.028 7.56



16 0.096 26.35 0.03 8.24

17 0.097 26.25 0.017 4.7
18 0.097 2591 0.015 3.88
19 0.097 26.18 0.015 3.98
20 0.098 26.73 0.015 4,12
21 0.097 26.2 0.016 4.25
22 0.095 26.41 0.016 4.46
23 0.097 26.28 0.016 4.32
Average 0.097 0.02
Total 576.84 122.57
30-Day Ring 0.104 0.026
365-Day RIng 52411
8/3/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 25.9 0.017 461
1 0.097 26.11 0.024 6.29
2 0.098 26.57 0.029 7.97
3 0.098 25.55 0.019 4.97
4 0.098 26.66 0.023 6.26
5 0.096 26.42 0.023 6.37
6 0.094 25.79 0.015 411
7 0.094 26.64 0.019 5.35
8 0.096 26.06 0.019 5.26
9 0.097 26.12 0.021 5.74
10 0.096 26.33 0.028 7.73
11 0.098 26.46 0.032 8.76
12 0.095 25.52 0.024 6.53
13 0.097 26.36 0.03 8.18
14 0.099 27.1 0.03 8.33
15 0.095 25.58 0.029 7.88
16 0.097 26.67 0.031 8.45
17 0.096 26.01 0.03 8.28
18 0.095 25.64 0.027 7.39
19 0.099 26.55 0.031 8.34
20 0.096 26.08 0.032 8.6
21 0.096 25.6 0.029 7.77
22 0.099 26.9 0.034 9.22
23 0.096 26.66 0.026 7.08
Average 0.097 0.026
Total 629.28 169.47
30-Day Ring 0.104 0.026
365-Day RIng 52475
8/4/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.09 24.26 0.025 6.66
1 0.091 24.91 0.027 7.52

2 0.093 25.29 0.029 7.93



3 0.096 25.87 0.028 7.63
4 0.093 25.21 0.026 7
5 0.09 24.22 0.025 6.74
6 0.098 26.76 0.026 7.13
7 0.095 0O0C 0.03 O0C
8 0.097 31.46 0.03 9.97
9 0.091 25.81 0.021 5.89
10 0.092 26.23 0.02 5.73
11 0.093 26.18 0.029 8.2
12 0.095 25.66 0.027 7.46
13 0.094 26.18 0.03 8.19
14 0.094 26.45 0.027 7.51
15 0.095 25.71 0.032 8.55
16 0.093 25.91 0.021 5.7
17 0.096 26.47 0.024 6.58
18 0.096 26.08 0.025 6.79
19 0.089 24,98 0.027 7.52
20 0.093 26.46 0.028 7.83
21 0.094 2594 0.029 8.11
22 0.084 23.48 0.032 9.05
23 0.094 26.23 0.023 6.42
Average 0.093 0.027
Total 595.75 170.11
30-Day RIng 0.103 0.026
365-Day RIng 52591
8/5/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.48 0.029 7.87
1 0.096 26.5 0.033 9.1
2 0.095 26.09 0.027 7.31
3 0.093 25.03 0.026 7
4 0.095 26.24 0.034 9.36
5 0.097 26.37 0.024 6.55
6 0.095 27.59 0.019 5.54
7 0.089 26.51 0.032 9.48
8 0.092 26.73 0.033 9.66
9 0.09 25.32 0.032 8.84
10 0.094 26.95 0.021 5.85
11 0.092 26.12 0.021 5.86
12 0.093 25.03 0.027 7.16
13 0.098 27.16 0.025 6.91
14 0.095 26.13 0.024 6.58
15 0.095 2591 0.028 7.64
16 0.095 26.38 0.026 7.22
17 0.094 26.17 0.027 7.57
18 0.093 25.9 0.022 6.14
19 0.095 27.01 0.027 7.54



20

21
22
23
Average
Total
30-Day RIng
365-Day RIng
8/6/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
8/7/2016
Hour

a b WN - O

0.093
0.093
0.096
0.093
0.094

0.103

NOx Ib/mmBtu
0.095
0.094

0.09
0.093
0.095
0.094
0.092
0.086
0.091
0.092
0.092
0.093
0.092
0.094
0.095
0.097
0.096
0.096
0.097
0.096
0.097
0.093
0.093
0.088
0.093

0.103

NOx Ib/mmBtu
0.092
0.092
0.091
0.092
0.093
0.094
0.085

25.72

25.5
26.84
26.06

628.74

NOx lbs

26.11
26.48
25.18
25.31
26.89
26.12

26.4
25.67
26.29
25.89

26.4
26.36

25.5
26.45
26.39
25.94
26.31
26.43

25.4
26.08
26.91
25.89

26.9
25.89

627.19

NOx lbs
26.05
26.53
26.17
25.32
26.28
26.83
24.65

0.028
0.027
0.029
0.023
0.027

0.026

SO2 Ib/mmBtu
0.024
0.026
0.025
0.025
0.029
0.029

0.03
0.022
0.026
0.028
0.026
0.026
0.028
0.029

0.03

0.03

0.03
0.029
0.029
0.033
0.031
0.022
0.025
0.027
0.027

0.027

SO2 Ib/mmBtu

0.029
0.029
0.028
0.026

0.03
0.029
0.027

7.81

7.3
8.13
6.56

178.98

52645

SO2 |bs

6.7
7.36
7.15
6.77
8.14
8.01
8.59
6.54
7.46
7.94
7.54
7.48
7.88
8.22
8.21

8.26
7.91
7.69
8.96

8.5
6.16
7.18
7.79

184.44

52637

SO2 |bs

8.2
8.46
8.04
7.05
8.41
8.43
7.83



7 0.087 26.6 0.028 8.68

8 0.088 25.79 0.027 7.97
9 0.091 25.73 0.03 8.39
10 0.09 25.54 0.023 6.54
11 0.089 25.04 0.029 8.18
12 0.098 26.73 0.03 8.34
13 0.093 26.28 0.03 8.59
14 0.094 26.07 0.027 7.51
15 0.093 25.7 0.027 7.54
16 0.095 26.66 0.028 7.74
17 0.095 26.36 0.03 8.24
18 0.097 26.16 0.023 6.33
19 0.094 25.78 0.025 6.91
20 0.095 26.77 0.023 6.5
21 0.095 26.09 0.024 6.62
22 0.092 26.13 0.024 6.66
23 0.094 26.65 0.023 6.61
Average 0.092 0.027
Total 625.91 183.77
30-Day RIng 0.102 0.027
365-Day RIng 52634
8/8/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.092 25.18 0.023 6.22
1 0.096 26.3 0.033 9.07
2 0.095 25.28 0.03 8.14
3 0.103 26.37 0.026 6.61
4 0.1 26.31 0.027 7.08
5 0.1 26.14 0.031 8.2
6 0.102 27.48 0.02 5.15
7 0.096 27.59 0.029 8.44
8 0.093 26.41 0.028 7.85
9 0.093 25.43 0.026 7.18
10 0.095 26.34 0.031 8.7
11 0.098 26.85 0.025 6.87
12 0.094 25.29 0.025 6.68
13 0.097 26.66 0.028 7.64
14 0.096 26.2 0.034 9.21
15 0.095 25.75 0.018 4.74
16 0.095 26.37 0.022 6.15
17 0.096 26.44 0.036 9.84
18 0.095 24.88 0.033 8.54
19 0.099 26.56 0.031 8.24
20 0.098 26.88 0.023 6.39
21 0.096 25.61 0.026 6.84
22 0.097 26.45 0.014 3.93
23 0.096 26.2 0.014 3.85



Average 0.097 0.026

Total 628.97 171.56
30-Day Ring 0.101 0.027
365-Day RIng 52707
8/9/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.8 0.018 5.1
1 0.094 26.24 0.031 8.55
2 0.096 26.84 0.029 8.06
3 0.093 25.12 0.023 6.1
4 0.097 27.44 0.026 7.37
5 0.092 25.88 0.031 8.74
6 0.095 26.92 0.029 8.43
7 0.092 26.49 0.027 7.69
8 0.096 26.63 0.03 8.25
9 0.095 25.47 0.025 6.75
10 0.096 26.59 0.032 8.94
11 0.096 26.27 0.029 7.85
12 0.094 25.81 0.029 8.08
13 0.095 26.49 0.029 8.21
14 0.095 26.48 0.029 8.1
15 0.095 25.68 0.031 8.27
16 0.097 26.75 0.031 8.44
17 0.093 25.93 0.028 7.73
18 0.096 25.55 0.034 9.14
19 0.097 26.19 0.033 8.94
20 0.097 26.37 0.032 8.9
21 0.095 26.16 0.021 5.7
22 0.094 26.23 0.021 5.74
23 0.094 26.53 0.022 6.17
Average 0.095 0.028
Total 629.86 185.25
30-Day Ring 0.101 0.027
365-Day RIng 52892
8/10/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 25.8 0.024 6.55
1 0.096 27.11 0.026 7.45
2 0.093 25.96 0.03 8.39
3 0.094 25.72 0.027 7.29
4 0.093 26.77 0.03 8.52
5 0.091 25.99 0.027 7.81
6 0.094 26.93 0.023 6.65
7 0.092 27.33 0.025 7.42
8 0.091 25.87 0.031 8.73
9 0.093 25.63 0.026 7.01

[
o

0.093 26.33 0.024 6.77



11 0.094 26.41 0.028 7.82

12 0.093 26.05 0.023 6.33
13 0.092 26.56 0.029 8.24
14 0.092 26.69 0.031 8.84
15 0.089 25.08 0.031 8.75
16 0.092 26.99 0.025 7.42
17 0.091 26.42 0.027 7.76
18 0.09 24.85 0.025 6.93
19 0.095 26.67 0.025 7.06
20 0.094 26.04 0.025 6.86
21 0.094 26.05 0.025 6.93
22 0.092 26.34 0.024 7.03
23 0.092 26.22 0.02 5.68
Average 0.093 0.026
Total 629.81 178.24
30-Day RIng 0.1 0.027
365-Day RIng 52961
8/11/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.092 25.82 0.02 5.53
1 0.092 26.01 0.028 8
2 0.095 26.78 0.029 8.21
3 0.09 25.43 0.028 7.8
4 0.092 26.18 0.029 8.18
5 0.092 26.47 0.024 6.91
6 0.095 27.31 0.016 4.51
7 0.091 26.73 0.031 8.93
8 0.075 26.15 0.023 7.97
9 0.055 22.24 0.011 4.38
10 0.093 26.46 0.017 4.88
11 0.092 26.57 0.016 4.61
12 0.091 25.7 0.019 5.47
13 0.092 26.44 0.018 5.17
14 0.091 26.1 0.014 4.04
15 0.092 26.21 0.014 4.07
16 0.094 26.87 0.015 4.11
17 0.088 25.79 0.019 5.6
18 0.09 25.89 0.021 6.07
19 0.091 26.49 0.017 5.03
20 0.089 26.53 0.018 5.28
21 0.088 25.77 0.018 5.32
22 0.087 26.21 0.025 7.6
23 0.088 26.58 0.024 7.12
Average 0.089 0.021
Total 626.73 144.79
30-Day RIng 0.1 0.027

365-Day RIng 52984



8/12/2016

Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.086 25.44 0.023 6.88
1 0.087 26.16 0.027 7.94
2 0.088 26.36 0.031 9.11
3 0.089 25.97 0.027 7.78
4 0.088 26.49 0.027 7.95
5 0.088 26.26 0.028 8.37
6 0.089 27.79 0.028 8.84
7 0.077 24.45 0.026 8.17
8 0.087 25.78 0.027 7.87
9 0.088 24.59 0.029 8.02
10 0.094 27.29 0.015 4.36
11 0.092 26.45 0.014 4.1
12 0.094 27.08 0.014 4.14
13 0.087 25.22 0.016 4.73
14 0.091 26.62 0.014 4.22
15 0.089 25.51 0.015 4.16
16 0.089 25.98 0.015 4.23
17 0.092 27.01 0.024 6.97
18 0.088 25.3 0.021 6.11
19 0.09 26.31 0.017 5.02
20 0.088 26.46 0.018 5.42
21 0.089 25.87 0.02 5.92
22 0.085 25.82 0.022 6.74
23 0.086 26.02 0.016 4.71
Average 0.088 0.021
Total 626.23 151.76
30-Day Ring 0.099 0.027
365-Day RIng 52997
8/13/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.088 25.27 0.015 4.3
1 0.089 25.6 0.016 4.69
2 0.092 26.74 0.016 4.78
3 0.089 25.91 0.017 4.83
4 0.087 25.74 0.018 5.27
5 0.087 25.47 0.017 4.99
6 0.089 28.22 0.019 6.04
7 0.082 26.31 0.024 7.7
8 0.077 24.18 0.03 9.34
9 0.09 25.47 0.027 7.66
10 0.09 26.61 0.028 8.19
11 0.09 26.29 0.028 8.23
12 0.09 25.21 0.029 8.19
13 0.091 26.48 0.018 5.31

=
S

0.089 25.83 0.033 9.67



15 0.095 26.32 0.024 6.74

16 0.092 26.65 0.03 8.75
17 0.092 26.54 0.026 7.39
18 0.09 25.55 0.028 7.87
19 0.089 26.18 0.027 7.93
20 0.087 25.84 0.027 8.04
21 0.088 26.07 0.027 7.82
22 0.088 26.52 0.024 7.18
23 0.089 26.85 0.028 8.58
Average 0.089 0.024
Total 625.85 169.49
30-Day RIng 0.099 0.027
365-Day RIng 53043
8/14/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.086 25.04 0.026 7.47
1 0.085 25.63 0.025 7.49
2 0.088 26.22 0.025 7.36
3 0.09 26.38 0.027 7.95
4 0.088 26.18 0.028 8.51
5 0.088 26.48 0.029 8.67
6 0.091 25.65 0.028 8
7 0.082 25.68 0.023 7.13
8 0.09 26.06 0.036 10.5
9 0.086 24.38 0.017 4.74
10 0.09 26.35 0.024 7.15
11 0.089 26.23 0.029 8.48
12 0.091 26.03 0.029 8.21
13 0.092 26.44 0.029 8.31
14 0.092 26.57 0.029 8.39
15 0.088 25.3 0.027 7.83
16 0.09 26.8 0.028 8.18
17 0.089 26.35 0.029 8.67
18 0.088 25.23 0.027 7.66
19 0.089 26.1 0.026 7.7
20 0.088 26.58 0.022 6.76
21 0.083 24.63 0.028 8.33
22 0.087 26.5 0.027 8.04
23 0.088 26.44 0.027 8.21
Average 0.088 0.027
Total 623.25 189.74
30-Day RIng 0.098 0.027
365-Day RIng 53105
8/15/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.084 25.15 0.024 7.05

1 0.083 24.72 0.027 8.03
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Average

Total

30-Day RIng

365-Day RIng
8/16/2016

Hour

O 0O NOOULL B WNPF-L O

R R R R R R R R R
0O NO UL A WNBRLO

0.084
0.088
0.085
0.088
0.092
0.083
0.089
0.082
0.089
0.088

0.09
0.091
0.089
0.093
0.091

0.09

0.09
0.092
0.092
0.091
0.091
0.091
0.089

0.097

NOx Ib/mmBtu
0.092
0.091
0.091
0.091

0.09
0.092
0.086
0.083
0.087
0.089
0.091
0.089
0.095
0.093
0.094

0.09
0.094
0.089
0.093

NOx Ibs

25.33
26.21
26.04
26.79
25.97
25.76
26.79
24.28
26.64
26.36
26.01
26.18
25.26
26.11
26.06
26.32
25.35
26.69
26.4
26
25.9
26.18

622.5

25.49
25.94
25.54
25.67
25.71
27.03
23.86
26.06
26.31

25.5
26.47
25.72
26.42
26.27
26.56

25.1
27.04
25.73
26.12

0.026
0.026
0.025
0.027
0.033
0.026
0.027
0.022
0.026
0.029
0.026
0.028
0.028
0.028
0.028
0.028

0.03
0.029
0.028
0.027

0.03
0.028
0.027

0.027

SO2 Ib/mmBtu

0.027
0.031
0.027
0.029
0.029
0.026
0.024
0.026
0.025
0.027
0.028
0.027

0.03
0.026

0.03
0.035
0.022
0.027
0.026

7.96
7.69
7.73

8.3
9.26
8.06
8.23
6.33
7.65
8.55
7.64
7.96
7.97
7.72
8.07
8.19
8.34
8.36
8.14
7.72
8.52
8.04

191.51

53164

7.51
8.98
7.63
8.28
8.21
7.64

6.6

7.55
7.89
8.16

7.9
8.26

7.4
8.53
9.91
6.44
7.79
7.15



19

20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
8/17/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
8/18/2016
Hour

u b W N KL O

0.091
0.092
0.087
0.09
0.09
0.09

0.097

NOx Ib/mmBtu
0.092
0.093
0.094
0.092
0.092

0.09
0.092
0.085
0.089
0.094
0.098

0.1
0.097

0.09
0.101
0.105

0.1
0.102
0.101
0.101

0.1
0.101
0.098
0.104
0.096

0.096

NOx Ib/mmBtu
0.104
0.097
0.101
0.101
0.099
0.1

26.31
26.58
25.42
26.77
26.03

623.65

NOx lbs

25.72
26.19
26.22
26.16
26.47

26.1
25.75
26.57
26.52
25.29
26.18
26.41
25.62
23.73
26.17
26.47
25.89
26.65
25.75
26.36
26.61
26.19
25.24
26.57

624.83

NOx lbs
26.35
24.97
27.07
26.09
25.88
26.4

0.014
0.019
0.022
0.028
0.029
0.026

0.026

SO2 Ib/mmBtu
0.023
0.025
0.032
0.023
0.027
0.029
0.022
0.031
0.023
0.032
0.028
0.031
0.019

0.02
0.016
0.017
0.017
0.017

0.02

0.02
0.018
0.021
0.038
0.021
0.024

0.026

SO2 Ib/mmBtu
0.014
0.027
0.018
0.023
0.02
0.017

4.03
5.41
6.43

8.3
8.27

182.27

53198

SO2 Ibs

6.44

6.9
8.83
6.48
7.77
8.25
6.22
9.55
6.93
8.65
7.65
8.13

5.1
5.27
4.07
4.38
4.26
4.49
5.02
5.31
4.81
5.35
9.71
5.47

155.04

53210

SO2 Ibs
3.64
6.87
4.78
5.84
5.1
4.58



6 0.098 26.35 0.017 4,58
7 0.094 26.05 0.02 5.5
8 0.097 26.1 0.021 5.75
9 0.101 26.15 0.017 431
10 0.102 26.49 0.015 3.93
11 0.104 26.6 0.022 5.74
12 0.103 26.22 0.022 5.52
13 0.101 26 0.026 6.61
14 0.102 26.75 0.018 4.56
15 0.1 25.59 0.028 7.09
16 0.101 26.68 0.015 4.07
17 0.1 26.33 0.014 3.76
18 0.099 25.92 0.014 3.71
19 0.099 26.59 0.014 3.79
20 0.098 26.02 0.014 3.8
21 0.098 26.08 0.015 3.89
22 0.098 26.72 0.016 4.29
23 0.098 26.38 0.018 4.7
Average 0.1 0.019
Total 629.78 116.41
30-Day Ring 0.096 0.026
365-Day RIng 53178
8/19/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 25.56 0.015 3.9
1 0.096 25.13 0.018 4.6
2 0.106 27.56 0.016 4.27
3 0.096 25.86 0.019 5.25
4 0.097 26.14 0.021 5.79
5 0.098 26.54 0.024 6.65
6 0.102 29.57 0.021 6.01
7 0.092 26.55 0.032 9.04
8 0.102 24.95 0.017 4.28
9 0.111 26.37 0.016 3.92
10 0.111 25.66 0.019 432
11 0.105 27.77 0.031 8.09
12 0.099 24.99 0.024 6.06
13 0.106 26.97 0.025 6.48
14 0.101 25.88 0.021 5.34
15 0.102 25.97 0.016 4.17
16 0.102 26.45 0.018 4.77
17 0.102 26.52 0.016 411
18 0.103 26.19 0.014 3.63
19 0.103 26.09 0.014 3.65
20 0.101 26.19 0.014 3.71
21 0.108 26.5 0.015 3.71
22 0.063 14.92 0.018 4.39



23 0.091 23.2 0.015 3.82

Average 0.1 0.019
Total 617.53 119.96
30-Day RIng 0.096 0.026
365-Day RIng 53155
8/20/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 16.08 0.018 2.93
1 0.096 24.25 0.014 3.62
2 0.103 25.54 0.015 3.62
3 0.103 26.27 0.015 3.9
4 0.103 26.69 0.023 5.93
5 0.099 25.89 0.023 6.11
6 0.092 25.94 0.015 4.23
7 00C 27.15 00C 6.28
8 00C 25.56 00C 7.1
9 0.097 26.23 0.022 5.96
10 0.099 26.67 0.02 5.48
11 0.098 25.89 0.017 4.46
12 0.1 25.75 0.016 4.02
13 0.103 26.19 0.018 441
14 0.105 27.18 0.018 4.77
15 0.101 25.76 0.017 4.4
16 0.101 26.24 0.02 5.22
17 0.1 26.55 0.022 5.91
18 0.1 25.47 0.015 3.79
19 0.101 26.58 0.019 4.9
20 0.098 26.2 0.026 6.97
21 0.099 25.38 0.025 6.4
22 0.101 26.43 0.028 7.2
23 0.101 26.47 0.023 6.18
Average 0.1 0.02
Total 616.36 123.79
30-Day RIng 0.096 0.026
365-Day RIng 53127
8/21/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.099 25.39 0.019 4.95
1 0.102 26.13 0.022 5.58
2 0.102 26.47 0.029 7.55
3 0.103 25.69 0.031 7.62
4 0.105 26.74 0.033 8.43
5 0.103 26.47 0.026 6.75
6 0.088 23.11 0.019 5.01
7 00C 27.57 0O0C 8.62
8 00C 25.19 00C 7.81

9 0.097 26.62 0.026 7.28



10 0.098 25.84 0.02 5.29

11 0.1 26.53 0.024 6.29
12 0.101 25.79 0.019 4.76
13 0.099 26.07 0.029 7.54
14 0.1 26.27 0.021 5.5
15 0.101 25.83 0.022 5.53
16 0.103 27.05 0.026 6.87
17 0.101 26.29 0.02 5.24
18 0.1 25.88 0.027 6.97
19 0.099 25.94 0.018 4.65
20 0.098 26.1 0.018 4.76
21 0.101 25.97 0.02 5.28
22 0.101 27 0.018 4.85
23 0.097 25.55 0.02 5.23
Average 0.1 0.023
Total 625.49 148.36
30-Day RIng 0.096 0.026
365-Day RIng 53130
8/22/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.099 26.22 0.017 4.42
1 0.093 24.12 0.027 7.05
2 0.102 26.26 0.022 5.59
3 0.102 26.26 0.017 4.23
4 0.099 26.1 0.02 5.32
5 0.119 21.85 0.019 3.74
6 0.097 26.18 0.015 3.9
7 0.099 27.6 0.017 4.7
8 0.098 26.06 0.019 5.04
9 0.099 25.68 0.02 5.19
10 0.102 26.56 0.025 6.49
11 0.1 26.23 0.028 7.3
12 0.102 25.79 0.02 5
13 0.1 25.48 0.03 7.81
14 0.102 26.03 0.034 8.54
15 0.105 26.25 0.034 8.67
16 0.106 26.95 0.018 4.53
17 0.103 26.39 0.018 4.52
18 0.104 26.41 0.016 3.94
19 0.1 25.9 0.015 3.97
20 0.101 26.43 0.015 3.96
21 0.102 25.64 0.015 3.78
22 0.104 26.92 0.019 4.97
23 0.1 26.06 0.018 4.73
Average 0.102 0.021
Total 623.37 127.39

30-Day Ring 0.096 0.025



365-Day RIng 53141

8/23/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.1 25.83 0.018 4.61
1 0.097 26.42 0.027 7.4
2 0.097 26.38 0.027 7.38
3 0.096 25.43 0.025 6.52
4 0.097 26.44 0.023 6.13
5 0.096 26.25 0.025 6.94
6 0.1 29.78 0.021 6.29
7 0.09 26.71 0.029 8.46
8 0.091 25.68 0.024 6.73
9 0.093 25.29 0.028 7.78
10 0.096 26.19 0.032 8.67
11 0.1 27.1 0.02 5.46
12 0.097 25.09 0.017 4.45
13 0.098 26.06 0.039 10.44
14 0.101 26.95 0.03 8.15
15 0.099 25.82 0.019 4.89
16 0.099 26.58 0.025 6.75
17 0.098 26.5 0.021 5.62
18 0.097 25.52 0.017 4.52
19 0.099 26.44 0.017 4.42
20 0.097 26.48 0.017 4.51
21 0.097 25.84 0.017 4.52
22 0.097 26.14 0.026 7.1
23 0.099 26.72 0.025 6.79
Average 0.097 0.024
Total 631.64 154.53
30-Day RIng 0.096 0.025
365-Day RIng 53159
8/24/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.51 0.033 8.8
1 0.098 26.76 0.027 7.43
2 0.097 26.08 0.036 9.55
3 0.097 25.56 0.024 6.27
4 0.095 26.07 0.028 7.69
5 0.099 26.61 0.025 6.82
6 0.099 28.21 0.027 7.73
7 0.09 26.06 0.029 8.41
8 0.094 26.42 0.033 9.32
9 0.095 25.39 0.029 7.83
10 0.098 26.39 0.026 7.06
11 0.099 26.24 0.032 8.49
12 0.101 25.88 0.034 8.62
13 0.1 26.49 0.026 6.85



14 0.098 26.59 0.034 9.1

15 0.097 25.2 0.025 6.45
16 0.098 26.48 0.022 6.03
17 0.097 26.43 0.015 3.95
18 0.098 25.97 0.015 3.87
19 0.096 26.5 0.014 3.95
20 0.095 26.5 0.015 4,12
21 0.097 26.17 0.015 3.93
22 0.097 26.28 0.015 4.02
23 0.094 26.02 0.016 441
Average 0.097 0.025
Total 629.81 160.7
30-Day Ring 0.096 0.025
365-Day RIng 53216
8/25/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.09 0.015 4.2
1 0.094 26.22 0.028 7.71
2 0.095 26.78 0.027 7.77
3 0.092 25.36 0.03 8.14
4 0.094 26.47 0.028 7.99
5 0.094 26.22 0.03 8.4
6 0.103 31.72 0.031 9.65
7 0.087 25.88 0.026 7.9
8 0.094 26.33 0.038 10.61
9 0.096 25.59 0.023 6.03
10 0.095 25.55 0.038 10.34
11 0.101 27.08 0.021 5.6
12 0.094 24.17 0.044 11.27
13 0.103 27.69 0.016 4.16
14 0.098 26.62 0.018 4.88
15 0.095 24.94 0.021 5.46
16 0.098 26.46 0.018 4,78
17 0.097 26.72 0.014 3.98
18 0.092 24.9 0.015 3.94
19 0.095 26.12 0.014 3.89
20 0.097 26.67 0.014 3.89
21 0.101 25.91 0.014 3.7
22 0.101 26.95 0.019 4,94
23 0.096 25.88 0.017 4.64
Average 0.096 0.023
Total 632.32 153.87
30-Day Ring 0.095 0.025
365-Day RIng 53262
8/26/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 0.097 26.29 0.015 3.98



1 0.092 254 0.018 4.97
2 0.095 26.67 0.024 6.7
3 0.095 25.74 0.024 6.34
4 0.095 26.45 0.024 6.7
5 0.094 26.25 0.023 6.4
6 0.094 27.21 0.018 5.1
7 0.089 25.98 0.02 5.83
8 0.094 26.82 0.016 4.59
9 0.094 25.6 0.034 9.05
10 0.093 25.81 0.025 6.96
11 0.096 26.89 0.026 7.3
12 0.097 25.46 0.022 5.58
13 0.099 26.62 0.027 7.26
14 0.1 26.81 0.018 4.88
15 0.099 26.25 0.024 6.35
16 0.096 25.77 0.035 9.38
17 0.099 26.62 0.024 6.6
18 0.097 25.55 0.019 4.98
19 0.095 26.1 0.018 4.89
20 0.096 26.8 0.02 5.59
21 0.096 25.61 0.021 5.61
22 0.097 26.29 0.024 6.6
23 0.097 26.56 0.021 5.84
Average 0.096 0.023
Total 629.55 147.48
30-Day RIng 0.095 0.025
365-Day RIng 53307
8/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 25.44 0.021 5,51
1 0.097 26.29 0.027 7.22
2 0.097 25.88 0.028 7.51
3 0.103 26.31 0.028 7.19
4 0.1 25.87 0.028 7.1
5 0.101 26.37 0.03 7.77
6 0.108 31.26 0.028 8.11
7 0.094 26.7 0.026 7.34
8 0.095 26.42 0.031 8.6
9 0.096 25.9 0.029 7.91
10 0.093 25.35 0.026 7.11
11 0.098 27.06 0.023 6.26
12 0.095 25.67 0.026 6.95
13 0.096 26.24 0.016 4.24
14 0.1 26.85 0.024 6.39
15 0.097 255 0.024 6.34
16 0.097 26.23 0.026 7.05
17 0.1 26.66 0.033 8.78



18

19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
8/28/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
8/29/2016
Hour

H W NN - O

0.099
0.096
0.097
0.095
0.093
0.098
0.098

0.095

NOx Ib/mmBtu
0.094
0.096
0.095
0.097
0.095
0.094

0.1
0.088
0.09
0.093
0.094
0.099
0.096
0.095
0.096
0.099
0.097
0.096
0.097
0.095
0.095
0.094
0.094
0.094
0.095

0.095

NOx Ib/mmBtu
0.093
0.094
0.098
0.101
0.099

25.81
25.71
26.43
26.16
25.86
27.33

633.3

NOx lbs

25.29
26.29
26.13
26.16
26.31
25.95
29.84
26.14
26.04
25.78
25.96
26.93
26.05
25.93
25.95
26.25
26.41
26.32
26.06

26.2
26.53

25.8
26.26
26.84

631.42

NOx lbs
25.18
25.78
26.63
26.27
26.36

0.03
0.022

0.03
0.024
0.026
0.026
0.026

0.025

SO2 Ib/mmBtu
0.024
0.022
0.028
0.028
0.021
0.028
0.024
0.025
0.024
0.016
0.024
0.026
0.023
0.028

0.02
0.017

0.03
0.023
0.016
0.021
0.019
0.019
0.019
0.018
0.023

0.024

SO2 Ib/mmBtu
0.021
0.046
0.016
0.02
0.022

7.73
5.79

8.1
6.74
7.15
7.18

170.07

53379

SO2 |bs

6.48
6.01
7.79
7.68
5.77
7.58
6.94
7.35
6.83
4.26
6.71
6.96
6.23
7.76
5.47
4.62
8.17
6.34
4.17

5.8
5.46

5.2
5.27

5.1

149.95

53529

SO2 |bs
5.79
12.63
4.35
5.23
5.89



5 0.1
6 0.093
7 00C
8 Maint
9 Maint
10 Maint
11 Maint
12 Maint
13 0.088
14 0.092
15 0.092
16 0.089
17 0.089
18 0.091
19 0.09
20 0.09
21 0.09
22 0.088
23 0.09
Average 0.093
Total
30-Day RIng 0.095
365-Day RIng
8/30/2016
Hour NOx Ib/mmBtu
0 0.088
1 0.089
2 0.091
3 0.091
4 0.09
5 0.089
6 0.088
7 0.083
8 0.088
9 0.085
10 0.091
11 0.089
12 0.088
13 0.089
14 0.089
15 0.093
16 0.086
17 0.091
18 0.089
19 0.087
20 0.091
21 0.09

00cC

Maint
Maint
Maint
Maint
Maint

NOXx Ibs

26.15
25.85

26.06
26.06
26.35

26.5
25.99
25.81
26.04
26.53
25.87
25.83
26.64

469.9

25.54

25.9
26.31
25.98

26.5
26.17
26.13
26.82
26.67
25.02
27.58
26.17
25.97
26.33
26.23
26.71
25.02
26.88
25.77
25.34
26.71
25.62

00cC

Maint
Maint
Maint
Maint
Maint

0.024
0.028

0.019
0.022
0.018

0.02
0.025
0.029
0.018
0.016
0.017
0.026
0.021
0.023

0.024

SO2 Ib/mmBtu

0.021
0.026
0.027
0.021
0.021
0.023
0.021
0.023
0.023
0.037
0.027
0.021
0.025
0.031
0.027
0.019
0.018
0.022
0.015
0.019
0.022

0.02

Maint
Maint
Maint
Maint
Maint

SO2 Ibs

6.18
7.79
14.68

5.65
6.15
5.18
5.83
7.37
8.12
5.25
4.65

4.8
7.69
6.11

129.34

53659

6.12
7.42
7.94
5.98
6.23
6.86
6.12
7.42
6.88
10.85
8.01
6.26
7.34
9.19
7.82
5.29
5.14
6.53
4.18
5.49
6.55
5.64



22

23
Average
Total
30-Day RIng
365-Day RIng
8/31/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
9/1/2016
Hour

o NO UL A WNPFL O

0.091
0.091
0.089

0.094

NOx Ib/mmBtu  NOx lbs

0.089
0.088

0.09

0.09
0.091
0.089
0.095
0.083
0.089
0.087

0.09
0.087
0.086
0.095

0.09

0.09
0.094
0.092
0.093

0.09
0.093
0.091
0.089
0.091

0.09

0.094

NOx Ib/mmBtu  NOx lbs

0.086
0.089
0.092
0.093
0.088
0.088
0.089
0.085 00C
0.085

26.47
27.07

628.91

25.59
25.93
26.61
26.09
26.86
25.56
29.73
26.12
26.72
25.17
26.79
25.94

24.6
28.02
26.03

254
26.62
26.74
25.39
25.54
27.08
25.77
25.95
26.99

631.24

24,51
25.78
26.85
26.82
26.12
26.17
26.87

25.82

0.019
0.02
0.023

0.024

SO2 Ib/mmBtu SO2 Ibs

0.017
0.02
0.02
0.02
0.02

0.018

0.019

0.023

0.015

0.035

0.022

0.036

0.016

0.017

0.027

0.022
0.03

0.024

0.014
0.02

0.022

0.021

0.017

0.024

0.022

0.024

SO2 Ib/mmBtu SO2 Ibs

0.023
0.031
0.029

0.02
0.022

0.02
0.017
0.026 OOC
0.028

5.68
5.79

160.73

53819

4.85
5.8
6.01
5.76
5.92
5.07
5.88
7.12
4.56
10.21
6.61
10.8
4.6
4.97
7.9
6.22
8.58
6.86
3.87
5.64
6.38
5.76
4.92
7.16

151.45

53971

6.61
8.94
8.38
5.83
6.32
5.76

51

8.52



9 0.088 25.11 0.025 7.13

10 0.09 25.86 0.034 9.77
11 0.093 26.45 0.023 6.64
12 0.093 25.7 0.035 9.59
13 0.092 26.24 0.026 7.52
14 0.094 27.07 0.027 7.78
15 0.096 26.37 0.03 8.22
16 0.094 25.96 0.031 8.44
17 0.096 26.98 0.018 5.06
18 0.092 25.75 0.027 7.7
19 0.093 26.37 0.016 4.44
20 0.092 25.96 0.015 4.11
21 0.095 26.55 0.015 4.37
22 0.092 26.37 0.017 4.88
23 0.092 26 0.018 5.22
Average 0.091 0.024
Total 601.68 156.33
30-Day RIng 0.094 0.024
365-Day RIng 54127
9/2/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.091 25.52 0.033 9.38
1 0.092 26.35 0.029 8.2
2 0.092 26.48 0.024 6.94
3 0.094 26.4 0.025 7.03
4 0.09 26.16 0.023 6.73
5 0.09 26 0.023 6.66
6 0.091 27.31 0.021 6.15
7 0.086 26.27 0.028 8.63
8 0.086 25.75 0.03 9.05
9 0.092 26.24 0.029 8.33
10 0.092 26.86 0.03 8.77
11 0.089 26.17 0.024 7.03
12 0.087 24.44 0.025 6.96
13 0.094 27.04 0.028 8.07
14 0.092 26.07 0.028 7.86
15 0.093 26.2 0.033 9.24
16 0.092 26.59 0.027 7.88
17 0.093 26.78 0.019 5.47
18 0.089 25.05 0.023 6.47
19 0.092 26.43 0.02 5.74
20 0.09 25.89 0.022 6.36
21 0.092 26 0.022 6.3
22 0.091 26.44 0.024 6.97
23 0.088 26.04 0.038 11.11
Average 0.091 0.026

Total 628.48 181.33



30-Day RIng
365-Day RIng

9/3/2016
Hour

O 0O NOOULL B WNPF-L O

N NNNRRRRRRRRPR R
W NP, OOV NOOUULL P WNBEFEL O

Average

Total

30-Day RIng

365-Day RIng
9/4/2016

Hour

O 0O NOOULL B WNPF-L O

B oR R
N 2 O

0.094

NOx Ib/mmBtu

0.09
0.088
0.091
0.091

0.09
0.093
0.112
0.081
0.089
0.091
0.092
0.091
0.093
0.093
0.093
0.094
0.093
0.093
0.092
0.092
0.089
0.089
0.094

0.09
0.092

0.094

NOx Ib/mmBtu

0.09
0.091
0.092
0.086
0.088
0.088
0.085
0.083
0.082
0.091

0.09
0.093
0.093

NOXx Ibs

NOXx Ibs

0.024

54308
SO2 Ib/mmBtu SO2 Ibs

25.88 0.02 5.62
26 0.026 7.57
27.09 0.027 8.14
26 0.027 7.69
26.46 0.029 8.5
25.88 0.022 6.21
36.31 0.027 8.69
24.86 0.024 7.32
25.87 0.033 9.65
25.97 0.026 7.45
26.26 0.031 8.93
26.33 0.029 8.29
25.92 0.025 7.03
26.64 0.034 9.7
26.5 0.029 8.16
26.24 0.03 8.46
26.37 0.025 7.21
26.56 0.015 4.44
25.86 0.017 4.67
26.83 0.019 5.65
25.61 0.021 6
24.95 0.02 5.49
27.12 0.022 6.37
25.89 0.037 10.56

0.026
637.4 177.8

0.024
54486

SO2 Ib/mmBtu SO2 Ibs

25.52 0.024 6.84
26.39 0.026 7.67
26.89 0.026 7.57
25.29 0.038 11.21
26.18 0.028 8.23
26.37 0.018 5.27
26.92 0.021 6.77
26.56 0.026 8.48
23.85 0.031 9.04
25.81 0.027 7.7
26.17 0.026 7.47
26.57 0.031 8.82
25.76 0.028 7.63



13
14
15
16
17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

9/5/2016
Hour

O 0 NOYULL B WN -, O

NNRNNRRRRRBPRRRRE R
W NEFRP OOV NOOULLPD WNBEKEL O

Average

Total

30-Day RIng

365-Day RIng
9/6/2016

Hour

0.092
0.098
0.095
0.093
0.094
0.093
0.089

0.09
0.087
0.088
0.088

0.09

0.094

NOx Ib/mmBtu
0.093
0.088
0.091
0.091
0.088
0.096
0.101
0.085
0.088

0.09

0.09
0.089
0.092
0.092
0.093
0.093
0.094
0.095
0.093
0.091
0.083
0.084
0.082
0.082

0.09

0.094

NOx Ib/mmBtu

NOXx Ibs

NOXx Ibs

26.07
25.81
26.34
26.26
26.32
26.25
26.52
26.68
25.35
26.51
25.91

626.3

26.67
26.38
26.06
25.78
25.39
2591
30.12
25.97
25.92
26.11
26.32
26.05
25.98
26.37
26.42

25.9
26.24
26.63

25.6
25.19
22.34
23.14
23.11
23.54

617.14

0.033
0.024
0.027
0.028
0.015
0.014
0.016
0.028
0.026
0.027
0.027
0.026

0.024

SO2 Ib/mmBtu

0.038
0.027
0.026
0.032
0.049
0.062
0.015
0.015
0.024
0.024
0.026
0.025
0.033

0.03
0.029
0.026
0.037
0.023
0.025
0.029
0.022
0.022
0.027
0.021
0.029

0.024

SO2 Ib/mmBtu

9.34
6.45
7.54
7.76
4.26
4.02
4.86

8.2

7.7
8.19
7.88

178.9

54665

11.04
8.06
7.53

14.28
16.61
4.31
4.53
7.12
7.01
7.74
7.38
9.22
8.6
8.37
7.15
10.39
6.5
6.81
7.89
6.04
5.91
7.57
5.92

194.98

54857



0 0.092 25.85 0.029 8.31
1 0.088 25.39 0.028 8.15
2 0.093 25.82 0.024 6.8
3 0.091 2491 0.028 7.68
4 0.093 25.73 0.032 8.82
5 0.089 25.31 0.018 5.13
6 0.104 32.09 0.027 8.59
7 0.082 25.05 0.028 8.57
8 0.091 26.23 0.029 8.32
9 Maint Maint Maint Maint
10 0.092 26.02 0.03 8.63
11 0.094 26.8 0.026 7.3
12 0.093 25.77 0.029 8.1
13 0.092 26.4 0.028 8.2
14 0.092 26.02 0.026 7.4
15 0.094 25.94 0.025 7.01
16 0.093 26.1 0.026 7.34
17 0.093 26.44 0.034 9.76
18 0.093 26.26 0.027 7.57
19 0.093 26.22 0.029 8.27
20 0.093 26.45 0.026 7.34
21 0.094 26.52 0.032 8.98
22 0.09 25.95 0.024 6.93
23 0.091 25.91 0.028 7.82
Average 0.092 0.028
Total 603.18 181.02
30-Day RIng 0.094 0.024
365-Day RIng 54893
9/7/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.09 24.9 0.028 7.86
1 0.094 26.61 0.029 8.37
2 0.085 23.62 0.018 5.09
3 0.096 26.3 0.033 9.14
4 0.093 26.34 0.037 10.39
5 0.094 26.39 0.024 6.7
6 0.092 27.44 0.019 5.79
7 0.088 26.67 0.027 8.28
8 0.09 26.05 0.024 7.08
9 0.092 25.73 0.021 5.83
10 0.093 25.9 0.025 6.97
11 0.095 26.92 0.028 8.08
12 0.094 25.51 0.027 7.34
13 0.095 26.45 0.021 5.89
14 0.094 26.2 0.027 7.59
15 0.096 26.34 0.03 8.08
16 0.095 26.06 0.024 6.7



17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

9/8/2016
Hour

O 00 NOYULL B WN B~ O
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Average

Total

30-Day RIng

365-Day RIng
9/9/2016

Hour

w N = O

0.094
0.094
0.095
0.094
0.094
0.086
0.095
0.093

0.094

NOx Ib/mmBtu
0.095
0.095
0.091
0.093
0.094
0.095
0.097

0.09
0.092
0.096
0.094
0.094
0.096
0.094
0.095
0.093
0.093
0.094

0.09
0.095
0.094
0.095
0.095
0.092
0.094

0.094

NOx Ib/mmBtu
0.097
0.096
0.096
0.096

NOXx Ibs

NOXx Ibs

26.3
25.15
26.94
26.34
25.87
24.31
26.01

624.35

25.99
26.77
25.83
25.45
26.43
26.05
28.38

26.4
25.58
25.88
26.37
26.57
25.83
26.44
26.53
25.51
26.21
26.55
25.26
26.44
26.35
26.44

26.5
25.79

629.55

26.04
26.09
26.34

25.7

0.031
0.032
0.028
0.024

0.03
0.017
0.027
0.026

0.024

SO2 Ib/mmBtu
0.035
0.026
0.022
0.032
0.022
0.025
0.016
0.031
0.023
0.028
0.027
0.018
0.033
0.029
0.015
0.019
0.033
0.025
0.019
0.023
0.029
0.031
0.031
0.026
0.026

0.024

SO2 Ib/mmBtu
0.027
0.028
0.019
0.027

8.72
8.48
7.86
6.67
8.21
4.68
7.55

177.35

54885

SO2 Ibs
9.49
7.33
6.28
8.83
6.25
6.74
4.81
8.95
6.32
7.71
7.59
5.11
8.88
8.11
4.25
5.32
9.35
7.05
5.22
6.54
8.17
8.53
8.72
7.34

172.89

54958

SO2 Ibs
7.11
7.72
5.08
7.42



4 0.096 27.02 0.029 8.11
5 0.095 26.64 0.029 8.13
6 0.102 29.95 0.034 10.19
7 0.089 27.36 0.015 4.65
8 0.086 24,14 0.025 7.06
9 0.094 26.61 0.021 5.87
10 0.093 26.54 0.02 5.64
11 0.093 26.48 0.019 5.33
12 0.096 26.24 0.024 6.52
13 0.095 26.29 0.02 5.5
14 0.096 26.65 0.028 7.87
15 0.091 24.99 0.027 7.36
16 0.097 26.69 0.023 6.39
17 0.093 25.47 0.014 3.92
18 0.097 26.79 0.026 7.13
19 0.094 26.67 0.015 4.39
20 0.092 26.25 0.028 7.96
21 0.094 25.69 0.025 6.81
22 0.094 26.26 0.027 7.5
23 0.091 25.43 0.024 6.9
Average 0.094 0.024
Total 632.33 160.56
30-Day Ring 0.094 0.024
365-Day RIng 54938
9/10/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.42 0.015 433
1 0.093 25.84 0.026 7.14
2 0.093 26.26 0.031 8.79
3 0.093 254 0.03 8.31
4 0.095 26.92 0.018 5.06
5 0.09 25.52 0.024 6.87
6 0.088 25.29 0.026 7.39
7 0.091 27.78 0.031 9.61
8 0.088 25.52 0.024 6.81
9 0.091 25.61 0.025 7.08
10 0.094 26.78 0.032 9.15
11 0.091 25.75 0.025 7.06
12 0.095 25.87 0.033 8.93
13 0.095 26.15 0.031 8.47
14 0.096 26.48 0.029 7.92
15 0.096 25.28 0.027 7.14
16 0.097 26.6 0.024 6.59
17 0.095 25.69 0.027 7.3
18 0.096 25.93 0.028 7.56
19 0.095 26.62 0.032 8.86
20 0.094 26.42 0.021 5.95



21 0.093 25.67 0.027 7.48

22 0.095 26.74 0.029 8.32
23 0.092 25.92 0.025 7.01
Average 0.093 0.027
Total 626.46 179.13
30-Day RIng 0.094 0.024
365-Day RIng 54933
9/11/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 2541 0.018 4.62
1 0.098 26.51 0.027 7.3
2 0.097 26.07 0.021 5.62
3 0.096 25.69 0.03 7.92
4 0.097 26.58 0.031 8.49
5 0.097 26.46 0.03 8.24
6 0.08 23 0.023 6.69
7 0.091 26.97 0.029 8.61
8 0.092 26.03 0.023 6.37
9 0.095 25.9 0.02 5.47
10 0.095 26.13 0.035 9.73
11 0.096 26.58 0.014 3.85
12 0.097 26.01 0.029 7.8
13 0.097 25.97 0.039 10.33
14 0.101 26.96 0.024 6.41
15 0.098 25.97 0.024 6.34
16 0.098 26.46 0.017 4.64
17 0.096 26.2 0.03 8.13
18 0.098 25.78 0.027 7.01
19 0.096 26.46 0.027 7.34
20 0.093 25.7 0.018 4.99
21 0.096 26.45 0.028 7.59
22 0.092 26.13 0.029 8.1
23 0.092 26.35 0.029 8.4
Average 0.095 0.026
Total 625.77 169.99
30-Day RIng 0.094 0.024
365-Day RIng 54918
9/12/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.46 0.028 7.84
1 0.092 26.15 0.031 8.77
2 0.093 26.19 0.029 8.29
3 0.094 25.01 0.029 7.7
4 0.097 26.5 0.028 7.6
5 0.094 26.24 0.029 8.09
6 0.099 28.32 0.029 8.4
7 0.084 25.24 0.026 7.92



8 0.092 26.46 0.03 8.68

9 0.092 25.43 0.031 8.52
10 0.093 26.05 0.027 7.6
11 0.098 26.06 0.025 6.48
12 0.104 25.61 0.037 9.19
13 0.105 26.43 0.034 8.53
14 0.107 26.53 0.028 7.03
15 0.107 26.22 0.021 5.18
16 0.106 26.72 0.03 7.51
17 0.106 26.25 0.023 5.77
18 0.104 25.44 0.022 5.34
19 0.104 26.48 0.024 6.04
20 0.102 26.55 0.026 6.62
21 0.103 25.75 0.033 8.18
22 0.066 16.47 0.032 7.83
23 0.053 13.11 0.029 7.35
Average 0.095 0.028
Total 605.67 180.46
30-Day Ring 0.094 0.024
365-Day RIng 54902
9/13/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.087 21.65 0.019 4,78
1 0.106 26.7 0.027 6.91
2 0.106 26.5 0.021 5.23
3 0.104 25.68 0.024 5.91
4 0.104 25.9 0.027 6.6
5 0.106 26.57 0.035 8.78
6 0.104 27.08 0.028 7.37
7 0.091 27.75 0.017 5.17
8 0.097 26.82 0.031 8.66
9 0.097 25.71 0.03 8.02
10 0.097 26.35 0.031 8.32
11 0.096 26.16 0.031 8.4
12 0.097 26.03 0.032 8.6
13 0.098 26.28 0.028 7.55
14 0.094 25.84 0.031 8.52
15 0.097 26.09 0.029 7.64
16 0.095 26.51 0.035 9.75
17 0.095 26.2 0.022 6.06
18 0.093 25.39 0.024 6.54
19 0.094 26.67 0.029 8.21
20 0.094 25.34 0.026 7.11
21 0.098 26.34 0.022 5.97
22 0.093 26.35 0.024 6.89
23 0.092 26.23 0.026 7.29

Average 0.097 0.027



Total 626.14 174.28

30-Day RIng 0.094 0.024
365-Day RIng 54885
9/14/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.5 0.03 8.42
1 0.092 26.32 0.03 8.53
2 0.093 26.51 0.029 8.27
3 0.092 25.06 0.027 7.34
4 0.093 26.68 0.03 8.77
5 0.093 26.77 0.029 8.42
6 0.088 23.84 0.024 6.62
7 0.088 26.92 0.026 7.89
8 0.09 26.35 0.028 8.3
9 0.091 25.13 0.027 7.57
10 0.093 26.28 0.033 9.4
11 0.095 26.76 0.018 4.98
12 0.095 25.41 0.026 6.91
13 0.096 26.18 0.031 8.34
14 0.096 26.16 0.033 8.91
15 0.097 25.78 0.026 6.89
16 0.094 26.17 0.034 9.42
17 0.098 26.32 0.026 7.09
18 0.095 25.12 0.02 5.33
19 0.098 26.77 0.025 6.79
20 0.097 27.09 0.026 7.35
21 0.095 25.24 0.02 5.44
22 0.096 26.15 0.025 6.8
23 0.096 26.57 0.027 7.51
Average 0.094 0.027
Total 626.08 181.29
30-Day RIng 0.095 0.024
365-Day RIng 54874
9/15/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.89 0.029 7.99
1 0.095 26.15 0.031 8.51
2 0.096 26.66 0.027 7.54
3 0.095 26.12 0.031 8.53
4 0.093 25.78 0.029 7.96
5 0.094 26.05 0.03 8.39
6 0.099 26.92 0.033 8.91
7 0.089 26.62 0.027 8.01
8 0.092 26.35 0.031 9
9 0.093 25.5 0.029 8.02
10 0.095 26.64 0.026 7.4

[EEN
=

0.094 26.28 0.03 8.39



12 0.094 25.58 0.031 8.41

13 0.096 26.72 0.029 8.04
14 0.096 26.42 0.027 7.5
15 0.095 25.57 0.026 6.85
16 0.096 26.28 0.031 8.5
17 0.097 25.82 0.036 9.38
18 0.099 25.74 0.014 3.67
19 0.099 26.32 0.019 5.01
20 0.097 26.37 0.024 6.5
21 0.097 26.15 0.015 3.89
22 0.095 26.4 0.015 4.22
23 0.094 26.03 0.016 4.47
Average 0.095 0.027
Total 628.36 175.09
30-Day RIng 0.095 0.024
365-Day RIng 54859
9/16/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.27 0.018 5.02
1 0.094 26.22 0.015 4.18
2 0.094 26.56 0.016 4.44
3 0.094 26.1 0.015 4.08
4 0.093 26.05 0.016 4.51
5 0.093 26.36 0.018 5.02
6 0.095 25.67 0.019 5.32
7 0.088 26.47 0.028 8.51
8 0.09 26.22 0.03 8.6
9 0.092 25.57 0.026 7.21
10 0.091 25.83 0.032 9.18
11 0.095 26.9 0.027 7.73
12 0.094 25.64 0.03 8.15
13 0.095 26.39 0.029 8.05
14 0.094 26.31 0.03 8.21
15 0.095 25.91 0.032 8.79
16 0.093 25.96 0.028 7.83
17 0.095 26.91 0.029 8.2
18 0.093 25.76 0.022 6.19
19 0.093 26.02 0.025 7.06
20 0.093 25.94 0.019 5.16
21 0.093 25.66 0.017 4.79
22 0.095 26.73 0.018 4.93
23 0.093 26.31 0.014 4.02
Average 0.093 0.023
Total 627.76 155.18
30-Day RIng 0.095 0.024
365-Day RIng 54820

9/17/2016



Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs

0 0.093 25.67 0.014 3.83
1 0.094 26.64 0.014 3.93
2 0.093 26.35 0.014 3.93
3 0.093 25.72 0.014 3.86
4 0.093 26.46 0.014 3.95
5 0.093 26.45 0.015 4.18
6 0.094 25.55 0.022 6.11
7 0.088 26.67 0.029 8.83
8 0.091 26.69 0.028 8.11
9 0.09 25.25 0.028 8
10 0.093 26.05 0.03 8.34
11 0.093 25.96 0.029 8.09
12 0.098 26.35 0.031 8.36
13 0.094 26.14 0.032 8.8
14 0.096 26.17 0.035 9.48
15 0.096 26.04 0.024 6.49
16 0.097 26.74 0.032 8.69
17 0.095 26.38 0.03 8.31
18 0.095 25.98 0.029 7.71
19 0.092 25.95 0.025 6.96
20 0.095 26.57 0.031 8.54
21 0.095 26.28 0.028 7.82
22 0.092 26.1 0.031 8.67
23 0.09 25.73 0.03 8.44
Average 0.093 0.025
Total 627.89 169.43
30-Day RIng 0.095 0.025
365-Day RIng 54853
9/18/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.32 0.031 8.52
1 0.091 25.76 0.024 6.92
2 0.094 26.73 0.03 8.44
3 0.091 25.18 0.027 7.49
4 0.092 26.41 0.029 8.25
5 0.092 26.46 0.029 8.39
6 0.094 29.01 0.027 8.44
7 0.083 25.44 0.024 7.2
8 0.088 26.12 0.022 6.59
9 0.09 25.87 0.032 9.2
10 0.093 26.71 0.03 8.64
11 0.099 23.61 0.024 5.86
12 0.102 26.43 0.03 7.72
13 0.117 26.79 0.021 4.88
14 0.1 27.61 0.032 8.74
15 0.098 25.72 0.028 7.43



16 0.095 25.86 0.033 8.84

17 0.105 25.16 0.036 8.47
18 0.072 17.85 0.02 4.96
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average 0.094 0.028
Total 489.04 144.98
30-Day RIng 0.094 0.025
365-Day RIng 54802
9/19/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.025
365-Day RIng 54606
9/20/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down

2 Down Down Down Down



3 Down Down Down Down

4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.025
365-Day RIng 54412
9/21/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down

19 Down Down Down Down



20 Down Down Down Down

21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.025
365-Day RIng 54333
9/22/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.025
365-Day RIng 54333
9/23/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down

6 Down Down Down Down



7 Down Down Down Down

8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.094 0.025
365-Day RIng 54333
9/24/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down

23 Down Down Down Down



Average Down
Total Down
30-Day RIng 0.094
365-Day RIng
9/25/2016
Hour NOx Ib/mmBtu  NOx lbs
0 Down Down
1 Down Down
2 Down Down
3 Down Down
4 Down Down
5 Down Down
6 Down Down
7 Down Down
8 Down Down
9 Down Down
10 Down Down
11 Down Down
12 Down Down
13 Down Down
14 Down Down
15 Down Down
16 Down Down
17 Down Down
18 Down Down
19 Down Down
20 0.268 O0C
21 0.312 O0C
22 0.228 0O0C
23 0.215 O0C
Average 0.256
Total 00cC
30-Day RIng 0.095
365-Day RIng
9/26/2016
Hour NOx Ib/mmBtu  NOx lbs
0 0.243 0O0C
1 0.119 O0C
2 0.085 0O0C
3 0.048 0O0C
4 0.088 O0C
5 0.084 O0C
6 0.107
7 0.083
8 0.093
9 0.094
10 0.096

30.04
2491
26.51
25.45
26.41

Down

SO2 Ib/mmBtu
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu

Down
0.025

SO2 |bs

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
0.027 O0C
0.028 00C
0.026 O0OC
0.025 00C
0.027
00cC
0.025

SO2 |bs

0.023 00C
0.02 00C
0.018 00OC
0.021 00C
0.02 00C
0.04 00C
0.015
0.025
0.027
0.032
0.032

54328

54197

4.27
7.55
7.55
8.74
8.81



11 0.096 26.32 0.029 8.06

12 0.098 26.72 0.035 9.65
13 0.094 25.83 0.02 5.46
14 0.097 26.64 0.04 11.04
15 0.096 25.63 0.03 8.03
16 0.096 26.26 0.024 6.68
17 0.096 26.4 0.03 8.32
18 0.097 25.99 0.031 8.21
19 0.094 26.03 0.029 7.93
20 0.097 26.66 0.032 8.82
21 0.095 25.39 0.028 7.51
22 0.096 26.66 0.029 7.99
23 0.096 26.64 0.034 9.58
Average 0.1 0.028
Total 474.49 144.2
30-Day RIng 0.095 0.025
365-Day RIng 54148
9/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.5 0.026 6.97
1 0.095 26.46 0.028 7.64
2 0.095 26.23 0.039 10.81
3 0.095 25.73 0.03 8.18
4 0.097 26.47 0.019 5.34
5 0.095 26.38 0.016 4.37
6 0.094 27.73 0.032 9.62
7 0.091 26.99 0.02 5.81
8 0.092 26.42 0.026 7.39
9 0.093 25.79 0.03 8.21
10 0.093 26.44 0.031 8.76
11 0.094 26.36 0.032 8.81
12 0.094 25.33 0.027 7.2
13 0.098 26.8 0.031 8.45
14 0.095 26.44 0.031 8.49
15 0.094 25.22 0.029 7.8
16 0.096 26.74 0.032 8.91
17 0.094 26.15 0.039 10.9
18 0.095 25.84 0.027 7.25
19 0.094 26.53 0.027 7.53
20 0.096 26.52 0.03 8.34
21 0.121 22.89 0.024 5.02
22 0.105 25.88 0.037 9.31
23 0.095 27.25 0.026 7.42
Average 0.096 0.029
Total 628.09 188.53
30-Day RIng 0.095 0.025

365-Day RIng 54143



9/28/2016

Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.09 25.26 0.028 7.85
1 0.093 26.2 0.037 10.34
2 0.092 25.98 0.024 6.82
3 0.095 25.94 0.03 8.18
4 0.095 26.62 0.028 7.9
5 0.093 25.7 0.03 8.25
6 0.098 29.32 0.029 8.73
7 0.09 27.8 0.034 10.63
8 0.09 26.26 0.035 10.18
9 0.093 25.9 0.027 7.58
10 0.093 26.08 0.028 8.02
11 0.094 26.46 0.032 8.88
12 0.095 25.86 0.028 7.56
13 0.095 26.22 0.031 8.51
14 0.096 26.73 0.029 8
15 0.095 25.82 0.021 5.82
16 0.096 26.49 0.028 7.87
17 0.094 26.18 0.031 8.78
18 0.094 25.09 0.025 6.74
19 0.096 26.41 0.04 10.83
20 0.096 26.55 0.029 7.91
21 0.095 25.56 0.03 8.11
22 0.096 26.58 0.019 5.22
23 0.096 26.7 0.014 3.97
Average 0.094 0.029
Total 631.71 192.68
30-Day Ring 0.095 0.026
365-Day RIng 54133
9/29/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.73 0.017 4.74
1 0.095 26.19 0.034 9.4
2 0.094 26.13 0.034 9.39
3 0.096 26.11 0.027 7.22
4 0.096 26.72 0.03 8.45
5 0.093 26.01 0.017 4.75
6 0.093 26.39 0.028 8.06
7 0.092 27.26 0.036 10.44
8 0.092 26.41 0.027 7.66
9 0.092 25.37 0.028 7.56
10 0.095 26.48 0.03 8.37
11 0.095 26.54 0.028 7.79
12 0.094 25.12 0.03 8.2
13 0.095 26.75 0.025 7.03

=
S

0.095 26.45 0.028 7.95



15 0.095
16 0.095
17 0.093
18 0.094
19 0.096
20 0.095
21 0.094
22 0.095
23 0.092
Average 0.094
Total
30-Day RIng 0.095
365-Day RIng
9/30/2016
Hour NOx Ib/mmBtu
0 0.094
1 0.092
2 0.094
3 0.094
4 0.095
5 0.094
6 0.096
7 Cal
8 0.084
9 0.085
10 0.088
11 0.089
12 0.089
13 0.089
14 0.089
15 0.088
16 0.087
17 0.088
18 0.073
19 0.088
20 0.089
21 0.088
22 0.087
23 0.082
Average 0.089
Total
30-Day RIng 0.094
365-Day RIng
10/1/2016
Hour NOx Ib/mmBtu
0 0.086
1 0.092

25.97
26.53
25.99
25.41
26.43
26.47
25.53
26.47
26.08

628.54

0.029

0.03
0.028
0.026
0.032
0.031
0.025
0.034
0.024
0.028

0.026

NOx Ibs SO2 Ib/mmBtu

26.42
25.96
26.31
254
26.58
26.13
28.52
26.06 Cal
26.04
25.34
26.25
26.56
25.89
26.02
26.55
25.86
26.49
26.41
21.66
25.85
26.78
25.73
26.24
24.52

623.57

0.028
0.026
0.034
0.027
0.028
0.029
0.027

0.023
0.027
0.031
0.024
0.023
0.024
0.029
0.029
0.025
0.026
0.027
0.029
0.033
0.026
0.023
0.016
0.027

0.026

NOx Ibs SO2 Ib/mmBtu

24.92
27.13

0.015
0.025

7.89
8.37
7.78

8.95
8.68
6.64
9.53
6.87

188.72

54139

SO2 Ibs

7.97
7.33
9.43
7.37
7.9
7.94
8.09
10.92
7.05
8.05
9.33
7.19
6.72
7.18
8.81
8.6
7.69
7.81
8.02
8.38
10.04
7.71
7.06
4.92

191.51

54135

SO2 Ibs

4.31
7.41



2 0.092 25.68 0.025 7.01
3 0.091 25.12 0.032 8.78
4 0.092 26.49 0.029 8.26
5 0.091 26.54 0.027 7.98
6 0.091 27.65 0.024 7.38
7 0.085 26.62 0.027 8.55
8 0.086 26.29 0.026 7.89
9 0.091 25.54 0.022 6.15
10 0.088 26.24 0.032 9.66
11 0.09 26.84 0.021 6.24
12 0.085 24.96 0.027 7.83
13 0.092 27.13 0.021 6.28
14 0.085 26.13 0.018 5.63
15 0.085 25.8 0.015 4.43
16 0.085 26.55 0.016 5.07
17 0.084 26.5 0.02 6.2
18 0.085 25.64 0.027 8.07
19 0.087 26.52 0.028 8.69
20 0.086 26.41 0.027 8.16
21 0.086 25.62 0.027 8.1
22 0.088 26.48 0.028 8.48
23 0.088 26.36 0.028 8.26
Average 0.088 0.024
Total 629.16 174.82
30-Day Ring 0.094 0.026
365-Day RIng 54131
10/2/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.084 24.69 0.027 7.91
1 0.088 26.17 0.028 8.23
2 0.087 26.47 0.028 8.64
3 0.088 26.08 0.025 7.25
4 0.086 26.27 0.028 8.56
5 0.086 26.43 0.026 7.85
6 0.088 27.31 0.024 7.37
7 0.08 26.06 0.024 7.62
8 0.084 26.77 0.027 8.54
9 0.083 25.79 0.026 8.1
10 0.083 25.97 0.023 7.3
11 0.085 26.87 0.028 8.84
12 0.084 25.73 0.027 8.21
13 0.084 26.28 0.027 8.53
14 0.083 25.85 0.024 7.45
15 0.086 26.18 0.026 7.81
16 0.085 26.73 0.025 7.9
17 0.085 26.38 0.03 9.25
18 0.085 25.73 0.031 9.42
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20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
10/3/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
10/4/2016
Hour

u b W N KL O

0.087
0.087
0.086
0.086
0.086
0.085

0.094

NOx Ib/mmBtu
0.087
0.088
0.085
0.085
0.086
0.086
0.088

0.08
0.083
0.083
0.084
0.084
0.084
0.086
0.085
0.084
0.085
0.086
0.088
0.086
0.086

0.09
0.086
0.087
0.086

0.093

NOx Ib/mmBtu
0.084
0.085
0.088
0.085
0.086
0.086

26.37
26.39
25.56
26.19
26.29

628.56

NOx lbs

25.59
27.05
25.99
25.72
26.5
26.69
28.23
26.03
26.34
25.42
26.13
26
25.49
26.82
26.66
25.43
26.31
26.39
25.95
25.71
25.92
26.53
26.39
26.63

629.92

NOx lbs
25.16
25.82
26.59
25.64
26.31
26.09

0.021
0.027
0.027
0.027
0.025
0.026

0.026

SO2 Ib/mmBtu

0.027

0.03
0.026
0.026
0.026
0.026
0.026
0.024
0.021
0.025
0.022
0.025
0.028
0.029
0.023
0.026
0.019
0.026
0.028
0.025
0.027
0.027
0.025
0.028
0.026

0.026

SO2 Ib/mmBtu
0.025
0.028
0.027
0.028
0.025
0.026

6.18
8.32
7.94
8.29
7.85

193.36

54125

SO2 Ibs

7.96
9.39
7.93
7.98
7.92
8.15
8.25
7.88
6.73

7.7
6.73
7.75
8.49
9.01
7.07
7.77
5.82
7.92

8.3
7.44
8.15
8.05
7.72
8.65

188.76

54118

SO2 Ibs
7.54
8.52
8.15
8.43
7.76
7.88



6 0.084 26.26 0.024 7.37
7 0.081 26.43 0.025 8.13
8 0.083 25.79 0.023 7.26
9 0.086 26.67 0.021 6.62
10 0.083 26.01 0.026 8.07
11 0.085 26.47 0.027 8.29
12 0.084 25.63 0.025 7.48
13 0.085 26.3 0.027 8.47
14 0.085 26.25 0.027 8.2
15 0.088 26.71 0.028 8.56
16 0.082 25.33 0.021 6.36
17 0.087 27.02 0.024 7.36
18 0.085 25.97 0.025 7.76
19 0.084 26.38 0.026 8.31
20 0.084 26.18 0.026 8.03
21 0.085 25.9 0.024 7.27
22 0.082 25.66 0.024 7.54
23 0.086 26.76 0.023 7.11
Average 0.085 0.025
Total 627.33 186.47
30-Day Ring 0.093 0.026
365-Day RIng 54111
10/5/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.085 25.83 0.027 8.14
1 0.085 26.26 0.026 8.05
2 0.085 26.46 0.028 8.88
3 0.085 25.88 0.025 7.64
4 0.084 26.12 0.03 9.23
5 0.085 26.54 0.023 7.23
6 0.086 27.94 0.025 7.97
7 0.087 27.14 0.023 6.51
8 0.098 26.53 0.023 6.36
9 0.097 25.79 0.028 7.45
10 0.098 26.56 0.028 7.53
11 0.1 26.3 0.025 6.67
12 0.098 25.71 0.028 7.44
13 0.096 26 0.026 7.02
14 0.099 26.7 0.022 5.82
15 0.098 25.78 0.022 5.77
16 0.1 26.2 0.022 5.7
17 0.098 26.8 0.028 7.57
18 0.097 25.95 0.03 8.03
19 0.097 26.99 0.031 8.64
20 0.094 26.27 0.031 8.72
21 0.093 25.78 0.024 6.56
22 0.094 26.25 0.027 7.66



23

Average
Total
30-Day RIng
365-Day RIng
10/6/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
10/7/2016
Hour

O 00 NOYULL B WN - O

0.095
0.093

0.093

NOx Ib/mmBtu
0.093
0.093
0.096
0.096
0.095
0.096
0.093
0.095
0.093
0.093
0.095
0.095
0.097
0.096
0.098
0.099
0.098
0.096
0.096
0.098
0.097
0.097
0.094
0.095
0.096

0.093

NOx Ib/mmBtu
0.097
0.096
0.098

0.1
0.096
0.099
0.098
0.092
0.096
0.098

26.53

632.31

NOx lbs

25.59
25.84
26.44
25.95

26.3
26.17

26.8
29.68
26.53
25.72
26.38
26.12
26.36
25.53
26.44
26.23
26.82
25.99
25.41
26.57
26.59
26.44
25.59
25.98

631.47

NOx lbs
2591
26.08
26.41
26.38
26.01
26.69
28.24
26.18
26.23
25.93

0.029
0.026

0.026

SO2 Ib/mmBtu

0.031

0.03
0.031
0.031
0.029

0.03
0.023
0.026
0.021

0.02
0.021

0.02
0.022
0.034

0.03
0.027
0.026
0.028
0.031

0.03
0.033
0.029

0.03
0.034
0.028

0.026

SO2 Ib/mmBtu

0.027

0.03
0.031
0.029
0.031
0.032

0.03
0.027
0.034
0.029

8.19

178.78

54127

SO2 Ibs

8.48
8.36

8.5
8.25
7.88
8.21

6.6
8.17
6.13
5.44
5.94
5.43
5.91
8.87
7.97
7.11
7.21
7.42
8.35
8.18
9.15
7.75
8.27
9.22

182.8

54114

SO2 Ibs

7.19
8.22
8.36
7.58

8.4
8.62
8.51

7.7
9.12

7.7



10 0.099 26.69 0.03 7.91

11 0.101 26.13 0.032 8.27
12 0.104 25.96 0.032 7.86
13 0.103 25.92 0.032 7.93
14 0.101 26.69 0.018 4.78
15 0.1 25.89 0.019 5
16 0.101 26.22 0.02 5.14
17 0.1 26.06 0.022 5.88
18 0.103 26.94 0.031 8.19
19 0.098 26.28 0.03 8.15
20 0.099 25.98 0.031 8.11
21 0.1 25.88 0.031 7.92
22 0.099 26.74 0.032 8.57
23 0.097 26.17 0.03 8.06
Average 0.099 0.029
Total 631.61 183.17
30-Day RIng 0.094 0.027
365-Day RIng 54234
10/8/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.099 26.02 0.031 8.02
1 0.097 26.15 0.032 8.51
2 0.099 26.52 0.031 8.22
3 0.099 26.22 0.031 8.16
4 0.098 26 0.031 8.12
5 0.099 26.44 0.031 8.31
6 0.103 29.26 0.032 9.04
7 0.092 25.95 0.028 7.87
8 0.095 26.05 0.031 8.52
9 0.098 25.39 0.029 7.68
10 0.1 26.42 0.031 8.2
11 0.1 26.08 0.033 8.51
12 0.102 25.92 0.035 8.91
13 0.102 26.24 0.034 8.86
14 0.103 26.53 0.03 7.64
15 0.102 26.22 0.031 8.08
16 0.101 26.68 0.032 8.57
17 0.099 26.28 0.03 7.86
18 0.101 26.14 0.032 8.34
19 0.099 26.29 0.032 8.39
20 0.097 26.02 0.03 7.92
21 0.099 26.6 0.033 8.85
22 0.096 26.34 0.028 7.83
23 0.095 26.05 0.032 8.83
Average 0.099 0.031
Total 631.81 199.24

30-Day Ring 0.094 0.027



365-Day RIng 54433

10/9/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 25.6 0.03 8.17
1 0.091 24.76 0.024 6.52
2 0.097 26.57 0.034 9.2
3 0.096 25.44 0.029 7.59
4 0.096 26.37 0.029 8.11
5 0.096 26.37 0.03 8.22
6 0.097 28.12 0.032 9.27
7 0.09 25.65 0.024 6.83
8 0.098 26.53 0.035 9.41
9 0.099 25.48 0.028 7.26
10 0.101 26.36 0.033 8.57
11 0.101 25.99 0.03 7.75
12 0.101 25.76 0.038 9.69
13 0.102 25.94 0.042 10.61
14 0.104 26.81 0.026 6.84
15 0.1 25.45 0.022 5.6
16 0.102 26.54 0.035 8.98
17 0.102 26.34 0.033 8.53
18 0.101 25.89 0.028 7.17
19 0.101 26.45 0.025 6.69
20 0.1 26.26 0.02 5.2
21 0.1 25.5 0.027 6.83
22 0.094 24.95 0.03 7.9
23 0.1 26.13 0.028 7.38
Average 0.099 0.03
Total 625.26 188.32
30-Day RIng 0.094 0.027
365-Day RIng 54622
10/10/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.1 25.65 0.029 7.48
1 0.1 26.57 0.025 6.47
2 0.1 25.73 0.025 6.46
3 0.104 25.84 0.028 7
4 0.103 26.33 0.022 5.58
5 0.103 26.9 0.028 7.32
6 0.097 25.5 0.015 4.11
7 0.098 28.66 0.031 8.97
8 0.101 26.43 0.024 6.34
9 0.1 25.48 0.026 6.76
10 0.1 26.27 0.027 6.98
11 0.102 26.46 0.02 5.28
12 0.099 25.57 0.028 7.21
13 0.101 26.3 0.03 7.7



14 0.101 26.34 0.032 8.27

15 0.101 26.11 0.033 8.41
16 0.1 26.44 0.031 8.17
17 0.101 26.72 0.036 9.46
18 0.096 25.29 0.024 6.32
19 0.099 27.06 0.028 7.79
20 0.096 26.16 0.031 8.5
21 0.096 25.25 0.028 7.24
22 0.097 26.47 0.03 8.15
23 0.096 26.38 0.03 8.35
Average 0.1 0.028
Total 629.91 174.32
30-Day Ring 0.095 0.027
365-Day RIng 54743
10/11/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 25.65 0.029 7.89
1 0.096 26.19 0.033 9.11
2 0.097 26.31 0.02 5.51
3 0.096 25.95 0.032 8.52
4 0.096 26.61 0.03 8.22
5 0.094 25.77 0.029 8
6 0.098 28.91 0.026 7.35
7 0.091 26.83 0.031 9.15
8 0.095 26.27 0.023 6.33
9 0.095 25.7 0.029 7.73
10 0.097 26.59 0.03 8.23
11 0.096 25.84 0.031 8.42
12 0.098 25.93 0.033 8.51
13 0.098 26.26 0.026 7.04
14 0.098 26.43 0.031 8.29
15 0.096 25.98 0.029 7.78
16 0.096 26.17 0.03 8.16
17 0.097 26.2 0.029 7.92
18 0.095 25.54 0.03 8
19 0.096 26.7 0.032 8.72
20 0.096 26.5 0.022 6.16
21 0.095 25.6 0.022 5.66
22 0.096 26.48 0.035 9.59
23 0.095 26.15 0.023 6.17
Average 0.096 0.029
Total 630.56 186.46
30-Day Ring 0.095 0.027
365-Day RIng 54799
10/12/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 0.097 26.1 0.032 8.61



1 0.097 26.29 0.02 5.5
2 0.097 26.42 0.031 8.4
3 0.097 26.05 0.029 7.83
4 0.095 25.78 0.027 7.44
5 0.097 26.67 0.025 7.01
6 0.088 24.55 0.016 4.43
7 0.092 26.78 0.029 8.46
8 0.093 26.28 0.03 8.32
9 0.092 24.84 0.039 10.59
10 0.097 26.95 0.024 6.57
11 0.098 26.7 0.023 6.17
12 0.094 25.42 0.026 7.01
13 0.098 26.12 0.028 7.54
14 0.096 26.6 0.033 8.97
15 0.096 25.61 0.03 8.12
16 0.097 26.38 0.032 8.57
17 0.095 26.11 0.027 7.37
18 0.098 25.94 0.032 8.46
19 0.096 26.49 0.03 8.17
20 0.094 25.99 0.03 8.19
21 0.096 25.66 0.036 9.61
22 0.094 26.18 0.028 7.65
23 0.092 2541 0.03 8.26
Average 0.095 0.029
Total 625.32 187.25
30-Day RIng 0.095 0.027
365-Day RIng 54801
10/13/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.87 0.029 7.94
1 0.094 26.11 0.022 6.16
2 0.095 26.51 0.028 7.75
3 0.094 25.51 0.029 7.78
4 0.093 25.73 0.025 6.91
5 0.095 26.5 0.029 8.04
6 0.093 27.05 0.022 6.26
7 0.091 26.48 0.033 9.69
8 0.093 26.04 0.025 6.91
9 0.098 26.01 0.024 6.5
10 0.099 26.76 0.032 8.72
11 0.096 25.7 0.03 7.95
12 0.099 25.66 0.019 4.74
13 0.1 26.6 0.021 5.71
14 0.1 26.31 0.027 7.1
15 0.101 26.12 0.032 8.29
16 0.1 26.46 0.034 9
17 0.097 25.81 0.042 11.14
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19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
10/14/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
10/15/2016
Hour

H W NN - O

0.098
0.099
0.086
0.077
0.094

0.09
0.095

0.095

NOx Ib/mmBtu
0.067
0.093
0.086
0.087
0.096
0.093
0.082
0.094
0.093
0.098
0.095
0.098
0.095
0.101
0.099
0.095
0.099
0.097
0.096
0.097
0.096
0.097
0.091
0.096
0.093

0.095

NOx Ib/mmBtu
0.096
0.094
0.099
0.097
0.097

25.54
26.47
23.35
20.66
26.12
25.16

618.53

NOx lbs

18.52
26.03
24.23
23.57
26.45
25.49

22.3
27.59
25.64
26.15

25.9
26.77
25.14

26.9
26.54
24.92
26.66
26.38

25.4
26.49
26.21
26.07

25.1
26.51

610.96

NOx lbs
25.77
25.98
26.32
25.62
26.41

0.02
0.032
0.019
0.022
0.016
0.024
0.027

0.027

SO2 Ib/mmBtu
0.019
0.014
0.014
0.015
0.025

0.02
0.027

0.03
0.029
0.032
0.028
0.031

0.03
0.033
0.032

0.03
0.036

0.02
0.029
0.028
0.027
0.028
0.028
0.031
0.027

0.027

SO2 Ib/mmBtu
0.021
0.027
0.029
0.03
0.035

5.29
8.6
5.17
5.98
4.3
6.76

172.69

54785

SO2 |bs

5.27
3.95
3.94
3.95
6.83
5.62
7.43
8.75
8.12

8.5
7.66
8.52
7.88
8.65
8.47
7.96

9.6
5.51
7.77
7.81
7.28
7.69
7.65
8.56

173.37

54872

SO2 |bs
5.62
7.53
7.82
7.87
9.54



5 0.096 26.69 0.026 7.2
6 0.095 25.12 0.029 7.68
7 0.09 26.38 0.03 8.77
8 0.093 26.67 0.027 7.71
9 0.093 25.16 0.024 6.26
10 0.097 26.59 0.027 7.37
11 0.097 26.22 0.031 8.38
12 0.099 25.94 0.029 7.57
13 0.099 26.52 0.034 9.12
14 0.097 25.89 0.027 7.26
15 0.097 25.69 0.032 8.44
16 0.099 26.97 0.029 7.91
17 0.095 25.72 0.03 8.06
18 0.097 25.61 0.03 7.84
19 0.097 26.23 0.027 7.26
20 0.091 24.95 0.026 6.97
21 0.094 25.79 0.026 6.98
22 0.096 26.47 0.019 5.35
23 0.094 26.41 0.035 9.85
Average 0.096 0.028
Total 625.12 184.36
30-Day RIng 0.095 0.027
365-Day RIng 55025
10/16/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.095 2541 0.028 7.7
1 0.095 25.85 0.027 7.39
2 0.099 27.25 0.032 8.84
3 0.095 25.65 0.029 7.92
4 0.093 26.15 0.021 5.96
5 0.097 26.79 0.032 8.84
6 0.092 24 0.022 5.83
7 0.092 26.55 0.03 8.59
8 0.094 26.17 0.035 9.73
9 0.096 26.04 0.026 7.03
10 0.096 26.31 0.021 5.78
11 0.097 26.34 0.03 8.25
12 0.095 25.5 0.022 5.94
13 0.097 26.06 0.032 8.52
14 0.098 26.81 0.028 7.75
15 0.095 25.53 0.031 8.39
16 0.097 26.38 0.03 8.3
17 0.096 26.54 0.025 6.78
18 0.096 25.57 0.024 6.48
19 0.095 26.01 0.021 5.61
20 0.096 26.48 0.024 6.76
21 0.094 25.86 0.03 8.22



22

23
Average
Total
30-Day RIng
365-Day RIng
10/17/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
10/18/2016
Hour

o NO UL A WNPFL O

0.094
0.096
0.095

0.095

NOx Ib/mmBtu
0.097
0.095
0.095
0.094
0.097
0.096
0.098
0.088
0.044
0.085
0.095
0.094
0.095
0.094
0.097
0.097
0.096
0.095
0.095
0.093
0.092
0.093
0.096
0.096
0.092

0.095

NOx Ib/mmBtu

0.095
0.094
0.096
0.096
0.094
0.098
0.108

0.1
0.098

26.19
26.35

625.79

NOx lbs
26.05
26.21
26.25
25.68
26.38
26.27
26.87
00cC

25.74
23.43
26.42
26.15
25.6
25.83
26.72
26.1
26.71
26.26
26
25.81
25.75
25.67
26.63
26.95

599.48

NOx lbs
25.96
25.88
26.54
25.77
25.73
24.97
29.67
25.87
27.42

0.03
0.03
0.028

0.027

SO2 Ib/mmBtu

0.03
0.031
0.029
0.021

0.02
0.024
0.034
0.023

0.01
0.028

0.03
0.027
0.031
0.031
0.027
0.029
0.022
0.024
0.032
0.025
0.025
0.028
0.034

0.03
0.027

0.027

SO2 Ib/mmBtu

0.027

0.03
0.034
0.026
0.022
0.016
0.015
0.025
0.031

8.32
8.21

181.14

55089

SO2 |bs

8.11
8.52
7.98
5.66

5.5
6.61
9.26

00C

5.87

7.7
8.41
7.49
8.41
8.48
7.52
7.88
6.05
6.78
8.65
6.88
6.93
7.63
9.32
8.24

173.88

55067

SO2 |bs

7.46
8.28

9.5
7.09
5.94
4.11
4.22
6.38
8.79



9 0.092 25.64 0.034 9.42

10 0.091 25.34 0.031 8.52
11 0.094 26.19 0.026 7.25
12 0.095 26.13 0.026 7.32
13 0.095 26.72 0.016 4.4
14 0.093 25.75 0.015 4.06
15 0.093 25.36 0.027 7.49
16 0.094 26.32 0.024 6.85
17 0.093 26.05 0.028 7.82
18 0.096 26.53 0.025 6.81
19 0.094 26.71 0.04 11.34
20 0.093 26.44 0.024 6.7
21 0.093 25.6 0.025 6.78
22 0.094 26.18 0.033 9.24
23 0.096 25.86 0.027 7.24
Average 0.095 0.026
Total 628.63 173.01
30-Day RIng 0.095 0.027
365-Day RIng 55049
10/19/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.099 26.42 0.034 8.9
1 0.097 26.53 0.033 9.1
2 0.096 26.17 0.028 7.55
3 0.093 25.34 0.027 7.44
4 0.096 26.82 0.031 8.62
5 0.095 26.72 0.028 7.98
6 0.096 29.8 0.038 11.86
7 0.088 25.92 0.02 5.86
8 0.093 26.42 0.036 10.14
9 0.094 25.83 0.022 6.22
10 0.092 25.46 0.031 8.45
11 0.102 26.76 0.018 4.84
12 0.096 25.85 0.023 6.11
13 0.097 26.33 0.022 5.87
14 0.097 26.02 0.03 8
15 0.099 26.41 0.032 8.6
16 0.097 26.17 0.026 6.96
17 0.097 26.37 0.03 8.12
18 0.097 26.07 0.021 5.48
19 0.097 26.08 0.023 6.23
20 0.099 26.5 0.031 8.42
21 0.099 26.14 0.032 8.45
22 0.099 26.16 0.033 8.79
23 0.1 26.41 0.029 7.72
Average 0.096 0.028

Total 632.7 185.71



30-Day Ring 0.095 0.027

365-Day RIng 55050
10/20/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 25.74 0.03 7.98
1 0.097 25.99 0.029 7.74
2 0.098 26.32 0.037 9.83
3 0.1 26.23 0.029 7.61
4 0.099 26.7 0.031 8.39
5 0.097 26.38 0.03 8.24
6 0.103 30.59 0.03 9.13
7 0.086 24.25 0.023 6.61
8 0.094 26.19 0.027 7.53
9 0.094 25.78 0.029 8.01
10 0.096 26.7 0.027 7.47
11 0.097 26.47 0.028 7.69
12 0.094 25.22 0.024 6.46
13 0.099 26.64 0.026 6.84
14 0.098 26.17 0.031 8.37
15 0.098 25.47 0.025 6.48
16 0.099 27.04 0.025 6.73
17 0.098 26.26 0.025 6.7
18 0.095 25.68 0.027 7.4
19 0.097 26.11 0.03 8.08
20 0.097 26.61 0.034 9.53
21 0.096 25.95 0.024 6.58
22 0.097 26.3 0.034 9.08
23 0.096 26.09 0.028 7.68
Average 0.097 0.028
Total 630.88 186.16
30-Day Ring 0.095 0.027
365-Day RIng 55047
10/21/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 25.72 0.028 7.55
1 0.096 25.9 0.031 8.35
2 0.099 26.71 0.034 9.27
3 0.096 25.77 0.028 7.49
4 0.095 26.16 0.031 8.41
5 0.096 26.42 0.027 7.42
6 0.091 26.33 0.037 10.78
7 0.09 26.61 0.03 8.88
8 0.093 25.97 0.034 9.42
9 0.094 25.77 0.024 6.62
10 0.093 25.74 0.03 8.3
11 0.097 26.58 0.024 6.58

[
N

0.095 25.58 0.021 5.77



13
14
15
16
17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

10/22/2016
Hour

O 0 NOYULL B WN -, O

NNRNNRRRRRBPRRRRE R
W NEFRP OOV NOOULLPD WNBEKEL O

Average

Total

30-Day RIng

365-Day RIng
10/23/2016

Hour

0.099
0.098
0.094
0.096
0.093
0.098
0.094
0.093
0.096
0.092
0.093
0.095

0.095

NOx Ib/mmBtu
0.091
0.094
0.094
0.092
0.093
0.091
0.097
0.088
0.088
0.093
0.092
0.093
0.093
0.094
0.094
0.092
0.094
0.093
0.091
0.102
0.097
0.096
0.096
0.096
0.094

0.095

NOx Ib/mmBtu

NOXx Ibs

NOXx Ibs

26.95
26.28
25.46

26.9
26.08
26.48
26.33
25.96
26.56
26.13
26.31

628.7

25.3
26.43
26.36
25.84

26.6
26.11
31.21
26.61
25.54
25.97
26.55
26.66
25.69
26.37
26.73
25.63
26.32
26.69

23.9
27.72
26.68
26.23
26.08
26.38

633.6

0.032
0.031
0.028
0.033
0.027
0.031
0.031
0.028
0.034
0.027
0.029

0.03

0.027

SO2 Ib/mmBtu

0.025
0.029

0.03
0.026
0.029
0.025
0.034
0.023

0.03
0.029
0.029

0.03
0.031
0.027

0.03
0.021
0.029
0.029

0.03
0.016
0.032
0.027
0.031
0.033
0.028

0.028

SO2 Ib/mmBtu

8.54
8.31
7.48
9.19

7.5
8.47
8.49
7.79
9.38
7.69
8.07

195.75

55064

7.06
8.23
8.39
7.36
8.4
7.19
10.98
7.03
8.77
8.05
8.37
8.65
8.59
7.58
8.47
5.76
8.04
8.24
7.92
4.26
8.65
7.3
8.37
8.99

190.65

55100



0 0.094 25.88 0.028 7.76
1 0.093 26.02 0.033 9.26
2 0.095 26.32 0.029 7.89
3 0.094 25.47 0.025 6.64
4 0.095 25.83 0.029 7.78
5 0.096 26.53 0.03 8.34
6 0.095 28.29 0.034 10.06
7 0.089 26.35 0.03 8.76
8 0.092 26.21 0.026 7.3
9 0.095 26.26 0.033 9.24
10 0.093 26.01 0.028 7.85
11 0.094 26.33 0.025 7.09
12 0.096 25.97 0.034 9.34
13 0.096 26.55 0.025 7
14 0.095 26.05 0.035 9.59
15 0.096 25.44 0.027 7.16
16 0.099 26.89 0.027 7.29
17 0.097 26.51 0.026 7.21
18 0.093 25.04 0.033 8.81
19 0.097 26.45 0.028 7.67
20 0.096 26.33 0.029 8.06
21 0.098 26.03 0.03 7.95
22 0.097 26.48 0.031 8.46
23 0.095 26.2 0.031 8.41
Average 0.095 0.029
Total 629.44 194.92
30-Day Ring 0.095 0.028
365-Day RIng 55103
10/24/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 25.95 0.029 8.08
1 0.094 25.81 0.03 8.3
2 0.095 26.39 0.034 9.47
3 0.095 25.98 0.029 7.85
4 0.095 26.42 0.032 8.84
5 0.096 26.48 0.028 7.7
6 0.095 27.63 0.027 7.83
7 0.091 26.8 0.034 10.02
8 0.092 26.39 0.029 8.23
9 0.094 26.3 0.024 6.81
10 0.092 26.14 0.028 7.81
11 0.094 26.41 0.031 8.65
12 0.096 26.12 0.033 9.04
13 0.093 25.78 0.025 6.81
14 0.097 27.31 0.027 7.61
15 0.09 24.36 0.028 7.65
16 0.096 26.62 0.026 7.05



17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

10/25/2016
Hour

O 00 NOYULL B WN B~ O

NNRNNRRRRRBPRRRRER
W NEFRP OOV NOOULPD WNBEL O

Average

Total

30-Day RIng

365-Day RIng
10/26/2016

Hour

w N = O

0.094
0.096
0.093
0.097
0.094
0.094
0.096
0.094

0.095

NOx Ib/mmBtu
0.096
0.096
0.093
0.095
0.098
0.098
0.097
0.091
0.092
0.095
0.096
0.105
0.094
0.093
0.093
0.101
0.095
0.098
0.092
0.093
0.095
0.093
0.097
0.095
0.095

0.094

NOx Ib/mmBtu
0.095
0.094
0.095
0.099

26.01
25.81
25.98
26.86
26.01
26.06
26.71

630.33

NOx lbs

25.85
26.54
25.89
25.74
26.73
26.68
27.65
26.5
25.99
25.77
26.98
25.3
25.7
25.58
25.67
26.73
26
27.21
24.85
25.98
26.85
25.12
26.58
26.33

628.22

NOx lbs
25.82
26.35
26.04
26.36

0.028
0.032
0.029
0.037
0.032
0.026
0.028
0.029

0.028

SO2 Ib/mmBtu
0.031
0.027
0.031
0.032
0.027
0.029
0.026
0.032
0.028
0.036

0.03
0.027
0.014
0.032
0.039
0.022
0.024
0.034

0.03
0.031
0.021
0.034
0.029
0.029
0.029

0.028

SO2 Ib/mmBtu
0.023
0.041
0.026
0.037

7.75
8.64
7.96
10.29
8.85
7.23
7.8

196.27

55103

SO2 Ibs

8.32
7.55
8.59
8.53
7.39
7.75
7.46
9.28
8.04
9.76
8.32
6.57
3.93
8.75
10.8
5.78

6.7
9.47
8.07
8.71

5.8
9.27
7.83
7.91

190.58

55095

SO2 Ibs
6.37
11.43
7.05
9.78



4 0.097 26.22 0.032 8.64
5 0.096 26.21 0.018 4.92
6 0.102 31.58 0.015 4,78
7 0.089 25.93 0.028 8.26
8 0.093 26.51 0.031 8.72
9 0.095 25.1 0.031 8.18
10 0.096 26.55 0.029 8.05
11 0.084 24.17 0.017 5.03
12 0.09 25.55 0.021 6.09
13 0.089 25.08 0.026 7.23
14 0.094 26.24 0.026 7.2
15 0.086 24.18 0.014 3.98
16 0.09 25.51 0.016 4.39
17 0.093 26.58 0.014 4.06
18 0.095 25.48 0.022 5.8
19 0.094 26.19 0.034 9.34
20 0.094 26.02 0.03 8.13
21 0.094 25.6 0.026 7
22 0.095 26.23 0.03 8.34
23 0.094 26.41 0.032 8.87
Average 0.093 0.026
Total 625.91 171.64
30-Day Ring 0.094 0.028
365-Day RIng 55066
10/27/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.12 0.032 8.96
1 0.095 26.43 0.025 6.85
2 0.094 25.86 0.027 7.25
3 0.097 26.05 0.032 8.64
4 0.097 26.44 0.027 7.25
5 0.096 25.78 0.027 7.23
6 0.093 27.5 0.027 7.98
7 0.093 27.02 0.025 7.28
8 0.095 26.06 0.033 9.14
9 0.096 25.99 0.033 8.85
10 0.095 26.51 0.025 7.05
11 0.096 26.55 0.032 8.79
12 0.096 25.77 0.03 8.17
13 0.096 26.03 0.029 7.71
14 0.097 26.86 0.032 9.02
15 0.096 25.85 0.028 7.67
16 0.095 26.23 0.031 8.61
17 0.093 25.82 0.021 5.79
18 0.094 25.55 0.019 5.17
19 0.093 26.7 0.023 6.62
20 0.092 26.75 0.026 7.59



21 0.092 26.59 0.026 7.47

22 0.089 26.31 0.024 7.2
23 0.089 26.11 0.019 5.59
Average 0.094 0.027
Total 630.88 181.88
30-Day RIng 0.094 0.028
365-Day RIng 55049
10/28/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.091 26.2 0.031 8.83
1 0.089 25.64 0.03 8.6
2 0.093 26.9 0.028 8.22
3 0.086 24.56 0.026 7.27
4 0.093 26.64 0.026 7.45
5 0.091 26.41 0.014 4.07
6 0.089 27.53 0.014 4.37
7 00C 00cC 00cC 11.04
8 00C 00cC 00cC 7.7
9 00C 00cC 00cC 5.31
10 Cal Cal Cal 5.13
11 Cal Cal Cal 6.16
12 0.088 25.71 0.021 6.27
13 0.09 2591 0.038 11.12
14 0.094 26.15 0.026 7.18
15 0.094 25.66 0.029 8
16 0.092 26.6 0.019 5.34
17 0.09 26.13 0.016 4.69
18 0.09 25.54 0.017 4.68
19 0.086 25.09 0.024 7.07
20 0.092 26.96 0.025 7.49
21 0.089 25.7 0.022 6.37
22 0.092 26.85 0.03 8.71
23 0.088 25.81 0.019 5.45
Average 0.09 0.024
Total 495.99 166.52
30-Day RIng 0.094 0.028
365-Day RIng 55017
10/29/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.091 25.79 0.02 5.72
1 0.09 26.18 0.031 8.99
2 0.091 26.76 0.025 7.47
3 0.089 25.26 0.021 6.06
4 0.091 26.51 0.029 8.5
5 0.092 27.02 0.02 5.99
6 0.086 26.19 0.017 5.15
7 0.087 26.79 0.026 8.08



8 0.087 25.62 0.025 7.25

9 0.079 24.53 0.014 4.49
10 0.089 26.2 0.016 4,76
11 0.09 26.22 0.024 7.11
12 0.093 26.39 0.033 9.3
13 0.092 26.38 0.017 493
14 0.091 26.55 0.023 6.68
15 0.09 25.76 0.023 6.44
16 0.091 26.73 0.026 7.64
17 0.089 25.83 0.026 7.69
18 0.089 25.33 0.02 5.68
19 0.09 26.53 0.036 10.48
20 0.089 26.38 0.025 7.42
21 0.086 25.26 0.023 6.79
22 0.089 26.63 0.031 9.27
23 0.087 24.83 0.024 6.72
Average 0.089 0.024
Total 625.67 168.61
30-Day Ring 0.094 0.027
365-Day RIng 54988
10/30/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.097 27.14 0.023 6.27
1 0.09 26.11 0.022 6.41
2 0.091 26.52 0.032 9.32
3 0.089 25.76 0.021 6.19
4 0.09 26.62 0.034 10.11
5 0.088 26.3 0.028 8.42
6 0.086 26.12 0.017 5.26
7 0.086 27.18 0.031 9.82
8 0.088 26 0.024 7.19
9 0.089 25.74 0.028 8.04
10 0.09 26.62 0.029 8.52
11 0.091 26.01 0.032 9.25
12 0.093 25.57 0.025 6.87
13 0.095 26.33 0.038 10.6
14 0.093 26.57 0.024 6.81
15 0.095 26.26 0.022 6.06
16 0.092 25.78 0.034 9.48
17 0.095 26.83 0.027 7.55
18 0.093 25.72 0.029 8.19
19 0.091 26.04 0.035 9.91
20 0.087 24.76 0.02 5.77
21 0.086 23.95 0.027 7.55
22 0.09 26.22 0.034 9.73
23 0.091 26.14 0.023 6.63

Average 0.091 0.027



Total 626.29 189.95

30-Day RIng 0.094 0.027
365-Day RIng 54981
10/31/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.089 25.79 0.029 8.53
1 0.09 26.32 0.022 6.48
2 0.091 26.57 0.027 7.91
3 0.089 25.56 0.023 6.52
4 0.091 26.44 0.03 8.55
5 0.09 26.04 0.029 8.35
6 0.088 26.37 0.022 6.59
7 0.086 26.81 0.022 6.8
8 0.089 26.31 0.031 9.13
9 0.092 25.51 0.025 6.82
10 0.092 26.26 0.026 7.44
11 0.093 26.11 0.028 7.72
12 0.093 25.59 0.018 4.95
13 0.095 25.9 0.029 7.87
14 0.097 26.93 0.028 7.7
15 0.094 24.8 0.023 6.01
16 0.099 27.05 0.029 8.01
17 0.096 26.38 0.026 7.14
18 0.095 25.86 0.025 6.89
19 0.097 26.6 0.03 8.29
20 0.097 26.1 0.03 8.26
21 0.098 26.06 0.031 8.3
22 0.095 26.19 0.029 8.07
23 0.095 26.25 0.025 7.04
Average 0.093 0.027
Total 627.8 179.37
30-Day RIng 0.094 0.028
365-Day RIng 54990
11/1/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.092 25.83 0.034 9.5
1 0.096 25.63 0.033 8.78
2 0.086 23.23 0.03 8.08
3 0.095 2591 0.03 8.03
4 0.094 25.98 0.022 6.18
5 0.095 26.84 0.03 8.33
6 0.1 29.94 0.031 9.31
7 0.088 26.28 0.028 8.2
8 0.091 25.97 0.028 8.01
9 0.096 26.11 0.033 9.01
10 0.096 26.48 0.025 6.99

[EEN
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0.094 25.81 0.017 4.56



12 0.096 26.05 0.037 9.99

13 0.094 26.01 0.038 10.54
14 0.097 27 0.021 5.83
15 0.095 25.71 0.032 8.71
16 0.094 26.03 0.029 7.98
17 0.095 26.64 0.031 8.62
18 0.095 25.82 0.026 7.07
19 0.093 25.73 0.032 8.91
20 0.096 26.33 0.028 7.79
21 0.096 26.49 0.016 4.33
22 0.093 22.45 0.021 5
23 0.095 26.45 0.022 6.2
Average 0.094 0.028
Total 624.72 185.95
30-Day RIng 0.094 0.028
365-Day RIng 54986
11/2/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.092 25.39 0.037 10.25
1 0.096 26.88 0.025 6.91
2 0.095 26.13 0.03 8.11
3 0.095 25.87 0.027 7.36
4 0.096 26.17 0.03 8.07
5 0.096 26.51 0.026 7.01
6 0.091 26.28 0.021 6.24
7 0.091 26.64 0.032 9.49
8 0.093 26.03 0.023 6.3
9 0.094 25.96 0.028 7.73
10 0.093 25.86 0.032 8.74
11 0.098 26.81 0.031 8.57
12 0.095 25.43 0.028 7.45
13 0.096 26.1 0.037 10
14 0.098 26.52 0.026 7.03
15 0.099 26.36 0.02 5.36
16 0.097 26.4 0.026 6.98
17 0.097 26.2 0.028 7.45
18 0.097 25.68 0.029 7.7
19 0.097 26.38 0.027 7.25
20 0.096 26.47 0.027 7.41
21 0.095 25.25 0.025 6.76
22 0.096 26.6 0.017 4.77
23 0.086 24.09 0.019 5.35
Average 0.095 0.027
Total 626.01 178.29
30-Day RIng 0.094 0.028
365-Day RIng 54969

11/3/2016



Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs

0 0.095 25.51 0.025 6.78
1 0.096 26.63 0.027 7.63
2 0.095 26.19 0.03 8.36
3 0.096 26.27 0.022 6.06
4 0.093 26.23 0.026 7.25
5 0.095 27.07 0.023 6.44
6 0.092 28.82 0.022 6.85
7 0.086 25.9 0.027 8.17
8 0.094 26.2 0.025 7.02
9 0.095 26 0.028 7.61
10 0.095 26.31 0.03 8.36
11 0.095 26.49 0.024 6.76
12 0.094 25.21 0.033 8.72
13 0.094 25.97 0.025 6.8
14 0.094 26.04 0.036 10
15 0.093 25.58 0.018 49
16 0.095 26.15 0.026 7.32
17 0.096 26.38 0.028 7.65
18 0.097 21.02 0.028 5.95
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average 0.094 0.026
Total 493.97 138.63
30-Day RIng 0.095 0.028
365-Day RIng 54910
11/4/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down

15 Down Down Down Down



16 Down Down Down Down

17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.095 0.028
365-Day RIng 54711
11/5/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 Down Down Down Down
7 Down Down Down Down
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Maint Maint Maint Maint
22 Maint Maint Maint Maint
23 Maint Maint Maint Maint
Average Maint Maint
Total Maint Maint
30-Day RIng 0.095 0.028
365-Day RIng 54510
11/6/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Maint Maint Maint Maint
1 Maint Maint Maint Maint

2 Maint Maint Maint Maint



3 Maint Maint Maint Maint

4 0.146 26.54 0.016 2.94
5 0.11 24.44 0.015 3.38
6 0.099 26.37 0.014 3.87
7 0.09 26.64 0.024 7.15
8 0.092 26.33 0.021 5.92
9 0.09 26.12 0.022 6.34
10 0.092 26.59 0.023 6.78
11 0.092 25.78 0.028 7.9
12 0.094 26.34 0.022 6.14
13 0.096 26.51 0.028 7.61
14 0.097 25.96 0.024 6.25
15 0.096 26.05 0.026 7.04
16 0.096 26.23 0.029 8.01
17 0.094 25.89 0.031 8.41
18 0.095 26.59 0.03 8.49
19 0.094 26.21 0.023 6.44
20 0.099 26.52 0.028 7.55
21 0.097 26.23 0.028 7.45
22 0.096 26.4 0.029 8.03
23 0.096 26 0.028 7.6
Average 0.098 0.024
Total 523.74 133.3
30-Day RIng 0.095 0.028
365-Day RIng 54467
11/7/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.14 0.026 7.25
1 0.095 26.38 0.028 7.93
2 0.093 26.47 0.028 7.92
3 0.093 25.71 0.029 8.03
4 0.096 26.48 0.026 7.23
5 0.097 25.63 0.029 7.62
6 0.098 26.45 0.03 8.08
7 0.093 26.42 0.025 7.23
8 0.094 25.76 0.028 7.78
9 0.096 26.68 0.027 7.58
10 0.096 26.28 0.023 6.4
11 0.098 26.38 0.02 54
12 0.096 25.8 0.02 5.32
13 0.098 26.24 0.029 7.85
14 0.098 26.14 0.021 5.65
15 0.114 25.32 0.018 4.04
16 0.102 27.07 0.02 5.33
17 0.1 26.42 0.017 4.54
18 0.097 26.31 0.026 7
19 0.094 25.88 0.041 11.35



20

21
22
23
Average
Total
30-Day RIng
365-Day RIng
11/8/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
11/9/2016
Hour

a b WN - O

0.1
0.095
0.098
0.097
0.097

0.095

NOx Ib/mmBtu
0.097
0.098
0.097
0.099
0.097
0.099
0.096
0.089
0.095
0.094
0.097
0.097
0.095
0.096
0.095
0.095
0.096
0.095
0.097
0.095
0.125

0.09
0.095
0.093
0.097

0.095

NOx Ib/mmBtu
0.095
0.092
0.094
0.092
0.094
0.092
0.092

26.67
26.16
26.73
25.79

629.31

NOx lbs

26.39
26.49
25.47
26.53
26.18
26.18
26.36
26.14
25.69
26.18
26.46
26.14
26.28
26.42
25.61

26.4
26.61
25.32
26.46
26.21
19.77
25.47
26.74
25.74

621.24

NOx lbs

27.02
25.97
26.06
25.88
26.89
25.54

26.2

0.016
0.023
0.018
0.017
0.024

0.027

SO2 Ib/mmBtu
0.027
0.029
0.025
0.024
0.027
0.026
0.023
0.023
0.026
0.022
0.025
0.026
0.021
0.029

0.03
0.024
0.016
0.027
0.035
0.029
0.025
0.017
0.016
0.018
0.025

0.027

SO2 Ib/mmBtu

0.02
0.028
0.026
0.023
0.024
0.025
0.027

4.28
6.47

4.8
4.55

159.63

54429

SO2 |bs

7.29
7.81

6.6
6.57
7.23
6.79
6.35

6.8

7.1
6.24
6.65
6.91
5.72
7.95
8.24
6.81

4.4
7.18
9.43
7.89
4.01

4.7
4.57
4.82

158.06

54389

SO2 |bs

5.74
8.01

7.3
6.46
6.83
7.11
7.75



7 00C 00C 00C 00oC

8 0.091 24.28 0.029 7.71
9 0.092 24.83 0.029 7.72
10 0.094 25.53 0.027 7.49
11 0.1 26.11 0.023 6.09
12 0.099 26.31 0.022 5.83
13 0.095 25.87 0.032 8.62
14 0.098 25.82 0.017 4.54
15 0.096 26.36 0.023 6.32
16 0.093 25.73 0.027 7.52
17 0.1 24.5 0.018 4.34
18 0.117 26.07 0.017 3.88
19 0.101 27.11 0.03 8.13
20 0.097 26.29 0.025 6.82
21 0.096 26.48 0.028 7.85
22 0.095 26.42 0.025 6.93
23 0.095 25.76 0.028 7.44
Average 0.096 0.025
Total 597.03 156.43
30-Day RIng 0.095 0.027
365-Day RIng 54348
11/10/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.1 0.023 6.46
1 0.095 26.69 0.026 7.42
2 0.094 25.9 0.027 7.5
3 0.095 26.37 0.029 8
4 0.094 25.73 0.027 7.43
5 0.097 26.06 0.033 8.76
6 0.088 25.35 0.026 7.35
7 00C 00cC 00cC 00cC
8 0.096 27.01 0.029 8.22
9 0.099 26.33 0.028 7.4
10 0.098 25.64 0.03 7.97
11 0.104 27.05 0.028 7.31
12 0.098 25.65 0.026 6.89
13 0.1 25.8 0.017 4.44
14 0.101 26.13 0.026 6.71
15 0.099 26.02 0.028 7.37
16 0.102 26.96 0.021 5.71
17 0.098 25.24 0.028 7.2
18 0.099 26.34 0.029 7.62
19 0.098 26.32 0.031 8.45
20 0.098 25.73 0.027 7.02
21 0.097 26.76 0.029 8.05
22 0.095 26 0.029 7.82

N
w

0.097 25.78 0.027 7.28



Average 0.097 0.027

Total 600.96 168.38
30-Day Ring 0.095 0.027
365-Day RIng 54318
11/11/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.095 26.29 0.028 7.75
1 0.097 26.31 0.029 7.73
2 0.095 25.28 0.029 7.59
3 0.098 26.45 0.029 8.01
4 0.098 26.46 0.029 7.72
5 0.098 25.86 0.032 8.27
6 0.104 29.83 0.025 7.14
7 0.086 24.22 0O0C 00C
8 0.092 27.87 0.018 5.1
9 Maint Maint Maint Maint
10 0.098 27.14 0.016 4.45
11 0.101 25.68 0.025 6.52
12 0.1 26.51 0.032 8.41
13 0.101 26.81 0.03 7.87
14 0.095 25.31 0.027 7.15
15 0.097 26.81 0.027 7.39
16 0.095 26.12 0.03 8.2
17 0.099 25.97 0.03 7.86
18 0.099 26.27 0.029 7.57
19 0.099 26.72 0.032 8.8
20 0.098 25.64 0.025 6.6
21 0.097 26.3 0.03 7.97
22 0.098 26.36 0.027 7.33
23 0.098 25.82 0.029 7.57
Average 0.097 0.028
Total 606.03 163
30-Day Ring 0.095 0.027
365-Day RIng 54283
11/12/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.098 26.56 0.028 7.63
1 0.098 25.99 0.029 7.65
2 0.099 25.66 0.023 5.97
3 0.099 26.03 0.024 6.38
4 0.099 26.41 0.028 7.3
5 0.1 26.17 0.029 7.43
6 0.094 27.53 0.019 5.71
7 0.094 26.58 0.031 8.77
8 0.095 25.77 0.027 7.25
9 0.097 26.63 0.026 7.17

[
o

0.095 25.83 0.03 8.02



11
12
13
14
15
16
17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

11/13/2016
Hour

O 0 NOYULL B WN -, O

NNNNRRRRRBPRRRRR
W NEFRP OOV NOOULLP WNBEKEL O

Average
Total

30-Day RIng
365-Day RIng

0.099
0.096
0.097
0.099
0.105
0.104
0.101
0.098
0.098

0.1
0.097
0.098
0.097
0.098

0.095

NOx Ib/mmBtu
0.097
0.098
0.098
0.098
0.099

0.1
0.097
0.093
0.097
0.095
0.096
0.098
0.098
0.096

0.1
0.105
0.098
0.098

0.1
0.099
0.102
0.102
0.099
0.098
0.098

0.095

NOXx Ibs

25.93 0.029 7.59
26.21 0.032 8.7
26.36 0.027 7.45
25.92 0.027 6.98
25.02 0.024 5.85
27.36 0.035 9.11
25.91 0.022 5.74
26.32 0.026 7.03
26.18 0.03 8.01
26.31 0.028 7.27
26.2 0.032 8.48
26.29 0.027 7.27
25.63 0.028 7.32
0.028
628.8 176.08
0.027
54264
SO2 Ib/mmBtu SO2 Ibs
26.43 0.029 7.88
26.51 0.031 8.29
25.74 0.029 7.58
26.39 0.025 6.81
26.37 0.033 8.74
26.03 0.027 7
27.99 0.03 8.58
26.63 0.029 8.39
26.37 0.028 7.58
26.53 0.028 7.79
26.12 0.032 8.88
25.83 0.023 5.93
26.82 0.027 7.48
26.17 0.027 7.35
25.2 0.028 7.16
27.44 0.029 7.51
25.92 0.03 7.9
25.54 0.026 6.94
26.76 0.03 8.08
26.04 0.03 7.92
25.78 0.03 7.69
26.67 0.03 7.91
26.24 0.029 7.64
25.58 0.029 7.56
0.029
631.1 184.59
0.027
54251



11/14/2016
Hour

O 0O NOOULL B WNPF-L O

N NNNRRRRRRRRPR R
W NP, OOV NOOULL P WNBEFEL O

Average

Total

30-Day RIng

365-Day RIng
11/15/2016

Hour

O 0O NOULL B WNPF-L O

I O S
» W N RO

NOx Ib/mmBtu

0.1
0.098
0.099
0.097
0.099
0.099
0.095
0.097
0.095
0.097
0.102
0.097
0.102
0.102
0.094
0.094
0.098
0.093
0.097
0.092
0.089
0.093
0.094
0.088
0.096

0.095

NOx Ib/mmBtu
0.092
0.094
0.094
0.094
0.095
0.096
0.092

0.09

0.09
0.094
0.094
0.094
0.092
0.096
0.098

NOx Ibs

NOXx Ibs

26.61
25.94
26.03
26.05
26.71
26.28

28.3
27.04
25.43

26.2

27.2
24.94
26.58
26.74
25.59
26.07
27.16
2491
26.72
25.76
24.38
26.22
26.58
24.26

627.7

25.09
26.15
25.98
26.25
26.25
25.91
28.33
27.33
25.27

26.4
26.62
25.87
25.53
26.55
2591

SO2 Ib/mmBtu

SO2 Ib/mmBtu

0.03
0.029
0.028
0.029
0.029
0.029
0.027
0.019
0.035
0.034
0.019
0.022

0.02
0.021

0.03
0.021
0.024
0.031
0.024
0.027
0.026
0.017
0.029
0.028
0.026

0.027

0.027
0.023

0.03
0.027
0.027
0.026
0.027
0.023
0.022
0.024
0.023
0.016
0.016

0.02
0.025

SO2 |bs

SO2 |bs

8.09
7.64
7.48
7.77

7.9
7.78
8.15

5.3
9.47
9.12
5.17
5.57
5.15
5.46
8.05
5.75
6.77
8.22
6.69
7.46
7.09
4.73
8.07

7.6

170.48

54222

7.26
6.34
8.16

7.5

7.3
6.99

8.4
6.95
6.24
6.72
6.45
4.46
4.43
5.58
6.58



15 0.1 26.65 0.022 5.92

16 0.097 25.81 0.023 6.2
17 0.096 25.96 0.027 7.27
18 0.095 26.79 0.028 7.9
19 0.094 26.42 0.021 5.84
20 0.096 25.67 0.019 4.96
21 0.095 25.99 0.019 5.1
22 0.096 26.67 0.018 5.13
23 0.09 24.38 0.014 3.92
Average 0.094 0.023
Total 627.78 151.6
30-Day RIng 0.095 0.027
365-Day RIng 54179
11/16/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.088 24.17 0.015 4.05
1 0.094 26.55 0.019 5.27
2 0.095 25.61 0.021 5.66
3 0.096 26.54 0.024 6.64
4 0.094 26.07 0.03 8.36
5 0.099 26.16 0.028 7.34
6 0.097 29.56 0.029 8.7
7 0.093 26.98 0.025 7.41
8 0.094 25.83 0.026 7.07
9 0.092 25.87 0.026 7.35
10 0.096 26.82 0.023 6.52
11 0.096 26.17 0.026 7.17
12 0.097 27.02 0.025 7.09
13 0.091 25.79 0.029 8.21
14 0.094 25.95 0.026 7.28
15 0.093 25.98 0.024 6.63
16 0.094 26.11 0.024 6.63
17 0.092 2491 0.029 7.82
18 0.096 26.96 0.027 7.69
19 0.092 26.53 0.026 7.56
20 0.09 25.37 0.024 6.76
21 0.088 255 0.019 54
22 0.092 26.57 0.029 8.26
23 0.092 25.85 0.029 8.26
Average 0.094 0.025
Total 628.87 169.13
30-Day RIng 0.095 0.027
365-Day RIng 54307
11/17/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.088 24.93 0.024 6.89

1 0.094 26.69 0.028 8.04



2 0.092
3 0.089
4 0.093
5 0.094
6 0.091
7 0.092
8 0.095
9 0.095
10 0.097
11 0.1
12 0.096
13 0.098
14 0.1
15 0.097
16 0.096
17 0.097
18 0.097
19 0.096
20 0.096
21 0.097
22 0.098
23 0.094
Average 0.095
Total
30-Day RIng 0.095
365-Day RIng
11/18/2016
Hour NOx Ib/mmBtu
0 0.096
1 0.095
2 0.096
3 0.098
4 0.096
5 0.097
6 0.097
7 00C
8 0.081
9 0.092
10 0.091
11 0.095
12 0.093
13 0.099
14 0.092
15 0.094
16 0.096
17 0.094
18 0.096

25.91
25.18
26.21
25.35

27.1
26.46
25.95
25.88
26.31
26.46
26.37
26.35
25.86
25.93
26.68
25.58
26.36
26.42
26.15
26.08
26.48
25.23

625.92

0.026
0.025
0.021
0.032
0.015
0.027
0.031
0.018
0.028
0.029
0.031

0.02
0.026
0.028

0.03
0.022
0.023
0.024
0.019
0.021

0.03
0.028
0.025

0.027

NOx Ibs SO2 Ib/mmBtu

26.6
26.02
25.75
26.66
26.41
25.81
29.93

26.9 00C

25.2
26.41
25.62
26.44
25.64
27.05

25.2

26.2

26.5
25.68
26.54

0.017
0.018
0.023
0.024
0.028
0.026
0.024

0.019
0.025
0.018
0.018
0.016
0.025
0.026

0.02
0.019
0.019
0.018

7.39
7.12

5.9
8.38
4.48
7.85
8.62
4.93
7.61
7.69
8.45
5.24

6.8
7.43
8.41
5.79
6.35
6.56
5.08
5.69
8.07
7.49

166.26

54473

SO2 |bs
4.65
5.03
6.3
6.59
7.6

7.3
5.97
5.72
7.09
5.18

4.9
4.36
6.79
7.17
5.65
5.37
5.13
4.89



19

20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
11/19/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
11/20/2016
Hour

u b W N KL O

0.096
0.093
0.097
0.099
0.096
0.095

0.095

NOx Ib/mmBtu
0.098
0.096
0.097
0.097
0.096
0.098
0.094
0.095
0.096
0.095
0.097
0.097
0.101
0.096
0.098
0.096
0.095
0.096
0.097
0.096
0.098
0.094
0.099
0.095
0.097

0.095

NOx Ib/mmBtu
0.095
0.098
0.098
0.094
0.096
0.094

26.41
25.32
26.41
26.76
25.64

631.1

NOx lbs

26.55
25.93
25.6
26.6
25.81
26.61
27.66
27.61
25.92
25.78
26.15
25.34
27.5
25.94
26
26.62
26
25.68
26.28
26.03
26.44
25.95
27.5
25.69

631.19

NOx lbs
26.04
26.54
26.37
25.93
26.57
26.04

0.019
0.016
0.021
0.022
0.023
0.021

0.027

SO2 Ib/mmBtu

0.02

0.03
0.024
0.027

0.03
0.029
0.021

0.03
0.025
0.028
0.019
0.018
0.022
0.032
0.027
0.027
0.028
0.025
0.021
0.022

0.02
0.028
0.035

0.02
0.025

0.026

SO2 Ib/mmBtu
0.032
0.026
0.024
0.026
0.03
0.028

5.07
4.29
5.82
6.05
6.08

140

54613

SO2 Ibs
5.46
7.99
6.35
7.43
7.98
7.76
6.04
8.61
6.83
7.51
5.18
4.74
5.99
8.59
7.19
7.48
7.52
6.84
5.61
5.96
5.53
7.63
9.69
5.47

165.38

54779

SO2 Ibs
8.66
7.05
6.44
7.24
8.17
7.86



6 0.1 30.05 0.018 5.52
7 0.093 26.85 0.027 7.72
8 0.092 25.21 0.024 6.7
9 0.096 26.78 0.026 7.34
10 0.095 25.68 0.021 5.65
11 0.098 26.4 0.018 4.87
12 0.094 25.93 0.018 4.89
13 0.097 26.97 0.021 5.71
14 0.093 25.65 0.027 7.29
15 0.094 26.01 0.023 6.24
16 0.094 26.46 0.025 6.92
17 0.094 26.07 0.024 6.62
18 0.094 26.01 0.024 6.54
19 0.095 26.69 0.024 6.66
20 0.093 25.95 0.02 5.46
21 0.091 26.52 0.027 7.86
22 0.092 25.89 0.03 8.42
23 0.092 25.55 0.017 4.79
Average 0.095 0.024
Total 632.16 160.62
30-Day Ring 0.095 0.026
365-Day RIng 54806
11/21/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.23 0.036 10.03
1 0.095 26.4 0.024 6.82
2 0.098 26.11 0.03 7.87
3 0.097 26.3 0.024 6.63
4 0.097 26.67 0.028 7.68
5 0.097 26.14 0.027 7.26
6 0.093 27.89 0.024 7.18
7 0.093 26.54 0.023 6.67
8 0.094 26.36 0.027 7.52
9 0.094 26.27 0.03 8.52
10 0.095 26.67 0.026 7.22
11 0.092 24.59 0.023 6.08
12 0.099 26.55 0.016 4,18
13 0.096 25.86 0.028 7.56
14 0.101 26.52 0.018 4.56
15 0.097 26.31 0.021 5.61
16 0.097 26.45 0.017 4,71
17 0.096 25.35 0.034 9.17
18 0.1 26.82 0.025 6.85
19 0.099 26.66 0.032 8.61
20 0.092 24,71 0.022 5.93
21 0.096 26.98 0.026 7.33
22 0.094 26.21 0.023 6.32



23

Average
Total
30-Day RIng
365-Day RIng
11/22/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
11/23/2016
Hour

O 00 NOYULL B WN - O

0.097
0.096

0.095

NOx Ib/mmBtu
0.094
0.095
0.097
0.096
0.096
0.101
0.102
0.097
0.097
0.096
0.098
0.098
0.097
0.098
0.103

0.1
0.101
0.099
0.097
0.098
0.095
0.095
0.097
0.095
0.098

0.095

NOx Ib/mmBtu
0.096
0.095
0.101
0.097
0.099
0.101
0.101
0.097
0.099
0.099

26.71

631.3

NOx lbs

26.11
26.03

26.3
26.35

26.1
25.94
28.34
26.79
26.19
25.94
26.19
25.84
26.36
25.96
26.58
25.96
25.99

26.5
25.74
26.57
26.38
26.33
26.77
26.05

631.31

NOx lbs

26.25
26.2
26.42
25.99
26.01
25.66
28.35
26.63
25.67
26

0.027
0.025

0.026

SO2 Ib/mmBtu

0.025

0.03
0.029
0.027
0.022
0.025
0.021
0.026
0.036
0.024
0.027

0.03
0.028
0.019
0.031
0.036
0.025
0.028
0.031
0.022
0.022
0.032

0.02
0.014
0.026

0.026

SO2 Ib/mmBtu
0.034
0.019
0.028
0.031
0.019
0.034

0.03
0.024
0.034
0.039

7.36

167.67

54781

SO2 Ibs

7.06
8.08
7.91
7.24
5.83
6.35

5.8
7.22
9.86
6.57
7.31
7.88
7.52
4.96
8.02
9.38
6.43
7.46
8.15
6.07

6.1
8.95
5.39
3.93

169.47

54921

SO2 Ibs

9.3
5.24
7.23
8.35
4.96
8.65
8.09
6.4
8.76
10.37



10 0.104 26.97 0.019 4.96

11 0.098 25.65 0.028 7.48
12 0.098 26.57 0.031 8.48
13 0.098 25.96 0.029 7.59
14 0.101 26.29 0.021 5.62
15 0.097 25.83 0.036 9.55
16 0.099 26.7 0.019 5.04
17 0.1 26.3 0.024 6.45
18 0.098 26.43 0.016 4.41
19 0.098 26.56 0.028 7.65
20 0.094 25.51 0.027 7.36
21 0.095 26.86 0.032 8.95
22 0.09 25.79 0.033 9.39
23 0.097 26.77 0.02 5.48
Average 0.098 0.027
Total 631.37 175.76
30-Day RIng 0.095 0.026
365-Day RIng 55096
11/24/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.093 25.43 0.036 9.75
1 0.096 26.35 0.023 6.27
2 0.098 26.3 0.025 6.8
3 0.096 26.55 0.029 8.14
4 0.096 26.1 0.032 8.68
5 0.099 26.05 0.027 6.96
6 0.097 27.56 0.031 9.26
7 0.094 26.1 0.022 6.15
8 0.098 2591 0.028 7.31
9 0.097 25.93 0.024 6.5
10 0.099 26.44 0.029 7.86
11 0.101 26.08 0.025 6.32
12 0.101 26.22 0.031 8.12
13 0.102 26.26 0.026 6.73
14 0.103 26.27 0.03 7.71
15 0.1 25.93 0.02 5.17
16 0.102 26.28 0.034 8.86
17 0.096 24.57 0.019 4.81
18 0.101 26.36 0.016 431
19 0.098 26.67 0.021 5.61
20 0.1 26.39 0.026 6.89
21 0.099 26.52 0.029 7.73
22 0.096 25.74 0.038 10.21
23 0.098 26.06 0.019 5.17
Average 0.098 0.027
Total 628.07 171.32

30-Day Ring 0.095 0.026



365-Day RIng
11/25/2016
Hour

O 0 NOYULL B WN B~ O

NNRNNRRRRRBPRRRRR
W NEFRP OOV NOOULPD WNBEL O

Average

Total

30-Day RIng

365-Day RIng
11/26/2016

Hour

O 00 NOYULL B WN -, O

[ S S Y
W N R O

NOx Ib/mmBtu
0.096
0.098
0.094
0.095
0.098
0.098
0.092
0.091
0.099
0.094
0.091
0.098
0.098
0.102
0.099
0.102
0.099
0.097
0.096
0.099
0.097
0.098

0.1
0.098
0.097

0.095

NOx Ib/mmBtu
0.102
0.099
0.097

0.1
0.097
0.098
0.101
0.089
0.094
0.089
0.091
0.093
0.092
0.095

NOXx Ibs

NOXx Ibs

26.24
26.62
25.46
26.17
26.77
25.71
27.78
24.34
27.07
25.86
24.54
25.53
25.68
26.98
25.35

26.6

26.1
25.24
26.05
26.96
25.87
26.16
26.47
25.35

624.9

27.02
26.15
25.27
26.73
26.09
26.02
31.34
25.68
26.62
28.05
26.32
26.26
25.75

26.6

SO2 Ib/mmBtu
0.033
0.025
0.025
0.031
0.028

0.03
0.025
0.052
0.024
0.028
0.028
0.025
0.029
0.034
0.026
0.022
0.028
0.034
0.021
0.027
0.026
0.029

0.03
0.028
0.029

0.026

SO2 Ib/mmBtu

0.03
0.029
0.031
0.028
0.028
0.028
0.033
0.034

0.03
0.016
0.034
0.024
0.028

0.03

55263

SO2 Ibs

8.93
6.91
6.86
8.54
7.74
7.99
7.56
14.06
6.6
7.7
7.61
6.6
7.67
8.91
6.6
5.85
7.39
8.99
5.7
7.4
6.83
7.7
8.02
7.38

185.54

55309

SO2 Ibs

7.97
7.58
8.11
7.64
7.45
7.51
10.19
9.74
8.47
5.07
9.84
6.86
7.9
8.33



14 0.093 25.9 0.025 6.89

15 0.092 26.01 0.025 6.97
16 0.094 26.53 0.03 8.34
17 0.092 25.46 0.028 7.62
18 0.093 25.59 0.021 5.65
19 0.1 24.29 0.027 6.79
20 0.095 23.2 0.029 7.06
21 0.097 26.12 0.026 6.95
22 0.094 26.1 0.034 9.57
23 0.092 25.35 0.02 5.63
Average 0.095 0.028
Total 628.45 184.13
30-Day Ring 0.095 0.026
365-Day RIng 55296
11/27/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.16 0.03 8.21
1 0.098 26.9 0.03 8.22
2 0.098 25.69 0.014 3.69
3 0.097 26.15 0.015 4.13
4 0.098 26.23 0.02 5.24
5 0.102 26.11 0.018 4,51
6 0.099 29.06 0.016 4.65
7 0.094 26.53 0.02 5.49
8 0.097 26.26 0.024 6.35
9 0.094 25.52 0.029 7.95
10 0.095 25.96 0.03 8.25
11 0.095 25.8 0.027 7.31
12 0.095 26.08 0.029 8.11
13 0.096 26.58 0.028 7.86
14 0.093 23.93 0.021 5.39
15 0.106 27.05 0.015 3.93
16 0.093 25.82 0.027 7.41
17 0.094 25.87 0.033 8.93
18 0.096 25.8 0.017 4.65
19 0.097 26.31 0.021 5.86
20 0.1 26.3 0.026 6.68
21 0.096 26.16 0.022 6.05
22 0.098 26.38 0.026 6.92
23 0.098 25.77 0.021 5.62
Average 0.097 0.023
Total 628.42 151.41
30-Day Ring 0.096 0.026
365-Day RIng 55247
11/28/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs

0 0.098 26.03 0.03 7.95



1 0.101
2 0.098
3 0.096
4 0.096
5 0.094
6 0.097
7 0.091
8 0.096
9 0.099
10 0.099
11 0.101
12 0.094
13 0.1
14 0.096
15 0.099
16 0.1
17 0.097
18 0.097
19 0.098
20 0.096
21 0.097
22 0.099
23 0.096
Average 0.097
Total
30-Day RIng 0.096
365-Day RIng
11/29/2016
Hour NOx Ib/mmBtu
0 0.098
1 0.097
2 0.094
3 0.097
4 0.095
5 0.099
6 0.096
7 0.112
8 Down
9 Down
10 Down
11 Down
12 Down
13 Down
14 Down
15 Down
16 Down
17 Down

NOXx Ibs

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

26.25 0.029 7.51
26.07 0.029 7.58
26.45 0.03 8.19
26.97 0.026 7.4
25.05 0.02 5.31
28.35 0.017 4.83
26.45 0.024 6.89
25.73 0.025 6.71
26.6 0.018 4.7
26.03 0.031 8.03
26.05 0.026 6.74
25.25 0.029 7.87
27.02 0.03 8.13
26.05 0.025 6.78
25.58 0.023 5.95
26.22 0.024 6.29
25.74 0.018 4.82
26.15 0.022 5.86
26.54 0.017 4.48
25.33 0.015 4.03
26.19 0.017 4,53
26.83 0.026 7.07
24.87 0.023 6.07
0.024
627.8 153.72
0.026
55203
SO2 Ib/mmBtu SO2 Ibs
26.64 0.02 5.5
26.87 0.035 9.64
25.19 0.022 5.8
26.44 0.033 9.06
26.18 0.03 8.35
26.27 0.022 5.92
29.15 0.022 6.91
24.05 0.023 5.03
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down



18 Down Down Down Down

19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average 0.099 0.026
Total 210.79 56.21
30-Day RIng 0.096 0.026
365-Day RIng 55060
11/30/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down
4 Down Down Down Down
5 Down Down Down Down
6 DCal DCal DCal DCal
7 DCal DCal DCal DCal
8 Down Down Down Down
9 Down Down Down Down
10 Down Down Down Down
11 Down Down Down Down
12 Down Down Down Down
13 Down Down Down Down
14 Down Down Down Down
15 Down Down Down Down
16 Down Down Down Down
17 Down Down Down Down
18 Down Down Down Down
19 Down Down Down Down
20 Down Down Down Down
21 Down Down Down Down
22 Down Down Down Down
23 Down Down Down Down
Average Down Down
Total Down Down
30-Day RIng 0.096 0.026
365-Day RIng 54877
12/1/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 Down Down Down Down
1 Down Down Down Down
2 Down Down Down Down
3 Down Down Down Down

4 Down Down Down Down



Average
Total

30-Day RIng
365-Day RIng

5 Down
6 DCal
7 DCal
8 Down
9 Down
10 Down
11 Down
12 Down
13 Down
14 Down
15 Down
16 Down
17 Down
18 Down
19 Down
20 Down
21 Down
22 Down
23 Down
Down

12/2/2016

Hour

0.096

NOx Ib/mmBtu

0 Down
1 Down
2 Down
3 Inval
4 Inval
5 Inval
6 Inval
7 Inval
8 Inval
9

10

11

12

13

14

15

16

17

18

19

20

21

0.231
0.247
0.285
0.101
0.097
0.096
0.098
0.099

0.1
0.099
0.101
0.101
0.101

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

NOXx Ibs

Down
Down
Down
00cC
00cC
00cC
00cC

6.41

8.16
11.01
15.84
36.72
25.05
26.61
25.84
26.68
26.63
25.65
26.34
26.34
25.64
26.46

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

SO2 Ib/mmBtu
Down

Down

Down

Inval

Inval

Inval

Inval

Inval

Inval

0.026

0.067
0.041
0.023
0.036
0.029
0.026
0.033
0.028
0.018
0.026

0.03

0.03
0.025

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

Down

S0O2 lbs
Down
Down
Down
00cC
00cC
00cC
00cC

54678

3.29
3.16
3.19
2.79
3.13
9.04
7.86
6.99
9.01

7.6
4.49
6.83
7.87
7.67
6.58



22

23
Average
Total
30-Day RIng
365-Day RIng
12/3/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
12/4/2016
Hour

o NO UL A WNPFL O

0.101
0.1
0.13

0.097

NOx Ib/mmBtu

0.098

0.1
0.104
0.099
0.106
0.103
0.093
0.103
0.098
0.104
0.107
0.111
0.101
0.101
0.102
0.098
0.101
0.101
0.098
0.099
0.102
0.102

0.1
0.102
0.101

0.097

NOx Ib/mmBtu

0.096
0.102
0.098
0.099
0.097
0.099
0.096

0.09
0.098

NOx Ibs

NOx Ibs

26.41
26.06

391.85

26.17
26.74
21.56
23.61
26.58
25.75
26.65
19.46
26.56
30.75
23.18
12.85
24.18
26.33
26.44
26.12
26.47
26.15
25.99
26.15
26.04
26.37
25.93
26.27

602.3

25.62
26.48
25.47
26.87
26.13
26.18
28.85
25.44
25.75

0.018
0.016
0.03

0.026

SO2 Ib/mmBtu
0.024
0.033
0.024
0.014
0.025

0.03
0.018

0.02
0.014
0.022

0.02
0.018
0.014
0.038
0.039
0.023
0.031

0.02
0.032

0.03
0.033
0.024
0.031

0.03
0.025

0.026

SO2 Ib/mmBtu

0.033
0.031
0.031

0.02
0.036
0.023
0.034
0.028
0.024

4.81
4.15

98.46

54578

SO2 |bs

6.3
8.86
4.94
3.51
6.21
7.39
4.99
3.74
3.94
6.76
4.38
2.1
3.42
10.01
9.99
6.15
8.29
5.2
8.52
7.92
8.5
6.09
8.14
7.64

152.99

54534

SO2 |bs
8.62
8.15
8.08
5.55
9.68
5.96
9.66
7.74
6.18



9 0.103 26.47 0.032 8.15

10 0.103 26.36 0.029 7.48
11 0.103 25.93 0.026 6.71
12 0.102 26.58 0.039 10.13
13 0.1 26.12 0.025 6.54
14 0.101 25.49 0.037 9.43
15 0.103 26.86 0.025 6.45
16 0.099 25.74 0.035 8.95
17 0.109 26.37 0.02 4.84
18 0.104 26.23 0.034 8.58
19 0.105 26.8 0.034 8.76
20 0.103 25.72 0.032 8.03
21 0.1 25.8 0.034 8.74
22 0.1 25.11 0.023 5.88
23 0.105 13.01 0.015 1.85
Average 0.101 0.029
Total 615.38 180.14
30-Day RIng 0.098 0.026
365-Day RIng 54514
12/5/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.083 8.28 0.018 1.75
1 0.086 8.8 0.017 1.78
2 0.089 8.97 0.017 1.75
3 0.09 9.36 0.017 1.79
4 0.091 9.52 0.017 1.8
5 0.091 10.6 0.017 2
6 0.093 12.44 0.017 2.33
7 0.095 12.3 0.017 2.25
8 0.129 20.46 0.017 2.64
9 0.111 28.71 0.042 10.67
10 0.099 26.25 0.029 7.7
11 0.099 25.47 0.028 7.32
12 0.102 26.65 0.028 7.39
13 0.101 26.07 0.034 8.91
14 0.102 25.55 0.043 10.53
15 0.126 21.18 0.025 4.97
16 0.116 11.79 0.018 1.84
17 0.132 26.17 0.026 5.58
18 0.101 26.91 0.029 7.8
19 0.098 26.23 0.024 6.37
20 0.101 25.27 0.028 7.1
21 0.104 26.66 0.035 8.88
22 0.103 26.35 0.028 7.04
23 0.094 23.67 0.033 8.26
Average 0.102 0.025

Total 473.66 128.45



30-Day RIng
365-Day RIng

12/6/2016
Hour

O 0O NOOULL B WNPF-L O

N NNNRRRRRRRRPR R
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Average

Total

30-Day RIng

365-Day RIng
12/7/2016

Hour

O 0O NOOULL B WNPF-L O

B oR R
N 2 O

0.098

NOx Ib/mmBtu
0.096
0.103
0.094
0.098
0.037
0.073
0.102
0.094
0.099
0.101

0.1
0.103
0.106
0.107
0.107
0.101
0.104
0.101

0.1
0.109
0.106
0.106
0.105
0.106
0.098

0.098

NOx Ib/mmBtu
0.107
0.106
0.104
0.108
0.103
0.104
0.109
0.095
0.098
0.105

0.11
0.109
0.107

NOXx Ibs

NOXx Ibs

0.026

54444
SO2 Ib/mmBtu SO2 Ibs

24.66 0.028 7.31
26.45 0.032 8.24
24.79 0.033 8.69
27.24 0.03 8.25
9.93 0.029 7.75
18.94 0.025 6.52
29.34 0.03 8.64
26.37 0.029 8.07
25.71 0.035 8.97
26.51 0.026 6.82
25.95 0.026 6.76
25.65 0.031 7.61
26.55 0.035 8.73
26.48 0.038 9.38
26.91 0.023 5.91
26.09 0.031 8.1
26.66 0.029 7.49
25.4 0.032 8.19
23.95 0.025 5.94
26.88 0.016 3.95
25.97 0.024 5.97
26.51 0.031 7.64
26.31 0.033 8.36
25.85 0.03 7.43

0.029
605.1 180.72

0.026
54428

SO2 Ib/mmBtu SO2 Ibs
26.09 0.022 5.42
26.26 0.021 5.14
26.12 0.034 8.42
27.22 0.032 8.12
25.93 0.03 7.58
25.94 0.03 7.41
31.47 0.034 10
25.84 O0C 00C
26.28 0O0C 00C

25.61 0.047 11.5
26.99 0.029 7.25
26.4 0.025 6.07
26.66 0.029 7.09



13 0.106 26.08 0.03 7.33

14 0.106 26.27 0.019 4.61
15 0.103 26.11 0.019 4.69
16 0.103 26.29 0.028 7.06
17 0.105 25.49 0.025 6.04
18 0.108 26.61 0.032 7.82
19 0.107 26.26 0.022 5.45
20 0.108 26.67 0.036 8.82
21 0.102 26.08 0.03 7.56
22 0.104 26.37 0.031 7.93
23 0.106 26.22 0.031 7.61
Average 0.105 0.029
Total 635.26 158.92
30-Day RIng 0.098 0.026
365-Day RIng 54415
12/8/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.103 25.46 0.031 7.66
1 0.107 26.45 0.036 8.79
2 0.106 26.71 0.034 8.64
3 0.102 26.01 0.025 6.39
4 0.103 26.53 0.033 8.44
5 0.108 26.65 0.044 10.86
6 0.102 29.71 0.024 6.65
7 0.097 25.44 0.024 6.31
8 0.106 26.07 0.025 6.24
9 0.107 26.12 0.032 7.86
10 0.112 26.42 0.038 8.99
11 0.111 26.35 0.029 6.99
12 0.106 25.92 0.029 7.17
13 0.11 26.87 0.032 7.82
14 0.112 26.19 0.032 7.54
15 0.111 26.27 0.025 5.91
16 0.111 26.2 0.02 4.57
17 0.108 26.34 0.017 4.19
18 0.103 26.5 0.019 4.98
19 0.103 25.99 0.02 5.1
20 0.108 26.28 0.03 7.28
21 0.107 26.19 0.032 7.78
22 0.106 26.17 0.023 5.57
23 0.112 26.25 0.024 5.66
Average 0.107 0.028
Total 633.09 167.39
30-Day RIng 0.098 0.026
365-Day RIng 54384
12/9/2016

Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs



0 0.112 26.04 0.029 6.8
1 0.113 26.29 0.036 8.25
2 0.11 26.38 0.033 7.98
3 0.11 26.67 0.032 7.83
4 0.107 25.81 0.031 7.48
5 0.111 26.65 0.034 8.29
6 0.103 28.35 0.03 8.35
7 0.099 26.23 0.028 7.59
8 0.106 25.72 0.032 7.85
9 0.109 26.38 0.031 7.58
10 0.107 25.83 0.037 8.83
11 0.109 26.11 0.028 6.57
12 0.105 26.49 0.038 9.54
13 0.104 26.56 0.038 9.78
14 0.108 26.18 0.018 4.5
15 0.109 26.32 0.033 7.98
16 0.11 26.16 0.032 7.68
17 0.112 25.96 0.033 7.58
18 0.111 26.48 0.036 8.57
19 0.113 26.8 0.036 8.43
20 0.104 25.31 0.033 8.04
21 0.104 26.38 0.03 7.7
22 0.103 26.05 0.03 7.56
23 0.107 26.59 0.018 4.67
Average 0.108 0.032
Total 631.74 185.43
30-Day Ring 0.099 0.026
365-Day RIng 54374
12/10/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.102 25.8 0.024 6.07
1 0.105 26.19 0.023 5.63
2 0.107 26.27 0.036 8.87
3 0.105 26.24 0.031 7.73
4 0.105 26.7 0.031 7.84
5 0.105 25.53 0.028 6.81
6 0.107 28.35 0.033 8.92
7 0.093 24.3 0.038 9.97
8 0.107 25.93 0.017 422
9 0.11 26.53 0.028 6.69
10 0.108 26.36 0.025 6.08
11 0.108 26.01 0.028 6.8
12 0.106 27.12 0.028 7.08
13 0.106 25.84 0.017 4.12
14 0.096 23.22 0.026 6.37
15 0.106 26.35 0.033 8.17
16 0.106 26.45 0.03 7.62



17
18
19
20
21
22
23

Average

Total

30-Day RIng

365-Day RIng

12/11/2016
Hour
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NNRNNRRRRRBPRRRRER
W NEFRP OOV NOOULPD WNBEL O

Average

Total

30-Day RIng

365-Day RIng
12/12/2016

Hour

w N = O

0.103
0.102
0.104
0.106
0.106
0.108
0.107
0.105

0.099

NOx Ib/mmBtu
0.106
0.103
0.107
0.104
0.105
0.106
0.104
0.101
0.108
0.106
0.107
0.105
0.098
0.104
0.105
0.105
0.097
0.103
0.106
0.106
0.107
0.105
0.104
0.106
0.105

0.099

NOx Ib/mmBtu
0.097
0.103
0.102
0.101

25.9
25.92
26.38

26.2
26.33
26.41

25.7

626.03

NOx lbs

26.84
26.28
26.33
26.12
25.79
26.05

27.9
26.84
26.31
26.24
26.14
25.82
25.48
26.67
25.75
26.43
24.46
25.53

26.4
26.32
25.88
26.62
26.18
27.03

629.41

NOx lbs
25.39
26.84
25.99
26.24

0.03
0.029
0.033
0.029
0.031
0.035
0.034
0.029

0.027

SO2 Ib/mmBtu
0.031
0.033
0.027
0.029
0.033
0.029
0.025
0.034
0.033
0.026
0.034

0.03

0.03
0.034
0.028
0.032
0.033
0.032
0.031
0.032
0.031
0.035
0.031
0.029
0.031

0.027

SO2 Ib/mmBtu
0.032
0.03
0.029
0.029

7.64
7.49
8.36

7.2
7.68
8.48
8.17

174.01

54350

SO2 Ibs

7.8
8.45

6.7
7.26
8.18
7.08
6.75
8.95
8.04
6.35
8.18
7.48

7.8
8.72
6.86
8.04
8.38
7.87
7.72
7.84
7.45
8.79
7.75
7.42

185.86

54337

SO2 Ibs
8.56
7.91
7.25
7.53



4 0.104 26.28 0.033 8.36
5 0.105 26.24 0.026 6.49
6 0.103 28.15 0.028 7.78
7 0.097 26.13 0.028 7.47
8 0.101 25.22 0.021 5.2
9 0.104 26.7 0.03 7.63
10 0.104 26.18 0.033 8.28
11 0.103 26.07 0.026 6.6
12 0.098 26.42 0.032 8.56
13 0.1 26.45 0.023 6.03
14 0.105 26.24 0.024 6.11
15 0.104 26.12 0.031 7.69
16 0.104 26.19 0.034 8.71
17 0.105 26.04 0.032 7.77
18 0.103 26.27 0.029 7.24
19 0.104 26.29 0.034 8.74
20 0.105 25.48 0.027 6.63
21 0.106 27.15 0.034 8.65
22 0.105 26.08 0.032 7.86
23 0.103 25.45 0.029 7.16
Average 0.103 0.029
Total 629.61 180.21
30-Day RIng 0.1 0.027
365-Day RIng 54318
12/13/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.107 26.54 0.033 8.33
1 0.108 26.3 0.032 7.79
2 0.104 25.92 0.029 7.17
3 0.101 26.11 0.032 8.13
4 0.102 26.78 0.034 9.03
5 0.101 25.26 0.024 6.1
6 0.105 29.7 0.031 8.88
7 0.089 23.95 0.03 8.17
8 0.104 26.05 0.032 8.03
9 0.104 25.95 0.031 7.68
10 0.104 26.37 0.03 7.53
11 0.107 26.59 0.031 7.67
12 0.104 25.97 0.028 7.07
13 0.107 26.84 0.03 7.51
14 0.103 25.81 0.025 6.2
15 0.1 26.26 0.026 6.81
16 0.099 25.96 0.031 8.23
17 0.101 26 0.029 7.34
18 0.101 26.14 0.029 7.62
19 0.102 26.2 0.04 10.35
20 0.104 25.78 0.039 9.8



21 0.104 26.5 0.02 5.16

22 0.102 26.01 0.035 9.03
23 0.119 26.01 0.026 5.68
Average 0.103 0.03
Total 629 185.31
30-Day RIng 0.1 0.027
365-Day RIng 54306
12/14/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.105 26.52 0.028 7.1
1 0.106 26.26 0.034 8.32
2 0.106 25.71 0.032 7.86
3 0.106 26.71 0.029 7.43
4 0.104 26.08 0.036 8.96
5 0.106 26.22 0.033 8.2
6 0.107 30.64 0.029 8.36
7 0.088 23.98 0.024 6.68
8 0.097 25.22 0.026 6.68
9 0.098 25.93 0.024 6.39
10 0.095 24.84 0.032 8.38
11 0.103 27.26 0.025 6.56
12 0.094 26.05 0.031 8.57
13 0.097 26.22 0.024 6.55
14 0.102 25.78 0.031 7.72
15 0.103 26.62 0.028 7.12
16 0.099 25.22 0.021 5.26
17 0.099 25.69 0.027 6.91
18 0.099 25.97 0.029 7.6
19 0.102 26.88 0.037 9.69
20 0.1 24.41 0.027 6.76
21 0.115 24.28 0.026 5.59
22 0.097 21.07 0.024 5.3
23 0.104 26.17 0.02 5.09
Average 0.101 0.028
Total 619.73 173.08
30-Day RIng 0.1 0.027
365-Day RIng 54278
12/15/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.102 26.28 0.04 10.28
1 0.102 26.44 0.034 8.87
2 0.102 26.13 0.016 4.23
3 0.1 26.02 0.038 9.85
4 0.101 26.65 0.034 9
5 0.101 26.11 0.027 7.07
6 0.105 31.02 0.026 7.73
7 0.092 26.11 0.031 8.83



8 0.096 25.04 0.02 5.19

9 0.101 26.43 0.027 6.98
10 0.102 27.02 0.019 5.03
11 0.101 25.57 0.021 5.34
12 0.1 26.41 0.022 5.8
13 0.101 26.5 0.034 8.81
14 0.099 25.48 0.021 5.34
15 0.1 26.25 0.021 5.5
16 0.103 26.52 0.028 7.25
17 0.102 25.71 0.028 7.1
18 0.102 26.7 0.03 7.95
19 0.099 25.3 0.038 9.75
20 0.103 26.19 0.027 6.86
21 0.103 26.51 0.021 5.52
22 0.104 26.25 0.034 8.55
23 0.106 26.13 0.019 471
Average 0.101 0.027
Total 632.77 171.54
30-Day RIng 0.1 0.027
365-Day RIng 54254
12/16/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.103 26.24 0.031 7.95
1 0.102 26 0.025 6.3
2 0.102 25.77 0.027 6.96
3 0.101 26.64 0.03 7.77
4 0.1 25.95 0.031 8.11
5 0.1 26.34 0.028 7.41
6 0.094 27.59 0.027 8.07
7 0.089 25.7 0.023 6.61
8 0.094 25.27 0.03 7.98
9 0.1 26.9 0.032 8.58
10 0.096 2591 0.027 7.16
11 0.099 26.06 0.026 6.71
12 0.096 26.14 0.03 8.1
13 0.1 26.91 0.033 9.01
14 0.097 26.1 0.026 7.01
15 0.098 26.35 0.029 7.67
16 0.098 25.78 0.03 7.88
17 0.097 26.01 0.028 7.56
18 0.096 26.28 0.03 8.2
19 0.096 26.06 0.027 7.31
20 0.099 26 0.03 7.9
21 0.097 26.18 0.03 8.12
22 0.098 26.42 0.029 7.97
23 0.101 25.48 0.027 6.82

Average 0.098 0.029



Total 628.08 183.16

30-Day RIng 0.1 0.027
365-Day RIng 54242
12/17/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.101 26.77 0.032 8.57
1 0.1 25.98 0.03 7.7
2 0.103 26.01 0.032 8.17
3 0.105 26.78 0.034 8.79
4 0.102 26.14 0.029 7.49
5 0.103 25.64 0.03 7.41
6 0.101 28.06 0.031 8.69
7 0.096 26.35 0.033 9.04
8 0.094 24.72 0.029 7.45
9 0.1 26.5 0.029 7.81
10 0.101 26.46 0.027 7.21
11 0.103 25.86 0.032 8.14
12 0.104 26.46 0.031 8.01
13 0.101 26.2 0.028 7.35
14 0.104 26.06 0.036 9.08
15 0.102 26.46 0.027 7.05
16 0.1 26.32 0.033 8.72
17 0.104 26.27 0.026 6.53
18 0.101 26.16 0.033 8.58
19 0.1 25.94 0.031 7.95
20 0.102 25.58 0.025 6.34
21 0.102 26.57 0.031 8.07
22 0.103 26.82 0.031 8.19
23 0.099 25.13 0.028 7.08
Average 0.101 0.03
Total 629.24 189.42
30-Day RIng 0.1 0.027
365-Day RIng 54234
12/18/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.099 26.57 0.049 13.24
1 0.101 26.47 0.018 4.61
2 0.101 25.86 0.046 11.66
3 0.099 26.31 0.028 7.34
4 0.1 26.36 0.036 9.57
5 0.102 25.69 0.026 6.47
6 0.099 27.57 0.039 10.81
7 0.091 25.1 0.025 6.86
8 0.101 26.1 0.03 7.85
9 0.102 26.09 0.023 5.99
10 0.104 26.94 0.018 4.61

[EEN
=

0.101 25.34 0.021 5.31



12 0.1 26.34 0.034 9.14

13 0.101 26.63 0.028 7.47
14 0.098 24.8 0.03 7.5
15 0.099 25.73 0.018 4.69
16 0.102 26.14 0.016 4.02
17 0.103 25.78 0.026 6.49
18 0.096 24.72 0.022 5.7
19 0.105 26.92 0.034 8.6
20 0.107 26.37 0.032 7.95
21 0.102 18.89 0.025 4.7
22 0.11 27.27 0.017 4.14
23 0.103 25.52 0.031 7.63
Average 0.101 0.028
Total 619.51 172.35
30-Day RIng 0.101 0.027
365-Day RIng 54208
12/19/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.105 25.71 0.016 4.04
1 0.104 21.31 0.017 3.41
2 0.101 26.56 0.022 5.91
3 0.101 25.97 0.036 9.22
4 0.101 26.13 0.029 7.47
5 0.101 26 0.028 7.21
6 0.1 27.35 0.032 8.88
7 0.1 27.06 0.042 11.23
8 0.091 24.56 0.02 5.48
9 0.1 26.22 0.024 6.42
10 0.099 26.57 0.035 9.34
11 0.098 25.64 0.031 8.17
12 0.1 26.51 0.032 8.42
13 0.099 25.97 0.03 7.9
14 0.097 26.28 0.025 6.79
15 0.099 26.39 0.02 5.46
16 0.1 27.18 0.015 4.03
17 0.098 24.77 0.028 6.92
18 0.104 27.59 0.032 8.39
19 0.097 25.22 0.029 7.47
20 0.104 26.75 0.032 8.24
21 0.097 25.84 0.034 8.92
22 0.097 26.57 0.033 9.12
23 0.095 25.9 0.02 5.65
Average 0.1 0.028
Total 624.05 174.09
30-Day RIng 0.101 0.027
365-Day RIng 54189

12/20/2016



Hour
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Average

Total

30-Day RIng

365-Day RIng
12/21/2016

Hour

O 0o NOYULL B WN -, O

[ O =
U D WN R O

NOx Ib/mmBtu
0.097
0.093

0.1
0.102
0.099
0.104
0.101
0.099
0.099
0.096
0.097
0.099
0.099

0.1
0.103
0.098
0.103
0.101
0.101

0.1
0.098

0.1
0.096

0.1
0.099

0.101

NOx Ib/mmBtu

0.102

0.1
0.101
0.101
0.103
0.101
0.098
0.098
0.101
0.105

0.1
0.103
0.102
0.104

0.1
0.091

NOXx Ibs

NOXx Ibs

27.36
25.74
25.86
26.32
26.04
26.19
27.65
26.86
26.45
25.25
26.46
26
26.48
26.05
26.28
25.56
26.89
25.34
26.68
26.29
25.6
27.01
26.12
25.72

630.2

26.99
26.09
25.82
26.26
26.56
26.32
25.43
27.08
25.65
27.02
26.2
25.81
26
26.84
25.51
23.64

SO2 Ib/mmBtu
0.036
0.027
0.029
0.027
0.027
0.031
0.052
0.021
0.029
0.029
0.037
0.022

0.03
0.028
0.03
0.029
0.025
0.033
0.03
0.03
0.029
0.03
0.03
0.036
0.03

0.028

SO2 Ib/mmBtu

0.024

0.03

0.03

0.03
0.033
0.032
0.029
0.032
0.026
0.033
0.035
0.027
0.023
0.034

0.03
0.019

SO2 Ibs

10.04
7.36
7.6
7.02
7.1
7.86
14.55
5.6
7.6
7.68
9.96
5.75
8.08
7.39
7.57
7.55
6.56
8.32
7.85

7.52
8.03
8.06
9.25

192.3

54193

SO2 Ibs

6.29
7.93
7.76
7.72
8.46
8.16
7.53
8.78

6.5
8.49

9.1
6.76
5.95
8.88

7.6
5.02



16 0.102 26.21 0.022 5.58

17 0.1 26.25 0.022 5.7
18 0.099 27.24 0.024 6.62
19 0.096 25.96 0.03 8.2
20 0.098 25.82 0.031 8.22
21 0.098 26.03 0.026 6.8
22 0.099 26.46 0.027 7.1
23 0.098 26.08 0.032 8.57
Average 0.1 0.028
Total 627.27 177.72
30-Day Ring 0.101 0.028
365-Day RIng 54370
12/22/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.094 26.48 0.03 8.63
1 0.095 25.87 0.026 7.22
2 0.096 26.1 0.03 8.02
3 0.117 26.17 0.023 5.22
4 0.096 26.99 0.029 8.17
5 0.093 25.9 0.027 7.43
6 0.095 26.46 0.028 7.69
7 0.092 26.59 0.022 6.23
8 0.094 26.18 0.016 4.34
9 0.094 26.22 0.034 9.52
10 0.095 26.32 0.032 8.9
11 0.098 26.06 0.029 7.92
12 0.097 25.83 0.026 6.86
13 0.098 26.18 0.026 7.08
14 0.099 26.34 0.031 8.13
15 0.099 26.6 0.031 8.19
16 0.102 26.83 0.03 7.91
17 0.102 26.05 0.016 421
18 0.1 26.62 0.013 3.57
19 0.1 26.23 0.021 5.6
20 0.098 25.21 0.027 6.91
21 0.102 26.55 0.024 6.37
22 0.101 26.27 0.033 8.64
23 0.101 26.26 0.02 5.19
Average 0.098 0.026
Total 630.31 167.95
30-Day Ring 0.101 0.028
365-Day RIng 54430
12/23/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.096 26.14 0.027 7.48
1 0.094 25.27 0.029 7.83

2 0.099 25.86 0.022 5.74



3 0.099 26.22 0.038 10.16
4 0.098 26.07 0.028 7.27
5 0.095 24.83 0.022 5.72
6 0.096 25.93 0.014 3.83
7 0.09 25.92 0.029 8.11
8 0.095 26.05 0.03 8.17
9 0.106 17.37 0.027 4.37
10 0.095 16.17 0.02 3.43
11 0.097 27.01 0.013 3.72
12 0.097 26.69 0.019 5.2
13 0.095 25.66 0.024 6.35
14 0.102 26.55 0.032 8.26
15 0.101 26.67 0.039 10.38
16 0.099 25.99 0.026 6.66
17 0.098 25.85 0.016 4.1
18 0.095 26.17 0.013 3.71
19 0.098 26.66 0.018 4.97
20 0.098 25.96 0.026 6.85
21 0.096 25.99 0.022 5.84
22 0.096 26.46 0.019 5.09
23 0.095 25.85 0.018 4.97
Average 0.097 0.024
Total 607.34 148.21
30-Day RIng 0.101 0.028
365-Day RIng 54405
12/24/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.093 26.84 0.021 5.99
1 0.096 26.26 0.025 6.9
2 0.098 25.87 0.028 7.32
3 0.087 23.83 0.02 5.39
4 0.101 27.25 0.018 4.83
5 0.097 25.59 0.02 5.3
6 0.094 25.75 0.014 3.72
7 0.094 26.96 0.017 4.9
8 0.095 25.66 0.027 7.42
9 0.097 26.64 0.028 7.79
10 0.096 25.94 0.032 8.6
11 0.095 26.29 0.028 7.7
12 0.095 26.1 0.025 7.03
13 0.097 26.12 0.029 7.69
14 0.099 26.21 0.024 6.43
15 0.101 26.66 0.033 8.77
16 0.097 25.7 0.032 8.48
17 0.097 26.06 0.018 4.74
18 0.095 26.32 0.013 3.75
19 0.098 26.77 0.024 6.62



20

21
22
23
Average
Total
30-Day RIng
365-Day RIng
12/25/2016
Hour
0
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
Average
Total
30-Day RIng
365-Day RIng
12/26/2016
Hour

a b WN - O

0.096
0.095

0.1
0.097
0.096

0.101

NOx Ib/mmBtu
0.097
0.097
0.099
0.096
0.099

0.1
0.092
0.093
0.095
0.097
0.099
0.099
0.079
0.105

0.1
0.099
0.099
0.099
0.101
0.103
0.101
0.102
0.102
0.088
0.098

0.101

NOx Ib/mmBtu

0.102
0.101
0.105
0.103

0.1
0.101
0.096

25.34
25.48
27.05
25.63

626.32

NOx lbs

26.84
25.78
26.21
25.88
26.81

26.1
26.38
26.46

25.7
26.21
26.37
25.38
15.03
25.23
25.54
26.29
26.35
25.42
26.54
27.24
25.25
25.96
26.56
22.43

611.96

NOx lbs

26.89
26.21
25.73
26.16
25.64

25.6
28.19

0.018
0.019
0.022
0.015
0.023

0.028

SO2 Ib/mmBtu
0.014
0.026
0.032
0.022
0.028
0.037
0.019
0.039
0.042
0.018
0.031
0.029
0.019
0.031

0.03
0.021
0.028
0.021
0.015
0.026
0.026
0.038
0.027
0.028
0.027

0.028

SO2 Ib/mmBtu
0.023
0.037
0.027
0.014
0.041
0.024
0.019

4.68
5.06

3.86

148.97

54374

SO2 |bs

3.95
6.95
8.57
5.78
7.61
9.78
5.46
11.17
11.24
4.84
8.2
7.5
3.62
7.55
7.8
5.7
7.47
5.4
3.82
6.91
6.42
9.67
7.01
7.24

169.66

54347

SO2 |bs

5.94

9.73

6.71

3.57

10.67

6.2

5.29



7 0.095 26.78 0.049 13.87

8 0.097 25.66 0.02 5.18
9 0.099 25.58 0.028 7.35
10 0.1 26.01 0.023 5.83
11 0.102 25.57 0.031 7.71
12 0.103 26.61 0.026 6.78
13 0.103 26.43 0.032 8.25
14 0.102 25.55 0.029 7.25
15 0.103 26.47 0.033 8.36
16 0.103 26.2 0.024 5.98
17 0.106 26.28 0.03 7.35
18 0.103 26.15 0.029 7.25
19 0.103 25.87 0.035 8.81
20 0.103 25.85 0.028 7.03
21 0.103 26.72 0.031 8.05
22 0.101 26.07 0.033 8.57
23 0.106 26.34 0.028 6.88
Average 0.102 0.029
Total 628.56 178.61
30-Day RIng 0.101 0.028
365-Day RIng 54344
12/27/2016
Hour NOx Ib/mmBtu  NOx Ibs SO2 Ib/mmBtu SO2 Ibs
0 0.106 26.09 0.047 11.39
1 0.103 26.33 0.016 4.07
2 0.105 25.8 0.033 7.96
3 0.107 26.53 0.026 6.52
4 0.106 25.98 0.047 11.54
5 0.105 26.46 0.032 8.03
6 0.113 31.72 0.032 9.22
7 0.101 25.95 0.033 8.4
8 0.112 26.05 0.044 10.12
9 0.121 20.8 0.044 7.95
10 0.101 13.92 0.02 2.71
11 0.108 26.01 0.045 10.18
12 0.101 26.47 0.014 3.64
13 0.101 26.26 0.017 433
14 0.105 26.05 0.029 7.26
15 0.104 26.4 0.031 7.82
16 0.102 26.14 0.032 8.1
17 0.105 25.95 0.032 7.99
18 0.104 25.66 0.031 7.62
19 0.105 26.42 0.033 8.39
20 0.104 26.46 0.033 8.37
21 0.102 26.16 0.029 7.44
22 0.102 26.12 0.03 7.67
23 0.095 24,13 0.025 6.44



Average 0.105 0.031

Total 613.86 183.16
30-Day Ring 0.101 0.028
365-Day RIng 54409
12/28/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.101 26.16 0.014 3.55
1 0.102 26.45 0.014 3.58
2 0.103 26.13 0.014 3.58
3 0.102 26.14 0.033 8.4
4 0.091 22.4 0.022 5.34
5 0.092 12.92 0.017 2.41
6 0.081 14.72 0.017 2.98
7 0.093 26.18 0.041 11.36
8 0.096 24.8 0.036 9.3
9 0.098 24.45 0.047 11.65
10 0.105 26.26 0.03 7.61
11 0.106 26.49 0.016 3.98
12 0.105 26.74 0.022 5.62
13 0.1 25.19 0.027 6.84
14 0.1 25.25 0.024 6.03
15 0.099 26.39 0.018 4.73
16 0.096 25.84 0.019 5.27
17 0.102 26.28 0.034 8.68
18 0.101 26.2 0.025 6.42
19 0.096 24.84 0.025 6.56
20 0.105 26.43 0.016 4.03
21 0.1 25.73 0.028 7.17
22 0.104 27.18 0.033 8.71
23 0.096 24.77 0.029 7.31
Average 0.099 0.025
Total 593.94 151.11
30-Day Ring 0.102 0.028
365-Day RIng 54506
12/29/2016
Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.104 27.1 0.031 8.2
1 0.1 25.79 0.037 9.6
2 0.102 25.67 0.031 7.72
3 0.103 26.46 0.031 7.92
4 0.106 26.39 0.03 7.54
5 0.104 25.55 0.022 5.56
6 0.101 29.99 0.038 11.27
7 0.095 26.28 0.034 9.33
8 0.105 26.5 0.03 7.6
9 0.105 26.51 0.02 4.96

[
o

0.107 26.65 0.015 3.64
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12/30/2016
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Average
Total

30-Day RIng
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0.098
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0.099
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0.102
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0.1
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0.088
0.094
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0.103
0.098
0.098
0.096
0.099
0.098
0.099
0.097
0.097

0.1
0.101
0.096
0.101
0.098
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0.101

NOXx Ibs

24.67
26.6
26.2

25.19
26.5

26.41

25.76

26.61

26.35

25.97

25.95

26.76

25.74

631.6

26.97

9.15
17.84
13.21
13.33
26.32
28.22
25.93
25.72
25.92
26.14
25.28
27.24
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26.17
26.49

25.3
26.52
26.62
25.98
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27.15
25.49

578.17

0.02
0.022
0.032
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0.019
0.014
0.014
0.014
0.016
0.016
0.025
0.024
0.025

0.028

SO2 Ib/mmBtu

0.04
0.017
0.038
0.014
0.014
0.014
0.014
0.014
0.014
0.014
0.015
0.022
0.031
0.022
0.027
0.026
0.023
0.015
0.019

0.02
0.036
0.019
0.028
0.029
0.022

0.028

4.92
5.34
8.37
7.26
8.72
4.83
3.53
3.67

3.7
4.32
4.42
6.77
6.31

155.5

54549

10.59
4.29
10.2

3.86

3.8
4.23
4.06
3.75
3.61
3.76
5.68
8.79
5.82

6.83

6.2
4.03
5.08
5.42
9.14
5.15
7.47
7.63

140.39

54534



12/31/2016

Hour NOx Ib/mmBtu  NOx lbs SO2 Ib/mmBtu SO2 Ibs
0 0.1 27.69 0.034 9.38
1 0.097 26.15 0.03 8.02
2 0.101 25.11 0.027 6.63
3 0.1 26.04 0.022 5.84
4 0.103 27.35 0.033 8.81
5 0.103 25.31 0.037 9
6 0.101 28.88 0.014 3.97
7 0.095 25.86 0.019 5.17
8 0.107 27.17 0.015 3.79
9 0.097 25.79 0.015 3.92
10 0.1 26.22 0.02 5.36
11 0.099 25.96 0.027 7.09
12 0.094 26.44 0.03 8.38
13 0.098 25.97 0.041 10.96
14 0.102 26.09 0.028 7.19
15 0.099 26.27 0.021 5.52
16 0.103 26.92 0.017 4.35
17 0.098 25.05 0.017 4.37
18 0.101 26.73 0.016 4.22
19 0.1 26.89 0.019 5.18
20 0.1 26.3 0.04 10.33
21 0.082 22.22 0.02 5.4
22 0.096 26.56 0.029 8.05
23 0.092 24.8 0.014 3.79
Average 0.099 0.024
Total 627.77 154.72
30-Day Ring 0.101 0.028

365-Day RIng 54540
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CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down

Down Down



Down Down

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down



CO Ib/mmBtu CO Ibs

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Maint Maint
Maint Maint
Maint Maint
Maint Maint
Maint Maint
Maint Maint
Maint Maint
Maint Maint
Maint Maint

Maint Maint



Maint
Maint
Maint
Maint
Maint
Maint
Maint
Inval

Inval

Maint

CO Ib/mmBtu
Inval
Inval
Inval
Inval
Inval
Inval
Inval
Inval
Inval
Inval
Inval
Inval
Inval

Inval

CO Ib/mmBtu
Inval
Inval

Maint
Maint
Maint
Maint
Maint
Maint
Maint

CO lbs

00C
00C
00C
00C
00C
00C
0.076 0O0OC
0.061 O0OC
0.052 00C
0.045 00C
0.043 00C
0.042 00C
0.043 00C
0.043 00C
0.043 00C
0.117 00C
00C
0.057

CO lbs

00C
00C

4.44
6.27

10.7

7.47

4.6
3.58
2.88
2.69
2.74
2.98

26.9



Inval

CO Ib/mmBtu

0.157 00C
0.074 00C
0.067 O0C
0.164 O0C
0.14 00C
Inval
0.021
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.039

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.032
0.017
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.38
3.02
2.88
2.99
3.32
3.36

3.4
3.39
3.29
3.36

3.4
3.36

3.4
3.44
3.34

3.4

52.7

3.4
3.24
3.27
3.31
3.23
3.36
3.67
3.46
4.92
3.88
3.43
3.52
3.65
3.44

3.4
3.46
3.46
3.46
3.46



CO Ib/mmBtu

Inval

OOR

Down
Down
Down

CO Ib/mmBtu
Down
Down
Down
Down
Down
Down

0.013
0.013
0.013
0.013
0.013
0.014

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.016
0.013
0.013
0.013
0.013
0.013
0.013
0.014

0.013

CO lbs

OOR

Down
Down
Down

CO lbs
Down
Down
Down
Down
Down
Down

3.38
3.38
3.35
3.27
3.44

83.8

3.38
3.33
3.43
3.39
3.35
3.45
3.81
3.68

3.5
3.49
3.69
2.48

3.7
3.35
3.47
3.53
3.44

3.5
3.52
3.23

68.7



DCal DCal

DCal DCal

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Inval 00cC

Inval 0o0cC

Inval 00cC

Inval

00cC

CO Ib/mmBtu CO Ibs
0.233 O0C

OOR 00cC

OOR 00cC
0.097 O0C
0.025 0O0C
0.015 O0C
0.015 O0C
0.012 3.64
0.012 3.57
0.012 3.52
0.012 341
0.013 3.46
0.013 3.5
0.013 3.47
0.013 3.5
0.013 3.5
0.013 3.45
0.013 3.54
0.013 3.55
0.013 3.5
0.013 3.58
0.013 3.6

0.013 3.49



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.027

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.014
0.014
0.013

CO lbs
0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.013

3.6

59.9

3.68
3.56
3.54
3.58
3.54
3.53
3.89
3.76
3.66
3.63
3.57
3.56
3.57
3.53
3.58
3.56
3.47
3.51
3.53
3.54
3.57
3.66
3.59
3.66

86.3

3.68
3.57
3.53

3.5
3.51

3.6
3.91
3.72
3.71
3.65



CO Ib/mmBtu

0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.56
3.62
3.64
3.57
3.58
3.53
3.45
3.53
3.56
3.48
3.51
3.55
3.49
3.55

86

3.6
3.57

3.6
3.61
3.51
3.58
3.96
3.73
3.62
3.63
3.55
3.59
3.67
3.55
3.57
3.67
3.57
3.59
3.62
3.55
3.62
3.58
3.56
3.63

86.7



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.63
3.56

3.6
3.56
3.55
3.68

3.73
3.64
3.66
3.63
3.65
3.71
3.61
3.64
3.68
3.57
3.67

3.7
3.63
3.65
3.66
3.68
3.76

87.9

3.76
3.66
3.69
3.67

3.6
3.66
3.97

3.7
3.68
3.63
3.58

3.5
3.28
3.42



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013

3.58
3.6
3.5

3.53

3.53

3.46

3.51

3.56
3.5

3.53

86.1

3.57
3.49
3.58
3.56
3.46
3.59
3.88
3.79
3.66
3.62
3.54
3.49
3.38
3.45
3.51
3.59
3.55

3.6
3.58
3.51
3.52

3.5
3.47
3.44

85.3

3.5



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.44

3.5
3.52
3.49
3.52
3.79
3.74

3.6
3.62
3.52
3.44

3.4

3.5
3.51
3.53
3.47
3.51
3.58
3.51
3.56
3.48
3.48

3.5

84.7

3.52
3.48
3.49
3.55
3.56
3.55
3.82
3.71

3.5
3.52
3.46
3.41
3.24
3.39
3.46
3.47
3.43
3.47



CO Ib/mmBtu

00C

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013

3.5
3.45
3.46
3.47
3.47
3.43

83.8

3.52
3.45
3.46

3.5
3.39
3.41

3.5
4.44
4.29
3.64
3.57
3.43
3.61
3.49
3.45
3.46
3.41
3.46
3.49
3.51

3.5
3.56
3.54
3.48

85.6

3.54
3.51
3.48
3.48
3.48



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.46
3.61
3.67
3.45
3.47
3.48

3.4
3.46
3.41
3.33

3.4
3.33
3.33

3.4
3.39
3.31
3.43
3.37
3.34

82.5

3.4
3.42
3.33
3.39
3.41
3.35
3.37
3.64
3.47
3.44
3.36

3.3
3.31
3.31
3.44
3.44

3.4
3.37
3.48
3.44
3.41
3.46



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.48
3.31

81.7

3.4
3.35
3.35
3.41
3.37
3.39
3.46
3.61
3.44
3.45

3.5
3.27
3.33
3.29
3.33
3.39
3.38

33
3.37
3.39
3.33
3.45
3.42
3.35

81.3

3.4
3.33
3.31
3.45
3.43
3.42
3.78
3.62
3.36



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.39
3.34
3.35
3.38
3.36
3.27

3.4
3.39
3.37

3.5
3.22
3.01
3.04
3.06
3.29

80.5

3.54
3.49
3.48
3.56
3.44
3.36
3.77
3.73

3.4
3.42
3.35
3.31
3.35
3.27
3.17
3.25
3.21
3.24
3.36
3.43
3.41

3.5
3.48
3.45

82



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.52

3.5
3.49
3.55
3.52
3.44
3.81
3.67

3.5
3.59
3.55
3.46
3.49
3.47

3.4
3.51

3.5

3.4
3.52
3.53
3.49
3.61
3.59
3.52

84.6

3.6
3.56
3.5
3.56
3.57
3.5
3.9
3.73
3.5
3.42
3.35
33
3.74



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs

CO lbs

3.5
3.34

3.4
3.42
3.38
3.47
3.52
3.43
3.51
3.51
3.53

84.2

3.65
3.61
3.57

3.6
3.49
3.42

3.8
3.74
3.61
3.62
3.58
3.41
3.44
3.41
3.38
3.46

3.5

3.4
3.45
3.45
3.41
3.48
3.47

3.4

84.4



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.013

3.47
3.39
3.24
3.42
3.51
3.43

3.8
3.55
3.36
3.38
3.37
3.23
3.34
3.31
3.29
3.33
3.31

33
3.42
3.32
2.81
2.97
3.13
3.42

80.1

3.51
3.42
3.38
3.52
3.55
3.41
3.47
3.71
3.39
3.47
3.51
2.95
3.02
3.52
3.39
3.44
3.43



CO Ib/mmBtu

CO Ib/mmBtu

0.013 3.43

0.013 3.47
0.013 3.48
0.013 3.45
0.013 3.52
0.013 3.49
0.013 3.46

0.013
82.4

CO lbs

0.013 3.48
0.013 3.41
0.013 3.38
0.013 3.56
0.013 3.52
0.013 3.52
0.013 3.58
0.013 3.69
0.013 3.44
0.013 3.48
0.013 3.48
0.013 3.39
0.013 3.46
0.013 3.39
0.013 3.31
0.013 3.42
0.013 3.34
0.013 3.3
0.013 3.43
0.013 3.4
0.013 3.42
0.013 3.55
0.013 3.52
0.013 3.5

0.013
83

CO lbs

0.013 3.5
0.013 3.55
0.013 3.36

0.013 3.42



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.41

3.4
3.47
3.68
3.46
3.52
3.48
3.46
3.58
3.49
3.41
3.47
3.45
3.17
3.57
3.47
3.39
3.49
3.45
3.47

83.1

3.53
3.42
3.32
3.38
3.38
3.33
3.45
3.56
3.38

3.4
3.38
3.37
3.51
3.15
3.36
3.42
3.43
3.38
3.45

3.4

3.3



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.36
3.32
3.33

81.3

3.45
3.45

3.4
3.45
3.43
3.36
3.49
3.69
3.49
3.49
3.45
3.38
3.44
3.51
3.49
3.62
3.66
3.49
3.53
3.59
3.49
3.59
3.57
3.48

84

3.65
3.54
3.53
3.59
3.59
3.46
3.52
3.79



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.56
3.63
3.66

3.5
3.57
3.48
3.48
3.43
3.46
3.45
3.45
3.47
3.42
3.49
3.42
3.43

84.6

3.52
3.55
3.53
3.54
3.45
3.41
3.41
3.75
3.54
3.48

3.4
3.34
3.37
3.37
3.27
3.42
3.43
3.26
3.35
3.31
3.29
3.34
3.37
3.34



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

82

3.43
3.29

33
3.32
3.34
3.23
3.29
3.58
3.38
3.44
3.43
3.33
3.31
3.37
3.29
3.34
3.36
3.35
3.37
3.35
3.26
3.26
3.22
3.15

80

3.18
3.21

3.2
3.26
3.23
3.23
3.31

3.5
3.31
3.37
3.36
3.21



CO Ib/mmBtu

0.012
0.012
0.012
0.014
0.013
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.015
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.013

3.27
3.31
3.33
3.22
3.37
3.33
3.44
3.49
3.43
3.47
3.39
3.35

79.8

3.5
3.47

3.3
2.94
3.38

33
3.36
3.58
3.34
3.45
3.45
3.34
3.42
3.38

3.3
3.39
3.39
3.36

3.4
3.34
3.26
3.32
3.36
3.29

80.6



CO Ib/mmBtu

Inval

CO Ib/mmBtu

CO lbs
0.013
0.014
Inval
0.013
0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012

3.33
3.19

3.24
3.21

3.4
3.26
3.68
3.49
3.45
3.47
3.42
3.23
3.32
3.41
3.38
3.48
3.42
3.41
3.42
3.39
3.33
3.43
3.39

77.8

3.41
3.45
3.46

3.4
3.44
3.47

33
3.67
3.52

3.4
3.43
3.42

33
3.41
3.51
3.38



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013

3.44
3.47
3.34

3.4
3.41
3.32
3.52
3.45

82.3

3.43
3.48
3.43
3.32
3.36
3.43
3.29
3.65
3.59
3.72
3.54

3.5
3.31
3.26
3.42
3.34
3.41
3.34
3.31
3.44
3.39
3.41
3.43
3.46

82.3

3.37
3.48
3.55



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012

3.37

3.4
3.43
3.29
3.62

3.6
3.52
3.41
3.33
3.29
3.46
3.46
3.37
3.42
3.47
3.42
3.45
3.39
3.31
3.42
3.49

82.3

3.41
3.45
3.46
3.41
3.52
3.5
3.7
3.62
3.5
3.36
3.43
3.4
3.35
3.3
3.23
3.19
33
3.3
3.28
3.51



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.48
3.42

3.6
3.56

82.3

3.37
3.39

3.3
3.24
3.37

3.4
3.59

3.6
3.45
3.36
3.41
3.47
3.39
3.43
3.36
3.31
3.41
3.39

3.3
3.39
3.38
3.33
3.42

3.4

81.5

3.26
3.38
3.41
3.33
3.44
3.46
3.62



CO Ib/mmBtu

0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.68
3.52

3.5
3.55
3.48
3.41
3.37
3.36

3.3
3.35
3.35
3.28
3.37

3.4
3.45
3.59
3.56

82.4

3.4
3.42
3.36
3.29

3.4
3.38
3.59
3.64
3.49
3.38
3.44
3.43
3.36
3.43
3.42

3.3
3.35
3.37
3.25
3.38
3.33
3.26
3.32
3.36



CO Ib/mmBtu

CO Ib/mmBtu

0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.014
0.012
0.012

81.4

3.3
3.41
2.85
2.86
3.37
3.39
3.59
3.68
3.53
3.49
3.58
3.54

3.5
3.45
3.42
3.34
3.38
3.35

3.3
3.36
3.38
3.24
3.36
3.37

81

3.31
3.42
3.35
3.27
3.29
3.27
3.49
3.47
3.46
3.44
3.42



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012

3.46
3.37
3.39
3.39
3.26
3.34
3.33
3.26
3.34

3.4

3.3
3.38
3.43

80.8

3.32
3.42
3.41

3.3
3.33
3.36
3.47
3.54
3.42

3.3
3.34
3.36

33
3.31
3.29

3.2
3.27
3.23

3.2
3.24
3.28
3.19
3.27
3.35

79.7



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.014
0.017
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.3
3.38
3.26

3.2
3.25
3.25
3.47
3.51
3.39
3.31
3.38
3.35
2.86

2.5
3.37
3.33

3.3
3.28
3.23
3.31
3.29

3.2
3.27
3.31

78.3

3.25
3.29
3.26
3.25
3.32
3.32
3.49
3.55

3.4
3.33
3.37
3.27
3.33
3.35
3.39



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012

3.32

3.4
3.33
3.32
3.38
3.37
3.33
3.36
3.38

80.4

3.37
3.43
3.43
3.41
3.49
3.46
3.65
3.71
3.53

3.5
3.54
3.49

3.4
3.45
3.45

3.4
3.43
3.39
3.37

3.4
3.45
3.31
3.38
3.37

82.8

3.39
3.43



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.44
3.41
3.46
3.47
3.65
3.65
3.51
3.57
3.49
3.43
3.32

3.4
3.37
3.34
3.37

3.4
3.33
3.37
3.38
3.34
3.41
3.43

82.4

3.36
3.42

3.4
3.37
3.49
3.49
3.68

3.7
3.61
3.48
3.53
3.48
3.41
3.48
3.45
3.36
3.47
3.44

3.4



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.013
0.012
0.012
0.012

3.43
3.42
3.38
3.41
3.39

83.1

3.36
3.43
3.38
3.38
3.46
3.49
3.66
3.68
3.55

3.4
3.41

3.4
3.28
3.43
3.41
3.34
3.37
3.35
3.28
3.35
3.34
3.25
3.33
3.35

81.7

3.26
3.31
3.33
3.26
3.37
3.33



00C
00C
00C
00oC
00C

CO Ib/mmBtu

00C

0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

00C
00C
00C
00C
00C

CO lbs

00C

3.61

3.62
3.41
3.44
3.34
3.43
3.41

3.3

3.4
3.43
3.32
3.44

3.4

64.4

3.3
3.38
3.37

33
3.38
3.34
3.59

3.36
3.25

3.3
3.27
3.21
3.33
3.33
3.24
3.33
3.33
3.28
3.34
3.32
3.24
3.36



CO Ib/mmBtu

Maint
Maint
Maint

CO Ib/mmBtu

00oC

0.012
0.012

CO lbs

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012
Maint
Maint
Maint

0.012

0.015

0.014

0.013

0.012

0.012

0.013

0.012

0.013

0.013

0.013

0.013

0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

00cC
0.013
0.013

3.39

76.5

3.35

3.4
3.39
3.31
3.42
3.39
3.54
3.61
3.47

3.7
2.87
2.83
3.14
3.26

3.2
3.09
3.12
3.11

3.1
3.15
3.14

68.6

3.1
3.18
3.12
3.07
3.17
3.12
3.33

3.7
3.23



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013

CO Ibs
0.012
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.013

3.27
3.24
3.12
3.21
3.22
3.09
3.14
3.15
3.07
3.11
3.16
3.11
3.15
3.18

73.2

3.1

3.2
3.14
3.07
3.14
3.12
3.36
3.36
3.22
3.15
3.22

3.2
3.06
3.13
3.15
3.08
3.18
3.15
3.06
3.16

3.2
3.09
3.16
3.19

75.9



CO Ib/mmBtu

Maint
Maint
Maint
Maint

CO Ib/mmBtu

CO lbs

0.013

0.013

0.013

0.013

0.013

0.013

0.013

0.013
Maint
Maint
Maint
Maint

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.13

3.2
3.16
3.12
3.16
3.16
3.45
3.45

3.54
3.35
3.37

3.3
3.33
3.33
3.32
3.36
3.41
3.37
3.43
3.39

66.3

3.35

3.4
3.41
3.27
3.39
3.39
3.55
3.57
3.45
3.32
3.38

3.4
3.34
3.42



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012

3.39
3.33

3.4

3.4
3.35
3.45
3.45
3.37
3.44
3.43

81.7

3.39
3.44
3.45
3.31
3.38

3.4
3.61
3.66
3.52

3.4
3.44
3.39
3.31
3.34
3.37
3.29
3.32
3.33
3.29
3.39
3.39

33
3.36
3.34

81.4

3.29



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.017
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.39
3.43
3.34
3.48
3.41
3.56
3.65
3.55

3.4
3.47
3.48
3.34
3.46
3.44
3.35
3.39
3.41
3.33
3.42
3.43
3.34
3.41

3.4

82.2

3.4
3.46

3.4
3.35

3.4
3.48
3.61

3.7
3.57
2.67
3.47
3.56
3.46
3.49
3.46
3.43
3.48
3.43



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012

3.37
3.46
3.45
3.38

3.4
3.41

82.3

3.33
3.38

3.4
3.31

3.4
3.41
3.65
3.68
3.52
3.41
3.47
3.47
3.43
3.47
3.41
3.31
3.39
3.41
3.36
3.41

3.4
3.34
3.42
3.42

82.2

3.31
3.42
3.46
3.38
3.44



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.43
3.61
3.69
3.53
3.41
3.46
3.44
3.37
3.45
3.44
3.37
3.41
3.38
3.33
3.44
3.39
3.29
3.37
3.34

82.2

3.29
3.38
3.42
3.35
3.42
3.45
3.67
3.71
4.01
3.49
3.46
3.44
3.36
3.45
3.41

3.3
3.36
3.35
3.29
3.35
3.34
3.34



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.41
3.38

82.4

3.37
3.38
3.39
3.31
3.39
3.36
3.61
3.65
3.48
3.37
3.43
3.43
3.36

3.4
3.38
3.27
3.35
2.96
3.26
3.31
3.31
3.25
3.38
3.38

80.8

3.26
3.25
3.24
3.24
3.34
3.36
3.29
3.57
3.42



CO Ib/mmBtu

0.012
0.012
0.012
0.014
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.34
3.38
3.38
3.03
3.43
3.41
3.35
3.37
3.33
3.26
3.34

3.4
3.37
3.44
3.46

80.3

3.46
3.46
3.48
3.41
3.43
3.46
3.36
3.66
3.51

3.4
3.47
3.45

3.4
3.47
3.42
3.28
3.32
3.35

33
3.39
3.43

3.3
3.34
3.35

81.9



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.34
3.4
3.4

3.34

3.38

3.32

3.21

3.62

3.53

3.45

3.51

3.46

3.39
3.4

3.42

3.33

3.38

3.41

3.27

3.35
3.3

3.21

3.34

3.32

81.1

3.33
3.35
3.36
3.32

3.4
3.37
3.23
3.61
3.45
3.37
3.38
3.33
3.29



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs

CO lbs

3.43
3.41
3.28
3.36
3.37
3.24
3.29
3.31
3.25
3.34
3.37

80.4

3.35
3.44
3.43
3.39
3.41

3.4
3.59
3.57

3.4
3.32
3.39
3.34
3.15
3.07
3.39
3.35

3.4

3.4
3.33
3.39
3.39
3.31
3.39
3.42

81



CO Ib/mmBtu

00C

0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.013

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.31
3.39
3.45

3.4
3.54
3.55
3.68
3.63
3.44
3.34
3.46
3.45
3.35
3.38

3.4
3.37

3.5
3.54

3.5
3.61
3.58

3.5
3.62
3.58

83.6

3.5
3.58
3.58
3.47
3.53
3.56
3.74
4.43
4.14
3.54

3.6
3.55
3.44
3.45
3.48
3.42
3.49



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012

3.51
3.42
3.54
3.58
3.49
3.55
3.56

86.2

3.56
3.64
3.61
3.52
3.58
3.59
3.81
3.81
3.64
3.49
3.54
3.57
3.48
3.55
3.53
3.46
3.56
3.57
3.42
3.51
3.54
3.45
3.52
3.53

85.5

3.48
3.54
3.55
3.45



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.56
3.56
3.69
3.74
3.63

3.5
3.56
3.56
3.51
3.54
3.53
3.46
3.52
3.53
3.54
3.54
3.58
3.43
3.45
3.45

84.9

3.4
3.48
3.62
3.46
3.52
3.48

3.6
3.68
3.57
3.51
3.55
3.52
3.37
3.47
3.52

3.5
3.66
3.61
3.49
3.56
3.53



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012

3.42
3.46
3.5

84.5

3.37
3.44
3.48
3.48
3.53
3.53
3.77
3.81
3.71
3.58
3.62
3.56

3.4
3.46
3.54
3.47
3.47
3.54
3.42
3.52
3.55
3.52
3.58
3.54

84.9

3.43

3.5
3.58
3.53

3.6
3.53
3.73
3.72



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.56
3.52
3.61
3.55
3.49
3.54
3.62
3.46
3.53
3.56
3.54
3.63
3.66
3.55
3.62
3.57

85.6

3.52
3.58
3.64
3.61
3.69
3.73
3.94
3.92
3.76
3.62
3.61
3.55
3.55
3.59
3.61
3.51
3.54
3.55
3.44
3.53
3.53
3.46
3.46
3.51



CO Ib/mmBtu

CO Ib/mmBtu

Maint

CO lbs
0.012
0.013
0.012
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.016
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013

CO lbs
0.013
0.013
0.012
0.013
0.012
0.012
0.013
0.012
0.012
Maint
0.013
0.012

86.5

3.5
3.54
3.45

3.4
3.49
3.53
3.75
3.75
3.65
3.59
3.34
3.53

3.4
3.51
3.59
3.44
3.52
3.51
3.47
3.49
3.51
3.48
3.53
3.55

84.5

3.48
3.54
3.53
3.53
3.59
3.56
3.81
3.79

3.6

4.14
3.63



CO Ib/mmBtu

00C

0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.013
0.013
0.012
0.013
0.012
0.013

0.013
0.012
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.45
3.48
3.53
3.36
3.39
3.46
3.51
3.58
3.54
3.41
3.52

3.5

81.9

3.42
3.48
3.52

3.4
3.51
3.57
3.83
4.75
4.43
3.66
3.69
3.63
3.59
3.62
3.58

3.5
3.59
3.69
3.58
3.65
3.66
3.56
3.59
3.58

88.1



CO Ib/mmBtu

Down
Down
Down
Down
Down
Down
Down

CO Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.018

0.013

CO lbs

Down
Down
Down
Down
Down
Down
Down

CO lbs
Down
Down
Down
Down
Down
Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down

3.44
3.53
3.51
3.36
3.44
3.47
3.77
3.68

3.5

3.4
3.44
3.42
3.38
3.42
3.43
3.37
2.14

57.7



Down Down

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down

Down Down



Down Down

Down Down

DCal DCal

DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down

Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down

DCal DCal

DCal DCal

Inval 0o0cC

Inval 00cC

Inval 0o0cC

Inval 00cC

0.07 O0C

0.049 O0C

0.064 O0OC

0.014 O0C

0.013 O0C

0.012 OOC

0.012 OOC

0.012 OOC

0.012 00C



CO Ib/mmBtu

00C
00C

CO Ib/mmBtu

Inval
DCal

0.012 00C
0.012 00C
0.012 00C
0.012 00C
0.024
00C

CO Ibs
0.012 00C
0.012 00C
0.012 00C
0.012 00C
0.012 00C
0.012 00C

00cC

00cC
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.014

DCal

3.19
3.18
3.25
3.26
3.22
3.33

3.3
3.28
3.41
3.38
3.29
3.38
3.35
3.26
3.34
3.33

52.8

3.23
3.32
3.32
3.26
3.25
7.03



Down Down

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down

0.012

234

CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Inval 0o0cC
Inval 00cC
Inval 0o0cC
Inval 00cC
Inval 0o0cC
Inval 00cC

0.222 O0C

0.118 O0C

OOR 00C



CO Ib/mmBtu
Inval

CO Ib/mmBtu

0.17
00C

CO Ibs

00cC
0.066 00C
0.015 00C
0.012 00C
0.012 00C
0.012 00C
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.015

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

2.18
3.62
3.42
3.31
3.37
3.38
3.29
3.37
3.35
3.29
3.37
3.34

3.3
3.37
3.42
3.36
3.37
3.39

59.5

3.39
3.45
3.49
3.38
3.48
3.47
3.62
3.69

3.5
3.36
3.47



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.41
3.29
3.41
3.44
3.32

3.4
3.41
3.32
3.41
3.42
3.34
3.39
3.45

82.3

3.43
3.49
3.49
3.21

3.4
3.47
3.58
3.67
3.52
3.38
3.42
3.42
3.32
3.45
3.47
3.37
3.47
3.46
3.39
3.46
3.46
3.38
3.47
3.48

82.7



CO Ib/mmBtu

CO Ib/mmBtu

00C

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012

0.013
0.013
0.013
0.013
0.013
0.013
0.012

3.45
3.43
3.41
3.35
3.44
3.45
3.63

3.7
3.53
3.54
3.55
3.52
3.42
3.52
3.52
3.39

3.5
3.51
3.42
3.48
3.49
3.41
3.44
3.47

83.6

3.45
3.47
3.46
3.41
3.52
3.49
3.62
4.33
3.97
3.59
3.58

3.5

3.4
3.49
3.49



CO Ib/mmBtu

Maint

CO Ib/mmBtu

0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.015
Maint
0.012
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.013

CO lbs
0.012
0.013

3.41

3.5
3.46

3.4
3.71
3.67
3.64
4.18
4.39

87.1

4.21
4.15
3.78
3.53
3.93
3.99
3.81
4.27
3.53

3.56
3.33
3.26
3.29
3.26
3.24

33
3.29
3.23
3.41
3.45
3.34
3.51
3.55

82.2

3.31
3.34



CO Ib/mmBtu

0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013 00C
0.013 00C
0.013 00C
0.013 00C
0.013 00C
0.013
0.013
0.013
0.012
0.012
0.012
0.012

3.34
3.39

3.5
3.52
3.72
3.95
3.25
3.17
3.21
3.23
3.13
3.18
3.24
3.16
3.25
3.26
3.21
3.27
3.28
3.22
3.24
3.26

79.6

3.21

33
3.34
3.28
3.31
3.31
3.19

3.97
3.54
3.52
3.39
3.49
3.46
3.35



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.013

CO lbs
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.012
0.013
0.013
0.013

3.42
3.49
3.41
3.51
3.49

65

3.42
3.46
3.43
3.47
3.56
3.55
3.42
3.72
3.58
3.49
3.51

3.5

3.4
3.45
3.44
3.48
3.47
3.47

3.4
3.51
3.54
3.54
3.52
3.52

83.9

3.41
3.51
3.54
3.47
3.51
3.52



0.013 3.34

0.013 3.72
0.013 3.52
0.012 3.46
0.013 3.51
0.013 3.51
0.013 3.44
0.013 3.47
0.013 3.53
0.013 3.45
0.013 3.5
0.013 3.46
0.013 3.42
0.013 3.52
0.013 3.54
0.012 2.55

Inval Inval

Inval Inval
0.013

75.9

CO Ib/mmBtu CO Ibs

Inval Inval

Inval Inval

Inval Inval

Inval Inval

Inval Inval

Inval Inval

Cal Cal

Inval Inval

Inval Inval

Inval 10.56

Inval Inval

Inval Inval

Inval Inval

Inval Inval

Inval Inval

Inval Inval

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down



Down Down

Inval
10.6
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Inval 0.59
Inval 0o0cC
Inval 00cC
Inval 0o0cC
Inval 00cC
Inval 0o0cC
0.292 O0C
0.58 O0C
Inval 00cC
Down Down
0.436
0.6
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down

Down Down



Down Down

Down Down
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down



CO Ib/mmBtu CO Ibs

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down

Down Down



Down Down

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs

Down Down



Down
Down
Down
Inval
Inval
Inval
00cC
00cC
00cC
00cC
00cC
00cC
00cC

CO Ib/mmBtu

00oC

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

Down
Down
Down
00cC
00cC
1.89
4.77
12.35
10.2
8.22
7.8
OOR
7.79
3.59
3.32
3.39
3.42
3.49
3.47
3.49
3.37
3.48
3.46

87.5

CO lbs
3.34
3.42
3.45
3.35
3.48
3.5
3.74
00cC
3.44
3.38
3.56
3.61
3.47
3.63
3.6
3.5
3.62
3.61



CO Ib/mmBtu

OOR

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
OOR
0.046
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014

CO Ibs
0.013
0.013
0.013
0.013
0.013

3.53
3.56
3.57
3.48

3.6
3.58

81

3.49
3.59
3.65
3.59
3.66

3.6
3.82
3.86
3.69
3.59
3.66

6.72

2.9
3.55
3.55
3.62
3.64
3.56
3.59
3.61
3.54

3.6
3.64

85.7

3.57
3.66
3.65

3.6
3.77



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.72
3.89
3.96
3.76
3.63
3.68
3.69
3.62
3.67
3.68
3.55
3.61

3.6
3.54
3.62

3.6
3.51
3.59
3.61

87.8

3.52
3.59
3.61
3.52

3.6

3.6
3.79
3.83
3.67
3.56
3.59
3.62
3.58
3.67
3.67
3.54
3.61
3.59
3.55
3.61
3.62
3.57



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.64
3.6

86.8

3.57
3.66
3.64
3.54
3.61
3.62
3.85
3.85
3.68

3.6
3.71

3.7
3.63
3.56
3.62
3.57
3.61
3.61
3.49
3.56
3.52
3.43
3.56

3.6

86.8

3.54
3.61
3.63
3.56
3.62
3.61
3.78
3.82
3.67



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.56
3.63
3.59
3.51
3.54
3.54
3.47
3.55
3.55
3.48
3.65
3.57
3.51
3.57
3.56

86.1

3.51
3.55
3.56
3.51
3.57
3.56
3.82
3.87
3.71
3.57
3.62
3.57
3.51
3.55
3.59
3.55
3.61
3.59
3.47
3.51
3.52
3.48
3.54
3.55

85.9



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013 00C
0.013 00C
0.013
0.013
0.013
0.013

3.51
3.55
3.57
3.49
3.62
3.61
3.85
3.91
3.68
3.54
3.57
3.54
3.48
3.51
3.53
3.46
3.51

3.5
3.42

3.5

3.5
3.44
3.54
3.53

85.4

3.44
3.55
3.55
3.48
3.55
3.55
3.74

3.6
3.52
3.63

3.5



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.013

0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs

CO lbs

3.54
3.55
3.49
3.49
3.45
3.39
3.45
3.46

3.4
3.46
3.47

77.3

3.4
3.45
3.46
3.41
3.47
3.48
3.66
3.61
3.51
3.39
3.43
3.39
3.27
3.32
3.31
3.24
3.37
3.46
3.38
3.44
3.43
3.33
3.44
3.49

82.1



CO Ib/mmBtu

0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.55
3.54
3.46
3.32
3.46
3.53

3.7
3.89
3.66
3.49
3.57
3.58
3.53
3.71
3.71
3.56
3.61
3.56
3.43

3.5
3.54
3.44
3.53
3.49

85.4

3.44
3.49
3.46
3.37
3.47

3.5

3.7
3.81
3.66
3.54
3.63
3.58
3.46
3.55
3.54
3.44
3.52



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013

3.52
3.47
3.58

3.5
3.45
3.53
3.57

84.8

3.52

3.6
3.61
3.53
3.61
3.61
3.81
3.88
3.69
3.59
3.65
3.62
3.51
3.55
3.56
3.45
3.53
3.54
3.47
3.54
3.55
3.44
3.49
3.47

85.8

3.43
3.47
3.54
3.46



00C
00oC

CO Ib/mmBtu

0.013
0.013
0.013
00C
00C
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014

3.51
3.53
3.72

3.58
3.49
3.49
3.43

3.5
3.51
3.43
3.53
3.51
3.42
3.51
3.53
3.41
3.49
3.49

77

3.44
3.52
3.56
3.57
3.67
3.71
3.89
3.91
3.76
3.66
3.72
3.68
3.61
3.66
3.62
3.56
3.64
3.64
3.52
3.51
3.05



CO Ib/mmBtu

00C

CO Ib/mmBtu

0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
00cC
0.013
0.013
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012

3.22
3.5
3.5

86.1

3.4
3.52
3.49

3.4
3.49

3.5
3.64

3.77
3.54
3.58
3.54
3.43
3.51
3.52
3.43
3.51
3.49
3.42
3.51

3.5
3.47
3.57
3.56

80.8

3.45
3.56
3.59

3.5
3.57
3.56
3.75
3.83



CO Ib/mmBtu

0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.67
3.55

3.6
3.59
3.47
3.55
3.53
3.43
3.52
3.51
3.44
3.53
3.59

3.5
3.59
3.57

85.5

3.48
3.59
3.59

3.5
3.59

3.6
3.83

3.9
3.71
3.59
3.64
3.63
3.53
3.61

3.6
3.48
3.56
3.56
3.46
3.48
3.49
3.46
3.53
3.53



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

85.9

3.47
3.53
3.58
3.53
3.65
3.69
3.89
3.84

3.7

3.6
3.62
3.58
3.49
3.56
3.56
3.49
3.54
3.52
3.41
3.47
3.53
3.45
3.53
3.55

85.8

3.47
3.54
3.56
3.49
3.56
3.55
3.42
3.79
3.66
3.51
3.56

3.5



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.015
0.013
0.013
0.013
0.013

3.43
3.52
3.54
3.48

3.5
3.46
3.37
3.45
3.48
3.44
3.52
3.54

84.3

3.49
3.57
3.57
3.51
3.59
3.59
3.47
3.76
3.58
3.43
3.45
3.42
3.38
3.42
3.43
3.35
3.37
3.39
3.41
3.48
4.19
3.42
3.49
3.51

84.3



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.5
3.55
3.56

3.5
3.58
3.59
3.42
3.78
3.62
3.53
3.58

3.5
3.46
3.52
3.49
3.42
3.56
3.51
3.45
3.49

3.5
3.48
3.56
3.56

84.7

3.52
3.56
3.61
3.61
3.65
3.61
3.49

3.8
3.67
3.57
3.55
3.51
3.45
3.49
3.49
3.43



Down
Down

CO Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Inval
Inval
Inval

CO Ib/mmBtu
Inval

0.013
0.013
0.013
0.013
0.013
0.021

0.013

0.083
0.079

Down
Down

CO Ibs
Down
Down
Down
Down
Down
Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
00cC

00cC

00C

CO Ibs
00cC
00cC
00cC

3.47
3.52
3.48
3.54
3.54
1.54

76.1



CO Ib/mmBtu

0.055 00C
0.013 00C
0.013 00C
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.012
0.013
0.012
0.013
0.012
0.012
0.012
0.013

0.02

CO lbs
0.012
0.012
0.013
0.012
0.013
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013

2.62
3.49
3.37
3.22
3.28
3.26

3.2
3.25
3.27

3.2
3.26
3.27
3.17
3.28
3.32
3.24
3.32
3.26

58.3

3.27
3.32
3.32
3.19
3.24
3.25
3.49
3.55
3.38
3.24
3.27
3.26
3.39

3.3

33
3.26
3.33
3.25
3.17
3.23



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.012

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.23
3.22

3.3
3.29

79.1

3.3
3.36
3.38

33
3.42
3.43
3.65
3.61
3.41
3.28

3.3
3.29
3.19
3.26
3.25
3.27

3.4

3.4
3.37
3.48
3.48
3.42
3.49

3.5

81.2

3.39
3.46
3.48

3.4

3.5
3.51
3.71



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.013

CO lbs
0.013
0.013
0.012
0.013
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.012
0.012

3.77

3.6
3.49
3.53
3.53
3.45

3.5
3.47
3.42
3.49
3.47

3.4
3.49
3.47
3.41
3.48

3.5

83.9

3.45
3.53
3.56
3.44
3.55
3.56
3.77
3.85
3.69
3.54

3.6
3.55
3.47

3.5
3.46
3.44
3.47
3.52
3.43
3.51

3.5
3.41

3.5
3.52



CO Ib/mmBtu

CO Ib/mmBtu

00C

0.012

CO Ibs
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.012
0.013

00cC
0.013
0.013
0.013

84.8

3.46
3.52
3.41
3.29
3.38
3.39

3.6
3.66

3.5
3.41
3.47
3.43
3.34
3.43
3.42
3.36
3.46
3.44
3.36
3.43
3.46

3.4
3.48
3.47

82.6

3.38
3.48
3.47
3.36
3.49
3.51

3.6

3.39
3.32
3.35



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.014
0.013
0.012
0.012
0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.36
3.39
3.62
3.59
3.59
3.68

3.5
3.38
3.42
3.48
3.38
3.46
3.47

79.7

3.4
3.51
3.52
2.76
3.25
3.31
3.53
3.58
3.45
3.34
3.37
3.37
3.25
3.34
3.31
3.25

33
3.34
3.24
3.32
3.33
3.25
3.31
3.29

79.9



CO Ib/mmBtu

00C
00oC

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012

00cC

00cC
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.23
33
3.28
3.27
3.3
3.33
3.5

3.23
3.15
3.15
3.13
3.23
3.22
3.12

3.2
3.22
3.17
3.25
3.28
3.19
3.25
3.29

713

3.18
3.26
3.24
3.16
3.23
3.24

3.4
3.48
3.31
3.27
3.32
3.29
3.14
3.18
3.18



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.013
0.013

3.19
3.26
3.28
3.22
3.43
3.41
3.36
3.43
3.43

78.9

3.39
3.41
3.43
3.39
3.49
3.46
3.67
3.72
3.53
3.43
3.46
3.45
3.37
3.42

3.4
3.32
3.36
3.37
3.34
3.44
3.46
3.37
3.46
3.45

82.6

3.45
3.51



CO Ib/mmBtu

0.013
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.51
3.45
3.53
3.52
3.74
3.74
3.59
3.48
3.97
3.52
3.47

3.5
3.51
3.36

3.4
3.39
3.33

3.4

3.4
3.39
3.45
3.46

84.1

3.45
3.53
3.52
3.48
3.54
3.54
3.73
3.72
3.55

3.4
3.42

3.4

3.3

3.4
3.35
3.33
3.39
3.36
3.33



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.012
0.012
0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.012
0.012

3.41
3.41
3.35
3.42
3.41

82.7

3.33
3.43
3.42
3.38
3.44
3.47
3.66

3.7
3.53
3.44

3.5
3.48
3.42
3.42
3.36
3.31
3.36
3.35
3.31
3.36
3.37
3.25
3.28
3.26

81.8

33
3.41
3.44
3.39
3.47
3.47



CO Ib/mmBtu

0.012
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.013
0.012
0.013
0.013

CO lbs
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.013

3.61

3.6
3.41
3.38
3.44
3.41
3.32
3.37
3.35
3.21
3.25
3.64
3.23
3.32
3.32
3.28
3.33
3.35

81.3

3.28
3.39
3.34
3.28
3.34
3.36
3.57
3.63
3.45
3.37
3.42
3.39
3.27
3.29
3.31
3.27
3.33
3.29

3.2
3.26
3.28
3.28
3.31



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.36

80.3

3.32
3.37
3.37
3.26
3.36
3.35
3.53
3.56
3.37
3.32
3.38
3.34
3.26

3.3
3.27
3.19
3.26
3.27
3.24

3.3
3.35
3.29
3.38
3.37
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3.33
3.4
3.4

3.34

3.44

3.43

3.57

3.56
3.4

3.22



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.24
3.22
3.17
3.24
3.23
3.17
3.24
3.22
3.16
3.24
3.24
3.23

3.3
3.32

79.3

3.25
3.37
3.38
3.26
3.34
3.36

3.5
3.39
3.24

3.2
3.27
3.27
3.17
3.21
3.22
3.13
3.16
3.18
3.15
3.19
3.22
3.14
3.23
3.21

78



CO Ib/mmBtu

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

CO Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down

0.013
0.013
0.013
0.013
0.019

0.014

CO lbs

Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

CO lbs
Down
Down
Down
Down
Down
Down
DCal

DCal

Down
Down
Down
Down
Down
Down

3.12
2.99
2.81
2.45
1.35

12.7



Down
Inval
Inval
Inval
Inval
Inval

OOR

CO Ib/mmBtu

00C
00C
00C

CO Ib/mmBtu

Down
00cC
00cC
00cC
00cC
00cC
0.245 0O0C
0.206 O0C
00cC
0.059 00C
0.17
00cC

CO lbs
0.028 00C
0.027 00C
0.025 00C
0.024 00C
0.024 00C
0.023 00C
0.023
00cC
00cC
00cC
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.017

CO lbs
0.013

3.67

3.18
3.08
2.97
3.04
3.08
2.95
2.96
2.96
2.98
3.11
3.16
3.11
3.18
3.15

46.6

3.08



CO Ib/mmBtu

00oC
00C
00oC

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

00cC

00cC

00cC
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.12
3.14
3.13
3.26
3.18
3.37
3.43
3.27
3.14
3.17
3.16
3.11
3.16
3.17
3.14
3.24
3.26
3.07
3.14
3.17
3.19
3.25
3.26

76.6

3.2
3.26
3.27
3.24
3.32
3.33
3.48

2.99
3.03
291

3.09
2.99
3.04
3.03



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013

3.12
3.2
3.24
2.85
2.59
3.2

65.4

3.1
2.59
3.08
3.05
3.15
3.15
3.39
3.47
3.35
3.28

3.6

3.2
3.08
3.15
3.15
3.06
3.09
3.06
3.03
3.11
3.13
3.05

3.1
3.12

75.5

3.11
3.14
3.16
3.15
3.21



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013

3.24
3.32
3.36
3.17
3.12
3.16
3.18
3.05
3.09
3.11

3.1
3.19
3.18
3.17
3.23
3.28
3.12
3.17
3.16

76.2

3.04
3.09
2.92
3.07
3.18
3.13

3.35
3.19
3.09
3.13
3.13

3.03
3.03
291

3.01
2.99
3.09
3.06
2.35



Down Down

Down Down

0.013

66.8
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down
Down

CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Inval 0.29
Inval 00cC
Inval Cal

0.284 O0C

0.135 00C



OOR

CO Ib/mmBtu

00C
0.016 O0OC
0.014 00C
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.037

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.36
3.18
3.15
3.11
3.18
3.18
3.05
3.07
3.09
3.06

3.1
3.12

37.9

3.06
3.16
3.29
3.16
3.21
3.16
3.04
3.47
3.05
2.98
3.02
3.02
2.98

2.96
2.94
2.97

291
2.93
2.97
2.95
2.99
3.05

73.3



CO Ib/mmBtu

CO Ib/mmBtu

00C
00oC

CO lbs
0.012
0.012
0.013
0.013
0.012
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.013
0.013
0.013
0.013

3.09
3.16
3.15
3.16
3.22
3.19
3.02
3.33
3.15
3.12
3.16
3.24
3.18
3.21
3.24
3.04
3.14
3.14
3.17
3.15
3.11
3.12
3.18
3.14

75.8

3.03
3.12
3.14
3.15
3.18
3.21
3.51
4.35
4.36
3.94
3.55
3.42
3.24



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013

0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.013

CO lbs

CO lbs

3.13
3.24
3.26
3.24
3.25
3.19
3.21
3.22

3.2
3.28
3.28

80.7

3.11
3.15

3.2
3.09
3.11
3.08
3.25
3.27
3.38
3.13
3.15
3.11
2.99
3.05
3.05
3.08
3.13
3.14
3.16
3.19
3.15
3.12
3.21
3.21

75.5



CO Ib/mmBtu

0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.013
0.013
0.012
0.012
0.013
0.012
0.012
0.013
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012

3.15
3.24
3.22
3.08
3.11
3.13
3.27
3.27
3.12
3.04
3.01
3.01
3.01
3.12

3.1
3.04
3.04
3.07
3.05
3.19
3.21
3.14

3.2
3.22

75

3.1
3.15

3.2
3.16
3.19

3.2
3.31
3.29
3.06

3.1
3.12
3.03
3.03
3.04
3.06
3.08
3.17



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012

3.09
2.93
2.96
3.01
3.05
3.15
3.12

74.6

3.09
3.18
3.24
3.08
3.18
3.19
3.36
3.34
3.14
2.99
3.03
2.99
3.02

3.1
3.09
3.04
3.11
3.08
2.94

3.08
3.03
3.06
3.05

74.4

3.14
3.23
3.24
3.08



CO Ib/mmBtu

0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.015
0.012

CO Ibs
0.013
0.012
0.013
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012

3.08
3.08
3.33
3.42
3.27
3.17
3.23
3.19
3.02
3.06
3.04
3.16
3.23
3.22
3.13

3.2
3.16
3.04
3.11
2.72

75.6

2.87
3.04
2.67
3.16
3.29
3.29
3.32
3.36
3.22
3.16
3.21
3.21
3.21
3.25
3.27
3.23
3.31

33
3.11
3.09
3.11



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012

3.11
3.17
3.16

76.1

3.13
3.16
3.19
3.14
3.22
3.22
3.25
3.27
3.09
3.05
3.08

3.1
3.03

3.1
3.12
2.99
3.05
3.11
3.09
3.11
3.13
3.11

3.2
3.14

75.1

3.07
3.07

3.1
3.18
3.25
3.27
3.37

3.4



CO Ib/mmBtu

0.012
0.012
0.013
0.014
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012

CO Ibs
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.013
0.012

3.29
3.22
3.24
3.2
3.25
33
3.3
3.24
3.3
33
3.23
3.27
3.26
3.09
3.14
3.13

77.5

3.1
3.12
3.14
3.13
3.21
3.21

3.4
3.47
3.29
3.16
3.19
3.18
3.21
3.29
3.29
3.23
3.28
3.28
3.16
3.22
3.23
3.17
3.22
3.18



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

77.4

3.1
3.16
3.16
3.19
3.26
3.24
3.36
3.41
3.28
3.12
3.19
3.15
3.11
3.16
3.16
3.15
3.24
3.24
3.21
3.27
3.29
3.19
3.29
3.31

77.2

3.25
3.28

33
3.28
3.34
3.32

3.5
3.57
3.42
3.33
3.39
3.38



CO Ib/mmBtu

00C
00oC
00C

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.013
0.012
0.012
0.012
0.012
0.012

00cC

00cC

00cC
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013

3.36
3.42
3.42
3.35
3.44
3.43
3.38
3.47
3.52
3.47
3.54
3.56

81.7

3.43
3.43
3.43
3.36
3.49

3.5

3.7

3.48
3.42
3.35
3.45
3.45
3.39
3.48
3.47
3.41
3.47
3.47
3.43
3.51

3.5

72.6



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.012
0.013
0.013
0.013
0.015
0.014
0.013
0.013 O0C
0.013 O0C
0.013
0.013
0.013
0.013
0.013
0.013
0.012

3.47
3.53
3.53
3.46
3.54
3.54
3.74
3.81
3.61
3.53
3.58
3.56
3.46
3.53
3.53
3.44
3.52

3.5
3.45
3.52

3.5
3.48
3.51
3.51

84.9

3.4
3.37
3.21
3.22
3.44
3.55

3.7

4.3
3.56
3.48
3.35
3.44
3.43
3.35



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013

CO Ibs
0.012
0.013
0.012
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.014
0.016
0.017
0.018
0.013

CO Ibs
0.019
0.02
0.021

3.42
3.41
3.36
3.41
3.41
3.36
3.42
3.39

76

3.32
3.37
3.38
3.27
3.39

3.4
3.57

3.6
3.44
3.38
3.43
3.41
3.34

3.4
3.42
3.35
3.41
3.39
3.34
3.35
3.81
4.22
4.55
4.83

85.4

5.13
5.51
5.75



00oC
00C

CO Ib/mmBtu

0.022
0.024
0.025
0.025
00C
00C
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.016

CO lbs
0.012
0.012
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

5.97
6.44
6.72
6.93

3.59

3.6
3.56
3.46
3.52
3.55
3.44
3.51
3.51
3.44
3.53

3.5
3.43
3.51
3.49

95.1

3.38
3.45
3.46
3.38
3.44
3.43
3.61
3.73
3.62
3.49
3.58
3.55
3.44
3.54

3.5
3.44
3.52
3.53
3.49
3.56



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.013

CO Ibs
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.013
0.012
0.012
0.013

3.47
3.42
3.47
3.49

84

3.42
3.5
3.5

3.42

3.52
3.5
3.6

3.71

3.59

3.51

3.57

3.54

3.47
3.5

3.47

3.37

3.46

3.42

3.27

3.38

3.43

3.47

3.61

3.64

83.9

3.54
3.61

3.6
3.45
3.53
3.57

3.7



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.81
3.63
3.51
3.54

3.5
3.48
3.54
3.51
3.44
3.51

3.5
3.42
3.48
3.54
3.48
3.57
3.61

85.1

3.44
3.49
3.41
3.25
3.34
3.32
3.46
3.55
3.45
3.33
3.37
3.39
3.31

3.4
3.39
3.35
3.41
3.41
3.25
3.33
3.35
3.29
3.38
3.36



CO Ib/mmBtu

CO Ib/mmBtu

0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.013
0.012
0.012
0.013
0.012
0.012
0.012
0.013
0.013
0.013
0.013

81

3.37
3.44
3.46
3.36
3.48
3.47
3.48
3.57
3.41
3.29
3.37
3.34
3.36
3.42
3.41
3.29
3.36

3.4
3.29
3.36
3.38
3.39
3.49
3.51

81.7

3.4
3.51
3.49
3.45
3.54
3.56
3.57
3.72
3.56
3.46
3.55



CO Ib/mmBtu

00oC
00C

0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

00cC

00cC
0.009
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.55
3.57
3.59
3.58
3.49
3.62
3.61
3.49
3.56
3.55
3.49

3.6
3.59

85.1

3.53
3.55
3.54
3.54
3.61
3.63
3.69

3.81
3.53
3.55
3.49
3.54
3.52
3.51
3.55

3.6
3.49
3.59
3.61
3.58
3.68
3.68

78.8



CO Ib/mmBtu

CO Ib/mmBtu

00C
00oC

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012

00cC

00cC
0.012
0.012
0.012
0.012
0.012
0.012

3.63
3.68
3.66
3.56
3.67
3.67
3.78
3.92
3.66
3.47
3.54
3.54
3.53
3.61
3.64
3.53
3.58
3.58

3.5
3.57
3.61
3.55
3.66
3.65

86.8

3.49
3.54
3.55

3.5
3.58
3.57
3.81

3.45
3.56
3.56
3.44
3.56
3.53



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012

3.41
3.53
3.52
3.47
3.58

3.6
3.53
3.65
3.63

78.1

3.55
3.63
3.57
3.52
3.61
3.58
3.39
3.76
3.58
3.45
3.58
3.56
3.48
3.49

3.5
3.43
3.55
3.54
3.46
3.56

3.6
3.54
3.63
3.64

85.2

3.59
3.63



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.65

3.6
3.69
3.69
3.45
3.82
3.69
3.59
3.62

3.6
3.48
3.48
3.46
3.41
3.46
3.48
3.39
3.47
3.48
3.41
3.47
3.47

85.1

3.38
3.46
3.43
3.41
3.49
3.54
3.36
3.83
3.66
3.52
3.58
3.54
3.41
3.45
3.45
3.41
3.52
3.54
3.45



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.013
0.013
0.012
0.012
0.013
0.012

3.53
3.56
3.54
3.62
3.56

84.2

3.44
3.47
3.46
3.48
3.57
3.56
3.46
3.83
3.66
3.39
3.37
3.31
3.27
3.31
3.27
3.17
3.22
3.24
3.19
3.26
3.29
3.23
3.21
3.17

80.8

3.17
3.29

33
3.24
3.28
3.28



CO Ib/mmBtu

0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.014

3.43
3.46
3.31
3.22
3.25
3.21
3.21
3.24
3.24

3.2
3.27
3.26
3.24
3.32
3.32
3.31
3.37
3.35

78.8

3.3
3.28
3.31
3.32
3.37
3.37
3.58
3.61
3.27

3.1
3.12
3.31

3.2
3.24
3.25
3.22
3.27
3.26
3.18
3.19
3.25
3.17
3.23



CO Ib/mmBtu

00C
00C

CO Ib/mmBtu

00oC
00C

0.013
0.013

CO lbs
0.016
0.013
0.013
0.013
0.013
0.013
0.013

0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.013
0.013
0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.013

3.34

78.7

2.56
3.17
3.14
3.24
3.27
3.29
3.56
4.27
4.08

3.4
3.39
3.34
3.23
3.19
3.19
3.17
3.24
3.27
3.21
3.29
3.32
3.21
3.28
3.29

79.6

3.24
3.27

33
3.19
3.26
3.28
3.49
4.23
4.19
3.46



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.013

CO Ibs
0.012
0.013
0.013
0.013
0.013
0.014
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013

3.39
3.35
3.26

33
3.29
3.21
3.28
3.28
3.23
3.29
3.33
3.23
3.29
3.27

80.9

3.3
3.29
3.28
3.26
3.32
2.72
3.42

3.5
3.35
3.22
3.25
3.24
3.16
3.18
3.14
3.08
3.15
3.16
3.15
3.22
3.25
3.17
3.25
3.27

77.3



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012

3.26
3.38

3.4

3.3

3.4

3.4
3.63
3.68
3.52
3.38
3.37
3.36
3.27
3.34
3.33
3.24
3.32
3.33
3.24
3.34
3.36
3.29
3.35
3.35

80.8

3.29
3.37
3.36
3.27
3.36
3.35
3.55
3.62
3.46

3.3
3.35
3.31
3.24
3.31



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012

CO lbs
0.012

3.32
3.23
3.33
3.35
3.29

3.4
3.41
3.33
3.39
3.42

80.6

3.4
3.47

3.5
3.42
3.49
3.48
3.67
3.71

3.5
3.34
3.36
3.37

3.3
3.39
3.39
3.27
3.35
3.39

3.3

3.4

3.4
3.23
3.31
3.36

81.8

3.35



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013

3.44
3.45
3.37
3.46
3.44
3.57
3.67
3.55
3.39
3.45
3.45

33
3.38
3.37
3.28
3.34
3.34
3.25
3.37
3.42
3.29
3.36
3.37

81.7

3.35

3.4
3.34
3.22
3.27
3.31
3.56
3.58
3.46
3.38
3.41
3.43
3.31
3.41
3.37
3.32
3.39
3.38



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.012
0.013
0.012
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.013
0.013

3.28
3.38
3.44
3.43

3.5
3.48

81.4

3.41
3.47
3.45
3.39
3.48

3.5
3.68
3.74
3.57
3.41
3.45
3.42
3.37
3.42
3.41
3.32
3.39
3.39
3.32

3.4
3.44
3.38
3.44
3.49

82.7

3.38

3.4
3.37
3.29
3.34



00cC

Maint
Maint
Maint
Maint
Maint

CO Ib/mmBtu

00oC

0.013
0.013

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

Maint
Maint
Maint
Maint
Maint

CO lbs

00C

3.31
3.57
4.33

3.63
3.49
3.46
3.52
3.52
3.44
3.53
3.54
3.49
3.58
3.56

66.8

3.53
3.55
3.55

3.5

3.6
3.58
3.65

3.7
3.55
3.62
3.53

3.5
3.55
3.51
3.44
3.49
3.53
3.45
3.57
3.56
3.49



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012 00C
0.012

3.59
3.58

81.6

3.54
3.59
3.59

3.5
3.57
3.56
3.72
3.88
3.66
3.51
3.58
3.56
3.49
3.56
3.51

3.4
3.43
3.44
3.29
3.44
3.47
3.38
3.48
3.51

84.7

3.48
3.54
3.55
3.48
3.57
3.57
3.66

3.68



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.43
3.49
3.45
3.34
3.41
3.42
3.32
3.38
3.38
3.33
3.39

3.4
3.38
3.44
3.43

79.5

3.4
3.49
3.47
3.41
3.52
3.51
3.67
3.74
3.57
3.43
3.47
3.46
3.34

3.4
3.33
3.33
3.39
3.38
3.32
3.41
3.44
3.37
3.47
3.48

82.8



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.44
3.52
3.52
3.42
3.51
3.49
3.63
3.73
3.55
3.44
3.46
3.44
3.34
3.41
3.39
3.33
3.37

3.4
3.33
3.46
3.44
3.36
3.43
3.41

82.8

3.37
3.48
3.48
3.49
3.55
3.59
3.79
3.87
3.61

3.5
3.55
3.52
3.43



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012

CO lbs

CO lbs

3.5
3.45
3.42
3.48
3.48
3.45
3.55
3.58
3.52

3.6
3.55

84.8

3.51
3.61
3.49
3.44
3.49
3.41
3.71
3.77
3.61
3.53
3.56
3.55
3.47

3.5
3.46
3.37
3.44
3.43
3.35
3.43
3.46
3.46
3.55
3.57

84.2



Maint

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
Maint
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.49
3.59
3.48

3.4
3.46
3.47
3.65
3.74
3.54

3.46
3.44
3.36
3.44

3.4
3.33

3.4
3.42
3.37
3.43
3.46
3.39
3.47
3.46

79.7

3.37
3.47
3.44
3.36
3.44
3.45
3.62

3.7
3.51
3.39
3.43
3.43

3.3
3.42
3.38
3.31
3.36



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.014
0.016
0.016
0.016
0.016
0.016
0.017
0.016
0.015
0.013
0.012
0.012
0.012
0.013

CO lbs
0.012
0.012
0.012
0.012

3.37
3.27
3.41
3.43
3.35
3.43

3.4

82

3.34
3.41

3.4
3.33
3.41
3.39
3.59
3.62
3.47
3.38
3.46
3.98
4.26
4.48
4.53

4.3

4.4
4.79
4.39
4.12
3.64
3.35

3.4
3.42

90.9

3.34

3.4
3.42
3.34



00C

CO Ib/mmBtu

0.012
0.012
0.012
00C
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.44
3.44
3.54

3.55
3.46
3.48
3.45
3.35

3.4
3.39
3.34
3.38
3.37
3.36
3.41
3.42
3.31
3.37
3.42

78.4

3.35
3.42
3.44
3.35
3.44
3.46
3.65
3.72
3.52
3.41
3.46
3.45
3.32
3.35
3.32
3.21
3.32
3.29
3.31
3.42
3.43



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.37
3.44
3.42

81.9

3.26
3.34
3.33

3.3
3.38
3.38
3.52
3.66
3.45
3.36
3.39
3.37
3.27
3.27
3.24
3.21
3.28
3.29

3.2
3.32
3.37
3.36
3.49
3.48

80.5

3.4
3.46
3.43

3.3
3.39
3.41
3.57
3.69



CO Ib/mmBtu

00C

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
00cC
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.012
0.012

3.51
3.38
3.43
3.25
3.05
3.11
3.06
2.99
3.07
3.05
2.99
3.09
3.13

3.02
3.06

77.8

3.03

3.1
3.07
3.01
3.05
3.08
3.21

3.39
3.24
3.32
3.31
3.28
3.35
3.35
3.28
3.36
3.36
3.33
3.46
3.45
3.38
3.47
3.48



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

75.4

3.42
3.5
3.5

3.38
3.5

3.46

3.31

3.67

3.53

3.39

3.45

3.42

3.34

3.39

3.39
3.3

3.38

3.32

3.28

3.39

3.41

3.29

3.38

3.39

81.8

3.33
3.39

3.4
3.34
3.39
3.41
3.26
3.63
3.49
3.34
3.41
3.38



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.29
3.32
3.33
3.26
3.32
3.28
3.21

33
3.33

33
3.39
3.39

80.5

3.33
3.41
3.44
3.38
3.43
3.45
3.31
3.67
3.51
3.38
3.43
3.41
3.29
3.34

3.3
3.24
3.31
3.35
3.31
3.38
3.39
3.37
3.44
3.43

81.3



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.012
0.012

3.35
3.44
3.44
3.37
3.46
3.46
3.31

3.7
3.53
3.39
3.42
3.37
3.25
3.32

33
3.23

33

3.3
3.25
3.38
3.38
3.33
3.39
3.41

81.1

3.32
3.39
3.39
3.34
3.44
3.43
3.62
3.68
3.52
3.41
3.41
3.12
3.17
2.97
3.26
3.15
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Down Down
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Down Down

Down Down
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CO Ib/mmBtu CO Ibs
Down Down
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Down Down



Down

CO Ib/mmBtu
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
OOR
OOR
Inval
Inval
OOR

CO Ib/mmBtu

0.058
0.017
0.015
0.014
0.013
0.013
0.013
0.012
0.013
0.013
0.013

Down

CO Ibs
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
Down
00cC

00cC

00cC

00cC

00C

CO lbs
00cC
00cC
00cC
00cC
00cC
00cC

3.74
3.78
3.59
3.45
3.49



CO Ib/mmBtu

0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.015

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.013
0.012
0.013

3.46
3.38
3.45
3.45
3.38
3.48
3.47
3.39
3.47
3.47
3.38
3.48
3.49

62.8

3.41
3.49
3.49

3.4
3.47
3.49
3.68
3.71
3.59
3.48
3.56
3.52
3.43
3.51
3.52
3.43
3.51
3.51
3.44
3.54
3.55
2.68

3.2
3.53

83.1



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.012
0.012

CO lbs
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.44
3.47
3.47

3.4
3.48
3.46
3.69
3.81
3.61
3.47

3.5
3.49
3.39
3.45
3.46
3.38
3.44
3.45
3.36
3.44
3.46
3.37
3.47
3.47

83.4

3.42
3.51
3.53
3.44
3.51
3.52
3.73
3.75

3.6
3.47
3.52

3.5
3.44
3.52
3.52



CO Ib/mmBtu

Cal

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012

3.42
3.5
3.5

3.41
3.5

3.51

3.43

3.54

3.56

84.4

3.62
3.64
3.62
3.51
3.62

3.6
3.78

4.4
3.84
3.67

3.7
3.68
3.59
3.65
3.65
3.59
3.66
3.65
3.55
3.59
3.64
3.55
3.64
3.63

88.1

3.55
3.67



CO Ib/mmBtu

0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.51
3.45
3.59

3.6
3.73
3.85
3.74
3.61
3.67
3.64
3.56
3.65
3.66

3.6
3.69
3.71

3.6
3.67
3.68
3.58
3.64
3.61

87.3

3.53
3.61
3.63
3.54
3.66
3.67

3.8
3.88
3.77
3.65

3.7
3.69
3.59
3.65
3.65
3.56
3.66
3.64
3.56



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012

3.63
3.65
3.58
3.66
3.69

87.7

3.55
3.66
3.66

3.6
3.68
3.69
3.82
3.89
3.77
3.63
3.69
3.66
3.61
3.69
3.68
3.58
3.66
3.63
3.54
3.61
3.61
3.54
3.64
3.64

87.7

3.57
3.65
3.64
3.58
3.65
3.64



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012

3.81
3.89
3.74
3.65
3.69
3.66
3.58
3.65
3.63
3.56
3.62
3.64
3.55
3.66
3.65
3.57
3.64
3.65

87.6

3.56
3.64
3.66

3.6
3.68
3.69
3.84
3.81
3.36
3.29
3.36
3.31
3.28
3.33

3.3
3.28
3.34
3.35
3.29
3.38
3.39
3.33
3.41



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.41

82.9

3.36
3.41

3.4
3.36
3.41
3.39
3.67
3.87
3.54
3.41
3.42
3.38
3.34
3.33
3.34
3.29
3.34
3.33
3.28
3.36
3.37
3.33
3.38
3.36

81.7

3.31
3.39

3.4
3.33
3.39
3.39
3.61

3.6
3.45
3.33



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.013

3.38
3.24
3.17
3.23
3.33
3.26

3.3
3.28
3.26
3.35
3.43
3.36
3.43
3.42

80.6

3.36
3.44
3.42
3.32
3.36
3.38
3.59
3.58
3.47
3.35
3.38
3.35
3.27
3.33
3.33
3.27
3.34
3.34
3.28
3.37
3.38
3.36
3.42
3.42

81.1



CO Ib/mmBtu

CO Ib/mmBtu

00oC

CO lbs
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

00cC
0.013
0.013
0.013
0.013
0.013
0.013

3.37
3.44
3.44
3.34
3.46
3.44
3.63
3.63
3.48
3.35
3.39
3.36
3.28
3.34
3.35
3.28
3.34
3.35
3.28
3.36
3.36
3.28
3.38
3.37

81.3

3.31
3.39
3.37

3.3
3.38
3.42

3.6

3.39
3.31

3.4
3.38
3.33
3.38



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013

3.39
3.32
3.41

3.4
3.34
3.43
3.45
3.36
3.48
3.45

78

3.42
3.46
3.46
3.41

3.5

3.5
3.72
3.72
3.56
3.44
3.48
3.44
3.36
3.44
3.46
3.39
3.45
3.46
3.39
3.49
3.48
3.38
3.48
3.48

83.4

3.42



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.45
3.47
3.41
3.48

3.5
3.71

3.7
3.56
3.42
3.47
3.46
3.46
3.49
3.47
3.38
3.44
3.45
3.36
3.47
3.48

3.4
3.49
3.52

83.5

3.48
3.53
3.54
3.43
3.52
3.52
3.71
3.74
3.57
3.41
3.45
3.42
3.35

3.4
3.39
3.32
3.38
3.38



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.012
0.012
0.012
0.013

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.013

CO Ibs
0.012
0.012
0.013
0.012
0.012

3.32
3.41
3.4
3.29
3.4
3.42

82.8

3.33
3.46
3.44
3.33

3.4
3.41
3.32

3.7
3.56
3.42
3.47
3.46
3.36
3.42
3.41
3.33

3.4
3.41
3.34
3.44
3.42
3.36
3.45
3.42

82.1

3.33
3.45
3.36
3.29
3.38



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.013

CO lbs
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.4
3.23
3.65
3.56
3.39
3.44
3.42
3.34
3.41
3.39
3.32

3.4
3.41
3.35
3.43
3.44
3.38
3.45
3.46

81.7

3.35
3.41

3.4
3.34
3.44
3.42
3.24
3.64
3.51
3.38
3.43
3.42
3.37
3.42
3.42
3.33

3.4
3.41
3.32
3.43
3.45
3.36



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013 00C
0.008
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013

CO Ibs
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.46
3.43

81.8

3.39
3.49
3.49
3.43
3.45

3.5
3.41

4.5
3.5
3.53
3.5
3.42
3.45
3.46
3.39
3.5
3.5
3.42
3.52
3.54
3.47
3.48
3.48

80.8

3.41
3.47
3.49
3.41

3.5
3.34
3.69
3.36
3.55



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.5
3.55
3.51
3.47
3.55
3.56
3.47
3.54
3.55

3.5
3.58
3.58
3.52
3.54
3.48

84.1

3.43
3.53
3.53
3.47
3.53
3.57
3.82
3.75
3.62
3.51
3.55
3.53
3.45
3.49
3.47
3.41
3.46
3.47
3.42
3.42
3.39
3.35
3.38

3.4

84



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.38
3.48
3.45
3.38
3.49
3.45
3.68
3.63
3.57
3.54
3.52
3.47
3.44
3.42
3.41
3.28
3.45
3.47
3.43
3.47
3.58
3.52
3.53
3.51

83.6

3.47
3.52
3.52
3.49
3.55
3.55
3.81
3.76
3.53
3.49
3.57
3.52
3.47



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.017
0.012
0.012
0.012
0.012
0.013

CO lbs

CO lbs

3.5
3.49
3.53
3.66
3.64
3.56
3.63

3.6
3.57
3.64
3.63

85.7

3.59
3.57
3.59
3.54
3.63
3.64
3.93
3.84

3.7
3.54
3.61
3.57
3.47
3.53
3.53
3.44

3.5
3.54
3.39

4.7
3.39
3.34
3.37
3.38

86.3



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.36
3.44
3.39
3.32
3.33
3.38
3.64

3.6
3.45
3.37
3.39
3.37
3.28
3.37
3.33
3.21

3.3
3.31
3.23
3.31
3.32
3.25
3.35
3.39

80.7

3.4
3.41
3.39
3.32
3.41

3.4
3.64
3.61
3.49
3.38
3.46

3.4
3.28
3.36
3.34
3.28
3.39



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.014
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012

3.39
3.34
3.44
3.44

3.4
3.45
3.44

81.9

3.33
3.39
3.42

3.3
3.35
3.35
3.59
3.61
3.51
3.36
3.45
3.36
3.41
3.45
3.44
3.32

3.4
3.43
3.37
3.53
3.54
3.37

3.4
3.44

82.1

3.39
3.46
3.39
3.28



CO Ib/mmBtu

0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.012
0.012

3.41
3.47
3.75
3.66
3.54
3.39
3.57
3.65
3.57
3.56
3.53
3.48
3.52
3.55
3.37
3.47
3.47
3.41
3.48
3.54

83.9

3.48

3.5
3.47
3.42
3.43
3.41
3.82
3.64
3.47

3.4
3.51
3.45
3.37
3.43
3.45
3.38
3.43
3.54
3.42
3.59
3.61



CO Ib/mmBtu

0o0cC
0o0cC
0o0cC
Cal
Cal

CO Ib/mmBtu

0.012
0.012
0.012
0.013

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.013

3.53
3.6
3.62

84

3.54
3.58
3.55
3.51
3.59
3.56
3.82
4.54
4.48
4.35

4.4
4.44
3.59
3.58
3.51
3.45
3.66
3.63
3.55
3.64
3.64
3.57
3.66
3.66

90.5

3.59
3.64
3.68
3.58
3.67
3.68
3.92
3.88



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013

CO Ibs
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012

3.75
3.93
3.71
3.66
3.57
3.59

3.6
3.55
3.62
3.61
3.55
3.63
3.63
3.59
3.65

3.6

87.9

3.56
3.63
3.62
3.59
3.69
3.71
3.93
3.89

3.7
3.59
3.69
3.59
3.46

3.5
3.53
3.47

3.5

3.5
3.46
3.53
3.55
3.48
3.62
3.61



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.013

CO lbs
0.012
0.013
0.013
0.012
0.012
0.013
0.013
0.012
0.012
0.013
0.012
0.012

86.4

3.64
3.66
3.65
3.59
3.65
3.64
3.88
3.87
3.71
3.49

3.6
3.53
3.47
3.47
3.47
3.33
3.41
3.44
3.42
3.42
3.39
3.36
3.44
3.49

85

3.53
3.42
3.43
3.41
3.46
3.55

3.7

3.7
3.55
3.41
3.45
3.42



CO Ib/mmBtu

0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.016
0.012
0.012

CO Ibs
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.013

3.41
3.45
3.46
3.36
3.44
3.44
3.33
3.43
3.47

3.4
3.85
3.48

83.6

3.43
3.49
3.46
3.38
3.43
3.48
3.69

3.7
3.53
3.43
3.48
3.45
3.35
3.41

3.4
3.32

3.4
3.41
3.34
3.41
3.43
3.35
3.45
3.46

82.7



CO Ib/mmBtu

Down
Down
Down
Down
Down

CO Ib/mmBtu
Down
Down
Down
Down
Down
Down
DCal
DCal
Down
Down
Down
Down
Down
Down
Down
Down

0.013
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013

0.012

CO lbs

Down
Down
Down
Down
Down

CO lbs
Down
Down
Down
Down
Down
Down
DCal

DCal

Down
Down
Down
Down
Down
Down
Down
Down

3.37
3.47
3.47
3.39
3.48
3.47
3.73
3.65
3.39
3.32

3.4
3.38
3.26

3.4
3.41
3.39
3.45
3.44
2.75

64.6



Down Down

Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Maint Maint
Maint Maint
Maint Maint
Maint

Maint
CO Ib/mmBtu CO Ibs
Maint Maint
Maint Maint

Maint Maint



Maint

CO Ib/mmBtu

Maint
0.014
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.015
0.013
0.013
0.013
0.013

2.58
2.96
3.38
3.64
3.55
3.59
3.56
3.45
3.54
3.43
3.35
3.39
3.43
3.45
3.52
3.54
3.41
3.42
3.47

3.4

68.1

3.48

3.5
3.48
3.49

3.5
3.39
3.44
3.66
3.52
3.52
3.48

3.4
3.43
3.42
3.35
3.25
3.39
3.34
3.46
3.47



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013

CO Ibs

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013

0.06
0.013
0.013
0.013
0.015

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.4
3.48
3.49
3.43

82.8

3.49
3.49
3.39
3.47
3.47
3.42
3.54
3.77
3.48
3.54
3.47

3.4
3.49
3.48

3.4
3.48
3.47

3.4
3.48
3.49
9.32
3.64
3.59
3.53

89.7

3.61
3.62
3.54

3.6
3.61
3.57
3.63



00oC

CO Ib/mmBtu

00oC

00C
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.014
0.015
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.012
0.013
0.013
0.013
0.013
00cC
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.38
3.49
3.48
3.36
3.43
3.43
3.33
3.44
3.49
3.42
3.39
3.44

3.4
3.47
3.49

3.4

80

3.51
3.54
3.43

3.5
3.44
3.38

3.8

3.53
3.29
3.27
3.24

33
3.28
3.24
3.29
3.36

3.3
3.42
3.45
3.39
3.52
3.52
3.43



CO Ib/mmBtu

Maint

CO Ib/mmBtu

0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
Maint
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

78.4

3.57

3.5
3.39
3.47
3.47
3.36

3.7
3.68
3.87

3.53
3.24
3.35
3.39
3.35
3.53
3.53
3.34

3.4
3.43
3.33
3.43
3.43
3.36

79.7

3.46
3.43
3.36

3.4
3.42
3.36
3.81
3.65
3.45
3.47
3.41



CO Ib/mmBtu

0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012

3.3

3.4
3.36
3.29
3.14

33
3.25
3.36
3.36
3.31
3.38
3.38
3.34

81.4

3.43
3.41

33
3.38
3.35
3.28
3.72
3.59
3.42
3.46

3.4
3.27

3.4
3.35
3.15
3.21
3.21
3.16
3.27
3.28
3.18
3.28

33
3.25

80.1



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012

3.36
3.36

3.3
3.38
3.39
3.33
3.71
3.58
3.37
3.39
3.38
3.22

3.3
3.32
3.46
3.52
3.49
3.39
3.48
3.51
3.44
3.51
3.51
3.44

82.1

3.5
3.53
3.48
3.55
3.53
3.45
3.92

3.8
3.56
3.56
3.54
3.48
3.52
3.47

3.3



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.013

CO lbs
0.013
0.013

3.35
3.34
3.41
3.56
3.49

3.4
3.46

3.5
3.42

84.1

3.5
3.56
3.41
3.49

3.5
3.38
3.76
3.68
3.49
3.59
3.55
3.46
3.54
3.58
3.46
3.52
3.52
3.45
3.57
3.59
3.52
3.59
3.58
3.48

84.8

3.57
3.59



CO Ib/mmBtu

00C

0.012
0.013
0.014
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO Ibs
0.013
0.013
0.013
0.013
0.013
0.013
0.013

0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.5
3.57
3.98
3.45
3.92
3.72
3.48
3.49
3.48

3.4
3.46
3.42

3.3
3.41
3.51
3.37
3.48
3.47
3.44
3.41
3.43

3.4

84.3

3.53
3.48
3.42
3.45
3.48
3.44
3.91
4.71
4.01
3.67
3.64
3.59
3.53

3.5
3.47
3.56
3.56
3.48
3.55



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.012
0.012
0.013
0.012

3.56

3.5
3.47
3.46
3.38

86.4

3.48
3.43
3.37
3.43
3.42

3.4
3.77
3.71
3.44
3.45
3.41
3.32
3.44
3.44
3.37
3.46
3.48
3.39
3.44
3.42

3.4
3.46
3.48
3.45

82.9

3.48
3.41
3.37
3.43
3.48
3.41



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.64
3.56
3.43
3.44
3.39
3.32
3.45
3.49
3.41
3.45
3.47
3.46
3.47

3.5

3.5
3.57
3.51
3.41

83.1

3.47
3.51
3.36
3.38
3.41
3.36
3.71

3.6
3.47

3.5
3.49
3.34
3.39
3.37
3.29
3.39
3.44
3.34
3.41
3.41
3.45
3.54

3.5



CO Ib/mmBtu

CO Ib/mmBtu

0.013
0.013

CO lbs
0.012
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.013

CO lbs
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013

3.47

82.6

3.48
3.47
3.41
3.38
3.38
3.23
3.51
3.48

3.4

3.4
3.36
3.28
3.43
3.41
3.31
3.31

33
3.37
3.42
3.44
3.47
3.52
3.52
3.44

81.7

3.47
3.49
3.24
3.35
3.31
3.22
3.54
3.45
3.33
3.33



CO Ib/mmBtu

0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.012
0.013

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.012
0.012
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

3.31
3.32
3.41
3.36
3.28
3.33
3.38
3.27
3.36
3.38

3.4
3.56
3.53
3.39

81

3.42
3.37
3.35
3.45
3.37
3.24
3.57
3.51
3.32
3.38
3.37
3.26
3.29
3.25
3.18
3.24
3.28
3.26
3.38
3.44
3.34
3.39
3.42
3.38

80.5



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013
0.013

CO lbs
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.013
0.012
0.013
0.012
0.013
0.013

3.47
3.48
3.42

3.5

3.5
3.39
3.84
3.62
3.52

3.5
3.44

3.3
3.34
3.34
3.23
3.29
3.32
3.32
3.45
3.45
3.38
3.42
3.39
3.29

82.2

3.37
3.37
3.27
3.34
3.39
3.31
3.73
3.68
3.58
3.88
3.62
3.49
3.53
3.53



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.013
0.012
0.013
0.014
0.013
0.012
0.012
0.012
0.013

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012

3.43
3.51
3.54
3.44
3.51

33
3.19
3.36
3.43
3.37

83.2

3.4
3.38
3.23
3.31

3.3
3.16
3.55
3.46
3.31
3.36
3.36
3.31
3.39
3.41

3.2

33
3.45
3.38
3.39
3.36
3.27
3.35
3.36
3.25

80.2

3.31



CO Ib/mmBtu

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012

0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.016

CO lbs

Down
Down
Down
Down
Down
Down
Down
Down
Down
Down

3.24
3.28
3.41
3.46
3.34
3.73
3.56
3.23
3.28
3.23
3.17
3.28
3.29
3.23

3.2
3.23
3.22

33

3.3
3.23
3.47
3.47
3.29

79.8

3.41
3.41
3.42
3.51
3.49

3.4
3.82
3.42



Down Down

Down Down
Down Down
Down Down
Down Down
Down Down
0.013
27.9

CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
DCal DCal
DCal DCal
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down Down
Down

Down
CO Ib/mmBtu CO Ibs
Down Down
Down Down
Down Down
Down Down

Down Down



Down Down

DCal DCal

DCal DCal

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down Down

Down

Down

CO Ib/mmBtu CO Ibs

Down Down

Down Down

Down Down

Inval 0o0cC

Inval 00cC

Inval 0o0cC

Inval 00cC

Inval 17.05

Inval 13.79
0.136 6.5

Inval Inval
0.081 10.11
0.013 3.3
0.012 3.39
0.012 3.3
0.012 3.32
0.012 3.29
0.012 3.14
0.012 3.27
0.012 3.2
0.012 3.16

0.012 3.21



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.026

CO lbs
0.012
0.012
0.017
0.013
0.012
0.012
0.012
0.016
0.013
0.013
0.014
0.015
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013

CO Ibs
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.013
0.012

3.23
3.19

86.5

3.29
3.31
3.55
3.18
3.11
3.08
3.48
3.12
3.43
3.75
2.94
1.83
2.99
3.22
3.18
3.24
3.26
3.19
3.25
3.25
3.13
3.18
3.21

3.2

76.4

3.27
3.28
3.26
3.37
3.35
3.29
3.68
3.55
3.28



CO Ib/mmBtu

0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012

CO lbs
0.015
0.015
0.015
0.015
0.015
0.015
0.015
0.015
0.014
0.013
0.012
0.013
0.013
0.013
0.013
0.014
0.016
0.013
0.013
0.012
0.013
0.012
0.013
0.013
0.014

3.24
3.22
3.15
3.22
3.25
3.15
3.21
3.21
3.03
3.11
3.14
3.11
3.21
3.09
1.61

76.3

1.54
1.55
1.54
1.57
1.58
1.75
2.04
1.97
2.14
3.24
3.31
3.24
3.27
3.25
3.15

2.4
1.61
2.66
3.34
3.35
3.16
3.19
3.21
3.18

61.2



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.013
0.013
0.013
0.012
0.013
0.013
0.012
0.012
0.013
0.012
0.012
0.013
0.012
0.013
0.012
0.012
0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.25
3.26
3.31
3.46
3.43
3.27
3.57
3.48
3.25
3.27
3.24
3.12
3.11
3.12
3.13
3.23
3.21
3.14
3.12
3.14
3.06
3.08
3.08

77.3

3.05
3.07
3.04

3.1

3.1
3.06
3.44
3.34
3.31
3.03
3.04
3.01
3.08



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.013
0.013
0.013
0.013
0.012
0.012

CO lbs

CO lbs

3.07
3.08
3.18

3.2
3.02
3.06
3.07
3.07
3.16
3.15
3.05

74.8

3.09
3.07

3.1
3.21
3.26
3.11
3.48
3.29
3.02
3.01
2.93
2.94
3.02
3.06
2.89
2.95
2.96
3.07
3.17
3.19
3.07
3.08
3.09
2.92

74



CO Ib/mmBtu

0.013
0.013
0.012
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.013
0.013
0.013
0.013
0.013
0.012
0.013
0.012
0.012
0.012

291
2.92
2.97
3.03
3.04
3.02

3.4
3.29
3.02
2.99
2.99
2.96
3.13
3.16
3.01
2.97
2.95
2.86
2.96
2.89
2.97
3.12
3.12
3.06

72.7

3.13
3.08
3.01
3.11
3.18
3.07
3.33
3.32
3.09
3.06
3.07
3.04

3.2
3.07

3.1
3.1



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.013
0.013
0.012
0.012

CO lbs
0.012
0.013
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.013
0.012

3.12
3.18
3.17
3.07
3.14
3.07
2.99

74.7

3.16
3.21
3.09
3.16

3.1
3.07
3.37
3.28
3.02
3.07
3.05

3.1
3.28
3.22
3.07
3.14
3.16
3.09
3.12

3.1
3.02
3.12
3.15
3.16

75.3

3.28
3.28
3.19
3.25



CO Ib/mmBtu

0.013
0.012
0.013
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.17

3.1
3.44
3.39
3.12
3.21
3.14
3.16
3.36
3.28

3.1
3.12
3.12
3.07
3.15
3.13
3.02
3.17
3.08
3.03

76.4

3.06
3.03

3.1
3.21
3.24

3.1
3.43
3.35
3.08
3.12
3.14
3.06

3.1

3.1
3.11
3.21
3.23
3.17
3.19
3.15
3.07



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.014
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.014
0.013
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.16
3.16
2.98

75.6

3.11

3.1
3.01
3.12

3.1
3.05
3.47

3.4

3.2
3.25
3.26
3.28
3.36
3.29
3.04
3.09
3.11
3.14
3.19
3.21
2.99
2.86
291
3.03

75.6

3.15
3.14
3.11
3.2
3.17
3.1
3.5
3.41



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.15
3.14
3.15
3.04
3.15
3.15
3.08
3.13
3.11
3.03
3.14

3.1
3.03
3.08
3.05
2.96

75.3

3.07
3.06
3.08
3.19
3.15
3.16
3.52
3.46
3.21
3.21

3.2
3.11
3.22
3.18

3.1
3.15
3.11
3.16
3.21
3.21
3.11
3.18
3.19
2.97



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

76.2

3.14
3.12
2.99
3.03
3.03
2.97
3.36
3.28
3.12
3.16
3.12
2.99
3.03
3.07

3.07
3.09
3.01
3.09
3.16
3.05
3.16
3.14
3.09

74.3

3.29

3.2
3.16
3.23
3.23
3.05
3.46
3.36
3.11
3.13
3.11
3.07



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.016
0.012
0.012
0.012

CO Ibs
0.012
0.015
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.2
3.18
3.06
3.14

3.1
3.01
3.12
3.12

2.84
3.09
3.03

75.3

3.04
2.97
3.16
3.16
3.14
3.09
3.41
3.49
3.31
3.26

3.3
3.22
3.21

3.2
3.19

3.2
3.21
3.06
3.22

3.2
3.15
3.26

3.4
3.36

77.2



CO Ib/mmBtu

CO Ib/mmBtu

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.43

3.4
3.18
3.17
3.21

3.1
3.36
3.37
3.29
3.29
3.38
3.26
3.37
3.24
3.15
3.22
3.18
3.09
3.17
3.16

3.1
3.22
3.24
3.08

77.7

3.14
3.13
3.05
3.08
3.09
3.07
3.11
3.27
2.98
3.04
3.08
2.92
3.02
3.08
3.01
3.08



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012

3.05
3.11
3.19
3.14
3.11
3.14
3.15
3.15

74.2

3.3
3.21
3.19
3.02
3.27
3.25
3.26
3.39
3.22
3.25
3.25

3.1
3.13
3.12
3.08
3.13
3.09
3.02
3.13
3.09
3.02
3.06
3.07
3.05

75.7

3.21
3.17
3.07



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.018

0.02
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.12

3.1
3.09
3.23
3.39
3.22
2.92
3.33
3.25
3.21

3.2
3.11
3.08
3.09
3.11
3.25
3.21
3.13

3.2
3.23

3.2

76.1

3.41
3.23
3.11
3.19
3.19
3.09
3.26
3.37
3.18

3.2
3.18
3.24
3.23

3.2
3.14
3.12
3.09
3.15
3.28

3.2



CO Ib/mmBtu

CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.015
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.11
3.18

3.2
3.13

76.7

3.25
3.17
3.16
3.25
3.26
3.11
3.58
3.43
3.26
3.24
3.22
3.12
291
3.14

3.1
3.23
3.24

3.1
3.16
3.18
3.01
3.11
3.17
3.05

76.5

3.19

3.1
2.99
3.08
3.11
3.04
3.58



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.013
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.015
0.017
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

3.44
3.15
3.13
3.17
3.09
3.15
3.16
3.08
3.16

3.1
3.01
3.07
3.08
3.08
3.25
3.21
2.99

75.4

3.03
3.05
2.96
3.02
3.02
2.99
3.24
3.12
2.78
2.58
2.29

3.19
3.16
3.04
3.15
3.16
3.03
3.07

3.1
3.08
3.14
3.11
3.16



CO Ib/mmBtu

CO Ib/mmBtu

0.012

CO Ibs
0.012
0.012
0.012
0.012
0.012
0.015
0.014
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

72.5

3.11
3.12
3.01
3.08
3.08
2.03
2.61
3.42
3.06
3.04

2.99
3.07
3.05
3.04
3.13
3.14
2.97
3.04

2.98

3.1
3.12
3.06

72.3

3.09
3.11
3.04
3.11
3.03
3.02
3.52
3.34
3.04
3.03
2.97



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs
0.012
0.013
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

2.93
3.04
3.19
3.07

3.1
3.11
3.08
3.22
3.24
3.17

3.2
3.18
3.13

75

3.32
3.33
3.29
3.42
3.38
3.33
3.71
3.56
3.28
3.12
3.04

3.1
3.34
3.27

3.1
3.18
3.14

3.1
3.24
3.17
3.07
3.15
3.18
3.14

78



CO Ib/mmBtu

0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012
0.012

CO lbs

3.27
3.22
3.07

3.2
3.19
2.95
3.45
3.27
3.07
3.16
3.16
3.14
3.41

3.2
3.05
3.17
3.12
3.05
3.14
3.16
3.07
3.21
3.25
3.12

76.1
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